
 
ellison-auxier architects, inc.  
924 francis, st. joseph, mo 64501 

816-233-8003  

 fax 233-7793 

www.ellison-auxier.com 

 

PROJECT MANUAL 

 

 

High School Gas Line Replacement 
 

SAVANNAH R-3 

SCHOOL DISTRICT 
 

408 West Market Street 

Savannah, MO 64485 

 
 

 
April 2022 

                              

 

 

 
Set No. 

http://www.ellison-auxier.com/


9619 / Savannah High School -
Gas Line Replacment

00 0110 - 1 Table of Contents

SECTION 00 0110
TABLE OF CONTENTS

PROJECT INDEX
PROCUREMENT AND CONTRACTING REQUIREMENTS
2.01 DIVISION 00 -- PROCUREMENT AND CONTRACTING REQUIREMENTS  

A. 00 0110 - Table of Contents
B. 00 1113 - Advertisement for Bids
C. AIA A701 Instructions to Bidders
D. 00 4100 - Bid Form
E. AIA A310 Bid Bond
F. Work Authorization Affidavit
G. Prevailing Wage Project Information
H. E-Verify Memorandum
I. MDLS - Annual Wage Rates Order No. 28
J. 00 5000 - Contracting Forms and Supplements
K. AIA A312 - Payment Bond
L. AIA A312 - Performance Bond
M. AIA A201 - General Conditions
N. 00 7300 - Supplementary Conditions
O. 00 7310 - Special Conditions

SPECIFICATIONS
3.01 DIVISION 01 -- GENERAL REQUIREMENTS  

A. 01 1000 - Summary
B. 01 2000 - Price and Payment Procedures
C. 01 3000 - Administrative Requirements
D. 01 4000 - Quality Requirements
E. 01 5000 - Temporary Facilities and Controls
F. 01 6000 - Product Requirements
G. 01 6116 - Volatile Organic Compound (VOC) Content Restrictions
H. 01 7000 - Execution and Closeout Requirements
I. 01 7800 - Closeout Submittals
J. 01 7900 - Demonstration and Training

3.02 DIVISION 02 -- EXISTING CONDITIONS  
A. 02 4100 - Demolition

3.03 DIVISION 09 -- FINISHES  
A. 09 9113 - Exterior Painting

3.04 DIVISION 22 -- PLUMBING  (ON THE DRAWINGS)
END OF SECTION



9619 / Savannah High School -
Gas Line Replacment

00 1113 - 1 Advertisement for Bids

SECTION 00 1113
ADVERTISEMENT FOR BIDS

FROM:
1.01 THE OWNER (HEREINAFTER REFERRED TO AS OWNER ):

A. Savannah R-III School District
B. 408 W. Market Street
C. Savannah, MO 64485

1.02 AND THE ARCHITECT (HEREINAFTER REFERRED TO AS ARCHITECT ):
A. Ellison - Auxier Architects, Inc.
B. 924 Francis Street
C. Saint Joseph, Missouri  64501

1.03 DATE: APRIL 21, 2022
1.04 TO:  POTENTIAL BIDDERS

A. Your firm is invited to submit an offer under seal to Owner for renovation to a facility located at
701 State Rt. E, Savannah, MO 64485 before 2:00 pm local standard time on the 5th day of
May, 2022, for the following project: Bids shall be delivered to the District Office.

B. Project: Savannah High School - Gas Line Replacment
C. Copies of plans and specifications can be seen or obtained for a refundable deposit of $100.00

at the office of Ellison - Auxier Architects, Inc., 924 Francis Street, St. Joseph, MO 64501.;
electronic files are available upon request.

D. Bidders will be required to provide Bid security in the form of a Bid Bond of a sum no less than
5 percent of the Bid Amount.

E. Submit your offer on the Bid Form provided.  Bidders may supplement this form as appropriate.
F. Your offer will be required to be submitted under a condition of irrevocability for a period of 45

days after submission.
G. The Owner reserves the right to accept or reject any or all offers.

END OF SECTION
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SECTION 00 4100
BID FORM

THE PROJECT AND THE PARTIES
1.01 TO:

A. Owner
​SAVANNAH R-III SCHOOL DISTRICT ​
​408 W. MARKET STREET ​
​SAVANNAH, MO 64485 ​

1.02 FOR:
A. Project:  Savannah High School - Gas Line Replacment

1.03 DATE: ______________ (BIDDER TO ENTER DATE)
1.04 SUBMITTED BY:  (BIDDER TO ENTER NAME AND ADDRESS)

A. Bidder's Full Name _________________________
1. Address _________________________
2. City, State, Zip_________________________

1.05 OFFER
A. Having examined the Place of The Work and all matters referred to in the Instructions to

Bidders and the Bid Documents prepared by Ellison - Auxier Architects, Inc. for the above
mentioned project, we, the undersigned, hereby offer to enter into a Contract to perform the
Work for the Sum of:

B. _________________________________________________________
_________________________________________________________  dollars
($________________________)), in lawful money of the United States of America.

C. We have included the required security deposit as required by the Instruction to Bidders.
1.06 ACCEPTANCE

A. This offer shall be open to acceptance and is irrevocable for thirty days from the bid closing
date.

B. If this bid is accepted by Owner within the time period stated above, we will:
1. Execute the Agreement within seven days of receipt of Notice of Award.
2. Furnish the required bonds within seven days of receipt of Notice of Award.
3. Commence work within seven days after written Notice to Proceed of this bid.

C. If this bid is accepted within the time stated, and we fail to commence the Work or we fail to
provide the required Bond(s), the security deposit shall be forfeited as damages to Owner by
reason of our failure, limited in amount to the lesser of the face value of the security deposit or
the difference between this bid and the bid upon which a Contract is signed.

D. We agree that by submitting this proposal we are agreeing to all terms and conditions
contained within the Bidding Documents, including those related to contractual obligations. We
further agree that any exception made to, or attempt to change, these terms and conditions will
be considered a material deviation and shall be grounds for rejection of this proposal, at the
Owner's sole discretion.

E. In the event our bid is not accepted within the time stated above, the required security deposit
shall be returned to the undersigned, in accordance with the provisions of the Instructions to
Bidders; unless a mutually satisfactory arrangement is made for its retention and validity for an
extended period of time.

1.07 CONTRACT TIME
A. If this Bid is accepted, we will:
B. Substantially Complete the Work by the ​5th ​ day of ​Aught, 2022 ​.
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1.08 CHANGES TO THE WORK
A. When Architect establishes that the method of valuation for Changes in the Work will be net

cost plus a percentage fee in accordance with General Conditions, our percentage fee will be:
1. Five percent (5%) overhead and profit on the net cost of our own Work;
2. Five percent (5%) on the cost of work done by any Subcontractor.

B. On work deleted from the Contract, our credit to Owner shall be Architect-approved net cost
plus all of the overhead and profit percentage noted above.

1.09 ADDENDA
A. The following Addenda have been received.  The modifications to the Bid Documents noted

below have been considered and all costs are included in the Bid Sum.
1. Addendum # _______ Dated ________________.
2. Addendum # _______ Dated ________________.
3. Addendum # _______ Dated ________________.
4. Addendum # _______ Dated ________________.

1.10 BID FORM SUPPLEMENTS
A. We agree to submit the following Supplements to Bid Forms within 24 hours after submission of

this bid for additional bid information:
1. Document 00 4336:  Include the names of all Subcontractors and the portions of the Work

they will perform.
2. AIA G703 - Proposed Schedule of Values Form identifies the Bid Price/Sum segmented

into portions as requested.
1.11 BID FORM SIGNATURE(S)

A. The Corporate Seal of
B. ____________________________________________
C. (Bidder - print the full name of your firm)
D. was hereunto affixed in the presence of:
E. ____________________________________________
F. (Authorized signing officer, Title)
G. (Seal)
H. ____________________________________________
I. (Authorized signing officer, Title)

1.12 IF THE BID IS A JOINT VENTURE OR PARTNERSHIP, ADD ADDITIONAL FORMS OF
EXECUTION FOR EACH MEMBER OF THE JOINT VENTURE IN THE APPROPRIATE FORM
OR FORMS AS ABOVE.

END OF SECTION











SAVANNAH R-3 SCHOOL DISTRICT 
WORK AUTHORIZATION AFFIDAVIT 

PURSUANT TO R.S.Mo. §285.530 
(For all bids in excess of $5,000.00) 

Effective 1/1/09 

State of Missouri  ) 
    )ss 
County of Andrew  ) 

Comes now ________________________________ (Name of Business Entity Authorized Representative) as 

_____________________ (Position/Title) first being duly sworn on my oath, affirm 

__________________________ (Business Entity Name) is enrolled and will continue to participate in the E-

Verify federal work authorization program with respect to employees hired after enrollment in the program who 

are proposed to work in connection with the services related to contract(s) with the State of Missouri for the 

duration of the contract(s), if awarded in accordance with subsection 2 of section 285.530, RSMo.  I also affirm 

that ____________________________ (Business Entity Name) does not and will not knowingly employ a person 

who is an unauthorized alien in connection with the contracted services provided under the contract(s) for the 

duration of the contract(s), if awarded. 

In Affirmation thereof, the facts stated above are true and correct.  (The undersigned understands that false 

statements made in this filing are subject to the penalties provided under section 575.040, RSMo.) 

  
 

Authorized Representative’s Signature  Printed Name 
   
   

Title 
 
 

 Date 
 
 

E-Mail Address  E-Verify Company ID Number 
 

Subscribed and sworn to before me this _____________ of ___________________.  I am 
       (DAY) 

 
(MONTH, YEAR) 

commissioned as a notary public within the County of _____________________, State of  
        (NAME OF COUNTY) 

_______________________, and my commission expires on _________________. 

 
(NAME OF STATE)      (DATE) 

 
 

  

Signature of Notary  Date 

 



PREVAILING WAGE PROJECT INFORMATION 

 

 

TO:   ALL BIDDERS  

 

FROM:            SAVANNAH R-3 SCHOOL DISTRICT 

 

DATE:    April 7, 2022 

 

RE:   ADDITIONAL BID SUBMISSION REQUIREMENTS 

 

 

Please review Missouri statute, 285.530 RSMo, regarding employment of unauthorized 

aliens. Pursuant to RSMo 285.530 (1), No business entity or employer shall knowingly 

employ, hire for employment, or continue to employ an unauthorized alien to perform work 

within the State of Missouri, and (2), the bidder must affirm its enrollment and participation 

in a federal work authorization program with respect to the employees proposed to work in 

connection with the services requested herein by: 

 

Submitting a completed, notarized copy of AFFIDAVIT OF WORK AUTHORIZATION 

(attached) and, 

 

Providing documentation affirming the bidder’s enrollment and participation in a federal 

work authorization program (see below) with respect to the employees proposed to work in 

connection with the services requested herein. 

 

A copy of RSMo 285.530 can be viewed in its entirety at: 

 

 

http://www.moga.mo.gov/statutes/C200-299/2850000530.HTM 

 

 

E-Verify is an example of a federal work authorization program.  Acceptable enrollment and 

participation documentation consists of completed copy of the E-Verify Memorandum of 

Understanding (MOU).  A sample of the MOU is included.   For vendors that are not already 

enrolled and participating in a federal work authorization program, E-Verify is available at: 

 

http://www.dhs.gov/files/programs/gc_1185221678150.shtm 

 

The successful bidder will be required to submit a notarized Affidavit of Work Authorization 

and the completed MOU signature pages (the last three pages) with their bid.  A bid that 

does not include these items will be deemed Non-responsive. 

 

 

 

 

 

 

 

 

 

http://www.moga.mo.gov/statutes/C200-299/2850000530.HTM
http://www.dhs.gov/files/programs/gc_1185221678150.shtm
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THE E-VERIFY  
MEMORANDUM OF UNDERSTANDING 

FOR EMPLOYERS  
 

ARTICLE I  
PURPOSE AND AUTHORITY  

The parties to this agreement are the Department of Homeland Security (DHS) and the 
_____________________ (Employer).  The purpose of this agreement is to set forth terms and 
conditions which the Employer will follow while participating in E-Verify. 

 

   

E-Verify is a program that electronically confirms an employee’s eligibility to work in the United States 
after completion of Form I-9, Employment Eligibility Verification (Form I-9). This Memorandum of 
Understanding (MOU) explains certain features of the E-Verify program and describes specific 
responsibilities of the Employer, the Social Security Administration (SSA), and DHS.   

Authority for the E-Verify program is found in Title IV, Subtitle A, of the Illegal Immigration Reform and 
Immigrant Responsibility Act of 1996 (IIRIRA), Pub. L. 104-208, 110 Stat. 3009, as amended (8 U.S.C. 
§ 1324a note). The Federal Acquisition Regulation (FAR) Subpart 22.18, “Employment Eligibility 
Verification” and Executive Order 12989, as amended, provide authority for Federal contractors and 
subcontractors (Federal contractor) to use E-Verify to verify the employment eligibility of certain 
employees working on Federal contracts.  

 
ARTICLE II  

RESPONSIBILITIES 

A. RESPONSIBILITIES OF THE EMPLOYER  

1.  The Employer agrees to display the following notices supplied by DHS in a prominent place that is 
clearly visible to prospective employees and all employees who are to be verified through the system: 

a. Notice of E-Verify Participation  

b. Notice of Right to Work 

2.  The Employer agrees to provide to the SSA and DHS the names, titles, addresses, and telephone 
numbers of the Employer representatives to be contacted about E-Verify.  The Employer also agrees to 
keep such information current by providing updated information to SSA and DHS whenever the 
representatives’ contact information changes.  

3.  The Employer agrees to grant E-Verify access only to current employees who need E-Verify access.  
Employers must promptly terminate an employee’s E-Verify access if the employer is separated from 
the company or no longer needs access to E-Verify.   
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4.  The Employer agrees to become familiar with and comply with the most recent version of the 
E-Verify User Manual.  

5.  The Employer agrees that any Employer Representative who will create E-Verify cases will 
complete the E-Verify Tutorial before that individual creates any cases.  

a. The Employer agrees that all Employer representatives will take the refresher tutorials when 
prompted by E-Verify in order to continue using E-Verify.  Failure to complete a refresher tutorial 
will prevent the Employer Representative from continued use of E-Verify.   

6. The Employer agrees to comply with current Form I-9 procedures, with two exceptions:  

a. If an employee presents a "List B" identity document, the Employer agrees to only accept "List 
B" documents that contain a photo. (List B documents identified in 8 C.F.R. § 274a.2(b)(1)(B)) can 
be presented during the Form I-9 process to establish identity.) If an employee objects to the photo 
requirement for religious reasons, the Employer should contact E-Verify at  
888-464-4218.  

b. If an employee presents a DHS Form I-551 (Permanent Resident Card), Form I-766 
(Employment Authorization Document), or U.S. Passport or Passport Card to complete Form I-9, 
the Employer agrees to make a photocopy of the document and to retain the photocopy with the 
employee’s Form I-9. The Employer will use the photocopy to verify the photo and to assist DHS 
with its review of photo mismatches that employees contest.  DHS may in the future designate 
other documents that activate the photo screening tool. 

Note: Subject only to the exceptions noted previously in this paragraph, employees still retain the right 
to present any List A, or List B and List C, document(s) to complete the Form I-9.  

7.  The Employer agrees to record the case verification number on the employee's Form I-9 or to print 
the screen containing the case verification number and attach it to the employee's Form I-9.  

8.  The Employer agrees that, although it participates in E-Verify, the Employer has a responsibility to 
complete, retain, and make available for inspection Forms I-9 that relate to its employees, or from other 
requirements of applicable regulations or laws, including the obligation to comply with the 
antidiscrimination requirements of section 274B of the INA with respect to Form I-9 procedures.  

a. The following modified requirements are the only exceptions to an Employer’s obligation to not 
employ unauthorized workers and comply with the anti-discrimination provision of the INA: (1) List B 
identity documents must have photos, as described in paragraph 6 above; (2) When an Employer 
confirms the identity and employment eligibility of newly hired employee using E-Verify procedures, 
the Employer establishes a rebuttable presumption that it has not violated section 274A(a)(1)(A) of 
the Immigration and Nationality Act (INA) with respect to the hiring of that employee; (3) If the 
Employer receives a final nonconfirmation for an employee, but continues to employ that person, 
the Employer must notify DHS and the Employer is subject to a civil money penalty between $550 
and $1,100 for each failure to notify DHS of continued employment following a final 
nonconfirmation; (4) If the Employer continues to employ an employee after receiving a final 
nonconfirmation, then the Employer is subject to a rebuttable presumption that it has knowingly 
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employed an unauthorized alien in violation of section 274A(a)(1)(A); and (5) no E-Verify participant 
is civilly or criminally liable under any law for any action taken in good faith based on information 
provided through the E-Verify.  

b. DHS reserves the right to conduct Form I-9 compliance inspections, as well as any other 
enforcement or compliance activity authorized by law, including site visits, to ensure proper use of 
E-Verify.  

9.  The Employer is strictly prohibited from creating an E-Verify case before the employee has been 
hired, meaning that a firm offer of employment was extended and accepted and Form I-9 was 
completed.  The Employer agrees to create an E-Verify case for new employees within three Employer 
business days after each employee has been hired (after both Sections 1 and 2 of Form I-9 have been 
completed), and to complete as many steps of the E-Verify process as are necessary according to the 
E-Verify User Manual. If E-Verify is temporarily unavailable, the three-day time period will be extended 
until it is again operational in order to accommodate the Employer's attempting, in good faith, to make 
inquiries during the period of unavailability.  

10.  The Employer agrees not to use E-Verify for pre-employment screening of job applicants, in 
support of any unlawful employment practice, or for any other use that this MOU or the E-Verify User 
Manual does not authorize. 

11. The Employer must use E-Verify for all new employees.  The Employer will not verify selectively 
and will not verify employees hired before the effective date of this MOU.  Employers who are Federal 
contractors may qualify for exceptions to this requirement as described in Article II.B of this MOU. 

12.  The Employer agrees to follow appropriate procedures (see Article III below) regarding tentative 
nonconfirmations.  The Employer must promptly notify employees in private of the finding and provide 
them with the notice and letter containing information specific to the employee’s E-Verify case.   The 
Employer agrees to provide both the English and the translated notice and letter for employees with 
limited English proficiency to employees.  The Employer agrees to provide written referral instructions 
to employees and instruct affected employees to bring the English copy of the letter to the SSA.  The 
Employer must allow employees to contest the finding, and not take adverse action against employees 
if they choose to contest the finding, while their case is still pending. Further, when employees contest 
a tentative nonconfirmation based upon a photo mismatch, the Employer must take additional steps 
(see Article III.B. below) to contact DHS with information necessary to resolve the challenge.  

13.  The Employer agrees not to take any adverse action against an employee based upon the 
employee's perceived employment eligibility status while SSA or DHS is processing the verification 
request unless the Employer obtains knowledge (as defined in 8 C.F.R. § 274a.1(l)) that the employee 
is not work authorized. The Employer understands that an initial inability of the SSA or DHS automated 
verification system to verify work authorization, a tentative nonconfirmation, a case in continuance 
(indicating the need for additional time for the government to resolve a case), or the finding of a photo 
mismatch, does not establish, and should not be interpreted as, evidence that the employee is not work 
authorized. In any of such cases, the employee must be provided a full and fair opportunity to contest 
the finding, and if he or she does so, the employee may not be terminated or suffer any adverse 
employment consequences based upon the employee’s perceived employment eligibility status 
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(including denying, reducing, or extending work hours, delaying or preventing training, requiring an 
employee to work in poorer conditions, withholding pay, refusing to assign the employee to a Federal 
contract or other assignment, or otherwise assuming that he or she is unauthorized to work) until and 
unless secondary verification by SSA or DHS has been completed and a final nonconfirmation has 
been issued. If the employee does not choose to contest a tentative nonconfirmation or a photo 
mismatch or if a secondary verification is completed and a final nonconfirmation is issued, then the 
Employer can find the employee is not work authorized and terminate the employee’s employment. 
Employers or employees with questions about a final nonconfirmation may call E-Verify at 1-888-464-
4218 (customer service) or 1-888-897-7781 (worker hotline).  

14.  The Employer agrees to comply with Title VII of the Civil Rights Act of 1964 and section 274B of 
the INA as applicable by not discriminating unlawfully against any individual in hiring, firing, 
employment eligibility verification, or recruitment or referral practices because of his or her national 
origin or citizenship status, or by committing discriminatory documentary practices. The Employer 
understands that such illegal practices can include selective verification or use of E-Verify except as 
provided in part D below, or discharging or refusing to hire employees because they appear or sound 
“foreign” or have received tentative nonconfirmations. The Employer further understands that any 
violation of the immigration-related unfair employment practices provisions in section 274B of the INA 
could subject the Employer to civil penalties, back pay awards, and other sanctions, and violations of 
Title VII could subject the Employer to back pay awards, compensatory and punitive damages. 
Violations of either section 274B of the INA or Title VII may also lead to the termination of its 
participation in E-Verify. If the Employer has any questions relating to the anti-discrimination provision, 
it should contact OSC at 1-800-255-8155 or 1-800-237-2515 (TDD).  

15.  The Employer agrees that it will use the information it receives from E-Verify only to confirm the 
employment eligibility of employees as authorized by this MOU. The Employer agrees that it will 
safeguard this information, and means of access to it (such as PINS and passwords), to ensure that it 
is not used for any other purpose and as necessary to protect its confidentiality, including ensuring that 
it is not disseminated to any person other than employees of the Employer who are authorized to 
perform the Employer's responsibilities under this MOU, except for such dissemination as may be 
authorized in advance by SSA or DHS for legitimate purposes.  

16.  The Employer agrees to notify DHS immediately in the event of a breach of personal information.  
Breaches are defined as loss of control or unauthorized access to E-Verify personal data.  All 
suspected or confirmed breaches should be reported by calling 1-888-464-4218 or via email at           
E-Verify@dhs.gov.  Please use “Privacy Incident – Password” in the subject line of your email when 
sending a breach report to E-Verify. 

17.  The Employer acknowledges that the information it receives from SSA is governed by the Privacy 
Act (5 U.S.C. § 552a(i)(1) and (3)) and the Social Security Act (42 U.S.C. 1306(a)). Any person who 
obtains this information under false pretenses or uses it for any purpose other than as provided for in 
this MOU may be subject to criminal penalties.  

18.  The Employer agrees to cooperate with DHS and SSA in their compliance monitoring and 
evaluation of E-Verify, which includes permitting DHS, SSA, their contractors and other agents, upon 

mailto:E-Verify@dhs.gov
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reasonable notice, to review Forms I-9 and other employment records and to interview it and its 
employees regarding the Employer’s use of E-Verify, and to respond in a prompt and accurate manner 
to DHS requests for information relating to their participation in E-Verify.  

19.  The Employer shall not make any false or unauthorized claims or references about its participation 
in E-Verify on its website, in advertising materials, or other media.  The Employer shall not describe its 
services as federally-approved, federally-certified, or federally-recognized, or use language with a 
similar intent on its website or other materials provided to the public.  Entering into this MOU does not 
mean that E-Verify endorses or authorizes your E-Verify services and any claim to that effect is false. 

20.  The Employer shall not state in its website or other public documents that any language used 
therein has been provided or approved by DHS, USCIS or the Verification Division, without first 
obtaining the prior written consent of DHS. 

21.  The Employer agrees that E-Verify trademarks and logos may be used only under license by 
DHS/USCIS (see M-795 (Web)) and, other than pursuant to the specific terms of such license, may not 
be used in any manner that might imply that the Employer’s services, products, websites, or 
publications are sponsored by, endorsed by, licensed by, or affiliated with DHS, USCIS, or E-Verify. 

22.  The Employer understands that if it uses E-Verify procedures for any purpose other than as 
authorized by this MOU, the Employer may be subject to appropriate legal action and termination of its 
participation in E-Verify according to this MOU.  

B. RESPONSIBILITIES OF FEDERAL CONTRACTORS  

1.  If the Employer is a Federal contractor with the FAR E-Verify clause subject to the employment 
verification terms in Subpart 22.18 of the FAR, it will become familiar with and comply with the most 
current version of the E-Verify User Manual for Federal Contractors as well as the E-Verify 
Supplemental Guide for Federal Contractors. 

2.  In addition to the responsibilities of every employer outlined in this MOU, the Employer understands 
that if it is a Federal contractor subject to the employment verification terms in Subpart 22.18 of the 
FAR it must verify the employment eligibility of any “employee assigned to the contract” (as defined in 
FAR 22.1801). Once an employee has been verified through E-Verify by the Employer, the Employer 
may not create a second case for the employee through E-Verify.  

a. An Employer that is not enrolled in E-Verify as a Federal contractor at the time of a contract 
award must enroll as a Federal contractor in the E-Verify program within 30 calendar days of 
contract award and, within 90 days of enrollment, begin to verify employment eligibility of new hires 
using E-Verify.  The Employer must verify those employees who are working in the United States, 
whether or not they are assigned to the contract. Once the Employer begins verifying new hires, 
such verification of new hires must be initiated within three business days after the hire date. Once 
enrolled in E-Verify as a Federal contractor, the Employer must begin verification of employees 
assigned to the contract within 90 calendar days after the date of enrollment or within 30 days of an 
employee’s assignment to the contract, whichever date is later.  

http://www.uscis.gov/USCIS/Verification/E-Verify/everifytrademark.pdf
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b. Employers enrolled in E-Verify as a Federal contractor for 90 days or more at the time of a 
contract award must use E-Verify to begin verification of employment eligibility for new hires of the 
Employer who are working in the United States, whether or not assigned to the contract, within 
three business days after the date of hire. If the Employer is enrolled in E-Verify as a Federal 
contractor for 90 calendar days or less at the time of contract award, the Employer must, within 90 
days of enrollment, begin to use E-Verify to initiate verification of new hires of the contractor who 
are working in the United States, whether or not assigned to the contract. Such verification of new 
hires must be initiated within three business days after the date of hire. An Employer enrolled as a 
Federal contractor in E-Verify must begin verification of each employee assigned to the contract 
within 90 calendar days after date of contract award or within 30 days after assignment to the 
contract, whichever is later.  

c. Federal contractors that are institutions of higher education (as defined at 20 U.S.C. 1001(a)), 
state or local governments, governments of Federally recognized Indian tribes, or sureties 
performing under a takeover agreement entered into with a Federal agency under a performance 
bond may choose to only verify new and existing employees assigned to the Federal contract. Such 
Federal contractors may, however, elect to verify all new hires, and/or all existing employees hired 
after November 6, 1986.  Employers in this category must begin verification of employees assigned 
to the contract within 90 calendar days after the date of enrollment or within 30 days of an 
employee’s assignment to the contract, whichever date is later.  

d. Upon enrollment, Employers who are Federal contractors may elect to verify employment 
eligibility of all existing employees working in the United States who were hired after November 6, 
1986, instead of verifying only those employees assigned to a covered Federal contract. After 
enrollment, Employers must elect to verify existing staff following DHS procedures and begin        
E-Verify verification of all existing employees within 180 days after the election.  

e. The Employer may use a previously completed Form I-9 as the basis for creating an E-Verify 
case for an employee assigned to a contract as long as: 

i. That Form I-9 is complete (including the SSN) and complies with Article II.A.6,  

ii. The employee’s work authorization has not expired, and  

iii. The Employer has reviewed the Form I-9 information either in person or in 
communications with the employee to ensure that the employee’s Section 1, Form I-9 
attestation has not changed (including, but not limited to, a lawful permanent resident alien 
having become a naturalized U.S. citizen).  

f. The Employer shall complete a new Form I-9 consistent with Article II.A.6 or update the 
previous Form I-9 to provide the necessary information if: 

i. The Employer cannot determine that Form I-9 complies with Article II.A.6,  

ii. The employee’s basis for work authorization as attested in Section 1 has expired or 
changed, or  

iii. The Form I-9 contains no SSN or is otherwise incomplete.  

Note:  If Section 1 of Form I-9 is otherwise valid and up-to-date and the form otherwise complies with 



 
Company ID Number: 

 

Page 7 of 17 E-Verify MOU for Employers | Revision Date 06/01/13    

Article II.C.5, but reflects documentation (such as a U.S. passport or Form I-551) that expired after 
completing Form I-9, the Employer shall not require the production of additional documentation, or use 
the photo screening tool described in Article II.A.5, subject to any additional or superseding instructions 
that may be provided on this subject in the E-Verify User Manual.  

g. The Employer agrees not to require a second verification using E-Verify of any assigned 
employee who has previously been verified as a newly hired employee under this MOU or to 
authorize verification of any existing employee by any Employer that is not a Federal contractor 
based on this Article. 

3.  The Employer understands that if it is a Federal contractor, its compliance with this MOU is a 
performance requirement under the terms of the Federal contract or subcontract, and the Employer 
consents to the release of information relating to compliance with its verification responsibilities under 
this MOU to contracting officers or other officials authorized to review the Employer’s compliance with 
Federal contracting requirements.  

C. RESPONSIBILITIES OF SSA  

1.  SSA agrees to allow DHS to compare data provided by the Employer against SSA’s database.  SSA 
sends DHS confirmation that the data sent either matches or does not match the information in SSA’s 
database. 

2.  SSA agrees to safeguard the information the Employer provides through E-Verify procedures.  SSA 
also agrees to limit access to such information, as is appropriate by law, to individuals responsible for 
the verification of Social Security numbers or responsible for evaluation of E-Verify or such other 
persons or entities who may be authorized by SSA as governed by the Privacy Act (5 U.S.C. § 552a), 
the Social Security Act (42 U.S.C. 1306(a)), and SSA regulations (20 CFR Part 401).    

3.  SSA agrees to provide case results from its database within three Federal Government work days of 
the initial inquiry.  E-Verify provides the information to the Employer.   

4.  SSA agrees to update SSA records as necessary if the employee who contests the SSA tentative 
nonconfirmation visits an SSA field office and provides the required evidence.  If the employee visits an 
SSA field office within the eight Federal Government work days from the date of referral to SSA, SSA 
agrees to update SSA records, if appropriate, within the eight-day period unless SSA determines that 
more than eight days may be necessary.  In such cases, SSA will provide additional instructions to the 
employee.  If the employee does not visit SSA in the time allowed, E-Verify may provide a final 
nonconfirmation to the employer.   

Note: If an Employer experiences technical problems, or has a policy question, the employer should 
contact E-Verify at 1-888-464-4218. 

D. RESPONSIBILITIES OF DHS  

1.  DHS agrees to provide the Employer with selected data from DHS databases to enable the 
Employer to conduct, to the extent authorized by this MOU:  

a. Automated verification checks on alien employees by electronic means, and  
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b. Photo verification checks (when available) on employees.  

2.  DHS agrees to assist the Employer with operational problems associated with the Employer's 
participation in E-Verify. DHS agrees to provide the Employer names, titles, addresses, and telephone 
numbers of DHS representatives to be contacted during the E-Verify process.  

3.  DHS agrees to provide to the Employer with access to E-Verify training materials as well as an        
E-Verify User Manual that contain instructions on E-Verify policies, procedures, and requirements for 
both SSA and DHS, including restrictions on the use of E-Verify.  

4.  DHS agrees to train Employers on all important changes made to E-Verify through the use of 
mandatory refresher tutorials and updates to the E-Verify User Manual. Even without changes to        
E-Verify, DHS reserves the right to require employers to take mandatory refresher tutorials. 

5.  DHS agrees to provide to the Employer a notice, which indicates the Employer's participation in       
E-Verify. DHS also agrees to provide to the Employer anti-discrimination notices issued by the Office of 
Special Counsel for Immigration-Related Unfair Employment Practices (OSC), Civil Rights Division, 
U.S. Department of Justice.  

6.  DHS agrees to issue each of the Employer’s E-Verify users a unique user identification number and 
password that permits them to log in to E-Verify.     

7.  DHS agrees to safeguard the information the Employer provides, and to limit access to such 
information to individuals responsible for the verification process, for evaluation of E-Verify, or to such 
other persons or entities as may be authorized by applicable law. Information will be used only to verify 
the accuracy of Social Security numbers and employment eligibility, to enforce the INA and Federal 
criminal laws, and to administer Federal contracting requirements.  

8.  DHS agrees to provide a means of automated verification that provides (in conjunction with SSA 
verification procedures) confirmation or tentative nonconfirmation of employees' employment eligibility 
within three Federal Government work days of the initial inquiry.  

9.  DHS agrees to provide a means of secondary verification (including updating DHS records) for 
employees who contest DHS tentative nonconfirmations and photo mismatch tentative 
nonconfirmations. This provides final confirmation or nonconfirmation of the employees' employment 
eligibility within 10 Federal Government work days of the date of referral to DHS, unless DHS 
determines that more than 10 days may be necessary. In such cases, DHS will provide additional 
verification instructions.  

ARTICLE III  
REFERRAL OF INDIVIDUALS TO SSA AND DHS  

A.  REFERRAL TO SSA  

1.  If the Employer receives a tentative nonconfirmation issued by SSA, the Employer must print the 
notice as directed by E-Verify.  The Employer must promptly notify employees in private of the finding 
and provide them with the notice and letter containing information specific to the employee’s E-Verify 
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case.  The Employer also agrees to provide both the English and the translated notice and letter for 
employees with limited English proficiency to employees.  The Employer agrees to provide written 
referral instructions to employees and instruct affected employees to bring the English copy of the letter 
to the SSA.  The Employer must allow employees to contest the finding, and not take adverse action 
against employees if they choose to contest the finding, while their case is still pending.  

2.  The Employer agrees to obtain the employee’s response about whether he or she will contest the 
tentative nonconfirmation as soon as possible after the Employer receives the tentative 
nonconfirmation.  Only the employee may determine whether he or she will contest the tentative 
nonconfirmation.  

3.  After a tentative nonconfirmation, the Employer will refer employees to SSA field offices only as 
directed by E-Verify.  The Employer must record the case verification number, review the employee 
information submitted to E-Verify to identify any errors, and find out whether the employee contests the 
tentative nonconfirmation. The Employer will transmit the Social Security number, or any other 
corrected employee information that SSA requests, to SSA for verification again if this review indicates 
a need to do so.  

4.  The Employer will instruct the employee to visit an SSA office within eight Federal Government work 
days. SSA will electronically transmit the result of the referral to the Employer within 10 Federal 
Government work days of the referral unless it determines that more than 10 days is necessary.  

5.  While waiting for case results, the Employer agrees to check the E-Verify system regularly for case 
updates.  

6.  The Employer agrees not to ask the employee to obtain a printout from the Social Security 
Administration number database (the Numident) or other written verification of the SSN from the SSA.  

B. REFERRAL TO DHS  

1.  If the Employer receives a tentative nonconfirmation issued by DHS, the Employer must promptly 
notify employees in private of the finding and provide them with the notice and letter containing 
information specific to the employee’s E-Verify case.  The Employer also agrees to provide both the 
English and the translated notice and letter for employees with limited English proficiency to 
employees. The Employer must allow employees to contest the finding, and not take adverse action 
against employees if they choose to contest the finding, while their case is still pending. 

2.  The Employer agrees to obtain the employee’s response about whether he or she will contest the 
tentative nonconfirmation as soon as possible after the Employer receives the tentative 
nonconfirmation.  Only the employee may determine whether he or she will contest the tentative 
nonconfirmation. 

3.  The Employer agrees to refer individuals to DHS only when the employee chooses to contest a 
tentative nonconfirmation.  

4.  If the employee contests a tentative nonconfirmation issued by DHS, the Employer will instruct the 
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employee to contact DHS through its toll-free hotline (as found on the referral letter) within eight 
Federal Government work days.  

5.  If the Employer finds a photo mismatch, the Employer must provide the photo mismatch tentative 
nonconfirmation notice and follow the instructions outlined in paragraph 1 of this section for tentative 
nonconfirmations, generally.    

6.  The Employer agrees that if an employee contests a tentative nonconfirmation based upon a photo 
mismatch, the Employer will send a copy of the employee’s Form I-551, Form I-766, U.S. Passport, or 
passport card to DHS for review by:  

a. Scanning and uploading the document, or  

b. Sending a photocopy of the document by express mail (furnished and paid for by the employer).  

7.  The Employer understands that if it cannot determine whether there is a photo match/mismatch, the 
Employer must forward the employee’s documentation to DHS as described in the preceding 
paragraph.  The Employer agrees to resolve the case as specified by the DHS representative who will 
determine the photo match or mismatch.  

8.  DHS will electronically transmit the result of the referral to the Employer within 10 Federal 
Government work days of the referral unless it determines that more than 10 days is necessary. 

9.  While waiting for case results, the Employer agrees to check the E-Verify system regularly for case 
updates. 

ARTICLE IV  
SERVICE PROVISIONS  

A.  NO SERVICE FEES 

1.  SSA and DHS will not charge the Employer for verification services performed under this MOU. The 
Employer is responsible for providing equipment needed to make inquiries. To access E-Verify, an 
Employer will need a personal computer with Internet access.  

ARTICLE V 
MODIFICATION AND TERMINATION 

A.  MODIFICATION  

1.  This MOU is effective upon the signature of all parties and shall continue in effect for as long as the 
SSA and DHS operates the E-Verify program unless modified in writing by the mutual consent of all 
parties.  

2.  Any and all E-Verify system enhancements by DHS or SSA, including but not limited to E-Verify 
checking against additional data sources and instituting new verification policies or procedures, will be 
covered under this MOU and will not cause the need for a supplemental MOU that outlines these 
changes. 
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B.  TERMINATION 

1.  The Employer may terminate this MOU and its participation in E-Verify at any time upon 30 days 
prior written notice to the other parties.  

2.  Notwithstanding Article V, part A of this MOU, DHS may terminate this MOU, and thereby the 
Employer’s participation in E-Verify, with or without notice at any time if deemed necessary because of 
the requirements of law or policy, or upon a determination by SSA or DHS that there has been a breach 
of system integrity or security by the Employer, or a failure on the part of the Employer to comply with 
established E-Verify procedures and/or legal requirements. The Employer understands that if it is a 
Federal contractor, termination of this MOU by any party for any reason may negatively affect the 
performance of its contractual responsibilities.  Similarly, the Employer understands that if it is in a state 
where E-Verify is mandatory, termination of this by any party MOU may negatively affect the 
Employer’s business.   

3.  An Employer that is a Federal contractor may terminate this MOU when the Federal contract that 
requires its participation in E-Verify is terminated or completed. In such cases, the Federal contractor 
must provide written notice to DHS. If an Employer that is a Federal contractor fails to provide such 
notice, then that Employer will remain an E-Verify participant, will remain bound by the terms of this 
MOU that apply to non-Federal contractor participants, and will be required to use the E-Verify 
procedures to verify the employment eligibility of all newly hired employees. 

4. The Employer agrees that E-Verify is not liable for any losses, financial or otherwise, if the Employer 
is terminated from E-Verify. 

ARTICLE VI 
PARTIES 

A. Some or all SSA and DHS responsibilities under this MOU may be performed by contractor(s), and 
SSA and DHS may adjust verification responsibilities between each other as necessary. By separate 
agreement with DHS, SSA has agreed to perform its responsibilities as described in this MOU.  

B. Nothing in this MOU is intended, or should be construed, to create any right or benefit, substantive 
or procedural, enforceable at law by any third party against the United States, its agencies, officers, or 
employees, or against the Employer, its agents, officers, or employees.  

C. The Employer may not assign, directly or indirectly, whether by operation of law, change of control or 
merger, all or any part of its rights or obligations under this MOU without the prior written consent of 
DHS, which consent shall not be unreasonably withheld or delayed.  Any attempt to sublicense, assign, 
or transfer any of the rights, duties, or obligations herein is void. 

D. Each party shall be solely responsible for defending any claim or action against it arising out of or 
related to E-Verify or this MOU, whether civil or criminal, and for any liability wherefrom, including (but 
not limited to) any dispute between the Employer and any other person or entity regarding the 
applicability of Section 403(d) of IIRIRA to any action taken or allegedly taken by the Employer.  

E. The Employer understands that its participation in E-Verify is not confidential information and may be 
disclosed as authorized or required by law and DHS or SSA policy, including but not limited to, 
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Congressional oversight, E-Verify publicity and media inquiries, determinations of compliance with 
Federal contractual requirements, and responses to inquiries under the Freedom of Information Act 
(FOIA).  

F.  The individuals whose signatures appear below represent that they are authorized to enter into this 
MOU on behalf of the Employer and DHS respectively. The Employer understands that any inaccurate 
statement, representation, data or other information provided to DHS may subject the Employer, its 
subcontractors, its employees, or its representatives to: (1) prosecution for false statements pursuant to 
18 U.S.C. 1001 and/or; (2) immediate termination of its MOU and/or; (3) possible debarment or 
suspension. 

G. The foregoing constitutes the full agreement on this subject between DHS and the Employer.  

To be accepted as an E-Verify participant, you should only sign the Employer’s Section of the 
signature page. If you have any questions, contact E-Verify at 1-888-464-4218.   
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Approved by: 

 

Employer  
  
 

Name (Please Type or Print) 
 
 

Title 

 

 
Signature 

 

 

Date 

 

Department of Homeland Security – Verification Division 

Name (Please Type or Print) 

 

 

Title 

 

 
Signature 

 

 

Date 
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Information Required for the E-Verify Program 
 
Information relating to your Company: 

Company Name 

 

Company Facility Address 

 

Company Alternate Address 

 
 
 
 
 

County or Parish  

Employer Identification Number  

North American Industry 
Classification Systems Code  

Parent Company  

Number of Employees  

Number of Sites Verified for  
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Are you verifying for more than 1 site? If yes, please provide the number of sites verified for in 
each State: 
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Information relating to the Program Administrator(s) for your Company on policy questions or 
operational problems:  
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SECTION 00 5000
CONTRACTING FORMS AND SUPPLEMENTS

PART 1  GENERAL
1.01 AGREEMENT AND CONDITIONS OF THE CONTRACT

A. The Agreement is based on AIA A101.
B. The General Conditions are based on AIA A201.

1.02 FORMS
A. Use the following forms for the specified purposes unless otherwise indicated elsewhere in

 Contract Documents.
B. Bond Forms:

1. Bid Bond Form:  AIA A310.
2. Performance and Payment Bond Form:  AIA A312.

C. Post-Award Certificates and Other Forms:
1. Submittal Transmittal Letter Form:  Contractor's Standard Transmittal.
2. Schedule of Values Form:  AIA G703.
3. Application for Payment Forms:  AIA G702 with AIA G703 (for Contractors).

D. Clarification and Modification Forms:
1. Architect's Supplemental Instructions Form:  AIA G710.
2. Construction Change Directive Form:  AIA G714-2007.
3. Construction Change Directive Form:  AIA G714.
4. Request for Proposal Form:  as supplied by Architect.
5. Change Order Form:  AIA G701.

E. Closeout Forms:
1. Certificate of Substantial Completion Form:  AIA G704.
2. Affidavit of Release of Liens Form:  AIA G706A - 1994 or equal.

1.03 REFERENCE STANDARDS
A. AIA A101 - Standard Form of Agreement Between Owner and Contractor where the basis of

Payment is a Stipulated Sum 2017.
B. AIA A201 - General Conditions of the Contract for Construction 2017.
C. AIA A310 - Bid Bond 2010.
D. AIA A312 - Performance Bond and Payment Bond 2010.
E. AIA G701 - Change Order 2017.
F. AIA G702 - Application and Certificate for Payment 1992.
G. AIA G703 - Continuation Sheet 1992.
H. AIA G704 - Certificate of Substantial Completion 2017.
I. AIA G710 - Architect's Supplemental Instructions 2017.
J. AIA G714-2007 - Construction Change Directive 2007.
K. AIA G714 - Construction Change Directive 2017.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION















































































































9619 / Savannah High School -
Gas Line Replacment

00 7300 - 1 d

SECTION 00 7300
 D

SUPPLEMENTARY CONDITIONS
PART 1  GENERAL
1.01  SUMMARY

1.02 THESE SUPPLEMENTARY CONDITIONS AMEND AND SUPPLEMENT THE STANDARD FORM
OF AGREEMENT BETWEEN OWNER AND CONTRACTOR (AIA A101-207), THE GENERAL
CONDITIONS OF THE CONTRACT FOR CONSTRUCTION (AIA A201-207)AND ALL OTHER
PROVISIONS OF THE CONTRACT DOCUMENTS AS INDICATED BELOW. ALL PROVISIONS THAT
ARE NOT SO AMENDED OR SUPPLEMENTED REMAIN IN FULL FORCE AND EFFECT.  IN THE
EVENT OF ANY INCONSISSTANCY BETWEEN THESE SUPPLEMENTARY CONDITIONS AND ANY
OTHER CONTRACT DOCUMENT, THE PROVISIONS OF THESE SUPPLEMENTARY CONDITIONS
SHALL PREVAIL.
1.03 THE TERMS USED IN THESE SUPPLEMENTARY CONDITIONS THAT ARE DEFINED IN THE
GENERAL CONDITIONS HAVE THE MEANINGS ASSIGNED TO THEM IN THE GENERAL
CONDITIONS, UNLESS OTHERWISE MODIFIED HEREIN.

1.04 RELATED SECTIONS
A. Section 00 5000 (00590) - Contracting Forms and Supplements.

1.05 MODIFICATIONS TO GENERAL CONDITIONS
PART 2 PRODUCTS - NOT USED
PART 3 EXECUTION - NOT USED

MODIFICATIONS TO AIA A201-2007
3.01 ARTICLE 1.2-CORRELATION AND INTENT OF THE CONTRACT DOCUMENTS
A. Add the following subparagraphs:

1. 1.2.4 "Reference to standard specifications of any mechanical society, organization or
association, or to codes of local or state authorities, shall mean the latest standard, code,
specification, or tentative specification adopted and published at the date of taking bid,
unless specifically stated otherwise."

2. 1.2.5 "The contractor shall notify the Architect in writing of any inconsistency found
between the specifications and the drawings. The Architect will then advise the contractor
if the specifications will control."

3. 1.2.6 The terms "This Contractor", "Furnished under other sections", "included as part of
other sections", "Related work in other sections, or similar description of segregation" shall
not be interpreted to limit the responsibility of any particular party involved in the work. The
limitations of any sub-contractor's work shall rest solely upon the agreement between the
contractor and the sub-contractor, regardless of where the work is called for in the
specifications or in the drawings."

4. 1.2.7 Omissions in the specifications and on the drawings of such words and phrases as
"the Contractor shall", "shall be", "shall consist of", "as indicated on the drawings", "in
accordance with", "shall" "and", "the", etc. are intentional. Such words and phrases shall
be supplied by inference.

5. 1.2.8 The term "provide" as used in the specifications and drawings shall mean "provide
and install".

3.02 ARTICLE 3.6 - TAXES
B. Add the following subparagraph:

1. 3.6.2: "This project is exempt from Federal and State Taxes.  The Owner will provide an
exemption certificate to the Contractor for taxes and duties for purchasing products or
items for the Work."
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3.03 ARTICLE 3.11 - DOCUMENTS AND SAMPLES AT THE SITE
C. Add the following subparagraph:

1. 3.11.2: "The Contractor shall maintsain a complete set of plans and specifications to be
used during construction."

3.04 ARTICLE 4.2 - ARCHITECT'S ADMINISTRATION OF THE CONTRACT
D. Add the following to 4.2.13:

1. 4.2.13 "...And with additional provisions related to Work Related submittals as included in
Section 01 3000."

E. Add the following subparagraph:
1. 4.2.4.1: "The Contractor shall confirm in writing within 48 hours, with copies to the

Architect, any direct communication between the Owner and Contractor which may affect
the performance or administration of the Contract. Any such communication that
represents a Modification of the Contract requirements shall be documented appropriately
prior to any Modification being incorporated into the Work."

3.05 ARTICLE 7.3 - CONSTRUCTION CHANGE DIRECTIVES
F. Add the following subparagraph:

1. 7.3.11: "The following fees apply to Changes in the Work in accordance with
Subparagraph 7.3.7:
a. 5 percent overhead and profit on the net cost of Work done by the Contractor;"
b. 5 percent on the net cost of Work done by the Subcontractor."

3.06 ARTICLE 8.1 - DEFINITIONS
G. Add the following subparagraph:

1. 8.1.5 "The term Working Day as used in the Contract Documents for extensions of time
shall mean normal working day excluding weekends and legal holidays."

3.07 ARTICLE 8.3 - DELAYS AND EXTENSIONS OF TIME
H. Delete in its entirety and substitute the following:

1. 8.3.1 "If the Contractor is delayed at any time in the commencement or progress of the
Work by an act or neglect of the Owner or Architect, or of an employee of either, or of a
separate contractor employed by the Owner; or by changes ordered in the Work; or by
labor disputes, fire, unusual delay in deliveries, unavoidable casualties or other causes
beyond the Contractor's control; or by delay authorized by the Owner pending mediation
and arbitration; or by other occurrences which the Architect, subject to the Owner's
approval, determines to justify delay, then the Contract Time shall be extended by Change
Order for the length of time actually and directly caused by such occurrence as
determined by the Architect and approved by the Owner (such approval not to be
unreasonably withheld, delayed, or conditioned); provided, however, that such extension
of Contract Time shall be net of any delays caused by or due to the fault or negligence of
the Contractor or which are otherwise the responsibility of the Contractor.  The Contractor
shall, in the event of any occurrence likely to cause a delay, cooperate in good faith with
the Architect and Owner to minimize and mitigate the impact of any such occurrence and
do all things reasonable under the circumstances to achieve this goal."

I. Delete in its entirety and substitute the following:
1. 8.3.2 "Any claim for extension of time shall be made in writing to the Architect no more

than seven (7) days after commencement of the delay, otherwise, it shall be waived. In
case of a continuing delay only one claim is necessary. In case of claims for extensions of
time because of adverse weather, such extensions of time shall be granted only when
such adverse weather prevented the execution of major items of Work as defined in
paragraph 8.3.3. on normal working days and exceeds the number of anticipated days.
The following are considered reasonable anticipated days of adverse weather on a
monthly basis and shall be included in the contract time:
Jan - 12;  Feb - 10;  Mar - 6;  Apr - 7;  May - 7;  Jun - 8;  Jul - 5;  Aug - 5;  Sep - 5;  Oct - 5;
 Nov - 5;  Dec - 9
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Adverse weather days beyond the total allotted yearly number (84) will be allowed to
extend contract time, only if approved and authorized by the Architect and the Owner."

J. Add the following subparagraph:
1. 8.3.2.1 "Full consideration for equivalent fair weather work days shall be given.  If the

number of actual adverse weather delays in a given month is less than the number of
days anticipated in Clause 8.3.2, the difference will be accumulated and subtracted from
any future month's days lost due to unusually severe weather. The net cumulative total of
extra days/ lost days shall not result in a reduction of Contract Time, and the Date of
Substantial Completion shall not be changed as a result of unusually favorable weather."

K. Delete in its entirety and substitute the following:
1. 8.3.3 "An adverse weather day is defined as a day where at least four (4) hours of work on

a principal unit of work (critical path) underway, between the hours of 7:00 a.m. and 6:00
p.m. cannot be completed because of weather conditions beyond control of the
Contractor."

3.08 ARTICLE 9 PAYMENTS AND COMPLETION
L. Add the following Section 9.3.1.3 to 9.3.1:

1. 9.3.1.3 "The Owner shall pay 90 percent of the amount due the Contractor on account of
progress payments until the project is 75 percent complete, upon which payments shall be
increased to 95 percent of the amount due."

M. Add the following clause to Subparagraph 9.10.1
1. "with the consent of the Owner, the Architect will perform no more than 2 inspections to

determine whether the Work or a designated portion thereof has attained Final Completion
in accordance with the Contract Documents. The Owner will be entitled to deduct from the
contract Sum amounts paid to the Architect for any additional inspections."

3.09 ARTICLE 11.1 - CONTRACTOR'S LIABILITY INSURANCE
N. Add the following to 11.1.1:

1. 11.1.1 "Liability insurance shall include all major division of coverage and be on a
comprehensive basis, including:
a. Premises-Operations (including X-C-U).
b. Contractor's Protective Liability-Owners Protective.
c. Products and completed operations.
d. Contractual-including specific provision for the Contractor listing North Central

Missouri College and it officers and members, and the architect and its agents as
additional named insured.

e. Contractor shall provide Builder's risk insurance."
O. Delete in its entirety and substitute the following:

1. 11.1.2 "The insurance required by sub-paragraph 11.1.1 shall be written for not less than
limits of liability set by law or by those set forth below, whichever is greater, and shall
include contractual liability insurance as applicable to the contractor's obligations under
paragraph 3.18.
a. Workmen's Compensation: The Contractor shall provide workers' compensation

insurance for all Contractor employees and, in case any work is subcontracted, the
Contractor shall require the Subcontractor to provide workers' compensation
insurance in accordance with the statutory requirements of the State of Missouri and
including:
1) Coverage B: Employer's Liability - at limits not less than:

(a) Bodily injury by disease per employee - $100,000
(b) Bodily injury by disease aggregate - $500,000
(c) Bodily injury by accident - $100,000

2) Coverage C: All States Coverage.
3) If applicable, USL& H. Maritime, Voluntary, and Foreign coverage.
4) Evidence of Subcontractor's insurance shall be filed with Contractor.
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b. Commercial General Liability: The Contractor shall maintain insurance protecting the
Contractor from claims for damages for bodily injury, including sickness or disease,
death and for care and loss of services as well as from claims for property damage
including loss of use which may arise from operating under this Contract whether
such operations be by the Contractor or by a subcontractor of the Contractor or by
anyone directly or indirectly employed under this Contract. Unless otherwise specified
within this Contract, the Contractor's insurance minimum amounts shall be as follows:
1) Per Occurrence - $1,000,000
2) Annual Aggregate - $2,000,000
3) Annual aggregate applying to Products/Completed Operations - $2,000,000
4) In addition, the following coverages shall be included:

(a) Premise and Operations Bodily Injury and Property Damage
(b) Personal Injury and Advertising Injury
(c) Products and Completed Operations Liability
(d) Blanket Contractual Liability
(e) Independent Contractors (let or sublet work)

c. Business Automobile Liability: The Contractor will be required to maintain insurance
protecting the Contractor from claims for damages for bodily injury as well as from
claims for property damage resulting from the ownership, operation, maintenance or
use of all owned, hired, and non-owned autos which may arise from operations under
the contract, and in case any work is subcontracted, the Contractor will require the
Subcontractor to provide Commercial Automobile liability. Unless otherwise specified
within this Contract, the Contractor insurance minimum amounts shall be as follows:
1) Per occurrence Combined Single Limit for Bodily Injury and Property Damage  -

   $100,000
2) In addition, the following coverages shall be included: Owned, Hired, and Non-

Owned.
P. Add the following sub-paragraphs to 11.1.2:

1. 11.1.2.1 "Coverages, whether written on an occurrence or claims-made basis, shall be
maintained without interruption from the date of commencement of the Work until the date
of final payment and termination of any coverage required to be maintained after final
payment, and, with respect to the Contractor's completed operations coverage, until the
expiration of the period for correction of Work or for such other period for maintenance of
completed operations coverage as specified in the Contract Documents."

2. 11.1.2.1 "Furnish in duplicate certificates herein called for and specifically set forth
evidence of all coverage required and the contractor shall furnish to the Architect copies of
any endorsements that are subsequently issued amending coverage of limits. Copies shall
be furnished within 10 days following amendments to coverage or limits."

3. 11.1.2.2 "Furnish in duplicate certificates from sub-contractors setting forth evidence of
coverage, limits, endorsements similar to those established for contractor in Article II and
as supplemented herein."

Q. Add the following paragraphs:
1. 11.1.5 "Contractor's policy(ies) shall be primary insurance to any other valid and

collectible insurance available to the Owner with respect to any claim arising out of
Contractor's performance under this contract."

2. 11.1.6 "Contractor will provide the Owner with  thirty (30) days advance notice of
cancellation, non-renewal, or reduction in limits of coverage or other material change."

3. 11.1.7 "Contractor is responsible for payment of contract related insurance premiums and
deductibles."

4. 11.1.8 "If Contractor is self-insured, a Certificate of Self-Insurance must be attached."
5. 11.1.9 "Include legal defense fees in addition to its liability policy limits with the exception

of paragraph 11.1.8."
6. 11.1.10 "Obtain insurance policies from an insurance company having an AM BEST rating

of A- (Minus); Financial Size Category (FSC) VII or better, and must be authorized to do
business in the State of Missouri."
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3.10 ARTICLE 11.4 - PERFORMANCE BOND AND PAYMENT BOND
R. Add the following sub-paragraphs:

1. 11.4.3: "The bond value requirements are as follows:
a. Deliver bonds within 3 days after execution of the Contract.
b. Provide a 100 percent Performance and Payment Bond on AIA A312."

2. 11.4.4 "Furnish in duplicate a Performance-Payment Bond written by a surety licensed to
do business in the State where the project is located. The prescribed form of the
Performance-Payment Bond is AIA Document A312."

3. 11.4.5 "The Contractor shall include the cost of the Bond in his/her proposal."
4. 11.4.6 "The Contractor shall list the cost of the Bond as a pay item in his request for

payment. Payment for cost of Bond shall be made in the first request for payment."
3.11 ADD ARTICLE 16 IN ITS ENTIRETY AS FOLLOWS:
ARTICLE 16 - SUBSTITUTION OF MATERIALS AND EQUIPMENT
S. Add the following paragraph:

1. 16.1 "Substitution Procedures"
T. Add the following sub-paragraphs:

1. 16.1.1  "As a means of establishing a standard of quality and performance, this
Specification is written with certain items, materials and equipment specified by
manufacturer's name, number, and trade name. The use of these names to establish
standards does not, however, prohibit used of other make of items, materials, or
equipment which are considered by the Architect to be equally sufficient in both
performance and quality of materials."

2. 16.1.2 "Should the Contractor wish to bid items other than those specifically approved in
the specification, he shall submit a written request to the Architect not less than 10 days
prior to the bid opening."

3. 16.1.3 "The request for substitution shall contain adequate supporting technical data, and
samples if required, to clearly delineate the performance and quality of materials."

4. 16.1.4 "Approval of substitute materials, if granted, shall be in the form of a written
addendum to the specification that will be issued to all bidders and will state the additional
items that are equivalent to the specified. No request other than written will be considered,
and no approvals will be given other than by addendum."

5. 16.1.5 "Color selections will be made after award of contract by the Architect and Owner."
END OF DOCUMENT
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SECTION 00 7310
SPECIAL CONDITIONS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. COORDINATION OF WORK
1. The contractor for General Construction shall coordinate all work within the building trades

to insure that there shall be no interruptions of normal operations.
B. LAYING OUT WORK

1. The Contractor for General Construction shall employ an experienced and competent
surveyor to establish all lines and grades for work to be done under his contract.  The
owner shall establish a permanent benchmark at the site and this shall be used for the
establishing of all future grades.  The Contractor shall keep on the job at all times a
complete level and transit, in good working condition.  Other Contractors shall establish
their own grades and lines coordinated with those of the General Contractor.

2. Contractor to note that there are miscellaneous items furnished and installed by the owner
and other items furnished by the owner and installed by the contractor.

3. Before ordering any material or doing any work, the contractor or Subcontractor shall
verify all measurements at the building and shall be responsible for the correctness of
same.  No extra charge shall be allowed on account of the difference between actual
dimensions and the dimensions indicated on the drawings.

C. STORGAE AREAS
1. Existing areas as designated by the Project Manger/Architect will be available for use by

the Contractors for storage of equipment and materials.
D. MATERIAL DELIVERY & STORAGE

1. The delivery of all materials, equipment and miscellaneous items entering into the
construction of the work is a part of this contract, including freight and hauling charges
both to and from transportation points.  payment of charges for the above items shall be
made by the contractor.  An amount covering all charges for freightage and delivery of all
items shall be included as a part of the contract price and in no case will an extra be
allowed for such charges.

2. All materials delivered to the job shall be stored so as to keep them in first class conditions
free from deterioration.  cement, lime, plaster, etc. shall be stored in temporary shed
structures.  Stone, brick, tile and blocks shall be carefully stacked and shall be kept clean.
 All aggregates shall be piled so as to prevent mixing with earth or other foreign
substances.  Reinforcing steel shall be stored on racks at least 6" from the ground and
shall be protected from the weather.

3. The Contractor shall be responsible for any breakage, damage or other injury to the
building or equipment caused directly or indirectly by his operations and he shall replace
ay his own expense any such broken or damaged material.

E. PUMPING AND SHORING
1. The Contractor for General Construction shall promptly remove all water that may reach

the trenches and other excavated portions of the premises at any time during the progress
of the work and he shall keep the premises dry at all times until the completion of the
work.  All temporary shoring required shall be furnished and installed by the contractor
whose work required the excavation or shoring.

F. RUNWAYS AND DROP CLOTHS
1. Operations  that require contractors to do work over or adjacent to finished work already

installed shall protect such finished work in the best possible manner.  Provide and use
plank runways for wheeling over finished floors and lay drop cloths to protect floor from
soiling or staining.

G. CLEAN-UP
1. The Contractor for General Construction shall have all rubbish and debris removed from

time to time.  The contractors for electrical, plumbing, heating, ventilating, and air
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conditioning shall be responsible for removing their portion of the debris from the
premises.  All parts of the building shall be made neat and presentable by the contractor
an it shall be delivered clean, whole and fit for immediate occupancy.

H. GUARANTEE
1. Throughout this specification in various sections and in General Conditions, a guarantee

of one (1) year is called for.  If any material, product or service has a standard guarantee,
which exceeds the one (1) year or offers an extended guarantee at no charge, it shall be
the contractor's responsibility to furnish the owner this guarantee.  Mechanical Contractor
shall extend all guarantees to eighteen (18) months to ensure the proper start up and
function of all systems.

I. TEMPORARY FACILITIES
1. Provision and payment for temporary office, telephone, utilities, sanitation, etc. shall be by

the Contractor.
J. SALES TAX

1. This project is sales tax exempt, the owner will provide to the contractor a letter for the
State of Missouri of "exemption From Missouri Sales and Use Tax on Purchases".

K. BUILDING PERMIT
1. City building permit shall be required with the Contractor paying the cost.

END OF SECTION
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SECTION 01 1000
SUMMARY

PART 1  GENERAL
1.01 PROJECT

A. Project Name:  Savannah High School - Gas Line Replacment
B. ​Owner's ​ Name:  ​SAVANNAH R-III SCHOOL DISTRICT ​.
C. ​Architect's ​ Name:  ​Ellison - Auxier Architects, Inc. ​.
D. The Project consists of the ​alteration ​ of ​existing gas line systems ​.

1.02 CONTRACT DESCRIPTION
A. Contract Type:  A single prime contract based on a Stipulated Price as described in Document

00 5000 - Contracting Forms and Supplements.
1.03 DESCRIPTION OF ALTERATIONS WORK

A. Scope of demolition and removal work is indicated on drawings and specified in Section 02
4100.

B. Scope of alterations work is indicated on drawings.
C. Contractor shall remove and store the following prior to start of work, for later reinstallation by

Contractor:
1.04 WORK BY OWNER

A. Items noted NIC (Not in Contract) will be supplied and installed by ​Owner ​ ​before ​ ​Substantial
Completion ​.  ​​

1.05 OWNER OCCUPANCY
A. Owner intends to occupy the Project upon Substantial Completion.
B. Cooperate with Owner to minimize conflict and to facilitate Owner's operations.
C. Schedule the Work to accommodate Owner occupancy.

1.06 CONTRACTOR USE OF SITE AND PREMISES
A. Construction Operations:  Limited to areas noted on Drawings.
B. Arrange use of site and premises to allow:

1. Owner occupancy.
C. Provide access to and from site as required by law and by Owner:

1. Emergency Building Exits During Construction:  Keep all exits required by code open
during construction period; provide temporary exit signs if exit routes are temporarily
altered.

2. Do not obstruct roadways, sidewalks, or other public ways without permit.
D. Utility Outages and Shutdown:

1. Limit disruption of utility services to hours the building is unoccupied.
2. Do not disrupt or shut down life safety systems, including but not limited to fire sprinklers

and fire alarm system, without 7 days notice to Owner and authorities having jurisdiction.
3. Prevent accidental disruption of utility services to other facilities.

1.07 WORK SEQUENCE
A. Coordinate construction schedule and operations with Owner.

END OF SECTION
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SECTION 01 2000
PRICE AND PAYMENT PROCEDURES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Procedures for preparation and submittal of applications for progress payments.
B. Documentation of changes in Contract Sum and Contract Time.
C. Change procedures.
D. Procedures for preparation and submittal of application for final payment.

1.02 RELATED REQUIREMENTS
A. Section 00 5000 - Contracting Forms and Supplements:  Forms to be used.
B. Section 00 7300 - Supplementary Conditions: Percentage allowances for Contractor's overhead

and profit.
1.03 SCHEDULE OF VALUES

A. Use Schedule of Values Form:  AIA G703, edition stipulated in the Agreement.
B. Electronic media printout including equivalent information will be considered in lieu of standard

form specified; submit draft to Architect for approval.
C. Forms filled out by hand will not be accepted.
D. Submit Schedule of Values in duplicate within 15 days after date of Owner-Contractor

Agreement.
E. Format:  Utilize the Table of Contents of this Project Manual. Identify each line item with

number and title of the specification section.  Identify site mobilization.
F. Include in each line item, the amount of Allowances specified in this section.  
G. Revise schedule to list approved Change Orders, with each Application For Payment.

1.04 APPLICATIONS FOR PROGRESS PAYMENTS
A. Payment Period:  Submit at intervals stipulated in the Agreement.
B. Use Form AIA G702 and Form AIA G703, edition stipulated in the Agreement.
C. Electronic media printout including equivalent information will be considered in lieu of standard

form specified; submit sample to Architect for approval.
D. Forms filled out by hand will not be accepted.
E. For each item, provide a column for listing each of the following:

1. Item Number.
2. Description of work.
3. Scheduled Values.
4. Previous Applications.
5. Work in Place and Stored Materials under this Application.
6. Authorized Change Orders.
7. Total Completed and Stored to Date of Application.
8. Percentage of Completion.
9. Balance to Finish.
10. Retainage.

F. Execute certification by signature of authorized officer.
G. Use data from approved Schedule of Values.  Provide dollar value in each column for each line

item for portion of work performed and for stored products.
H. List each authorized Change Order as a separate line item, listing Change Order number and

dollar amount as for an original item of work.
I. Submit one electronic and three hard-copies of each Application for Payment.
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J. Include the following with the application:
1. Transmittal letter as specified for submittals in Section 01 3000.
2. Partial release of liens from major subcontractors and vendors.
3. Payroll Reports as required to confirm indicating compliance with the Missouri Division of

Labor Standards Annual Wage Order in effect for project.
4. Affidavits attesting to off-site stored products.

1.05 MODIFICATION PROCEDURES
A. For minor changes not involving an adjustment to the Contract Sum or Contract Time, Architect

will issue instructions directly to Contractor.
B. For other required changes, Architect will issue a document signed by Owner instructing

Contractor to proceed with the change, for subsequent inclusion in a Change Order.
1. The document will describe the required changes and will designate method of

determining any change in Contract Sum or Contract Time.
2. Promptly execute the change.

C. For changes for which advance pricing is desired, Architect will issue a document that includes
a detailed description of a proposed change with supplementary or revised drawings and
specifications, a change in Contract Time for executing the change with a stipulation of any
overtime work required and the period of time during which the requested price will be
considered valid.  Contractor shall prepare and submit a fixed price quotation within 7  calendar
days.

D. Computation of Change in Contract Amount:  As specified in the Agreement and Conditions of
the Contract.
1. For change requested by Architect for work falling under a fixed price contract, the amount

will be based on Contractor's price quotation.
2. For change ordered by Architect without a quotation from Contractor, the amount will be

determined by Architect based on the Contractor's substantiation of costs as specified for
Time and Material work.

E. Substantiation of Costs:  Provide full information required for evaluation.
1. On request, provide the following data:

a. Quantities of products, labor, and equipment.
b. Taxes, insurance, and bonds.
c. Overhead and profit.
d. Justification for any change in Contract Time.
e. Credit for deletions from Contract, similarly documented.

2. Support each claim for additional costs with additional information:
a. Origin and date of claim.
b. Dates and times work was performed, and by whom.
c. Time records and wage rates paid.
d. Invoices and receipts for products, equipment, and subcontracts, similarly

documented.
3. For Time and Material work, submit itemized account and supporting data after completion

of change, within time limits indicated in the Conditions of the Contract.
F. Execution of Change Orders:  Architect will issue Change Orders for signatures of parties as

provided in the Conditions of the Contract.
G. After execution of Change Order, promptly revise Schedule of Values and Application for

Payment forms to record each authorized Change Order as a separate line item and adjust the
Contract Sum.

H. Promptly revise progress schedules to reflect any change in Contract Time, revise sub-
schedules to adjust times for other items of work affected by the change, and resubmit.

I. Promptly enter changes in Project Record Documents.
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1.06 APPLICATION FOR FINAL PAYMENT
A. Prepare Application for Final Payment as specified for progress payments, identifying total

adjusted Contract Sum, previous payments, and sum remaining due.
B. Application for Final Payment will not be considered until the following have been

accomplished:
END OF SECTION
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SECTION 01 3000
ADMINISTRATIVE REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Electronic document submittal service.
B. Preconstruction meeting.
C. Progress meetings.
D. Construction progress schedule.
E. Submittals for review, information, and project closeout.
F. Number of copies of submittals.
G. Requests for Interpretation (RFI) procedures.
H. Submittal procedures.

1.02 RELATED REQUIREMENTS
A. Section 00 7300 - Supplementary Conditions:  Dates for applications for payment.
B. Section 01 6000 - Product Requirements:  General product requirements.
C. Section 01 7000 - Execution and Closeout Requirements:  Additional coordination

requirements.
D. Section 01 7800 - Closeout Submittals:  Project record documents; operation and maintenance

data; warranties and bonds.
1.03 PROJECT COORDINATOR

A. ​Project Coordinator ​:  ​Jason Boyer ​.
B. Cooperate with the Project Coordinator in allocation of mobilization areas of site; for field offices

and sheds, for site access, traffic, and parking facilities.
C. During construction, coordinate use of site and facilities through the Project Coordinator.
D. Comply with Project Coordinator's procedures for intra-project communications; submittals,

reports and records, schedules, coordination drawings, and recommendations; and resolution
of ambiguities and conflicts.

E. Comply with instructions of the Project Coordinator for use of temporary utilities and
construction facilities.  Responsibility for providing temporary utilities and construction facilities
is identified in Section 01 1000 - Summary.

F. Coordinate field engineering and layout work under instructions of the Project Coordinator.
G. Make the following types of submittals to Architect:

1. Requests for Interpretation.
2. Requests for substitution.
3. Shop drawings, product data, and samples.
4. Test and inspection reports.
5. Manufacturer's instructions and field reports.
6. Applications for payment and change order requests.
7. Progress schedules.
8. Coordination drawings.
9. Closeout submittals.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 ELECTRONIC DOCUMENT SUBMITTAL SERVICE

A. All documents transmitted for purposes of administration of the contract are to be in electronic
(PDF, MS Word, or MS Excel) format, as appropriate to the document, and transmitted via an
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Internet-based submittal service that receives, logs and stores documents, provides electronic
stamping and signatures, and notifies addressees via email.
1. Besides submittals for review, information, and closeout, this procedure applies to

Requests for Interpretation (RFIs), progress documentation, contract modification
documents (e.g. supplementary instructions, change proposals, change orders),
applications for payment, field reports and meeting minutes, Contractor's correction
punchlist, and any other document any participant wishes to make part of the project
record.

2. Contractor and Architect are required to use this service.
3. It is Contractor's responsibility to submit documents in allowable format.
4. Subcontractors, suppliers, and Architect's consultants will be permitted to use the service

at no extra charge.
5. Users of the service need an email address, internet access, and PDF review software

that includes ability to mark up and apply electronic stamps (such as Adobe Acrobat,
www.adobe.com, or Bluebeam PDF Revu, www.bluebeam.com), unless such software
capability is provided by the service provider.

6. Paper document transmittals will not be reviewed; emailed electronic documents will not
be reviewed.

7. All other specified submittal and document transmission procedures apply, except that
electronic document requirements do not apply to samples or color selection charts.

B. Training:  One, one-hour, web-based training session will be arranged for all participants, with
representatives of Architect and Contractor participating; further training is the responsibility of
the user of the service.

C. Project Closeout:  Architect will determine when to terminate the service for the project and is
responsible for obtaining archive copies of files for Owner.

3.02 PRECONSTRUCTION MEETING
A. Architect will schedule a meeting after Notice of Award.
B. Attendance Required:

1. Owner.
2. Architect.
3. Contractor.

C. Agenda:
1. Execution of Owner-Contractor Agreement.
2. Submission of executed bonds and insurance certificates.
3. Distribution of Contract Documents.
4. Submission of list of subcontractors, list of products, schedule of values, and progress

schedule.
5. Designation of personnel representing the parties to Contract, Owner and <1|A/E|>.
6. Procedures and processing of field decisions, submittals, substitutions, applications for

payments, proposal request, Change Orders, and Contract closeout procedures.
7. Scheduling.
8. Scheduling activities of a Geotechnical Engineer.

D. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Architect, Owner, participants, and those affected by decisions made.

3.03 PROGRESS MEETINGS
A. Schedule and administer meetings throughout progress of the work at maximum bi-monthly

intervals.
B. Attendance Required:

1. Contractor.
2. Owner.
3. Architect.
4. Contractor's superintendent.
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5. Major subcontractors.
C. Agenda:

1. Review minutes of previous meetings.
2. Review of work progress.
3. Field observations, problems, and decisions.
4. Identification of problems that impede, or will impede, planned progress.
5. Review of submittals schedule and status of submittals.
6. Maintenance of progress schedule.
7. Corrective measures to regain projected schedules.
8. Planned progress during succeeding work period.
9. Maintenance of quality and work standards.
10. Effect of proposed changes on progress schedule and coordination.
11. Other business relating to work.

D. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Architect, Owner, participants, and those affected by decisions made.

3.04 CONSTRUCTION PROGRESS SCHEDULE - SEE SECTION 01 3216
A. Within 10 days after date of the Agreement, submit preliminary schedule defining planned

operations for the first 60 days of work, with a general outline for remainder of work.
B. If preliminary schedule requires revision after review, submit revised schedule within 10 days.
C. Within 20 days after review of preliminary schedule, submit draft of proposed complete

schedule for review.
1. Include written certification that major contractors have reviewed and accepted proposed

schedule.
D. Within 10 days after joint review, submit complete schedule.
E. Submit updated schedule with each Application for Payment.

3.05 REQUESTS FOR INTERPRETATION (RFI)
A. Preparation:  Prepare an RFI immediately upon discovery of a need for interpretation of

Contract Documents.  Failure to submit a RFI in a timely manner is not a legitimate cause for
claiming additional costs or delays in execution of the work.
1. Prepare a separate RFI for each specific item.
2. Prepare using software provided by the Electronic Document Submittal Service.
3. Combine RFI and its attachments into a single electronic file. PDF format is preferred.

B. Reason for the RFI:  Prior to initiation of an RFI, carefully study all Contract Documents to
confirm that information sufficient for their interpretation is definitely not included.

C. Review Time:  Architect will respond and return RFIs to Contractor within seven calendar days
of receipt.  For the purpose of establishing the start of the mandated response period, RFIs
received after 12:00 noon will be considered as having been received on the following regular
working day.

D. Responses:  Content of answered RFIs will not constitute in any manner a directive or
authorization to perform extra work or delay the project.  If in Contractor's belief it is likely to
lead to a change to Contract Sum or Contract Time, promptly issue a notice to this effect, and
follow up with an appropriate Change Order request to Owner.
1. Response may include a request for additional information, in which case the original RFI

will be deemed as having been answered, and an amended one is to be issued forthwith.
 Identify the amended RFI with an R suffix to the original number.

2. Do not extend applicability of a response to specific item to encompass other similar
conditions, unless specifically so noted in the response.

3.06 SUBMITTALS FOR REVIEW
A. When the following are specified in individual sections, submit them for review:

1. Product data.
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2. Shop drawings.
3. Samples for selection.
4. Samples for verification.

B. Submit to Architect for review for the limited purpose of checking for compliance with
information given and the design concept expressed in Contract Documents.

C. Samples will be reviewed for aesthetic, color, or finish selection.
D. After review, provide copies and distribute in accordance with SUBMITTAL PROCEDURES

article below and for record documents purposes described in Section 01 7800 - Closeout
Submittals.

3.07 SUBMITTALS FOR INFORMATION
A. When the following are specified in individual sections, submit them for information:

1. Design data.
2. Certificates.
3. Test reports.
4. Inspection reports.
5. Manufacturer's instructions.
6. Manufacturer's field reports.
7. Other types indicated.

B. Submit for Architect's knowledge as contract administrator or for Owner.
3.08 SUBMITTALS FOR PROJECT CLOSEOUT

A. Submit Correction Punch List for Substantial Completion.
B. Submit Final Correction Punch List for Substantial Completion.
C. When the following are specified in individual sections, submit them at project closeout in

compliance with requirements of Section 01 7800 - Closeout Submittals:
1. Project record documents.
2. Operation and maintenance data.
3. Warranties.
4. Bonds.
5. Verification of training.
6. Other types as indicated.

D. Submit for Owner's benefit during and after project completion.
3.09 NUMBER OF COPIES OF SUBMITTALS

A. Electronic Documents:  Submit one electronic copy in PDF format; an electronically-marked up
file will be returned.  Create PDFs at native size and right-side up; illegible files will be rejected.

B. Extra Copies at Project Closeout:  See Section 01 7800.
C. Samples:  Submit the number specified in individual specification sections; one of which will be

retained by Architect.
1. After review, produce duplicates.
2. Retained samples will not be returned to Contractor unless specifically so stated.

3.10 SUBMITTAL PROCEDURES
A. General Requirements:

1. Use a separate transmittal for each item.
2. Sequentially identify each item.  For revised submittals use original number and a

sequential numerical suffix.
3. Identify:  Project; Contractor; subcontractor or supplier; pertinent drawing and detail

number; and specification section number and article/paragraph, as appropriate on each
copy.

4. Apply Contractor's stamp, signed or initialed certifying that review, approval, verification of
products required, field dimensions, adjacent construction work, and coordination of
information is in accordance with the requirements of the work and Contract Documents.
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5. Schedule submittals to expedite the Project, and coordinate submission of related items.
a. For each submittal for review, allow 15 days excluding delivery time to and from the

Contractor.
6. Identify variations from Contract Documents and product or system limitations that may be

detrimental to successful performance of the completed work.
7. Provide space for Contractor and Architect review stamps.
8. When revised for resubmission, identify all changes made since previous submission.
9. Distribute reviewed submittals.  Instruct parties to promptly report inability to comply with

requirements.
10. Incomplete submittals will not be reviewed, unless they are partial submittals for distinct

portion(s) of the work, and have received prior approval for their use.
11. Submittals not requested will be recognized, and will be returned "Not Reviewed",

B. Shop Drawing Procedures:
1. Prepare accurate, drawn-to-scale, original shop drawing documentation by interpreting

Contract Documents and coordinating related work.
2. Do not reproduce Contract Documents to create shop drawings.
3. Generic, non-project-specific information submitted as shop drawings do not meet the

requirements for shop drawings.
3.11 SUBMITTAL REVIEW

A. Submittals for Review:  Architect will review each submittal, and approve, or take other
appropriate action.

B. Submittals for Information:  Architect will acknowledge receipt and review.  See below for
actions to be taken.

C. Architect's actions will be reflected by marking each returned submittal using virtual stamp on
electronic submittals.

D. Architect's and consultants' actions on items submitted for review:
1. Authorizing purchasing, fabrication, delivery, and installation:

a. "Approved", or language with same legal meaning.
b. "Approved as Noted, Resubmission not required", or language with same legal

meaning.
1) At Contractor's option, submit corrected item, with review notations

acknowledged and incorporated.
c. "Approved as Noted, Resubmit for Record", or language with same legal meaning.

2. Not Authorizing fabrication, delivery, and installation:
a. "Revise and Resubmit".

1) Resubmit revised item, with review notations acknowledged and incorporated.
b. "Rejected".

1) Submit item complying with requirements of Contract Documents.
E. Architect's and consultants' actions on items submitted for information:

1. Items for which no action was taken:
a. "Received" -  to notify the Contractor that the submittal has been received for record

only.
2. Items for which action was taken:

a. "Reviewed" - no further action is required from Contractor.
END OF SECTION
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SECTION 01 4000
QUALITY REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. References and standards.
B. Submittals.
C. References and standards.
D. Mock-ups.
E. Control of installation.
F. Tolerances.
G. Testing and inspection agencies and services.
H. Control of installation.
I. Mock-ups.
J. Tolerances.
K. Manufacturers' field services.
L. Defect Assessment.

1.02 RELATED REQUIREMENTS
A. Document AIA A201 General Conditions of the Contract.
B. Section 01 3000 - Administrative Requirements:  Submittal procedures.
C. Section 01 4216 - Definitions.
D. Section 01 6000 - Product Requirements:  Requirements for material and product quality.

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Design Data:  Submit for Architect's knowledge as contract administrator for the limited purpose

of assessing compliance with information given and the design concept expressed in the
Contract Documents, or for Owner's information.

C. Test Reports:  After each test/inspection, promptly submit two copies of report to Architect and
to Contractor.
1. Include:

a. Date issued.
b. Project title and number.
c. Name of inspector.
d. Date and time of sampling or inspection.
e. Identification of product and specifications section.
f. Location in the Project.
g. Type of test/inspection.
h. Date of test/inspection.
i. Results of test/inspection.
j. Compliance with Contract Documents.
k. When requested by Architect, provide interpretation of results.

2. Test report submittals are for Architect's knowledge as contract administrator for the
limited purpose of assessing compliance with information given and the design concept
expressed in the Contract Documents, or for Owner's information.

D. Certificates:  When specified in individual specification sections, submit certification by the
manufacturer and Contractor or installation/application subcontractor to Architect, in quantities
specified for Product Data.
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1. Indicate material or product complies with or exceeds specified requirements.  Submit
supporting reference data, affidavits, and certifications as appropriate.

2. Certificates may be recent or previous test results on material or product, but must be
acceptable to Architect.

E. Manufacturer's Instructions:  When specified in individual specification sections, submit printed
instructions for delivery, storage, assembly, installation, start-up, adjusting, and finishing, for the
Owner's information.  Indicate special procedures, perimeter conditions requiring special
attention, and special environmental criteria required for application or installation.

F. Manufacturer's Field Reports:  Submit reports for Architect's benefit as contract administrator or
for Owner.
1. Submit report in duplicate within 30 days of observation to Architect for information.
2. Submit for information for the limited purpose of assessing compliance with information

given and the design concept expressed in the Contract Documents.
G. Erection Drawings:  Submit drawings for Architect's benefit as contract administrator or for

Owner.
1. Submit for information for the limited purpose of assessing compliance with information

given and the design concept expressed in the Contract Documents.
2. Data indicating inappropriate or unacceptable Work may be subject to action by Architect

or Owner.
1.04 REFERENCES AND STANDARDS

A. For products and workmanship specified by reference to a document or documents not
included in the Project Manual, also referred to as reference standards, comply with
requirements of the standard, except when more rigid requirements are specified or are
required by applicable codes.

B. Comply with reference standard of date of issue current on date of Contract Documents, except
where a specific date is established by applicable code.

C. Obtain copies of standards where required by product specification sections.
D. Maintain copy at project site during submittals, planning, and progress of the specific work, until

Substantial Completion.
E. Should specified reference standards conflict with Contract Documents, request clarification

from Architect before proceeding.
F. Neither the contractual relationships, duties, or responsibilities of the parties in Contract nor

those of Architect shall be altered from Contract Documents by mention or inference otherwise
in any reference document.

1.05 TESTING AND INSPECTION AGENCIES AND SERVICES
A. Owner will employ and pay for services of an independent testing agency to perform specified

testing.
B. Employment of agency in no way relieves Contractor of obligation to perform Work in

accordance with requirements of Contract Documents.
PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 CONTROL OF INSTALLATION

A. Monitor quality control over suppliers, manufacturers, products, services, site conditions, and
workmanship, to produce work of specified quality.

B. Comply with manufacturers' instructions, including each step in sequence.
C. Should manufacturers' instructions conflict with Contract Documents, request clarification from

Architect before proceeding.
D. Comply with specified standards as minimum quality for the work except where more stringent

tolerances, codes, or specified requirements indicate higher standards or more precise
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workmanship.
E. Have work performed by persons qualified to produce required and specified quality.
F. Verify that field measurements are as indicated on shop drawings or as instructed by the

manufacturer.
G. Secure products in place with positive anchorage devices designed and sized to withstand

stresses, vibration, physical distortion, and disfigurement.
3.02 MOCK-UPS

A. Tests shall be performed under provisions identified in this section and identified in the
respective product specification sections.

B. Assemble and erect specified items with specified attachment and anchorage devices,
flashings, seals, and finishes.

C. Architect will use accepted mock-ups as a comparison standard for the remaining Work.
D. Where mock-up has been accepted by Architect and is specified in product specification

sections to be removed, protect mock-up throughout construction, remove mock-up and clear
area when directed to do so by Architect.

3.03 TOLERANCES
A. Monitor fabrication and installation tolerance control of products to produce acceptable Work.

 Do not permit tolerances to accumulate.
B. Comply with manufacturers' tolerances.  Should manufacturers' tolerances conflict with

Contract Documents, request clarification from Architect before proceeding.
C. Adjust products to appropriate dimensions; position before securing products in place.

3.04 TESTING AND INSPECTION
A. See individual specification sections for testing required.
B. Testing Agency Duties:

1. Test samples of mixes submitted by Contractor.
2. Provide qualified personnel at site.  Cooperate with Architect and Contractor in

performance of services.
3. Perform specified sampling and testing of products in accordance with specified

standards.
4. Ascertain compliance of materials and mixes with requirements of Contract Documents.
5. Promptly notify Architect and Contractor of observed irregularities or non-compliance of

Work or products.
6. Perform additional tests and inspections required by Architect.
7. Submit reports of all tests/inspections specified.

C. Limits on Testing/Inspection Agency Authority:
1. Agency may not release, revoke, alter, or enlarge on requirements of Contract

Documents.
2. Agency may not approve or accept any portion of the Work.
3. Agency may not assume any duties of Contractor.
4. Agency has no authority to stop the Work.

D. Contractor Responsibilities:
1. Deliver to agency at designated location, adequate samples of materials proposed to be

used that require testing, along with proposed mix designs.
2. Cooperate with laboratory personnel, and provide access to the Work and to

manufacturers' facilities.
3. Provide incidental labor and facilities:

a. To provide access to Work to be tested/inspected.
b. To obtain and handle samples at the site or at source of Products to be

tested/inspected.
c. To facilitate tests/inspections.
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d. To provide storage and curing of test samples.
4. Notify Architect and laboratory 24 hours prior to expected time for operations requiring

testing/inspection services.
5. Employ services of an independent qualified testing laboratory and pay for additional

samples, tests, and inspections required by Contractor beyond specified requirements.
6. Arrange with Owner's agency and pay for additional samples, tests, and inspections

required by Contractor beyond specified requirements.
E. Re-testing required because of non-compliance with specified requirements shall be performed

by the same agency on instructions by Architect.
F. Re-testing required because of non-conformance to specified requirements shall be paid for by

Contractor by deducting testing charges from the contract price.
3.05 MANUFACTURERS' FIELD SERVICES

A. When specified in individual specification sections, require material or product suppliers or
manufacturers to provide qualified staff personnel to observe site conditions, conditions of
surfaces and installation, quality of workmanshipstart-up of equipment,test, adjust and balance
of equipment as applicable, and to initiate instructions when necessary.

B. Submit qualifications of observer to Architect 30 days in advance of required observations.
C. Report observations and site decisions or instructions given to applicators or installers that are

supplemental or contrary to manufacturers' written instructions.
3.06 DEFECT ASSESSMENT

A. Replace Work or portions of the Work not complying with specified requirements.
B. If, in the opinion of Architect, it is not practical to remove and replace the work, Architect will

direct an appropriate remedy or adjust payment.
END OF SECTION
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SECTION 01 5000
TEMPORARY FACILITIES AND CONTROLS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Temporary utilities.
B. Temporary telecommunications services.
C. Temporary sanitary facilities.
D. Temporary Controls:  Barriers, enclosures, and fencing.
E. Security requirements.
F. Vehicular access and parking.
G. Waste removal facilities and services.
H. Field offices.

1.02 TEMPORARY UTILITIES ​​
A. Existing facilities may be used.

1.03 TELECOMMUNICATIONS SERVICES
A. Provide, maintain, and pay for telecommunications services to field office at time of project

mobilization.
1.04 TEMPORARY SANITARY FACILITIES

A. Provide and maintain required facilities and enclosures.  Provide at time of project mobilization.
B. Maintain daily in clean and sanitary condition.

1.05 BARRIERS
A. Provide barriers to prevent unauthorized entry to construction areas, to prevent access to areas

that could be hazardous to workers or the public, to allow for owner's use of site and to protect
existing facilities and adjacent properties from damage from construction operations and
demolition.

B. Provide barricades and covered walkways required by governing authorities for public rights-of-
way and for public access to existing building.

C. Protect non-owned vehicular traffic, stored materials, site, and structures from damage.
1.06 SECURITY

A. Coordinate with Owner's security program.
1.07 VEHICULAR ACCESS AND PARKING

A. Coordinate access and haul routes with governing authorities and Owner.
B. Provide and maintain access to fire hydrants, free of obstructions.
C. Provide means of removing mud from vehicle wheels before entering streets.
D. Provide temporary parking areas to accommodate construction personnel.  When site space is

not adequate, provide additional off-site parking.
1.08 WASTE REMOVAL

A. Provide waste removal facilities and services as required to maintain the site in clean and
orderly condition.

B. Provide containers with lids.  Remove trash from site periodically.
1.09 FIELD OFFICES

A. Office:  Weathertight, with lighting, electrical outlets, heating, cooling equipment, and equipped
with sturdy furniture, drawing rack and drawing display table.
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1.10 REMOVAL OF UTILITIES, FACILITIES, AND CONTROLS
A. Remove temporary utilities, equipment, facilities, materials, prior to Date of Substantial

Completion inspection.
B. Remove underground installations to a minimum depth of 2 feet.  Grade site as indicated.
C. Clean and repair damage caused by installation or use of temporary work.
D. Restore existing facilities used during construction to original condition.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 6000
PRODUCT REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. General product requirements.
B. Re-use of existing products.
C. Transportation, handling, storage and protection.
D. Product option requirements.
E. Substitution limitations.
F. Maintenance materials, including extra materials, spare parts, tools, and software.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  Lists of products to be removed from existing building.
B. Section 01 2500 - Substitution Procedures:  Substitutions made during procurement and/or

construction phases.
C. Section 01 4000 - Quality Requirements:  Product quality monitoring.
D. Section 01 6116 - Volatile Organic Compound (VOC) Content Restrictions:  Requirements for

VOC-restricted product categories.
E. Section 01 7419 - Construction Waste Management and Disposal:  Waste disposal

requirements potentially affecting product selection, packaging and substitutions.
1.03 SUBMITTALS

A. Product Data Submittals:  Submit manufacturer's standard published data.  Mark each copy to
identify applicable products, models, options, and other data.  Supplement manufacturers'
standard data to provide information specific to this Project.

B. Shop Drawing Submittals:  Prepared specifically for this Project; indicate utility and electrical
characteristics, utility connection requirements, and location of utility outlets for service for
functional equipment and appliances.

C. Sample Submittals:  Illustrate functional and aesthetic characteristics of the product, with
integral parts and attachment devices. Coordinate sample submittals for interfacing work.
1. For selection from standard finishes, submit samples of the full range of the

manufacturer's standard colors, textures, and patterns.
PART 2  PRODUCTS
2.01 EXISTING PRODUCTS

A. Do not use materials and equipment removed from existing premises unless specifically
required or permitted by Contract Documents.

B. Specific Products to be Reused:  The reuse of certain materials and equipment already existing
on the project site is required.
1. See Section 01 1000 for list of items required to be salvaged for reuse and relocation.

2.02 NEW PRODUCTS
A. Provide new products unless specifically required or permitted by Contract Documents.
B. See Section 01 4000 - Quality Requirements, for additional source quality control requirements.
C. Where other criteria are met, Contractor shall give preference to products that:

1. If used on interior, have lower emissions, as defined in Section 01 6116.
2. If wet-applied, have lower VOC content, as defined in Section 01 6116.

2.03 PRODUCT OPTIONS
A. Products Specified by Reference Standards or by Description Only:  Use any product meeting

those standards or description.
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B. Products Specified by Naming One or More Manufacturers:  Use a product of one of the
manufacturers named and meeting specifications, no options or substitutions allowed.

C. Products Specified by Naming One or More Manufacturers with a Provision for Substitutions:
 Submit a request for substitution for any manufacturer not named.

2.04 MAINTENANCE MATERIALS
A. Furnish extra materials, spare parts, tools, and software of types and in quantities specified in

individual specification sections.
B. Deliver to Project site; obtain receipt prior to final payment.

PART 3  EXECUTION
3.01 SUBSTITUTION LIMITATIONS

A. See Section 01 2500 - Substitution Procedures.
3.02 TRANSPORTATION AND HANDLING

A. Package products for shipment in manner to prevent damage; for equipment, package to avoid
loss of factory calibration.

B. If special precautions are required, attach instructions prominently and legibly on outside of
packaging.

C. Coordinate schedule of product delivery to designated prepared areas in order to minimize site
storage time and potential damage to stored materials.

D. Transport and handle products in accordance with manufacturer's instructions.
E. Transport materials in covered trucks to prevent contamination of product and littering of

surrounding areas.
F. Promptly inspect shipments to ensure that products comply with requirements, quantities are

correct, and products are undamaged.
G. Provide equipment and personnel to handle products by methods to prevent soiling,

disfigurement, or damage, and to minimize handling.
H. Arrange for the return of packing materials, such as wood pallets, where economically feasible.

3.03 STORAGE AND PROTECTION
A. Provide protection of stored materials and products against theft, casualty, or deterioration.
B. Designate receiving/storage areas for incoming products so that they are delivered according to

installation schedule and placed convenient to work area in order to minimize waste due to
excessive materials handling and misapplication.  See Section 01 7419.

C. Store and protect products in accordance with manufacturers' instructions.
D. Store with seals and labels intact and legible.
E. Store sensitive products in weathertight, climate-controlled enclosures in an environment

favorable to product.
F. For exterior storage of fabricated products, place on sloped supports above ground.
G. Protect products from damage or deterioration due to construction operations, weather,

precipitation, humidity, temperature, sunlight and ultraviolet light, dirt, dust, and other
contaminants.

H. Comply with manufacturer's warranty conditions, if any.
I. Cover products subject to deterioration with impervious sheet covering.  Provide ventilation to

prevent condensation and degradation of products.
J. Prevent contact with material that may cause corrosion, discoloration, or staining.
K. Provide equipment and personnel to store products by methods to prevent soiling,

disfigurement, or damage.
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L. Arrange storage of products to permit access for inspection. Periodically inspect to verify
products are undamaged and are maintained in acceptable condition.

END OF SECTION
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SECTION 01 6116
VOLATILE ORGANIC COMPOUND (VOC) CONTENT RESTRICTIONS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Requirements for Indoor-Emissions-Restricted products.
B. Requirements for VOC-Content-Restricted products.

1.02 RELATED REQUIREMENTS
A. Section 01 3000 - Administrative Requirements:  Submittal procedures.
B. Section 01 4000 - Quality Requirements:  Procedures for testing and certifications.
C. Section 01 6000 - Product Requirements:  Fundamental product requirements, substitutions

and product options, delivery, storage, and handling.
1.03 DEFINITIONS

A. Indoor-Emissions-Restricted Products:  All products in the following product categories,
whether specified or not:

B. VOC-Content-Restricted Products:  All products in the following product categories, whether
specified or not:
1. Interior paints and coatings applied on site.
2. Interior adhesives and sealants applied on site, including flooring adhesives.

C. Interior of Building:  Anywhere inside the exterior weather barrier.
D. Adhesives:  All gunnable, trowelable, liquid-applied, and aerosol adhesives, whether specified

or not; including flooring adhesives, resilient base adhesives, and pipe jointing adhesives.
E. Sealants:  All gunnable, trowelable, and liquid-applied joint sealants and sealant primers,

whether specified or not; including firestopping sealants and duct joint sealers.
F. Inherently Non-Emitting Materials:  Products composed wholly of minerals or metals, unless

they include organic-based surface coatings, binders, or sealants; and specifically the following:
1. Concrete.
2. Clay brick.
3. Metals that are plated, anodized, or powder-coated.
4. Glass.
5. Ceramics.
6. Solid wood flooring that is unfinished and untreated.

1.04 REFERENCE STANDARDS
A. 40 CFR 59, Subpart D - National Volatile Organic Compound Emission Standards for

Architectural Coatings; U.S. Environmental Protection Agency current edition.
B. ASTM D3960 - Standard Practice for Determining Volatile Organic Compound (VOC) Content

of Paints and Related Coatings 2005 (Reapproved 2018).
C. CAL (CDPH SM) - Standard Method for the Testing and Evaluation of Volatile Organic

Chemical Emissions From Indoor Sources Using Environmental Chambers 2017, v1.2.
D. CARB (SCM) - Suggested Control Measure for Architectural Coatings; California Air Resources

Board 2020.
E. CHPS (HPPD) - High Performance Products Database Current Edition at www.chps.net/.
F. CRI (GLP) - Green Label Plus Testing Program - Certified Products Current Edition.
G. SCAQMD 1113 - Architectural Coatings 1977 (Amended 2016).
H. SCAQMD 1168 - Adhesive and Sealant Applications 1989 (Amended 2017).
I. SCS (CPD) - SCS Certified Products Current Edition.
J. UL (GGG) - GREENGUARD Gold Certified Products Current Edition.
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1.05 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  For each VOC-restricted product used in the project, submit evidence of

compliance.
1.06 QUALITY ASSURANCE

A. Indoor Emissions Standard and Test Method:  CAL (CDPH SM), using Standard Private Office
exposure scenario and the allowable concentrations specified in the method, and range of total
VOC's after 14 days.
1. Wet-Applied Products:  State amount applied in mass per surface area.
2. Paints and Coatings:  Test tinted products, not just tinting bases.
3. Evidence of Compliance:  Acceptable types of evidence are the following;

a. Current UL (GGG) certification.
b. Current SCS (CPD) Floorscore certification.
c. Current SCS (CPD) Indoor Advantage Gold certification.
d. Current listing in CHPS (HPPD) as a low-emitting product.
e. Current CRI (GLP) certification.
f. Test report showing compliance and stating exposure scenario used.

4. Product data submittal showing VOC content is NOT acceptable evidence.
5. Manufacturer's certification without test report by independent agency is NOT acceptable

evidence.
B. VOC Content Test Method:  40 CFR 59, Subpart D (EPA Method 24), or ASTM D3960, unless

otherwise indicated.
1. Evidence of Compliance:  Acceptable types of evidence are:

a. Report of laboratory testing performed in accordance with requirements.
C. Testing Agency Qualifications:  Independent firm specializing in performing testing and

inspections of the type specified in this section.
PART 2  PRODUCTS
2.01 MATERIALS

A. Indoor-Emissions-Restricted Products:  Comply with Indoor Emissions Standard and Test
Method, except for:
1. Inherently Non-Emitting Materials.

B. VOC-Content-Restricted Products:  VOC content not greater than required by the following:
1. Adhesives, Including Flooring Adhesives:  SCAQMD 1168 Rule.
2. Joint Sealants:  SCAQMD 1168 Rule.
3. Paints and Coatings:  Each color; most stringent of the following:

a. 40 CFR 59, Subpart D.
b. SCAQMD 1113 Rule.
c. CARB (SCM).

4. Wet-Applied Roofing and Waterproofing:  Comply with requirements for paints and
coatings.

PART 3  EXECUTION
3.01 FIELD QUALITY CONTROL

A. Owner reserves the right to reject non-compliant products, whether installed or not, and require
their removal and replacement with compliant products at no extra cost to Owner.

B. Additional costs to restore indoor air quality due to installation of non-compliant products will be
borne by Contractor.

END OF SECTION



9619 / Savannah High School -
Gas Line Replacment

01 7000 - 1 Execution and Closeout
Requirements

SECTION 01 7000
EXECUTION AND CLOSEOUT REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Examination, preparation, and general installation procedures.
B. Requirements for alterations work, including selective demolition, except removal, disposal,

and/or remediation of hazardous materials and toxic substances.
C. Cutting and patching.
D. Surveying for laying out the work.
E. Cleaning and protection.
F. Starting of systems and equipment.
G. Demonstration and instruction of Owner personnel.
H. Closeout procedures, including Contractor's Correction Punch List, except payment

procedures.
I. General requirements for maintenance service.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  Limitations on working in existing building; continued occupancy;

work sequence; identification of salvaged and relocated materials.
B. Section 01 3000 - Administrative Requirements:  Submittals procedures, Electronic document

submittal service.
C. Section 01 4000 - Quality Requirements:  Testing and inspection procedures.
D. Section 01 5000 - Temporary Facilities and Controls:   Temporary exterior enclosures.
E. Section 01 5000 - Temporary Facilities and Controls:  Temporary interior partitions.
F. Section 01 7800 - Closeout Submittals:  Project record documents, operation and maintenance

data, warranties and bonds.
G. Section 01 7900 - Demonstration and Training:  Demonstration of products and systems to be

commissioned and where indicated in specific specification sections
H. Section 07 8400 - Firestopping.
I. Individual Product Specification Sections:

1. Advance notification to other sections of openings required in work of those sections.
2. Limitations on cutting structural members.

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Survey work:  Submit name, address, and telephone number of Surveyor before starting survey

work.
1. On request, submit documentation verifying accuracy of survey work.
2. Submit a copy of site drawing signed by the Land Surveyor, that the elevations and

locations of the work are in conformance with Contract Documents.
3. Submit surveys and survey logs for the project record.

C. Cutting and Patching:  Submit written request in advance of cutting or alteration that affects:
1. Structural integrity of any element of Project.
2. Integrity of weather exposed or moisture resistant element.
3. Efficiency, maintenance, or safety of any operational element.
4. Visual qualities of sight exposed elements.
5. Work of Owner or separate Contractor.
6. Include in request:

a. Identification of Project.
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b. Location and description of affected work.
c. Necessity for cutting or alteration.
d. Description of proposed work and products to be used.
e. Effect on work of Owner or separate Contractor.
f. Written permission of affected separate Contractor.
g. Date and time work will be executed.

D. Project Record Documents:  Accurately record actual locations of capped and active utilities.
1.04 QUALIFICATIONS

A. For survey work, employ a land surveyor registered in the State in which the Project is located
 and acceptable to Architect.  Submit evidence of Surveyor's Errors and Omissions insurance
coverage in the form of an Insurance Certificate.

B. For field engineering, employ a professional engineer of the discipline required for specific
service on Project, licensed in the State of Kansas.

1.05 PROJECT CONDITIONS
A. Use of explosives is not permitted.
B. Grade site to drain.  Maintain excavations free of water.  Provide, operate, and maintain

pumping equipment.
C. Protect site from puddling or running water.  Provide water barriers as required to protect site

from soil erosion.
D. Ventilate enclosed areas to assist cure of materials, to dissipate humidity, and to prevent

accumulation of dust, fumes, vapors, or gases.
E. Dust Control:  Execute work by methods to minimize raising dust from construction operations.

 Provide positive means to prevent air-borne dust from dispersing into atmosphere and over
adjacent property.

F. Erosion and Sediment Control:  Plan and execute work by methods to control surface drainage
from cuts and fills, from borrow and waste disposal areas.  Prevent erosion and sedimentation.
1. Minimize amount of bare soil exposed at one time.
2. Provide temporary measures such as berms, dikes, and drains, to prevent water flow.
3. Construct fill and waste areas by selective placement to avoid erosive surface silts or

clays.
4. Periodically inspect earthwork to detect evidence of erosion and sedimentation; promptly

apply corrective measures.
G. Noise Control:  Provide methods, means, and facilities to minimize noise produced by

construction operations.
1. Outdoors:  Limit conduct of especially noisy exterior work to the hours of 8 am to 5 pm.

H. Pest and Rodent Control:  Provide methods, means, and facilities to prevent pests and insects
from damaging the work.

I. Pollution Control:  Provide methods, means, and facilities to prevent contamination of soil,
water, and atmosphere from discharge of noxious, toxic substances, and pollutants produced
by construction operations.  Comply with federal, state, and local regulations.

1.06 COORDINATION
A. Coordinate scheduling, submittals, and work of the various sections of the Project Manual to

ensure efficient and orderly sequence of installation of interdependent construction elements.
B. Notify affected utility companies and comply with their requirements.
C. Verify that utility requirements and characteristics of new operating equipment are compatible

with building utilities.  Coordinate work of various sections having interdependent
responsibilities for installing, connecting to, and placing in service, such equipment.

D. Coordinate space requirements, supports, and installation of mechanical and electrical work
that are indicated diagrammatically on Drawings.  Follow routing shown for pipes, ducts, and
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conduit, as closely as practicable; place runs parallel with lines of building. Utilize spaces
efficiently to maximize accessibility for other installations, for maintenance, and for repairs.

E. In finished areas except as otherwise indicated, conceal pipes, ducts, and wiring within the
construction.  Coordinate locations of fixtures and outlets with finish elements.

F. Coordinate completion and clean-up of work of separate sections.
G. After Owner occupancy of premises, coordinate access to site for correction of defective work

and work not in accordance with Contract Documents, to minimize disruption of Owner's
activities.

PART 2  PRODUCTS
2.01 PATCHING MATERIALS

A. New Materials:  As specified in product sections; match existing products and work for patching
and extending work.

B. Type and Quality of Existing Products:  Determine by inspecting and testing products where
necessary, referring to existing work as a standard.

C. Product Substitution:  For any proposed change in materials, submit request for substitution
described in Section 01 6000 - Product Requirements.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that existing site conditions and substrate surfaces are acceptable for subsequent work.
 Start of work means acceptance of existing conditions.

B. Verify that existing substrate is capable of structural support or attachment of new work being
applied or attached.

C. Examine and verify specific conditions described in individual specification sections.
D. Take field measurements before confirming product orders or beginning fabrication, to minimize

waste due to over-ordering or misfabrication.
E. Verify that utility services are available, of the correct characteristics, and in the correct

locations.
F. Prior to Cutting:  Examine existing conditions prior to commencing work, including elements

subject to damage or movement during cutting and patching.  After uncovering existing work,
assess conditions affecting performance of work.  Beginning of cutting or patching means
acceptance of existing conditions.

3.02 PREPARATION
A. Clean substrate surfaces prior to applying next material or substance.
B. Seal cracks or openings of substrate prior to applying next material or substance.
C. Apply manufacturer required or recommended substrate primer, sealer, or conditioner prior to

applying any new material or substance in contact or bond.
3.03 LAYING OUT THE WORK

A. Verify locations of survey control points prior to starting work.
B. Promptly notify Architect of any discrepancies discovered.
C. Contractor shall locate and protect survey control and reference points.
D. Protect survey control points prior to starting site work; preserve permanent reference points

during construction.
E. Promptly report to Architect the loss or destruction of any reference point or relocation required

because of changes in grades or other reasons.
F. Replace dislocated survey control points based on original survey control.  Make no changes

without prior written notice to  Architect.
G. Utilize recognized engineering survey practices.
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H. Establish a minimum of two permanent bench marks on site, referenced to established control
points.  Record locations, with horizontal and vertical data, on project record documents.

I. Establish elevations, lines and levels.  Locate and lay out by instrumentation and similar
appropriate means:
1. Site improvements including pavements; stakes for grading, fill and topsoil placement;

utility locations, slopes, and invert elevations.
2. Grid or axis for structures.
3. Building foundation, column locations, ground floor elevations.

J. Periodically verify layouts by same means.
K. Maintain a complete and accurate log of control and survey work as it progresses.

3.04 GENERAL INSTALLATION REQUIREMENTS
A. Install products as specified in individual sections, in accordance with manufacturer's

instructions and recommendations, and so as to avoid waste due to necessity for replacement.
B. Make vertical elements plumb and horizontal elements level, unless otherwise indicated.
C. Install equipment and fittings plumb and level, neatly aligned with adjacent vertical and

horizontal lines, unless otherwise indicated.
D. Make consistent texture on surfaces, with seamless transitions, unless otherwise indicated.
E. Make neat transitions between different surfaces, maintaining texture and appearance.  

3.05 ALTERATIONS
A. Drawings showing existing construction and utilities are based on existing record documents

only.
1. Verify that construction and utility arrangements are as shown.
2. Report discrepancies to Architect before disturbing existing installation.
3. Beginning of alterations work constitutes acceptance of existing conditions.

B. Remove existing work as indicated and as required to accomplish new work.
1. Remove items indicated on drawings.
2. Relocate items indicated on drawings.
3. Where new surface finishes are to be applied to existing work, perform removals, patch,

and prepare existing surfaces as required to receive new finish; remove existing finish if
necessary for successful application of new finish.

4. Where new surface finishes are not specified or indicated, patch holes and damaged
surfaces to match adjacent finished surfaces as closely as possible.

C. Services (Including but not limited to HVAC, Plumbing, Fire Protection, Electrical, and
Telecommunications):  Remove, relocate, and extend existing systems to accommodate new
construction.
1. Maintain existing active systems that are to remain in operation; maintain access to

equipment and operational components; if necessary, modify installation to allow access
or provide access panel.

2. Where existing systems or equipment are not active and Contract Documents require
reactivation, put back into operational condition; repair supply, distribution, and equipment
as required.

3. Where existing active systems serve occupied facilities but are to be replaced with new
services, maintain existing systems in service until new systems are complete and ready
for service.
a. Disable existing systems only to make switchovers and connections; minimize

duration of outages.
b. Provide temporary connections as required to maintain existing systems in service.

4. Verify that abandoned services serve only abandoned facilities.
5. Remove abandoned pipe, ducts, conduits, and equipment , including those above

accessible ceilings; remove back to source of supply where possible, otherwise cap stub
and tag with identification; patch holes left by removal using materials specified for new
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construction.
D. Protect existing work to remain.

1. Prevent movement of structure; provide shoring and bracing if necessary.
2. Perform cutting to accomplish removals neatly and as specified for cutting new work.
3. Repair adjacent construction and finishes damaged during removal work.

E. Adapt existing work to fit new work:  Make as neat and smooth transition as possible.
F. Patching:  Where the existing surface is not indicated to be refinished, patch to match the

surface finish that existed prior to cutting.  Where the surface is indicated to be refinished,
patch so that the substrate is ready for the new finish.

G. Refinish existing surfaces as indicated:
1. Where rooms or spaces are indicated to be refinished, refinish all visible existing surfaces

to remain to the specified condition for each material, with a neat transition to adjacent
finishes.

2. If mechanical or electrical work is exposed accidentally during the work, re-cover and
refinish to match.

H. Clean existing systems and equipment.
I. Remove demolition debris and abandoned items from alterations areas and dispose of off-site;

do not burn or bury.
J. Do not begin new construction in alterations areas before demolition is complete.
K. Comply with all other applicable requirements of this section.

3.06 CUTTING AND PATCHING
A. Whenever possible, execute the work by methods that avoid cutting or patching.
B. See Alterations article above for additional requirements.
C. Perform whatever cutting and patching is necessary to:

1. Complete the work.
2. Fit products together to integrate with other work.
3. Provide openings for penetration of mechanical, electrical, and other services.
4. Match work that has been cut to adjacent work.
5. Repair areas adjacent to cuts to required condition.
6. Repair new work damaged by subsequent work.
7. Remove samples of installed work for testing when requested.
8. Remove and replace defective and non-conforming work.

D. Execute work by methods that avoid damage to other work and that will provide appropriate
surfaces to receive patching and finishing.  

E. Employ original installer to perform cutting for weather exposed and moisture resistant
elements, and sight exposed surfaces.

F. Cut rigid materials using masonry saw or core drill.  Pneumatic tools not allowed without prior
approval.

G. Restore work with new products in accordance with requirements of Contract Documents.
H. Fit work air tight to pipes, sleeves, ducts, conduit, and other penetrations through surfaces.
I. At penetrations of fire rated walls, partitions, ceiling, or floor construction, completely seal voids

with fire rated material , to full thickness of the penetrated element.
J. Patching:

1. Finish patched surfaces to match finish that existed prior to patching.  On continuous
surfaces, refinish to nearest intersection or natural break.  For an assembly, refinish entire
unit.

2. Match color, texture, and appearance.
3. Repair patched surfaces that are damaged, lifted, discolored, or showing other

imperfections due to patching work. If defects are due to condition of substrate, repair
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substrate prior to repairing finish.
3.07 PROGRESS CLEANING

A. Maintain areas free of waste materials, debris, and rubbish.  Maintain site in a clean and orderly
condition.

B. Remove debris and rubbish from pipe chases, plenums, attics, crawl spaces, and other closed
or remote spaces, prior to enclosing the space.

C. Broom and vacuum clean interior areas prior to start of surface finishing, and continue cleaning
to eliminate dust.

D. Collect and remove waste materials, debris, and trash/rubbish from site periodically and
dispose off-site; do not burn or bury.

3.08 PROTECTION OF INSTALLED WORK
A. Protect installed work from damage by construction operations.
B. Provide special protection where specified in individual specification sections.
C. Provide temporary and removable protection for installed products. Control activity in immediate

work area to prevent damage.
D. Provide protective coverings at walls, projections, jambs, sills, and soffits of openings.
E. Protect finished floors, stairs, and other surfaces from traffic, dirt, wear, damage, or movement

of heavy objects, by protecting with durable sheet materials.
F. Prohibit traffic or storage upon waterproofed or roofed surfaces.  If traffic or activity is

necessary, obtain recommendations for protection from waterproofing or roofing material
manufacturer.

G. Prohibit traffic from landscaped areas.
H. Remove protective coverings when no longer needed; reuse or recycle coverings if possible.

3.09 SYSTEM STARTUP
A. Coordinate schedule for start-up of various equipment and systems.
B. Notify Architect and owner seven days prior to start-up of each item.
C. Verify that each piece of equipment or system has been checked for proper lubrication, drive

rotation, belt tension, control sequence, and for conditions that may cause damage.
D. Verify tests, meter readings, and specified electrical characteristics agree with those required

by the equipment or system manufacturer.
E. Verify that wiring and support components for equipment are complete and tested.
F. Execute start-up under supervision of applicable Contractor personnel and manufacturer's

representative in accordance with manufacturers' instructions.
G. When specified in individual specification Sections, require manufacturer to provide authorized

representative to be present at site to inspect, check, and approve equipment or system
installation prior to start-up, and to supervise placing equipment or system in operation.

H. Submit a written report that equipment or system has been properly installed and is functioning
correctly.

3.10 DEMONSTRATION AND INSTRUCTION
A. See Section 01 7900 - Demonstration and Training.
B. Demonstrate start-up, operation, control, adjustment, trouble-shooting, servicing, maintenance,

and shutdown of each item of equipment at scheduled time, at equipment location.
C. For equipment or systems requiring seasonal operation, perform demonstration for other

season within six months.
D. Provide a qualified person who is knowledgeable about the Project to perform demonstration

and instruction of owner personnel.
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E. Utilize operation and maintenance manuals as basis for instruction.  Review contents of manual
with Owner's personnel in detail to explain all aspects of operation and maintenance.

F. Prepare and insert additional data in operations and maintenance manuals when need for
additional data becomes apparent during instruction.

G. The amount of time required for instruction on each item of equipment and system is that
specified in individual sections.

3.11 ADJUSTING
A. Adjust operating products and equipment to ensure smooth and unhindered operation.
B. Testing, adjusting, and balancing HVAC systems:  See Section 23 0593 - Testing, Adjusting,

and Balancing for HVAC.
3.12 FINAL CLEANING

A. Execute final cleaning prior to Substantial Completion.
B. Use cleaning materials that are nonhazardous.
C. Clean interior and exterior glass, surfaces exposed to view; remove temporary labels, stains

and foreign substances, polish transparent and glossy surfaces, vacuum carpeted and soft
surfaces.

D. Remove all labels that are not permanent.  Do not paint or otherwise cover fire test labels or
nameplates on mechanical and electrical  equipment.

E. Clean equipment and fixtures to a sanitary condition with cleaning materials appropriate to the
surface and material being cleaned.

F. Replace filters of operating equipment.
G. Clean debris from roofs, gutters, downspouts, scuppers, overflow drains, area drains, drainage

systems, and [______].
H. Clean site; sweep paved areas, rake clean landscaped surfaces.
I. Remove waste, surplus materials, trash/rubbish, and construction facilities from the site;

dispose of in legal manner; do not burn or bury.
3.13 CLOSEOUT PROCEDURES

A. Make submittals that are required by governing or other authorities.
1. Provide copies to Architect and Owner.

B. Accompany Project Coordinator on preliminary inspection to determine items to be listed for
completion or correction in the Contractor's Correction Punch List for Contractor's Notice of
Substantial Completion.

C. Notify Architect when work is considered ready for Architect's Substantial Completion
inspection.

D. Submit written certification containing Contractor's Correction Punch List, that Contract
Documents have been reviewed, work has been inspected, and that work is complete in
accordance with Contract Documents and ready for Architect's Substantial Completion
inspection.

E. Conduct Substantial Completion inspection and create Final Correction Punch List containing
Architect's and Contractor's comprehensive list of items identified to be completed or corrected
and submit to Architect.

F. Correct items of work listed in Final Correction Punch List and comply with requirements for
access to Owner-occupied areas.

G. Accompany Project Coordinator on Contractor's preliminary final inspection.
H. Notify Architect when work is considered finally complete and ready for Architect's Substantial

Completion final inspection.
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I. Complete items of work determined by Architect listed in executed Certificate of Substantial
Completion.

3.14 MAINTENANCE
A. Provide service and maintenance of components indicated in specification sections.
B. Maintenance Period:  As indicated in specification sections or, if not indicated, not less than

one year from the Date of Substantial Completion or the length of the specified warranty,
whichever is longer.

C. Examine system components at a frequency consistent with reliable operation.  Clean, adjust,
and lubricate as required.

D. Include systematic examination, adjustment, and lubrication of components.  Repair or replace
parts whenever required.  Use parts produced by the manufacturer of the original component.

E. Maintenance service shall not be assigned or transferred to any agent or subcontractor without
prior written consent of the Owner.

END OF SECTION
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SECTION 01 7800
CLOSEOUT SUBMITTALS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Project Record Documents.
B. Operation and Maintenance Data.
C. Warranties and bonds.

1.02 RELATED REQUIREMENTS
A. Section 00 7300 - Supplementary Conditions, AIA A201 General Conditions, and AIA A201

General Conditions:  Performance bond and labor and material payment bonds, warranty, and
correction of work.

B. Section 01 3000 - Administrative Requirements:  Submittals procedures, shop drawings,
product data, and samples.

C. Section 01 7000 - Execution and Closeout Requirements:  Contract closeout procedures.
D. Individual Product Sections:  Specific requirements for operation and maintenance data.
E. Individual Product Sections:  Warranties required for specific products or Work.

1.03 SUBMITTALS
A. Project Record Documents:  Submit documents to Architect with claim for final Application for

Payment.
B. Operation and Maintenance Data:

1. Submit two copies of preliminary draft or proposed formats and outlines of contents before
start of Work.  Architect will review draft and return one copy with comments.

2. For equipment, or component parts of equipment put into service during construction and
operated by Owner, submit completed documents within ten days after acceptance.

3. Submit one copy of completed documents 15 days prior to final inspection.  This copy will
be reviewed and returned after final inspection, with Architect comments.  Revise content
of all document sets as required prior to final submission.

4. Submit two sets of revised final documents in final form within 10 days after final
inspection.

C. Warranties and Bonds:
1. For equipment or component parts of equipment put into service during construction with

Owner's permission, submit documents within 10 days after acceptance.
2. Make other submittals within 10 days after Date of Substantial Completion, prior to final

Application for Payment.
3. For items of Work for which acceptance is delayed beyond Date of Substantial

Completion, submit within 10 days after acceptance, listing the date of acceptance as the
beginning of the warranty period.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PROJECT RECORD DOCUMENTS

A. Maintain on site one set of the following record documents; record actual revisions to the Work:
1. Drawings.
2. Specifications.
3. Addenda.
4. Change Orders and other modifications to the Contract.
5. Reviewed shop drawings, product data, and samples.
6. Manufacturer's instruction for assembly, installation, and adjusting.

B. Ensure entries are complete and accurate, enabling future reference by Owner.
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C. Store record documents separate from documents used for construction.
D. Record information concurrent with construction progress.
E. Specifications:  Legibly mark and record at each product section description of actual products

installed, including the following:
1. Manufacturer's name and product model and number.
2. Product substitutions or alternates utilized.
3. Changes made by Addenda and modifications.

F. Record Drawings and Shop Drawings:  Legibly mark each item to record actual construction
including:
1. Measured depths of foundations in relation to finish first floor datum.
2. Measured horizontal and vertical locations of underground utilities and appurtenances,

referenced to permanent surface improvements.
3. Measured locations of internal utilities and appurtenances concealed in construction,

referenced to visible and accessible features of the Work.
4. Field changes of dimension and detail.
5. Details not on original Contract drawings.

3.02 OPERATION AND MAINTENANCE DATA
A. Source Data:  For each product or system, list names, addresses and telephone numbers of

Subcontractors and suppliers, including local source of supplies and replacement parts.
B. Product Data:  Mark each sheet to clearly identify specific products and component parts, and

data applicable to installation.  Delete inapplicable information.
C. Drawings:  Supplement product data to illustrate relations of component parts of equipment and

systems, to show control and flow diagrams.  Do not use Project Record Documents as
maintenance drawings.

D. Typed Text:  As required to supplement product data.  Provide logical sequence of instructions
for each procedure, incorporating manufacturer's instructions.

3.03 OPERATION AND MAINTENANCE DATA FOR MATERIALS AND FINISHES
A. For Each Product, Applied Material, and Finish:

1. Product data, with catalog number, size, composition, and color and texture designations.
2. Information for re-ordering custom manufactured products.

B. Instructions for Care and Maintenance:  Manufacturer's recommendations for cleaning agents
and methods, precautions against detrimental cleaning agents and methods, and
recommended schedule for cleaning and maintenance.

C. Moisture protection and weather-exposed products:  Include product data listing applicable
reference standards, chemical composition, and details of installation.  Provide
recommendations for inspections, maintenance, and repair.

D. Additional information as specified in individual product specification sections.
E. Where additional instructions are required, beyond the manufacturer's standard printed

instructions, have instructions prepared by personnel experienced in the operation and
maintenance of the specific products.

F. Provide a listing in Table of Contents for design data, with tabbed fly sheet and space for
insertion of data.

3.04 OPERATION AND MAINTENANCE DATA FOR EQUIPMENT AND SYSTEMS
A. For Each Item of Equipment and Each System:

1. Description of unit or system, and component parts.
2. Identify function, normal operating characteristics, and limiting conditions.
3. Include performance curves, with engineering data and tests.
4. Complete nomenclature and model number of replaceable parts.
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B. Where additional instructions are required, beyond the manufacturer's standard printed
instructions, have instructions prepared by personnel experienced in the operation and
maintenance of the specific products.

C. Panelboard Circuit Directories:  Provide electrical service characteristics, controls, and
communications; typed.

D. Operating Procedures:  Include start-up, break-in, and routine normal operating instructions
and sequences.  Include regulation, control, stopping, shut-down, and emergency instructions.
 Include summer, winter, and any special operating instructions.

E. Maintenance Requirements:  Include routine procedures and guide for preventative
maintenance and trouble shooting; disassembly, repair, and reassembly instructions; and
alignment, adjusting, balancing, and checking instructions.

F. Provide servicing and lubrication schedule, and list of lubricants required.
G. Include manufacturer's printed operation and maintenance instructions.
H. Include sequence of operation by controls manufacturer.
I. Provide original manufacturer's parts list, illustrations, assembly drawings, and diagrams

required for maintenance.
J. Provide control diagrams by controls manufacturer as installed.
K. Provide list of original manufacturer's spare parts, current prices, and recommended quantities

to be maintained in storage.
L. Include test and balancing reports.
M. Additional Requirements:  As specified in individual product specification sections.

3.05 ASSEMBLY OF  OPERATION AND MAINTENANCE MANUALS
A. Assemble operation and maintenance data into durable manuals for Owner's personnel use,

with data arranged in the same sequence as, and identified by, the specification sections.
B. Where systems involve more than one specification section, provide separate tabbed divider for

each system.
C. Prepare instructions and data by personnel experienced in maintenance and operation of

described products.
D. Prepare data in the form of an instructional manual.
E. Binders:  Commercial quality, 8-1/2 by 11 inch 216 x 280 mm three D side ring binders with

durable plastic covers; 2 inch 50 mm maximum ring size.  When multiple binders are used,
correlate data into related consistent groupings.

F. Cover:  Identify each binder with typed or printed title OPERATION AND MAINTENANCE
INSTRUCTIONS; identify title of Project; identify subject matter of contents.

G. Project Directory:  Title and address of Project; names, addresses, and telephone numbers of
Architect, Consultants, Contractor and subcontractors, with names of responsible parties.

H. Tables of Contents:  List every item separated by a divider, using the same identification as on
the divider tab; where multiple volumes are required, include all volumes Tables of Contents in
each volume, with the current volume clearly identified.

I. Dividers:  Provide tabbed dividers for each separate product and system; identify the contents
on the divider tab; immediately following the divider tab include a description of product and
major component parts of equipment.

J. Text:  Manufacturer's printed data, or typewritten data on 24 pound paper.
K. Drawings:  Provide with reinforced punched binder tab.  Bind in with text; fold larger drawings to

size of text pages.
L. Arrange content by systems under section numbers and sequence of Table of Contents of this

Project Manual.
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M. Contents:  Prepare a Table of Contents for each volume, with each product or system
description identified, in three parts as follows:
1. Part 1:  Directory, listing names, addresses, and telephone numbers of Architect,

Contractor, Subcontractors, and major equipment suppliers.
2. Part 2:  Operation and maintenance instructions, arranged by system and subdivided by

specification section.  For each category, identify names, addresses, and telephone
numbers of Subcontractors and suppliers.  Identify the following:
a. Significant design criteria.
b. List of equipment.
c. Parts list for each component.
d. Operating instructions.
e. Maintenance instructions for equipment and systems.
f. Maintenance instructions for special finishes, including recommended cleaning

methods and materials, and special precautions identifying detrimental agents.
3. Part 3:  Project documents and certificates, including the following:

a. Shop drawings and product data.
b. Air and water balance reports.

3.06 WARRANTIES AND BONDS
A. Obtain warranties and bonds, executed in duplicate by responsible Subcontractors, suppliers,

and manufacturers, within 10 days after completion of the applicable item of work.  Except for
items put into use with Owner's permission, leave date of beginning of time of warranty until
Date of Substantial completion is determined.

B. Verify that documents are in proper form, contain full information, and are notarized.
C. Co-execute submittals when required.
D. Retain warranties and bonds until time specified for submittal.
E. Include originals of each in operation and maintenance manuals, indexed separately on Table

of Contents.
END OF SECTION



9619 / Savannah High School -
Gas Line Replacment

01 7900 - 1 Demonstration and Training

SECTION 01 7900
DEMONSTRATION AND TRAINING

PART 1  GENERAL
1.01 SUMMARY

A. Demonstration of products and systems  where indicated in specific specification sections.
B. Training of Owner personnel in operation and maintenance is required for:

1. All software-operated systems.
2. HVAC systems and equipment.
3. Plumbing equipment.
4. Electrical systems and equipment.
5. Conveying systems.
6. Items specified in individual product Sections.

C. Training of Owner personnel in care, cleaning, maintenance, and repair is required for:
1. Roofing, waterproofing, and other weather-exposed or moisture protection products.
2. Finishes, including flooring, wall finishes, ceiling finishes.
3. Fixtures and fittings.
4. Items specified in individual product Sections.

1.02 RELATED REQUIREMENTS
A. Section 01 7800 - Closeout Submittals:  Operation and maintenance manuals.
B. Other Specification Sections:  Additional requirements for demonstration and training.

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Training Plan:  Owner will designate personnel to be trained; tailor training to needs and skill-

level of attendees.
1. Submit to Architect for transmittal to Owner.
2. Submit not less than four weeks prior to start of training.
3. Revise and resubmit until acceptable.
4. Provide an overall schedule showing all training sessions.
5. Include at least the following for each training session:

a. Identification, date, time, and duration.
b. Description of products and/or systems to be covered.
c. Name of firm and person conducting training; include qualifications.
d. Intended audience, such as job description.
e. Objectives of training and suggested methods of ensuring adequate training.
f. Methods to be used, such as classroom lecture, live demonstrations, hands-on, etc.
g. Media to be used, such a slides, hand-outs, etc.
h. Training equipment required, such as projector, projection screen, etc., to be

provided by Contractor.
C. Training Manuals:  Provide training manual for each attendee; allow for minimum of two

attendees per training session.
1. Include applicable portion of O&M manuals.
2. Include copies of all hand-outs, slides, overheads, video presentations, etc., that are not

included in O&M manuals.
3. Provide one extra copy of each training manual to be included with operation and

maintenance data.
D. Training Reports:  

1. Identification of each training session, date, time, and duration.
2. Sign-in sheet showing names and job titles of attendees.
3. List of attendee questions and written answers given, including copies of and references

to supporting documentation required for clarification; include answers to questions that
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could not be answered in original training session.
1.04 QUALITY ASSURANCE

A. Instructor Qualifications:  Familiar with design, operation, maintenance and troubleshooting of
the relevant products and systems.  
1. Provide as instructors the most qualified trainer of those contractors and/or installers who

actually supplied and installed the systems and equipment.
2. Where a single person is not familiar with all aspects, provide specialists with necessary

qualifications.
PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 DEMONSTRATION - GENERAL

A. Demonstrations conducted during system start-up do not qualify as demonstrations for the
purposes of this section, unless approved in advance by Owner.

B. Demonstration may be combined with Owner personnel training if applicable.
C. Operating Equipment and Systems:  Demonstrate operation in all modes, including start-up,

shut-down, seasonal changeover, emergency conditions, and troubleshooting, and
maintenance procedures, including scheduled and preventive maintenance.
1. Perform demonstrations not less than two weeks prior to Substantial Completion.
2. For equipment or systems requiring seasonal operation, perform demonstration for other

season within six months.
D. Non-Operating Products:  Demonstrate cleaning, scheduled and preventive maintenance, and

repair procedures.
1. Perform demonstrations not less than two weeks prior to Substantial Completion.

3.02 TRAINING - GENERAL
A. Conduct training on-site unless otherwise indicated.
B. Owner will provide classroom and seating at no cost to Contractor.
C. Provide training in minimum two hour segments.
D. Training schedule will be subject to availability of Owner's personnel to be trained; re-schedule

training sessions as required by Owner; once schedule has been approved by Owner failure to
conduct sessions according to schedule will be cause for Owner to charge Contractor for
personnel "show-up" time.

E. Review of Facility Policy on Operation and Maintenance Data:  During training discuss:
1. The location of the O&M manuals and procedures for use and preservation; backup

copies.
2. Typical contents and organization of all manuals, including explanatory information,

system narratives, and product specific information.
3. Typical uses of the O&M manuals.

F. Product- and System-Specific Training:
1. Review the applicable O&M manuals.
2. For systems, provide an overview of system operation, design parameters and

constraints, and operational strategies.
3. Review instructions for proper operation in all modes, including start-up, shut-down,

seasonal changeover and emergency procedures, and for maintenance, including
preventative maintenance.

4. Provide hands-on training on all operational modes possible and preventive maintenance.
5. Emphasize safe and proper operating requirements; discuss relevant health and safety

issues and emergency procedures.
6. Discuss common troubleshooting problems and solutions.
7. Discuss any peculiarities of equipment installation or operation.
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8. Discuss warranties and guarantees, including procedures necessary to avoid voiding
coverage.

9. Review recommended tools and spare parts inventory suggestions of manufacturers.
10. Review spare parts and tools required to be furnished by Contractor.
11. Review spare parts suppliers and sources and procurement procedures.

G. Be prepared to answer questions raised by training attendees; if unable to answer during
training session, provide written response within three days.

END OF SECTION
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SECTION 02 4100
DEMOLITION

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Building demolition excluding removal of hazardous materials and toxic substances.
B. Selective demolition of building elements for alteration purposes.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  Limitations on Contractor's use of site and premises.
B. Section 01 1000 - Summary:  Description of items to be salvaged or removed for re-use by

Contractor.
C. Section 01 5000 - Temporary Facilities and Controls:  Site fences, security, protective barriers,

and waste removal.
D. Section 01 6000 - Product Requirements:  Handling and storage of items removed for salvage

and relocation.
E. Section 01 7000 - Execution and Closeout Requirements:  Project conditions; protection of

bench marks, survey control points, and existing construction to remain; reinstallation of
removed products; temporary bracing and shoring.

F. Section 31 2323 - Fill:  Fill material for filling holes, pits, and excavations generated as a result
of removal operations.

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Site Plan:  Showing:

1. Areas for temporary construction and field offices.
C. Demolition Plan:  Submit demolition plan as specified by OSHA and local authorities.

1. Indicate extent of demolition, removal sequence, bracing and shoring, and location and
construction of barricades and fences.

2. Identify demolition firm and submit qualifications.
D. Project Record Documents:  Accurately record actual locations of capped and active utilities

and subsurface construction.
PART 3  EXECUTION
2.01 SCOPE

A. Remove paving and curbs as required to accomplish new work.
B. Remove all other paving and curbs within site boundaries.
C. Within area of new construction, remove foundation walls and footings to a minimum of 2 feet

below finished grade.
D. Outside area of new construction, remove foundation walls and footings to a minimum of 2 feet

below finished grade.
E. Remove concrete slabs on grade within site boundaries.
F. Remove other items indicated, for salvage, relocation, and recycling.
G. Fill excavations, open pits, and holes in ground areas generated as result of removals, using

specified fill; compact fill as specified in Section 31 2200.
2.02 GENERAL PROCEDURES AND PROJECT CONDITIONS

A. Comply with applicable codes and regulations for demolition operations and safety of adjacent
structures and the public.
1. Obtain required permits.
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2. Take precautions to prevent catastrophic or uncontrolled collapse of structures to be
removed; do not allow worker or public access within range of potential collapse of
unstable structures.

3. Provide, erect, and maintain temporary barriers and security devices.
4. Conduct operations to minimize effects on and interference with adjacent structures and

occupants.
5. Do not close or obstruct roadways or sidewalks without permit.
6. Conduct operations to minimize obstruction of public and private entrances and exits; do

not obstruct required exits at any time; protect persons using entrances and exits from
removal operations.

7. Obtain written permission from owners of adjacent properties when demolition equipment
will traverse, infringe upon or limit access to their property.

B. Do not begin removal until receipt of notification to proceed from Owner.
C. Protect existing structures and other elements that are not to be removed.

1. Provide bracing and shoring.
2. Prevent movement or settlement of adjacent structures.
3. Stop work immediately if adjacent structures appear to be in danger.

D. Partial Removal of Paving and Curbs:  Neatly saw cut at right angle to surface.
2.03 EXISTING UTILITIES

A. Coordinate work with utility companies; notify before starting work and comply with their
requirements; obtain required permits.

B. Protect existing utilities to remain from damage.
C. Do not disrupt public utilities without permit from authority having jurisdiction.
D. Do not close, shut off, or disrupt existing life safety systems that are in use without at least 7

days prior written notification to Owner.
E. Do not close, shut off, or disrupt existing utility branches or take-offs that are in use without at

least 3 days prior written notification to Owner.
F. Locate and mark utilities to remain; mark using highly visible tags or flags, with identification of

utility type; protect from damage due to subsequent construction, using substantial barricades if
necessary.

G. Remove exposed piping, valves, meters, equipment, supports, and foundations of
disconnected and abandoned utilities.

2.04 SELECTIVE DEMOLITION FOR ALTERATIONS
A. Drawings showing existing construction and utilities are based on casual field observation and

existing record documents only.
1. Verify that construction and utility arrangements are as indicated.
2. Report discrepancies to Architect before disturbing existing installation.
3. Beginning of demolition work constitutes acceptance of existing conditions that would be

apparent upon examination prior to starting demolition.
B. Remove existing work as indicated and as required to accomplish new work.

1. Remove items indicated on drawings.
C. Services (Including but not limited to HVAC, Plumbing, Fire Protection, Electrical, and

Telecommunications):  Remove existing systems and equipment as indicated.
1. Maintain existing active systems that are to remain in operation; maintain access to

equipment and operational components.
2. Where existing active systems serve occupied facilities but are to be replaced with new

services, maintain existing systems in service until new systems are complete and ready
for service.

3. Verify that abandoned services serve only abandoned facilities before removal.
4. Remove abandoned pipe, ducts, conduits, and equipment, including those above

accessible ceilings; remove back to source of supply where possible, otherwise cap stub
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and tag with identification.
D. Protect existing work to remain.

1. Prevent movement of structure; provide shoring and bracing if necessary.
2. Perform cutting to accomplish removals neatly and as specified for cutting new work.
3. Repair adjacent construction and finishes damaged during removal work.
4. Patch as specified for patching new work.

2.05 DEBRIS AND WASTE REMOVAL
A. Remove debris, junk, and trash from site.
B. Leave site in clean condition, ready for subsequent work.
C. Clean up spillage and wind-blown debris from public and private lands.

END OF SECTION
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SECTION 09 9113
EXTERIOR PAINTING

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Surface preparation.
B. Field application of paints.
C. Scope:  Finish exterior surfaces exposed to view, unless fully factory-finished ​and unless

otherwise indicated, including the following: ​
1. Exposed Gas Pipng.

D. Do Not Paint or Finish the Following Items:
1. Items factory-finished unless otherwise indicated; materials and products having factory-

applied primers are not considered factory finished.
2. Items indicated to receive other finishes.
3. Items indicated to remain unfinished.
4. Fire rating labels, equipment serial number and capacity labels, and operating parts of

equipment.
5. Floors, unless specifically indicated.
6. Glass.
7. Concealed pipes, ducts, and conduits.

1.02 RELATED REQUIREMENTS
A. Section 01 6116 - Volatile Organic Compound (VOC) Content Restrictions.
B. Section 09 9123 - Interior Painting.

1.03 REFERENCE STANDARDS
A. MPI (APSM) - Master Painters Institute Architectural Painting Specification Manual Current

Edition.
B. SSPC-SP 1 - Solvent Cleaning 2015, with Editorial Revision (2016).
C. SSPC-SP 6 - Commercial Blast Cleaning 2007.

1.04 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  Provide complete list of products to be used, with the following information for

each:
1. Manufacturer's name, product name and/or catalog number, and general product category

(e.g. "alkyd enamel").
2. MPI product number (e.g. MPI #47).
3. Cross-reference to specified paint system(s) product is to be used in; include description

of each system.
C. Samples:  Submit three paper "draw down" samples, 8-1/2 by 11 inches in size, illustrating

range of colors available for each finishing product specified.
1. Where sheen is specified, submit samples in only that sheen.

D. Maintenance Data:  Submit data including finish schedule showing where each
product/color/finish was used, product technical data sheets, material safety data sheets
(MSDS), care and cleaning instructions, touch-up procedures, repair of painted and finished
surfaces, and color samples of each color and finish used.

E. Maintenance Materials:  Furnish the following for Owner's use in maintenance of project.
1. See Section 01 6000 - Product Requirements, for additional provisions.
2. Extra Paint and Finish Materials:  1 gallon of each color; from the same product run, store

where directed.
3. Label each container with color in addition to the manufacturer's label.
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1.05 QUALITY ASSURANCE
A. Manufacturer Qualifications:  Company specializing in manufacturing the products specified,

with minimum three years documented experience.
B. Applicator Qualifications:  Company specializing in performing the type of work specified with

minimum three years experience.
1.06 DELIVERY, STORAGE, AND HANDLING

A. Deliver products to site in sealed and labeled containers; inspect to verify acceptability.
B. Container Label:  Include manufacturer's name, type of paint, brand name, lot number, brand

code, coverage, surface preparation, drying time, cleanup requirements, color designation, and
instructions for mixing and reducing.

C. Paint Materials:  Store at minimum ambient temperature of 45 degrees F and a maximum of 90
degrees F, in ventilated area, and as required by manufacturer's instructions.

1.07 FIELD CONDITIONS
A. Do not apply materials when surface and ambient temperatures are outside the paint product

manufacturer's temperature ranges.
B. Follow manufacturer's recommended procedures for producing best results, including testing of

substrates, moisture in substrates, and humidity and temperature limitations.
C. Do not apply exterior paint and finishes during rain or snow, or when relative humidity is outside

the humidity ranges required by the paint product manufacturer.
D. Provide lighting level of 80 ft candles measured mid-height at substrate surface.

PART 2  PRODUCTS
2.01 PAINTS AND FINISHES - GENERAL

A. Paints and Finishes:  Ready-mixed, unless required to be a field-catalyzed paint.
1. Provide paints and finishes of a soft paste consistency, capable of being readily and

uniformly dispersed to a homogeneous coating, with good flow and brushing properties,
and capable of drying or curing free of streaks or sags.

2. Supply each paint material in quantity required to complete entire project's work from a
single production run.

3. Do not reduce, thin, or dilute paint or finishes or add materials unless such procedure is
described explicitly in manufacturer's product instructions.

B. Volatile Organic Compound (VOC) Content:  Comply with Section 01 6116.
C. Colors:  To be selected from manufacturer's full range of available colors.

1. Selection to be made by Architect after award of contract.
2.02 PAINT SYSTEMS - EXTERIOR

A. Exterior Surfaces to be Painted, Unless Otherwise Indicated:  Including primed metal.
1. Two top coats and one coat primer.
2. Top Coat Sheen:

a. Semi-Gloss:  MPI gloss level 5; use this sheen at all locations.
3. Primer:  As specified under "PRIMERS" below.

B. Ferrous Metals, Unprimed, Latex, 3 Coat:
1. One coat of latex primer.
2. Semi-gloss:  Two coats of latex enamel.

C. Ferrous Metals, Primed, Latex, 2 Coat:
1. Touch-up with rust-inhibitive primer recommended by top coat manufacturer.
2. Semi-gloss:  Two coats of latex enamel.

D. Galvanized Metals, Latex, 3 Coat:
1. One coat galvanize primer.
2. Semi-gloss:  Two coats of latex enamel.
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2.03 PRIMERS
A. Primers:  Provide the following unless other primer is required or recommended by

manufacturer of top coats.
1. Rust-Inhibitive Water Based Primer; MPI #107.

2.04 ACCESSORY MATERIALS
A. Accessory Materials:  Provide primers, sealers, cleaning agents, cleaning cloths, sanding

materials, and clean-up materials as required for final completion of painted surfaces.
B. Patching Material:  Latex filler.
C. Fastener Head Cover Material:  Latex filler.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that surfaces are ready to receive work as instructed by the product manufacturer.
B. Examine surfaces scheduled to be finished prior to commencement of work.  Report any

condition that may potentially effect proper application.
C. Test shop-applied primer for compatibility with subsequent cover materials.
D. Measure moisture content of surfaces using an electronic moisture meter.  Do not apply

finishes unless moisture content of surfaces are below the following maximums:
3.02 PREPARATION

A. Clean surfaces thoroughly and correct defects prior to application.
B. Prepare surfaces using the methods recommended by the manufacturer for achieving the best

result for the substrate under the project conditions.
C. Remove or mask surface appurtenances, including electrical plates, hardware, light fixture trim,

escutcheons, and fittings, prior to preparing surfaces for finishing.
D. Seal surfaces that might cause bleed through or staining of topcoat.
E. Remove mildew from impervious surfaces by scrubbing with solution of tetra-sodium phosphate

and bleach.  Rinse with clean water and allow surface to dry.
F. Ferrous Metal:

1. Solvent clean according to SSPC-SP 1.
2. Shop-Primed Surfaces:  Sand and scrape to remove loose primer and rust.  Feather

edges to make touch-up patches inconspicuous.  Clean surfaces with solvent.  Prime bare
steel surfaces.  Re-prime entire shop-primed item.

3. Remove rust, loose mill scale, and other foreign substances using using methods
recommended in writing by paint manufacturer and blast cleaning according to SSPC-SP
6 "Commercial Blast Cleaning".  Protect from corrosion until coated.

G. Metal Doors to be Painted:  Prime metal door top and bottom edge surfaces.
3.03 APPLICATION

A. Remove unfinished louvers, grilles, covers, and access panels on mechanical and electrical
components and paint separately.

B. Apply products in accordance with manufacturer's written instructions and recommendations in
"MPI Architectural Painting Specification Manual".

C. Do not apply finishes to surfaces that are not dry.  Allow applied coats to dry before next coat is
applied.

D. Apply each coat to uniform appearance.
E. Vacuum clean surfaces of loose particles.  Use tack cloth to remove dust and particles just prior

to applying next coat.
F. Reinstall electrical cover plates, hardware, light fixture trim, escutcheons, and fittings removed

prior to finishing.
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3.04 CLEANING
A. Collect waste material that could constitute a fire hazard, place in closed metal containers, and

remove daily from site.
3.05 PROTECTION

A. Protect finishes until completion of project.
B. Touch-up damaged finishes after Substantial Completion.

3.06 SCHEDULE - PAINT SYSTEMS
A. Concrete, Concrete Masonry Units (CMU), Concrete Block, Brick Masonry:  Finish surfaces

exposed to view.
1. Exterior:  CE-OP-3A, flat.

B. Galvanized Steel:  Finish surfaces exposed to view.
END OF SECTION
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	The parties to this agreement are the Department of Homeland Security (DHS) and the _____________________ (Employer).  The purpose of this agreement is to set forth terms and conditions which the Employer will follow while participating in E-Verify.
	E-Verify is a program that electronically confirms an employee’s eligibility to work in the United States after completion of Form I-9, Employment Eligibility Verification (Form I-9). This Memorandum of Understanding (MOU) explains certain features of the E-Verify program and describes specific responsibilities of the Employer, the Social Security Administration (SSA), and DHS.  
	Authority for the E-Verify program is found in Title IV, Subtitle A, of the Illegal Immigration Reform and Immigrant Responsibility Act of 1996 (IIRIRA), Pub. L. 104-208, 110 Stat. 3009, as amended (8 U.S.C. § 1324a note). The Federal Acquisition Regulation (FAR) Subpart 22.18, “Employment Eligibility Verification” and Executive Order 12989, as amended, provide authority for Federal contractors and subcontractors (Federal contractor) to use E-Verify to verify the employment eligibility of certain employees working on Federal contracts. 
	1.   The Employer agrees to display the following notices supplied by DHS in a prominent place that is clearly visible to prospective employees and all employees who are to be verified through the system:
	a. Notice of E-Verify Participation 
	b. Notice of Right to Work
	2.   The Employer agrees to provide to the SSA and DHS the names, titles, addresses, and telephone numbers of the Employer representatives to be contacted about E-Verify.  The Employer also agrees to keep such information current by providing updated information to SSA and DHS whenever the representatives’ contact information changes. 
	3.   The Employer agrees to grant E-Verify access only to current employees who need E-Verify access.  Employers must promptly terminate an employee’s E-Verify access if the employer is separated from the company or no longer needs access to E-Verify.  
	4.   The Employer agrees to become familiar with and comply with the most recent version of theE-Verify User Manual. 
	5.   The Employer agrees that any Employer Representative who will create E-Verify cases will complete the E-Verify Tutorial before that individual creates any cases. 
	a. The Employer agrees that all Employer representatives will take the refresher tutorials when prompted by E-Verify in order to continue using E-Verify.  Failure to complete a refresher tutorial will prevent the Employer Representative from continued use of E-Verify.  
	6.  The Employer agrees to comply with current Form I-9 procedures, with two exceptions: 
	a. If an employee presents a "List B" identity document, the Employer agrees to only accept "List B" documents that contain a photo. (List B documents identified in 8 C.F.R. § 274a.2(b)(1)(B)) can be presented during the Form I-9 process to establish identity.) If an employee objects to the photo requirement for religious reasons, the Employer should contact E-Verify at 888-464-4218. 
	b. If an employee presents a DHS Form I-551 (Permanent Resident Card), Form I-766 (Employment Authorization Document), or U.S. Passport or Passport Card to complete Form I-9, the Employer agrees to make a photocopy of the document and to retain the photocopy with the employee’s Form I-9. The Employer will use the photocopy to verify the photo and to assist DHS with its review of photo mismatches that employees contest.  DHS may in the future designate other documents that activate the photo screening tool.
	Note: Subject only to the exceptions noted previously in this paragraph, employees still retain the right to present any List A, or List B and List C, document(s) to complete the Form I-9. 
	7.   The Employer agrees to record the case verification number on the employee's Form I-9 or to print the screen containing the case verification number and attach it to the employee's Form I-9. 
	8.   The Employer agrees that, although it participates in E-Verify, the Employer has a responsibility to complete, retain, and make available for inspection Forms I-9 that relate to its employees, or from other requirements of applicable regulations or laws, including the obligation to comply with the antidiscrimination requirements of section 274B of the INA with respect to Form I-9 procedures. 
	a. The following modified requirements are the only exceptions to an Employer’s obligation to not employ unauthorized workers and comply with the anti-discrimination provision of the INA: (1) List B identity documents must have photos, as described in paragraph 6 above; (2) When an Employer confirms the identity and employment eligibility of newly hired employee using E-Verify procedures, the Employer establishes a rebuttable presumption that it has not violated section 274A(a)(1)(A) of the Immigration and Nationality Act (INA) with respect to the hiring of that employee; (3) If the Employer receives a final nonconfirmation for an employee, but continues to employ that person, the Employer must notify DHS and the Employer is subject to a civil money penalty between $550 and $1,100 for each failure to notify DHS of continued employment following a final nonconfirmation; (4) If the Employer continues to employ an employee after receiving a final nonconfirmation, then the Employer is subject to a rebuttable presumption that it has knowingly employed an unauthorized alien in violation of section 274A(a)(1)(A); and (5) no E-Verify participant is civilly or criminally liable under any law for any action taken in good faith based on information provided through the E-Verify. 
	b. DHS reserves the right to conduct Form I-9 compliance inspections, as well as any other enforcement or compliance activity authorized by law, including site visits, to ensure proper use of E-Verify. 
	9.   The Employer is strictly prohibited from creating an E-Verify case before the employee has been hired, meaning that a firm offer of employment was extended and accepted and Form I-9 was completed.  The Employer agrees to create an E-Verify case for new employees within three Employer business days after each employee has been hired (after both Sections 1 and 2 of Form I-9 have been completed), and to complete as many steps of the E-Verify process as are necessary according to the E-Verify User Manual. If E-Verify is temporarily unavailable, the three-day time period will be extended until it is again operational in order to accommodate the Employer's attempting, in good faith, to make inquiries during the period of unavailability. 
	10.   The Employer agrees not to use E-Verify for pre-employment screening of job applicants, in support of any unlawful employment practice, or for any other use that this MOU or the E-Verify User Manual does not authorize.
	11.  The Employer must use E-Verify for all new employees.  The Employer will not verify selectively and will not verify employees hired before the effective date of this MOU.  Employers who are Federal contractors may qualify for exceptions to this requirement as described in Article II.B of this MOU.
	12.   The Employer agrees to follow appropriate procedures (see Article III below) regarding tentative nonconfirmations.  The Employer must promptly notify employees in private of the finding and provide them with the notice and letter containing information specific to the employee’s E-Verify case.   The Employer agrees to provide both the English and the translated notice and letter for employees with limited English proficiency to employees.  The Employer agrees to provide written referral instructions to employees and instruct affected employees to bring the English copy of the letter to the SSA.  The Employer must allow employees to contest the finding, and not take adverse action against employees if they choose to contest the finding, while their case is still pending. Further, when employees contest a tentative nonconfirmation based upon a photo mismatch, the Employer must take additional steps (see Article III.B. below) to contact DHS with information necessary to resolve the challenge. 
	13.   The Employer agrees not to take any adverse action against an employee based upon the employee's perceived employment eligibility status while SSA or DHS is processing the verification request unless the Employer obtains knowledge (as defined in 8 C.F.R. § 274a.1(l)) that the employee is not work authorized. The Employer understands that an initial inability of the SSA or DHS automated verification system to verify work authorization, a tentative nonconfirmation, a case in continuance (indicating the need for additional time for the government to resolve a case), or the finding of a photo mismatch, does not establish, and should not be interpreted as, evidence that the employee is not work authorized. In any of such cases, the employee must be provided a full and fair opportunity to contest the finding, and if he or she does so, the employee may not be terminated or suffer any adverse employment consequences based upon the employee’s perceived employment eligibility status (including denying, reducing, or extending work hours, delaying or preventing training, requiring an employee to work in poorer conditions, withholding pay, refusing to assign the employee to a Federal contract or other assignment, or otherwise assuming that he or she is unauthorized to work) until and unless secondary verification by SSA or DHS has been completed and a final nonconfirmation has been issued. If the employee does not choose to contest a tentative nonconfirmation or a photo mismatch or if a secondary verification is completed and a final nonconfirmation is issued, then the Employer can find the employee is not work authorized and terminate the employee’s employment. Employers or employees with questions about a final nonconfirmation may call E-Verify at 1-888-464-4218 (customer service) or 1-888-897-7781 (worker hotline). 
	14.   The Employer agrees to comply with Title VII of the Civil Rights Act of 1964 and section 274B of the INA as applicable by not discriminating unlawfully against any individual in hiring, firing, employment eligibility verification, or recruitment or referral practices because of his or her national origin or citizenship status, or by committing discriminatory documentary practices. The Employer understands that such illegal practices can include selective verification or use of E-Verify except as provided in part D below, or discharging or refusing to hire employees because they appear or sound “foreign” or have received tentative nonconfirmations. The Employer further understands that any violation of the immigration-related unfair employment practices provisions in section 274B of the INA could subject the Employer to civil penalties, back pay awards, and other sanctions, and violations of Title VII could subject the Employer to back pay awards, compensatory and punitive damages. Violations of either section 274B of the INA or Title VII may also lead to the termination of its participation in E-Verify. If the Employer has any questions relating to the anti-discrimination provision, it should contact OSC at 1-800-255-8155 or 1-800-237-2515 (TDD). 
	15.   The Employer agrees that it will use the information it receives from E-Verify only to confirm the employment eligibility of employees as authorized by this MOU. The Employer agrees that it will safeguard this information, and means of access to it (such as PINS and passwords), to ensure that it is not used for any other purpose and as necessary to protect its confidentiality, including ensuring that it is not disseminated to any person other than employees of the Employer who are authorized to perform the Employer's responsibilities under this MOU, except for such dissemination as may be authorized in advance by SSA or DHS for legitimate purposes. 
	16.   The Employer agrees to notify DHS immediately in the event of a breach of personal information.  Breaches are defined as loss of control or unauthorized access to E-Verify personal data.  All suspected or confirmed breaches should be reported by calling 1-888-464-4218 or via email at           E-Verify@dhs.gov.  Please use “Privacy Incident – Password” in the subject line of your email when sending a breach report to E-Verify.
	17.   The Employer acknowledges that the information it receives from SSA is governed by the Privacy Act (5 U.S.C. § 552a(i)(1) and (3)) and the Social Security Act (42 U.S.C. 1306(a)). Any person who obtains this information under false pretenses or uses it for any purpose other than as provided for in this MOU may be subject to criminal penalties. 
	18.   The Employer agrees to cooperate with DHS and SSA in their compliance monitoring and evaluation of E-Verify, which includes permitting DHS, SSA, their contractors and other agents, upon reasonable notice, to review Forms I-9 and other employment records and to interview it and its employees regarding the Employer’s use of E-Verify, and to respond in a prompt and accurate manner to DHS requests for information relating to their participation in E-Verify. 
	19.   The Employer shall not make any false or unauthorized claims or references about its participation in E-Verify on its website, in advertising materials, or other media.  The Employer shall not describe its services as federally-approved, federally-certified, or federally-recognized, or use language with a similar intent on its website or other materials provided to the public.  Entering into this MOU does not mean that E-Verify endorses or authorizes your E-Verify services and any claim to that effect is false.
	20.   The Employer shall not state in its website or other public documents that any language used therein has been provided or approved by DHS, USCIS or the Verification Division, without first obtaining the prior written consent of DHS.
	21.   The Employer agrees that E-Verify trademarks and logos may be used only under license by DHS/USCIS (see M-795 (Web)) and, other than pursuant to the specific terms of such license, may not be used in any manner that might imply that the Employer’s services, products, websites, or publications are sponsored by, endorsed by, licensed by, or affiliated with DHS, USCIS, or E-Verify.
	22.   The Employer understands that if it uses E-Verify procedures for any purpose other than as authorized by this MOU, the Employer may be subject to appropriate legal action and termination of its participation in E-Verify according to this MOU. 
	1.   If the Employer is a Federal contractor with the FAR E-Verify clause subject to the employment verification terms in Subpart 22.18 of the FAR, it will become familiar with and comply with the most current version of the E-Verify User Manual for Federal Contractors as well as the E-Verify Supplemental Guide for Federal Contractors.
	2.   In addition to the responsibilities of every employer outlined in this MOU, the Employer understands that if it is a Federal contractor subject to the employment verification terms in Subpart 22.18 of the FAR it must verify the employment eligibility of any “employee assigned to the contract” (as defined in FAR 22.1801). Once an employee has been verified through E-Verify by the Employer, the Employer may not create a second case for the employee through E-Verify. 
	a. An Employer that is not enrolled in E-Verify as a Federal contractor at the time of a contract award must enroll as a Federal contractor in the E-Verify program within 30 calendar days of contract award and, within 90 days of enrollment, begin to verify employment eligibility of new hires using E-Verify.  The Employer must verify those employees who are working in the United States, whether or not they are assigned to the contract. Once the Employer begins verifying new hires, such verification of new hires must be initiated within three business days after the hire date. Once enrolled in E-Verify as a Federal contractor, the Employer must begin verification of employees assigned to the contract within 90 calendar days after the date of enrollment or within 30 days of an employee’s assignment to the contract, whichever date is later. 
	b. Employers enrolled in E-Verify as a Federal contractor for 90 days or more at the time of a contract award must use E-Verify to begin verification of employment eligibility for new hires of the Employer who are working in the United States, whether or not assigned to the contract, within three business days after the date of hire. If the Employer is enrolled in E-Verify as a Federal contractor for 90 calendar days or less at the time of contract award, the Employer must, within 90 days of enrollment, begin to use E-Verify to initiate verification of new hires of the contractor who are working in the United States, whether or not assigned to the contract. Such verification of new hires must be initiated within three business days after the date of hire. An Employer enrolled as a Federal contractor in E-Verify must begin verification of each employee assigned to the contract within 90 calendar days after date of contract award or within 30 days after assignment to the contract, whichever is later. 
	c. Federal contractors that are institutions of higher education (as defined at 20 U.S.C. 1001(a)), state or local governments, governments of Federally recognized Indian tribes, or sureties performing under a takeover agreement entered into with a Federal agency under a performance bond may choose to only verify new and existing employees assigned to the Federal contract. Such Federal contractors may, however, elect to verify all new hires, and/or all existing employees hired after November 6, 1986.  Employers in this category must begin verification of employees assigned to the contract within 90 calendar days after the date of enrollment or within 30 days of an employee’s assignment to the contract, whichever date is later. 
	d. Upon enrollment, Employers who are Federal contractors may elect to verify employment eligibility of all existing employees working in the United States who were hired after November 6, 1986, instead of verifying only those employees assigned to a covered Federal contract. After enrollment, Employers must elect to verify existing staff following DHS procedures and begin        E-Verify verification of all existing employees within 180 days after the election. 
	e. The Employer may use a previously completed Form I-9 as the basis for creating an E-Verify case for an employee assigned to a contract as long as:
	i. That Form I-9 is complete (including the SSN) and complies with Article II.A.6, 
	ii. The employee’s work authorization has not expired, and 
	iii. The Employer has reviewed the Form I-9 information either in person or in communications with the employee to ensure that the employee’s Section 1, Form I-9 attestation has not changed (including, but not limited to, a lawful permanent resident alien having become a naturalized U.S. citizen). 
	f. The Employer shall complete a new Form I-9 consistent with Article II.A.6 or update the previous Form I-9 to provide the necessary information if:
	i. The Employer cannot determine that Form I-9 complies with Article II.A.6, 
	ii. The employee’s basis for work authorization as attested in Section 1 has expired or changed, or 
	iii. The Form I-9 contains no SSN or is otherwise incomplete. 
	Note:  If Section 1 of Form I-9 is otherwise valid and up-to-date and the form otherwise complies with Article II.C.5, but reflects documentation (such as a U.S. passport or Form I-551) that expired after completing Form I-9, the Employer shall not require the production of additional documentation, or use the photo screening tool described in Article II.A.5, subject to any additional or superseding instructions that may be provided on this subject in the E-Verify User Manual. 
	g. The Employer agrees not to require a second verification using E-Verify of any assigned employee who has previously been verified as a newly hired employee under this MOU or to authorize verification of any existing employee by any Employer that is not a Federal contractor based on this Article.
	3.   The Employer understands that if it is a Federal contractor, its compliance with this MOU is a performance requirement under the terms of the Federal contract or subcontract, and the Employer consents to the release of information relating to compliance with its verification responsibilities under this MOU to contracting officers or other officials authorized to review the Employer’s compliance with Federal contracting requirements. 
	1.   SSA agrees to allow DHS to compare data provided by the Employer against SSA’s database.  SSA sends DHS confirmation that the data sent either matches or does not match the information in SSA’s database.
	2.   SSA agrees to safeguard the information the Employer provides through E-Verify procedures.  SSA also agrees to limit access to such information, as is appropriate by law, to individuals responsible for the verification of Social Security numbers or responsible for evaluation of E-Verify or such other persons or entities who may be authorized by SSA as governed by the Privacy Act (5 U.S.C. § 552a), the Social Security Act (42 U.S.C. 1306(a)), and SSA regulations (20 CFR Part 401).   
	3.   SSA agrees to provide case results from its database within three Federal Government work days of the initial inquiry.  E-Verify provides the information to the Employer.  
	4.   SSA agrees to update SSA records as necessary if the employee who contests the SSA tentative nonconfirmation visits an SSA field office and provides the required evidence.  If the employee visits an SSA field office within the eight Federal Government work days from the date of referral to SSA, SSA agrees to update SSA records, if appropriate, within the eight-day period unless SSA determines that more than eight days may be necessary.  In such cases, SSA will provide additional instructions to the employee.  If the employee does not visit SSA in the time allowed, E-Verify may provide a final nonconfirmation to the employer.  
	Note: If an Employer experiences technical problems, or has a policy question, the employer should contact E-Verify at 1-888-464-4218.
	1.   DHS agrees to provide the Employer with selected data from DHS databases to enable the Employer to conduct, to the extent authorized by this MOU: 
	a. Automated verification checks on alien employees by electronic means, and 
	b. Photo verification checks (when available) on employees. 
	2.   DHS agrees to assist the Employer with operational problems associated with the Employer's participation in E-Verify. DHS agrees to provide the Employer names, titles, addresses, and telephone numbers of DHS representatives to be contacted during the E-Verify process. 
	3.   DHS agrees to provide to the Employer with access to E-Verify training materials as well as an        E-Verify User Manual that contain instructions on E-Verify policies, procedures, and requirements for both SSA and DHS, including restrictions on the use of E-Verify. 
	4.   DHS agrees to train Employers on all important changes made to E-Verify through the use of mandatory refresher tutorials and updates to the E-Verify User Manual. Even without changes to        E-Verify, DHS reserves the right to require employers to take mandatory refresher tutorials.
	5.   DHS agrees to provide to the Employer a notice, which indicates the Employer's participation in       E-Verify. DHS also agrees to provide to the Employer anti-discrimination notices issued by the Office of Special Counsel for Immigration-Related Unfair Employment Practices (OSC), Civil Rights Division, U.S. Department of Justice. 
	6.   DHS agrees to issue each of the Employer’s E-Verify users a unique user identification number and password that permits them to log in to E-Verify.    
	7.   DHS agrees to safeguard the information the Employer provides, and to limit access to such information to individuals responsible for the verification process, for evaluation of E-Verify, or to such other persons or entities as may be authorized by applicable law. Information will be used only to verify the accuracy of Social Security numbers and employment eligibility, to enforce the INA and Federal criminal laws, and to administer Federal contracting requirements. 
	8.   DHS agrees to provide a means of automated verification that provides (in conjunction with SSA verification procedures) confirmation or tentative nonconfirmation of employees' employment eligibility within three Federal Government work days of the initial inquiry. 
	9.   DHS agrees to provide a means of secondary verification (including updating DHS records) for employees who contest DHS tentative nonconfirmations and photo mismatch tentative nonconfirmations. This provides final confirmation or nonconfirmation of the employees' employment eligibility within 10 Federal Government work days of the date of referral to DHS, unless DHS determines that more than 10 days may be necessary. In such cases, DHS will provide additional verification instructions. 
	1.   If the Employer receives a tentative nonconfirmation issued by SSA, the Employer must print the notice as directed by E-Verify.  The Employer must promptly notify employees in private of the finding and provide them with the notice and letter containing information specific to the employee’s E-Verify case.  The Employer also agrees to provide both the English and the translated notice and letter for employees with limited English proficiency to employees.  The Employer agrees to provide written referral instructions to employees and instruct affected employees to bring the English copy of the letter to the SSA.  The Employer must allow employees to contest the finding, and not take adverse action against employees if they choose to contest the finding, while their case is still pending. 
	2.   The Employer agrees to obtain the employee’s response about whether he or she will contest the tentative nonconfirmation as soon as possible after the Employer receives the tentative nonconfirmation.  Only the employee may determine whether he or she will contest the tentative nonconfirmation. 
	3.   After a tentative nonconfirmation, the Employer will refer employees to SSA field offices only as directed by E-Verify.  The Employer must record the case verification number, review the employee information submitted to E-Verify to identify any errors, and find out whether the employee contests the tentative nonconfirmation. The Employer will transmit the Social Security number, or any other corrected employee information that SSA requests, to SSA for verification again if this review indicates a need to do so. 
	4.   The Employer will instruct the employee to visit an SSA office within eight Federal Government work days. SSA will electronically transmit the result of the referral to the Employer within 10 Federal Government work days of the referral unless it determines that more than 10 days is necessary. 
	5.   While waiting for case results, the Employer agrees to check the E-Verify system regularly for case updates. 
	6.   The Employer agrees not to ask the employee to obtain a printout from the Social Security Administration number database (the Numident) or other written verification of the SSN from the SSA. 
	1.   If the Employer receives a tentative nonconfirmation issued by DHS, the Employer must promptly notify employees in private of the finding and provide them with the notice and letter containing information specific to the employee’s E-Verify case.  The Employer also agrees to provide both the English and the translated notice and letter for employees with limited English proficiency to employees. The Employer must allow employees to contest the finding, and not take adverse action against employees if they choose to contest the finding, while their case is still pending.
	2.   The Employer agrees to obtain the employee’s response about whether he or she will contest the tentative nonconfirmation as soon as possible after the Employer receives the tentative nonconfirmation.  Only the employee may determine whether he or she will contest the tentative nonconfirmation.
	3.   The Employer agrees to refer individuals to DHS only when the employee chooses to contest a tentative nonconfirmation. 
	4.   If the employee contests a tentative nonconfirmation issued by DHS, the Employer will instruct the employee to contact DHS through its toll-free hotline (as found on the referral letter) within eight Federal Government work days. 
	5.   If the Employer finds a photo mismatch, the Employer must provide the photo mismatch tentative nonconfirmation notice and follow the instructions outlined in paragraph 1 of this section for tentative nonconfirmations, generally.   
	6.   The Employer agrees that if an employee contests a tentative nonconfirmation based upon a photo mismatch, the Employer will send a copy of the employee’s Form I-551, Form I-766, U.S. Passport, or passport card to DHS for review by: 
	a. Scanning and uploading the document, or 
	b. Sending a photocopy of the document by express mail (furnished and paid for by the employer). 
	7.   The Employer understands that if it cannot determine whether there is a photo match/mismatch, the Employer must forward the employee’s documentation to DHS as described in the preceding paragraph.  The Employer agrees to resolve the case as specified by the DHS representative who will determine the photo match or mismatch. 
	8.   DHS will electronically transmit the result of the referral to the Employer within 10 Federal Government work days of the referral unless it determines that more than 10 days is necessary.
	9.   While waiting for case results, the Employer agrees to check the E-Verify system regularly for case updates.
	1.   SSA and DHS will not charge the Employer for verification services performed under this MOU. The Employer is responsible for providing equipment needed to make inquiries. To access E-Verify, an Employer will need a personal computer with Internet access. 
	1.   This MOU is effective upon the signature of all parties and shall continue in effect for as long as the SSA and DHS operates the E-Verify program unless modified in writing by the mutual consent of all parties. 
	2.   Any and all E-Verify system enhancements by DHS or SSA, including but not limited to E-Verify checking against additional data sources and instituting new verification policies or procedures, will be covered under this MOU and will not cause the need for a supplemental MOU that outlines these changes.
	1.   The Employer may terminate this MOU and its participation in E-Verify at any time upon 30 days prior written notice to the other parties. 
	2.   Notwithstanding Article V, part A of this MOU, DHS may terminate this MOU, and thereby the Employer’s participation in E-Verify, with or without notice at any time if deemed necessary because of the requirements of law or policy, or upon a determination by SSA or DHS that there has been a breach of system integrity or security by the Employer, or a failure on the part of the Employer to comply with established E-Verify procedures and/or legal requirements. The Employer understands that if it is a Federal contractor, termination of this MOU by any party for any reason may negatively affect the performance of its contractual responsibilities.  Similarly, the Employer understands that if it is in a state where E-Verify is mandatory, termination of this by any party MOU may negatively affect the Employer’s business.  
	2.   68BNotwithstanding Article V, part A of this MOU, DHS may terminate this MOU, and thereby the Employer’s participation in E-Verify, with or without notice at any time if deemed necessary because of the requirements of law or policy, or upon a determin

	ARTICLE VI
	PARTIES

	3.   An Employer that is a Federal contractor may terminate this MOU when the Federal contract that requires its participation in E-Verify is terminated or completed. In such cases, the Federal contractor must provide written notice to DHS. If an Employer that is a Federal contractor fails to provide such notice, then that Employer will remain an E-Verify participant, will remain bound by the terms of this MOU that apply to non-Federal contractor participants, and will be required to use the E-Verify procedures to verify the employment eligibility of all newly hired employees.
	4.  The Employer agrees that E-Verify is not liable for any losses, financial or otherwise, if the Employer is terminated from E-Verify.
	A. Some or all SSA and DHS responsibilities under this MOU may be performed by contractor(s), and SSA and DHS may adjust verification responsibilities between each other as necessary. By separate agreement with DHS, SSA has agreed to perform its responsibilities as described in this MOU. 
	B. Nothing in this MOU is intended, or should be construed, to create any right or benefit, substantive or procedural, enforceable at law by any third party against the United States, its agencies, officers, or employees, or against the Employer, its agents, officers, or employees. 
	C. The Employer may not assign, directly or indirectly, whether by operation of law, change of control or merger, all or any part of its rights or obligations under this MOU without the prior written consent of DHS, which consent shall not be unreasonably withheld or delayed.  Any attempt to sublicense, assign, or transfer any of the rights, duties, or obligations herein is void.
	D. Each party shall be solely responsible for defending any claim or action against it arising out of or related to E-Verify or this MOU, whether civil or criminal, and for any liability wherefrom, including (but not limited to) any dispute between the Employer and any other person or entity regarding the applicability of Section 403(d) of IIRIRA to any action taken or allegedly taken by the Employer. 
	E. The Employer understands that its participation in E-Verify is not confidential information and may be disclosed as authorized or required by law and DHS or SSA policy, including but not limited to, Congressional oversight, E-Verify publicity and media inquiries, determinations of compliance with Federal contractual requirements, and responses to inquiries under the Freedom of Information Act (FOIA). 
	F.  The individuals whose signatures appear below represent that they are authorized to enter into this MOU on behalf of the Employer and DHS respectively. The Employer understands that any inaccurate statement, representation, data or other information provided to DHS may subject the Employer, its subcontractors, its employees, or its representatives to: (1) prosecution for false statements pursuant to 18 U.S.C. 1001 and/or; (2) immediate termination of its MOU and/or; (3) possible debarment or suspension.
	G. The foregoing constitutes the full agreement on this subject between DHS and the Employer. 
	To be accepted as an E-Verify participant, you should only sign the Employer’s Section of the signature page. If you have any questions, contact E-Verify at 1-888-464-4218. 
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