Christina

Date: 08-24-20

Parameter

20-2051
First Draw Lead

20-2052
First Draw Lead

20-2053
First Draw Lead

20-2054
First Draw Lead

20-2055
First Draw Lead

20-2056
First Draw Lead
20-2057
First Draw Lead
20-2058
First Draw Lead
20-2059
First Draw Lead
20-2060
First Draw Lead

DeBlock Environmental Services LLC

PO Box 675, Woodland Park, New Jersey 07424
NJDEP ID # 16071
ANALYTICAL RESULTS SUMMARY

John Holland Charter School Sample Date: 08-11-20, Sampled by: CCG
Sample ID #, Time, and Location

120-0851, 0832, 4th Floor Break Room

120-0852, 0834, 4th Floor Ladies Sink (1)

120-0853, 0835, 4th floor Men's Sink (1)

20-0854, 0836, 4th Floor Men's sink {2}

120-0855, 0837, 4th Floor Ladies Sink (2)

120-0856, 0838, Room 203

20-0857, 0842, Room 204 Handwash
120-0858, 0843, Room 204 Bathroom
20-0859, 0840, Room 202 Bathroom
20-0860, 0845, Room 205 Bathroom

Method Analysis Analysis Analyst Result  Units . MDL
Start Time Completion Time |
See Attached |
| SM-4500CIG | 07-15-20 - 0938 | 0715-20-0939  cCG 092 . mgL 002
See Attached |
. See Attached .

See Attached

See Attached _.
See Attached _.
See Attached _.
See Attached _.

See Att_acheq _

al3)20

oldstein, Lab Supervisor Date
A - NJDEP 16071 DeBlock Environmental

~ Lab




DeBlock Environmental Services LLC

PO Box 675, Woodland Park, New Jersey 07424
NJDEP ID # 16071
ANALYTICAL RESULTS SUMMARY

John Holland Charter School Sample Date: 08-11-20, Sampled by: CCG

Sample ID #, Time, and Location
20-0861, 0846, Rm 205 Handwash
'20-0862, 0847, Rm 206 Bathroom
20-0863, 0847, Rm 206 Handwash
20-0864, 0848, Rm 207 Bathroom
120-0865, 0848, Rm 207 Handwash

| 20-0866, 0849, Rm 208 Bathroom

Date: 08-24-20 | | 120-0867, 0849, Rm 208 Handwash
120-0868, 0850, Rm 209 Bathroom

120-0869, 0850, Rm 209 Handwash

120-0870, 0851, Rm 210 Bathroom

Parameter | Method | Analysis | Analysis Analyst | Result .~ Units MDL _Lab
Start Time . Completion Time |
20-0861 |
First Draw Lead See Attached |
First Draw Lead | SM-4500 CI G | 07-15-20 - 0938 . 07-15-20 - 0939 | CCG | 0.92 ) mg/L | 0.02
20-0863

First Draw Lead . See Attached

20-0964 | |
First Draw Lead . See Attached |

20-0865 |
First Draw_Lea_d | See Attached

20-0866 _ |
First Draw Lead _ See Attached _
20-0867 _ |
First Draw Lead  See Attached |
20-0868 _ |
First Draw Lead  See Attached |
20-0869 |
First Draw Lead See Attached |
20-0870 | _
First Draw Lead | See Attached _
ﬂ%fﬁ 7/3/&0
Christina Goldstein, Lab Supervisor Date

A - NJDEP 16071 DeBlock Environmental




Date: 08-24-20

Parameter

20-0871
First Draw Lead

20-0872
First Draw Lead

20-0873
First Draw Lead

20-0874
First Draw Lead

20-0875
First Draw Lead

20-0876
First Draw Lead
20-0877
First Draw Lead
20-0878
First Draw Lead
20-0879
First Draw Lead
20-0890
First Draw Lead

DeBlock Environmental Services LLC

PO Box 675, Woodland Park, New Jersey 07424

John Holland Charter School

Method

See Attached

- SM-4500 CI G

See Attached

See Attached _

See Attached |

. See Aftached

See Attached
See Attached |
See Attached |

See Attached |

Christina "Goldstein, Lab Supervisor
A - NJDEP 16071 DeBlock Environmental

NJDEP ID # 16071
ANALYTICAL RESULTS SUMMARY

‘Sample Date: 08-11-20, Sampled by: CCG

Sample ID #, Time, and Location

120-0871, 0871, Rm 210 Bathroom

20-0872, 0853, Rm 212 Bathroom

20-0873, 0854, Kitchen Double Sink

20-0874, 0855, Kitchen Handwash

120-0875, 0857, Kitchen Single Sink

120-0876, 0858, 2nd Floor Ladies Staff
120-0877, 0859, 2nd Floor Men's Staff
120-0878, 0900, 2nd floor girls bathroom (1)
120-0879, 0900, 2nd floor girls bathroom (2)

120-0880, 0901, 2nd floor girls bathroom (3)

Analysis Analysis Analyst
Start Time Completion Time
07-15-20-0938  07-15-20 - 0939 cce

Result Units MDL

0.92 mg/L 0.02

. Lab




Date: 08-24-20

Parameter

20-0881
First Draw Lead

20-0882
First Draw Lead

20-0883
First Draw Lead

20-0884
First Draw Lead

20-0885
First Draw Lead

20-0886
First Draw Lead
20-0887
First Draw Lead
20-0888
First Draw Lead
20-0889
First Draw Lead
20-0890
First Draw Lead

DeBlock Environmental Services LLC

PO Box 675, Woodland Park, New Jersey 07424

NJDEP ID # 16071

ANALYTICAL RESULTS SUMMARY

John Holland Charter School

Method

See Attached |

See Attached |

See Attached _

See Attached |

| See Attached
- See Attached .
See Attached _.
See Attached _.

See Attached _

Christina Goldstein, Lab Supervisor
A - NJDEP 16071 DeBlock Environmental

Analysis

Start Time

| SM4500CIG 0715200838 |

‘Sample Date: 08-11-20, Sampled by: CCG
Sample ID #, Time, and Location
120-0881, 0901, 2nd floor girls bathroom (4)
120-0882, 0902, 2nd floor girls bathroom (5)
120-0883, 0903, 2nd floor girls bathroom (8)
120-0884, 0903, 2nd floor boy's bathroom (1)
120-0885, 0904, 2nd floor boy's bathroom (2)

120-0886, 0900, 2nd floor boy's bathroom (3)
20-0887, 0905, 2nd floor boy's bathroom (4)
120-0888, 0905, 2nd floor boy's bathroom (5)
20-0889, 0905, 2nd floor boy's bathroom (6)
120-0890, 0906, 2nd floor fountain

Analysis Analyst Result units  MDL
~ Completion Time |
07-15:20-0830 = CCG | 082 | mgl 0.02

Lab




Date: 08-24-20

Parameter Method
20-0891 - |
First Draw Lead See Attached
20-0892 |
First Draw Lead ~ SM-4500 CI G |
20-0893 |
First Draw Lead See Attached
20-0894
First Draw Lead See Attached

DeBlock Environmental Services LLC

PO Box 675, Woodland Park, New Jersey 07424

John Holland Charter School

Christina Goidstein. Lab Supervisor
A - NJDEP 16071 DeBlock Environmental

Analysis

Start Time

07-15-20 - 0938 |

B - NJDEP 16071 DeBlock Environmental Field

NJDEP ID # 16071
ANALYTICAL RESULTS SUMMARY

Analysis

. Completion Time

07-15-20 - 0939

Sample Date: 08-1 1-20, Sampled by: CCG

Sample ID #, Time, and Location

20-0891, 0907, Nurse Fountain

20-0892, 0907, Nurse Bathroom

120-0893, 0908, 2nd Floor Breakroom

120-0894, 0914, 1st Floor Bathroom

Analyst

CCG

® 3/80

Date

Result Units

0.92 mg/L

MDL

0.02

| Lab




APL

AQUA PRO-TECH LABORATORIES

Certified Environmental Testing

ANALYTICAL RESULTS
STANDARD DELIVERABLES FORMAT
APL WORK ORDER NUMBER: 0080525

DeBlock Environmental Services, LLC

Project: 5 Garret Plaza

Brian Wood
Laboratory Director

All Results meet the requirements of the National Environmental Laboratory Accreditation Conference andfor
State specific certifications as applicable.

Report Date: Aug 27, 2020

1275 Bloomfield Ave., Bidg. 6, Fairfield, New Jersey 07004 NELAC National Environmental Laboratory Accreditation Conference
(1) 973.227.0422 (f) 973.227.2813 (w) www.aquaprotechlabs.com

NJDEP #07010 / NYDOH #11634




APL

AQUA PRO-TECH LABOR

Certified Environmental Testing

Analytical Results Summary
5 Garret Plaza

Client: DeBlock Environmental Services, LLC Contact: Jim DeBlock
APL Order ID: 0080525 Received: 08/12/20 13:15
_' Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
0080525-01 (Drinking Water) 4th Fl Breakroom Collected:  08/11/20 08:32
Total Metals
Lead EPA 200.8 08/19/20 20:10  08/19/20 20:10 ND u 0.00200 mg/L
0080525-02 (Drinking Water) 4th FI Ladies (1) Collected:  08/11/20 08:34
Total Metals
Lead EPA 200.8 08/19/20 20:14  08/19/20 20:14 0.00504 0.00200 mg/L
0080525-03 (Drinking Water) 4th Fl Mens (1) Collected:  08/11/20 08:35
Total Metals
Lead EPA 200.8 08/19/20 20:19  08/19/20 20:19 0.00317 0.00200 mg/L
0080525-04 (Drinking Water) 4th Fl Mens (2) Collected:  08/11/20 08:36
Total Metals
Lead EPA 200.8 08/19/20 20:23  08/19/20 20:23 ND u 0.00200 mg/L
0080525-05 (Drinking Water) 4th FI Ladies (2) Collected:  08/11/20 08:37
Total Metals
Lead EPA 200.8 08/19/20 20:28  08/19/20 20:28 ND u 0.00200 mg/L
0080525-06 (Drinking Water) Rm 203 Bath Collected:  08/11/20 08:38
Total Metals
Lead EPA 200.8 08/19/20 20:32  08/19/20 20:32 0.0254 0.00200 mg/L
0080525-07 (Drinking Water) Rm 204 Hand Collected:  08/11/20 08:42
Total Metals
Lead EPA 200.8 08/19/20 20:37 08/19/20 20:37 0.0238 0.00200 mg/L
0080525-08 (Drinking Water) Rm 204 Bath Collected:  08/11/20 08:43
Total Metals
Lead EPA 200.8 08/19/20 20:42  08/19/20 20:42 0.00377 0.00200 mg/L
0080525-09 (Drinking Water) Rm 202 Bath Collected:  08/11/20 08:44
Total Metals
Lead EPA 200.8 08/19/20 20:55 08/19/20 20:55 0.0205 0.00200 mgiL

RL - Reporting limit
MDL - Minimum detection limit

FootNotes

ND, U - Indicates compound analyzed for but not detected

J - Indicates estimated value

Report Date: Aug 27, 2020

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns,

H - Indicates a Hold Time violation

Page 2 of 7



APL

AQUA PRO-TECH LABORATORIES

Certified Environmental Testing

Client:

Analytical Results Summary
5 Garret Plaza

DeBlock Environmental Services, LLC Contact: Jim DeBlock
APL Order ID: 0080525 Received: 08/12/20 13:15

Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
0080525-10 (Drinking Water) Rm 205 Bath Collected:  08/11/20 08:45

Total Metals
Lead EPA 200.8 08/19/20 21:00 08/19/20 21:00 0.00222 0.00200 mg/L
0080525-11 (Drinking Water) Rm 205 Hand Collected:  08/11/20 08:46

Total Metals
Lead EPA 200.8 08/19/20 21:04 08/19/20 21:04 0.0338 0.00200 mglL
0080525-12 (Drinking Water) Rm 206 Bath Collected:  08/11/20 08:47

Total Metals
Lead EPA 200.8 08/19/20 21:09  08/19/20 21:09 0.00656 0.00200 mg/L
0080525-13 (Drinking Water) Rm 206 Hand Collected:  08/11/20 08:47

Total Metals
Lead EPA 200.8 08/19/20 21:13  08/19/20 21:13 0.00388 0.00200 mg/L
0080525-14 (Drinking Water) Rm 207 Bath Collected:  08/11/20 08:48

Total Metals
Lead EPA 200.8 08/19/20 21:18  08/19/20 21:18 0.0130 0.00200 mg/L
0080525-15 (Drinking Water) Rm 207 Hand Collected:  08/11/20 08:48

Total Metals
Lead EPA 200.8 08/19/20 21:23  08/19/20 21:23 ND U 0.00200 mg/L
0080525-16 (Drinking Water) Rm 208 Bath Collected:  08/11/20 08:49

Total Metals
Lead EPA 200.8 08/19/20 21:27  08/19/20 21:27 0.0151 0.00200 mg/L
0080525-17 (Drinking Water) Rm 208 Hand Collected:  08/11/20 08:49

Total Metals
Lead EPA 200.8 08/19/20 21:32  08/19/20 21:32 0.00235 0.00200 mg/L
0080525-18 (Drinking Water) Rm 209 Bath Collected:  08/11/20 08:50

Total Metals
Lead EPA 200.8 08/19/20 21:36  08/19/20 21:36 0.0108 0.00200 mg/L

FootMotes

RL - Reporting limit
MDL - Minimum detection limit

ND, U - Indicates compound analyzed for but not detected

J - Indicates estimated value

Report Date: Aug 27, 2020

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution
P - Greater than 25% diff. between 2 GC columns.
H - Indicates a Hold Time violation

Page 3 of 7



APL

AQUA PRO-TECH LABORATORIES
Certified Environm

al Testing

Client:

Analytical Results Summary
5 Garret Plaza

DeBlock Environmental Services, LLC Contact: Jim DeBlock
APL Order ID: 0080525 Received: 08/12/20 13:15
| Sample ID/Analysis Method Prepared Analyzed Result Qual  MDL  RL Units
0080525-19 (Drinking Water) Rm 209 Hand Collected:  08/11/20 08:50
Total Metals
Lead EPA 200.8 08/19/20 21:50  08/19/20 21:50 0.00316 0.00200  mgiL
0080525-20 (Drinking Water) Rm 210 Bath Collected:  08/11/20 08:51
Total Metals
Lead EPA 200.8 08/19/20 21:54  08/19/20 21:54 0.00910 0.00200  mg/L
0080525-21 (Drinking Water) Rm 211 Bath Collected:  08/11/20 08:52
Total Metals
Lead EPA 200.8 08/19/20 21:59  08/19/20 21:59 0.00641 0.00200 mgL
0080525-22 (Drinking Water) Rm 212 Bath Collected:  08/11/20 08:53
Total Metals
Lead EPA 200.8 08/19/20 22:04  08/19/20 22:04 0.0225 0.00200  mg/L
0080525-23 (Drinking Water) Kitchen Double Collected:  08/11/20 08:54
Total Metals
Lead EPA 200.8 08/19/20 22:08  08/19/20 22:08 0.0107 0.00200  mg/L
0080525-24 (Drinking Water) Kitchen Hand Collected:  08/11/20 08:55
Total Metals
Lead EPA 200.8 08/19/20 22:13  08/19/20 22:13 ND u 0.00200  mg/L
0080525-25 (Drinking Water) Kitchen Single Collected:  08/11/20 08:57
Total Metals
Lead EPA 200.8 08/19/20 22:17  08/19/20 22:17 ND U 0.00200  mgiL
0080525-26 (Drinking Water) 2nd Fl Ladies Staff Collected:  08/11/20 08:58
Total Metals
Lead EPA 200.8 08/19/20 22:22  08/19/20 22:22 0.0225 0.00200  mgL
0080525-27 (Drinking Water) 2nd FI Mens Staff Collected:  08/11/20 08:59
Total Metals
Lead EPA 200.8 08/19/20 22:26  08/19/20 22:26 0.00856 0.00200  mgL

RL - Reporting limit
MDL - Minimum detection limit

ND, U - Indicates compound analyzed for but not detected

J - Indicates estimated value

Report Date: Aug 27, 2020

FootNotes

B - Indicates compound found in associated blank
E - Concentration exceeds highest calibration standard

D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns.
H - Indicates a Hold Time violation

Page 4 of 7



APL

AQUA PRO-TECH LABORATORIES
Certified Environmental Testing

Client:

Analytical Results Summary
5 Garret Plaza

DeBlock Environmental Services, LLG Contact: Jim DeBlock
APL Order ID: 0080525 Received: 08/12/20 13:15
|
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
0080525-28 (Drinking Water) 2nd FI Girls (1) Collected:  08/11/20 09:00
Total Metals
Lead EPA 200.8 08/19/20 22:31  08/19/20 22:31 0.0224 0.00200 malL
0080525-29 (Drinking Water) 2nd FI Girls (2) Collected:  08/11/20 09:00
Total Metals
Lead EPA 200.8 08/19/20 22:45 08/19/20 22:45 0.00814 0.00200 mgiL
0080525-30 (Drinking Water) 2nd FI Girls (3) Collected:  08/11/20 09:01
Total Metals
Lead EPA 200.8 08/19/20 22:49  08/19/20 22:49 0.00815 0.00200 malL
0080525-31 (Drinking Water) 2nd FI Girls (4) Collected:  08/11/20 09:01
Total Metals
Lead EPA 200.8 08/19/20 22:54  08/19/20 22:54 0.00797 0.00200 mg/L
0080525-32 (Drinking Water) 2nd FI Girls (5) Collected:  08/11/20 09:02
Total Metals
Lead EPA 200.8 08/19/20 22:58 08/19/20 22:58 0.00922 0.00200 mg/L
0080525-33 (Drinking Water) 2nd FI Girls (6) Collected:  08/11/20 09:03
Total Metals
Lead EPA 200.8 08/19/20 23:03  08/19/20 23:03 0.0136 0.00200 mg/L
0080525-34 (Drinking Water) 2nd FI Boys (1) Collected:  08/11/20 09:03
Total Metals
Lead EPA 200.8 08/19/20 23:07  08/19/20 23:07 0.00792 0.00200 mg/L
0080525-35 (Drinking Water) 2nd Fl Boys (2) Collected:  08/11/20 09:04
Total Metals
Lead EPA 200.8 08/19/20 23:12  08/19/20 23:12 0.00210 0.00200 mgiL
0080525-36 (Drinking Water) 2nd FI Boys (3) Collected:  08/11/20 09:04
Total Metals
Lead EPA 200.8 08/19/20 23:16  08/19/20 23:16 0.0122 0.00200 mg/L
FootNotes

RL - Reporting limit
MDL - Minimum detection limit

ND, U - Indicates compound analyzed for but not detected

J - Indicates estimated value

Report Date: Aug 27, 2020

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns,

H - Indicates a Hold Time violation

Page 5 of 7



APL

AQUA PRO-TECH LABORATORIES

Certified Environmental Testing

Client:

Analytical Results Summary

5 Garret Plaza

DeBlock Environmental Services, LLC Contact: Jim DeBlock
APL Order ID: 0080525 Received: 08/12/20 13:15
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
0080525-37 (Drinking Water) 2nd Fl Boys (4) Collected:  08/11/20 08:05
Total Metals
Lead EPA 200.8 08/19/20 23:21  08/19/20 23:21 0.0112 0.00200 mg/L
0080525-38 (Drinking Water) 2nd Fl Boys (5) Collected:  08/11/20 09:05
Total Metals
Lead EPA 200.8 08/19/20 23:26  08/19/20 23:26 0.00677 0.00200 mg/L
0080525-39 (Drinking Water) 2nd Fl Boys (6) Collected:  08/11/20 09:05
Total Metals
Lead EPA 200.8 08/19/20 23:39  08/19/20 23:39 0.0259 0.00200 mg/L
0080525-40 (Drinking Water) 2nd Fl Fountain Collected:  08/11/20 09:06
Total Metals
Lead EPA 200.8 08/19/20 23:44 08/19/20 23:44 ND U 0.00200 mg/L
0080525-41 (Drinking Water) Nurse Fountain Collected:  08/11/20 09:07
Total Metals
Lead EPA 200.8 08/19/20 23:48 08/19/20 23:48 ND u 0.00200 mg/L
0080525-42 (Drinking Water) Nurse Bathroom Collected:  08/11/20 09:07
Total Metals
Lead EPA 200.8 08/19/20 23:53  08/19/20 23:53 0.0467 0.00200 mg/L
0080525-43 (Drinking Water) 2nd FI Breakroom Collected:  08/11/20 09:08
Total Metals
Lead EPA 200.8 08/19/20 23:58 08/19/20 23:58 0.00325 0.00200 mg/L
0080525-44 (Drinking Water) 1st S| Bathroom Collected:  08/11/20 09:14
Total Metals
Lead EPA 200.8 08/20/20 00:02  08/20/20 00:02 0.0136 0.00200 mg/L
FootMNotes
RL - Reporting limit B - Indicates compound found in associated blank
MDL - Minimum detection limit E - Concentration exceeds highest calibration standard
ND. U - Indicates compound analyzed for but not detected D - Indicates result is based on a dilution
J - Indicates estimated value P - Greater than 25% diff. between 2 GC columns,
H - Indicates a Hold Time violation
Report Date: Aug 27, 2020 Page 6 of 7
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COMMENTS/SPECIAL INSTRUCTIONS

CERTIFICATIONS:

Cooler Temp. upon receipt at lab ;-AM

NELAP (National Environmental Laboratory Accreditation Program) NJDEP #07010 PADEP #68-02903 NYDOH #11634

By signing this Chain of Custody Agreement, customer expressly agrees to pay APL for all charges, reasonably incurred in connection with analysis and reporting for thesa samples
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