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10/15/2021

Jerry BelloAttention: MEN01Client Number:

10/08/2021Site:

Sample ID: MEN MV-21-01

Collection
Date/Time:

Lab Sample ID: 211008034-01

06:33

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/13/21 23:39

10/08/2021Site:

Sample ID: MEN MV-21-02

Collection
Date/Time:

Lab Sample ID: 211008034-02

06:34

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/13/21 23:42

10/08/2021Site:

Sample ID: MEN MV-21-02A

Collection
Date/Time:

Lab Sample ID: 211008034-03

06:34

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/13/21 23:57
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10/08/2021Site:

Sample ID: MEN MV-21-03

Collection
Date/Time:

Lab Sample ID: 211008034-04

06:35

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:06

10/08/2021Site:

Sample ID: MEN MV-21-04

Collection
Date/Time:

Lab Sample ID: 211008034-05

06:35

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:09

10/08/2021Site:

Sample ID: MEN MV-21-04A-BF

Collection
Date/Time:

Lab Sample ID: 211008034-06

06:35

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:12

10/08/2021Site:

Sample ID: MEN MV-21-05-SINK

Collection
Date/Time:

Lab Sample ID: 211008034-07

06:36

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:14

10/08/2021Site:

Sample ID: MEN MV-21-06-Cooler
Teacher's Room

Collection
Date/Time:

Lab Sample ID: 211008034-08

06:36

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:17
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10/08/2021Site:

Sample ID: MEN MV-21-07-Sink-
Teacher's Room

Collection
Date/Time:

Lab Sample ID: 211008034-09

06:36

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 00:20

10/08/2021Site:

Sample ID: MEN MV-21-08 BF by 400B
(L)

Collection
Date/Time:

Lab Sample ID: 211008034-10

06:37

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:25

10/08/2021Site:

Sample ID: MEN MV-21-08A-BF by
400B (R)

Collection
Date/Time:

Lab Sample ID: 211008034-11

06:37

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:34

10/08/2021Site:

Sample ID: MEN MV-21-09 BF by 501
(L)

Collection
Date/Time:

Lab Sample ID: 211008034-12

06:38

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:37

10/08/2021Site:

Sample ID: MEN MV-21-09A BF BY 501
(R)

Collection
Date/Time:

Lab Sample ID: 211008034-13

06:38

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:40
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10/08/2021Site:

Sample ID: MEN MV-21-10 BF in Girls
Locker

Collection
Date/Time:

Lab Sample ID: 211008034-14

06:40

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:43

10/08/2021Site:

Sample ID: MEN MV-21-11 BF in Boys
locker

Collection
Date/Time:

Lab Sample ID: 211008034-15

06:40

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:46

10/08/2021Site:

Sample ID: MEN MV-21-12 BF by 301

Collection
Date/Time:

Lab Sample ID: 211008034-16

06:42

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:49

10/08/2021Site:

Sample ID: MEN MV-21-13 Field Blank

Collection
Date/Time:

Lab Sample ID: 211008034-17

06:42

Analyte Method DF Sample Result MCL Rep. Limit MDL Lab Cert No.
Analysis

Date/Time
Qualifiers

Matrix: Potable water Sample Type: Grab

Lead, Total Recoverable EPA 200.9 1
< 0.00100

mg/l
0.015 0.00100 0.00055 20044 10/14/21 19:57

DF=Dilution factor, <=less than, MCL=Maximum Contaminant Level, Rep. Limit=Reporting Limit and MDL=Method Detection Limit.
The liability of Garden State Laboratories, Inc. for services rendered shall in no event exceed the amount of the invoice.

When sample is collected by Garden State Labs, it is taken in accordance with the most current Field Sampling Plan GSL.FS.
Main Lab certified by NJDEP #20044-TNI, NY Dept. of Health #11550 and PADEP #68-03680.
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