
 

 

 

 

 

 

 

 

Liberty Occupational Health Management, Inc.    1211 E. 39
th
 St.    Tulsa, Oklahoma  74105 

918.742.1567               www.libertyohm.com            918.742.1569 (fax) 

April 27
th
, 2015 

 

Mr. Marty Foutch 

Facilities Director 

Bixby Public Schools 

109 N. Armstrong 

Bixby, OK  74008 

 

CC: Jarred Doubrava 

 Operations Support Manager/District Safety Coordinator 

 

RE: Bixby Central Intermediate - 25% IAQ     

 Liberty OHM File Number 14-157 

 

Dear Mr. Foutch: 

 

On April 3
rd

, 2015, Liberty OHM conducted quality assurance testing at Bixby Central Intermediate. A 

total of 25% of the rooms were selected and tested at random for indoor air quality (spore count).    

 

Findings 

 

On April 3
rd

, 13 rooms, for a total of 25% of Bixby Central Intermediate, were selected at random and 

tested. The ratio of total indoor/outdoor airborne mold concentrations was not elevated on the day of 

testing.  

 

The following observations were noted: 

 

 No visible mold or water intrusion/damage was found on the day of testing. 

 

Table 1 shows the results of the air samples taken from the selected rooms on April 3
rd

 during normal 

school hours.  

 

Recommendations  

 

1. No recommendations are provided at this time.  
 

Disclaimer 

 

Liberty OHM makes no assertion as to the health risks associated with the levels reported in this report. 

We make no correlation that the levels reported are safe for occupancy or do not pose a risk from 

exposure. We advise you, our client to consult with an Occupational Health or other qualified physician 

for additional information and guidance. 

 

 

If you have questions or need additional information, please let me know. 
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Sincerely, 

 
Jack Kerr 

EH&S Consultant 

Liberty OHM 
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Table 1 

Bixby Central Intermediate 

25% Random Air Monitoring 

Survey Date: April 3
rd

, 2015  

Location 
Total 

spores/m3 
Species 

Raw 

count 

Calc. 

count 

% of 

total 

1: Outside 

Reference Pre 

3,100 Cladosporium 

Basidiospores 

Ascospores 

Penicillium/Aspergillus types 

Alternaria 

Smuts, Periconia, Myxomycetes 

Other brown 

Torula 

Nigrospora 

Epicoccum 

Botrytis 

159 

46 

38 

34 

16 

7 

7 

1 

1 

1 

1 

1,600 

460 

380 

340 

160 

70 

70 

10 

10 

10 

10 

51 

15 

12 

11 

5 

2 

2 

< 1 

< 1 

< 1 

< 1 

2: Room 119 540 Cladosporium 

Penicillium/Aspergillus types 

Smuts, Periconia, Myxomycetes 

Alternaria 

Stachybotrys 

Other brown 

Ascospores 

44 

3 

2 

2 

1 

1 

1 

440 

30 

20 

20 

10 

10 

10 

81 

6 

4 

4 

2 

2 

2 

3: Front Office 290 Other brown 

Smuts, Periconia, Myxomycetes 

Cladosporium 

Bipolaris/Drechslera group 

Basidiospores 

Alternaria 

Curvularia 

Ascospores 

Pithomyces 

Penicillium/Aspergillus types 

Epicoccum 

5 

4 

4 

3 

3 

3 

2 

2 

1 

1 

1 

50 

40 

40 

30 

30 

30 

20 

20 

10 

10 

10 

17 

14 

14 

10 

10 

10 

7 

7 

3 

3 

3 



IAQ Results – Quality Assurance Testing – Bixby Central Intermediate 

Survey Date: April 3
rd

, 2015 

Report Date: April 27
th

, 2015 

Page 4 

Table 1 

Bixby Central Intermediate 

25% Random Air Monitoring 

Survey Date: April 3
rd

, 2015  

Location 
Total 

spores/m3 
Species 

Raw 

count 

Calc. 

count 

% of 

total 

4: Ass't Principal's 

Office 

240 Cladosporium 

Penicillium/Aspergillus types 

Basidiospores 

Alternaria 

Smuts, Periconia, Myxomycetes 

Curvularia 

Ascospores 

15 

2 

2 

2 

1 

1 

1 

150 

20 

20 

20 

10 

10 

10 

63 

8 

8 

8 

4 

4 

4 

5: Room 106 40 Penicillium/Aspergillus types 

Basidiospores 

Ascospores 

2 

1 

1 

20 

10 

10 

50 

25 

25 

6: Room 152 740 Cladosporium 

Basidiospores 

Ascospores 

Penicillium/Aspergillus types 

Alternaria 

Smuts, Periconia, Myxomycetes 

38 

11 

11 

8 

4 

2 

380 

110 

110 

80 

40 

20 

51 

15 

15 

11 

5 

3 

7: Room 159 270 Cladosporium 

Smuts, Periconia, Myxomycetes 

Other brown 

Alternaria 

Penicillium/Aspergillus types 

Epicoccum 

Pithomyces 

Curvularia 

Bipolaris/Drechslera group 

Basidiospores 

8 

4 

4 

3 

2 

2 

1 

1 

1 

1 

80 

40 

40 

30 

20 

20 

10 

10 

10 

10 

30 

15 

15 

11 

7 

7 

4 

4 

4 

4 

8: Room 157 100 Cladosporium 

Epicoccum 

Basidiospores 

Ascospores 

Alternaria 

6 

1 

1 

1 

1 

60 

10 

10 

10 

10 

60 

10 

10 

10 

10 



IAQ Results – Quality Assurance Testing – Bixby Central Intermediate 

Survey Date: April 3
rd

, 2015 

Report Date: April 27
th

, 2015 

Page 5 

Table 1 

Bixby Central Intermediate 

25% Random Air Monitoring 

Survey Date: April 3
rd

, 2015  

Location 
Total 

spores/m3 
Species 

Raw 

count 

Calc. 

count 

% of 

total 

9: Room 303 450 Cladosporium 

Alternaria 

Smuts, Periconia, Myxomycetes 

Other brown 

Bipolaris/Drechslera group 

Epicoccum 

Basidiospores 

Ascospores 

Spegazzinia 

Penicillium/Aspergillus types 

Chaetomium 

12 

6 

5 

5 

5 

4 

3 

2 

1 

1 

1 

120 

60 

50 

50 

50 

40 

30 

20 

10 

10 

10 

27 

13 

11 

11 

11 

9 

7 

4 

2 

2 

2 

10: Room 129 600 Cladosporium 

Ascospores 

Alternaria 

Other brown 

Basidiospores 

Smuts, Periconia, Myxomycetes 

Bipolaris/Drechslera group 

Pithomyces 

Chaetomium 

35 

5 

5 

4 

4 

3 

2 

1 

1 

350 

50 

50 

40 

40 

30 

20 

10 

10 

58 

8 

8 

7 

7 

5 

3 

2 

2 

11: Room 239 370 Cladosporium 

Basidiospores 

Alternaria 

Penicillium/Aspergillus types 

Pithomyces 

Cercospora 

Bipolaris/Drechslera group 

Ascospores 

25 

3 

3 

2 

1 

1 

1 

1 

250 

30 

30 

20 

10 

10 

10 

10 

68 

8 

8 

5 

3 

3 

3 

3 
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Table 1 

Bixby Central Intermediate 

25% Random Air Monitoring 

Survey Date: April 3
rd

, 2015  

Location 
Total 

spores/m3 
Species 

Raw 

count 

Calc. 

count 

% of 

total 

12: Room 219 300 Cladosporium 

Other brown 

Alternaria 

Smuts, Periconia, Myxomycetes 

Penicillium/Aspergillus types 

Epicoccum 

Bipolaris/Drechslera group 

Basidiospores 

Torula 

Oidium 

12 

3 

3 

2 

2 

2 

2 

2 

1 

1 

120 

30 

30 

20 

20 

20 

20 

20 

10 

10 

40 

10 

10 

7 

7 

7 

7 

7 

3 

3 

13: Room 229 130 Cladosporium 

Epicoccum 

Alternaria 

Smuts, Periconia, Myxomycetes 

Other brown 

Bipolaris/Drechslera group 

6 

2 

2 

1 

1 

1 

60 

20 

20 

10 

10 

10 

46 

15 

15 

8 

8 

8 

14: Room 231 300 Cladosporium 

Smuts, Periconia, Myxomycetes 

Epicoccum 

Bipolaris/Drechslera group 

Other brown 

Alternaria 

Rusts 

Ascospores 

11 

5 

5 

3 

2 

2 

1 

1 

110 

50 

50 

30 

20 

20 

10 

10 

37 

17 

17 

10 

7 

7 

3 

3 

15: Outside 

Reference Post 

1,800 Cladosporium 

Ascospores 

Basidiospores 

Alternaria 

Epicoccum 

Smuts, Periconia, Myxomycetes 

Bipolaris/Drechslera group 

Other brown 

120 

23 

12 

11 

5 

2 

2 

1 

1,200 

230 

120 

110 

50 

20 

20 

10 

68 

13 

7 

6 

3 

1 

1 

1 

 


