
04/27/2022

2121

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A0.00

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com

COVER SHEET

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

A1.00
A1.01
A2.00
A2.01
A2.02
A2.03
A2.04
A2.05
A2.06
A2.07
A2.08
A2.09
A2.10
A2.11
A2.12
A2.13
A2.14
A2.15
A2.16

SITE PLAN DEMO
SITE PLAN RENO
JHS ADDITION FLOOR PLAN
JHS ADDITION 3D VIEWS
JHS ADDITION 3D VIEWS
JHS ADDITION 3D VIEWS
JHS/CAFETERIA RENOVATIONS AND HS ADDITION ...
JHS/CAFETERIA RENOVATIONS AND HS ADDITION ...
HS ADDITION FLOOR PLAN
HS ADDITION 3D VIEWS
HS ADDITION 3D VIEWS
HS ADDITION 3D VIEWS
HS ADDITION 3D VIEWS
MULTIPURPOSE, FIELDHOUSE, CONC, AND RESTR...
MULTIPURPOSE, FIELDHOUSE, CONC, AND RESTR...
MULTIPURPOSE, FIELDHOUSE, CONC, AND RESTR...
MULTIPURPOSE, FIELDHOUSE, CONC, AND RESTR...
STADIUM FLOOR PLAN
STADIUM 3D VIEWS

CLASSROOM
124

A6.00

1

2

3

4

C

MATCHLINE  A2.03
MATCHLINE  A2.04

15'-4"

3
A3

.01

4
A4.01

6
A5.01

4.M

D

TWS 8'-0"x8'-0"

ROOM NUMBER

ROOM NAME

SHEET NUMBER

DETAIL
NUMBER

SHEET NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

TYPE SIZE

132

EAVE

DETAIL TAG

EXTERIOR ELEVATION TAG

SECTION TAG

INTERIOR ELEVATION TAG

PARTITION TYPE TAG
RE: PARTITION SCHEDULE, A7.04

DOOR TAG
RE: DOOR SCHEDULE

COLUMN LINE

WINDOW TYPE
RE: WINDOW TYPE SCHEDULE

MATCH LINE

ENLARGE PLAN /
DETAIL TAG

ROOM TAG

ELEVATION INDICATOR

MARKERBOARD (MB), TACK BOARD
(TB), TACK STRIP (TS),  TACKABLE
WALL SURFACE (TWS)

4
A7.06SHEET NUMBER

DETAIL NUMBER

Burton Independent School District
Burton ISD 2021 Bond Program - 50% Design Development

OWNER
Burton Independent School District

701 N RR St
Burton, Texas 78835
ekennedy@burtonisd.net

ARCHITECT
Reliance Architecture, LLC

12 Chisholm Trail
Round Rock, Texas 78681
antonio@reliancearch.com

CIVIL ENGINEER
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684
terryh@heaeng.com

STRUCTURAL ENGINEER
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

terry@locstructural.com

MEP ENGINEER
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664
byronh@hcengineer.com Set Number

PROJECT LOCATION: SHEET INDEX:

PROJECT NOTES:

SYMBOL LEGEND:

GENERAL PROJECT NOTES:

1. CONTRACTOR SHALL PROVIDE ALL SAFETY PROTECTION ITEMS AS REQUIRED BY OSHA AND TEXAS
STATUTES, AS PART OF THEIR BID.

2.  REFER TO SHEET A0.01 FOR CODE SUMMARY AND APPLICABLE CODE INFOMRATION
3. REFER TO SHEET A0.02 FOR UL FIRE RESISTANCE CONSTRUCTIO
4. REFER TO SHEET A0.03 FOR TDLR ELIMINATION OF ARCHITECTURAL BARRIERS
5. REFER TO SHEET A0.04 FOR ARCHITECTURAL GENERAL NOTES

GENERAL

ARCHITECTURAL

CIVIL

MEP

CS100 OVERALL SITE PLAN
CS101 NW SITE PLAN
CS102 NE SITE PLAN
CS103 SW SITE PLAN
CS104 SE SITE PLAN
CG100 OVERALL GRADING PLAN
CG101 NW GRADING PLAN
CG102 NE GRADING PLAN
CG103 SW GRADING PLAN
CG104 SE GRADING PLAN
CN100 STORM DRAINAGE PLAN
CU100 UTILITY PLAN

E1.01 SCHEDULES NOTES AND LEGENDS - ELECTRICAL
E1.02 SCHEDULES - ELECTRICAL
E2.01 FLOOR PLAN - AREA A - LIGHTING
E2.02 FLOOR PLAN - AREA B - LIGHTING
E2.03 FLOOR PLAN - AREA C - LIGHTING
E2.04 FLOOR PLAN - AREA D - LIGHTING
E3.01 FLOOR PLAN - AREA A - POWER
E3.02 FLOOR PLAN - AREA B - POWER
E3.03 FLOOR PLAN - AREA C - POWER
E2.04 FLOOR PLAN - AREA D - POWER
M1.01 SCHEDULES NOTES AND LEGENDS - MECHANICAL
M1.02 SCHEDULES - MECHANICAL
M1.04 DETAILS - MECHANICAL
M1.05 DETAILS - MECHANICAL
M2.01 FLOOR PLAN - AREA A - MECHANICAL
M2.02 FLOOR PLAN - AREA B - MECHANICAL
M2.03 FLOOR PLAN - AREA C - MECHANICAL
M3.04 FLOOR PLAN - AREA D - MECHANICAL
P1.01 SCHEDULES NOTES AND LEGENDS - PLUMBING
P1.02 DETAILS - PLUMBING
P2.01 FLOOR PLAN - AREA A - PLUMBING
P2.02 FLOOR PLAN - AREA B - PLUMBING
P2.03 FLOOR PLAN - AREA C - PLUMBING

701 N RR ST,
BURTON, TX, 78835

TECHNOLOGY
T000 TECHNOLOGY - INDEX SHEET
T010 TECHNOLOGY -  SITE PLAN
T200 TECHNOLOGY - LEVEL ONE - AREA A
T204 TECHNOLOGY - LEVEL ONE - AREA B
T206 TECHNOLOGY - LEVEL ONE - AREA C
T211 TECHNOLOGY - LEVEL ONE - AREA D1
T212 TECHNOLOGY - LEVEL ONE - AREA D2
T215 TECHNOLOGY - STADIUM FLOOR PLAN
T400 TECHNOLOGY - ENLARGEMENTS
T500        TECHNOLOGY - DETAILS
T501        TECHNOLOGY - DETAILS
T502        TECHNOLOGY - DETAILS
T503        TECHNOLOGY - DETAILS
T700        TECHNOLOGY - AV DETAILS
T701        TECHNOLOGY - AV DETAILS

FOODSERVICE
FS-100 FS FACILITY MODEL
FS-100.1 FS EQUIPMENT MODEL
FS-101 FS EQUIPMENT PLAN
FS-102 FS SPECIAL CONDITIONS PLAN
FS-103 FS PLUMBING PLAN
FS-104 FS ELECTRICAL PLAN
FS-105 FS REFRIGERATION PLAN
FS-106 FS ELEVATIONS
FS-107 FS ELEVATIONS
FS-108 FS ELEVATIONS
FS-109 FS ELEVATIONS



1
413.318

TBM1

e
p

SD

e p

LP

CO
CO

CO

CO

CO

CO

CO

CO

10514

WW

SD

CO

WW
WW CO

WW
COCO

WW

WW

11152

WW

11179

CO

WW

WW

SD

CO

CO

11634

CO

CO
CO

2108

SD

CO

SD

SD

WW

CO

CO

CO

COCO

CO

COCOe p

e
pe

p

LP

COCO

COCOCO

LP

COCO

CO

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

FFE:438.72

FFE:430.12

FFE:428.15

FFE:427.13

FFE:424.66FFE:423.30

FFE:421.27

FFE:422.41

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 FO

E
X
 FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 F

O

EX FO

1138

SD

CO
e
p

e
p

<>

<>

<>

<>

FFE:431.81

FREEZER

COOLER

BASS

DRUM

XYLOPHONE

TYMPANI

BASS
DRUM

0

1

4

0

0

2

2

0

1

0
2

5

0

2

0

4

1

0

3
0

4

4

3

0

0

0

3

1

0

0

5

0

0

0
3

0

<>
NE

W 6
'<>

<>
NE

W
 6
'<
>

<>
N
EW

 6
'<
>

<>
N
E
W
 6

'<
>

<
>
N
E
W
 6

'<
>

<
>
N
E
W

 4
'<

>

<>N
E
W
 4

'<>

<>N
EW

 4'<>

<>NEW
 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<> <>NEW 4'<>
<>NEW 4'<>

<>N
EW 4'<

>

<>
NE

W
 4
'<
>

<>
N
EW

 4
'<
>

<>
N
E
W
 4

'<
>

<
>
N
E
W
 4

'<
>

<>
NE

W
 4

'<
>

<>
NE

W 4
'<
>

<>N
EW

 4'
<>

<>NEW 4'<> <>
NE

W 6'
<>

<>N
EW 6'<

>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>
N
EW

 6
'<
>

<>NEW 4'<>

<>NEW 4'<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 6'
<>

<>NEW 6'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>
NE

W 6'
<>

0

0

0

-3

-3

-3

-3

-3

-3

-3

-3

-5.5

-5.5

-3

-3

-10.5

-13

-15.5

<>N
EW

 6'<> <>
NE

W 6'
<>

-3
-3

-5.5

-5.5

-3

-3

-3-5.5

-15

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CS100

OVERALL SITE PLAN
SCALE: 1"= 60'

0

SCALE: =

60 60 120

1" 60'

N

CS100
OVERALL SITE PLAN

AutoCAD SHX Text
www.reliancearchitecture.com



0

1

4

0

0

2

2

0

1

0
2

5

0

2

0

4

1

0

3
0

4

4

3

0

0

0

3

1

0

0

5

0

0

0
3

0

<
>
N
E
W

 4
'<

>
<
>
N
E
W
 4

'<
>

<>N
E
W
 4

'<>

<>N
E
W
 4

'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>NEW
 4'<>

<>NEW
 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>
<>NEW 4'<> <>NEW 4'<> <>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>N
EW 4'<

>

<>N
EW

 4'
<>

<>
NE

W 4
'<>

<>
NE

W 4'
<>

<>N
EW

 4'<
>

<>N
EW 4'<

>

<>NEW 4'<>
<>N

EW
 6'

<>

<>N
EW

 6'
<>

<>N
EW 6'<

>

<>NEW 6'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>
N
EW

 4
'<
>

<>
N
EW

 6
'<
>

<>
N
EW

 6
'<
>

<>
N
EW

 6
'<
>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 6'
<>

<>
NE

W 6'
<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>
NE

W 6'
<>

<>
NE

W 6'
<>

<>
NE

W 6'
<>

-5.5

<>N
EW

 6'<>

<>N
EW

 6'<>

<>N
EW

 6'<>

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CS101

NW SITE PLAN
SCALE: 1"= 30'

0

SCALE: =

30 30 60

1" 30'

N

CS101
NW SITE PLAN

AutoCAD SHX Text
www.reliancearchitecture.com



e
p

SD

e p

LP

SD

CO

WW

WW
CO

WW

CO
CO

WW

WW

11152

WW

11179

CO

WW

11634

CO

CO

CO

2108

CO
COe p

e
pe

p

LP

LP

CO
CO

CO

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

FFE:438.72

FFE:430.12

FFE:428.15

FFE:427.13

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 FO

E
X
 FO

E
X
 FO

E
X
 FO

E
X
 FO

E
X
 F

O

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 F

O

E
X
 F

O

EX FO

EX FO

EX FO

1138

SD

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

FFE:431.81

FREEZER

COOLER

BASS

DRUM

XYLOPHONE

TYMPANI

BASS
DRUM

<>
NE

W 6
'<>

<>
NE

W 6
'<
>

<>
NE

W
 6
'<
>

<>
NE

W
 6
'<
>

<>
N
EW

 6
'<
>

<>
N
EW

 6
'<
>

<>
N
E
W
 6

'<
>

<>
N
E
W
 6

'<
>

<
>
N
E
W
 6

'<
>

<
>
N
E
W
 6

'<
>

<>
NE

W 4
'<
>

<>
NE

W
 4
'<
>

<>
NE

W
 4
'<
>

<>
N
EW

 4
'<
>

<>
N
E
W
 4

'<
>

<>
N
E
W
 4

'<
>

<>
N
E
W
 4

'<
>

<
>
N
E
W
 4

'<
>

<
>
N
E
W

 4
'<

>

<
>
N
E
W
 4

'<
>

<>
N
E
W
 4

'<
>

<>
NE

W
 4

'<
>

<>
NE

W
 4
'<
>

<>
NE

W
 4
'<
>

<>
NE

W 4
'<>

<>
NE

W 4'
<>

<>N
EW

 4'<
>

<>N
EW 4'<

>

<>NEW 4'<>

<>
NE

W 6
'<>

<>N
EW

 6'
<>

<>N
EW

 6'
<>

<>N
EW 6'<

>

<>NEW 6'<>

<>
N
EW

 6
'<
>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 6'
<>

<>
NE

W 6'
<>

<>NEW 6'<>

<>NEW 6'<>

0

0

0

-3

-3

-3

-3

-3

-3

-3

-3

-5.5

-5.5

-3

-3

<>
NE

W 6'
<>

<>
NE

W 6'
<>

-3
-3

-5.5

-5.5

-3

-3

-3-5.5

-15

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CS102

NE SITE PLAN
SCALE: 1"= 30'

0

SCALE: =

30 30 60

1" 30'

N

CS102
NE SITE PLAN

AutoCAD SHX Text
www.reliancearchitecture.com



SD

CO

CO

CO

CO

CO

CO

CO

CO

CO
CO

FFE:423.30

<>N
E
W
 4

'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>NEW
 4'<>

<>NEW
 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>
<>NEW 4'<> <>NEW 4'<> <>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>N
EW 4'<

>

<>N
EW

 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

-15.5

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CS103

SW SITE PLAN
SCALE: 1"= 30'

0

SCALE: =

30 30 60

1" 30'

N

CS103
SW SITE PLAN

AutoCAD SHX Text
www.reliancearchitecture.com



1
413.318

TBM1

SD

e p

10514

WW

WW

SD

CO

CO

CO

CO

2108

SD

CO

SD

SD

WW

CO

CO

CO

CO
CO

CO

CO
COe p

CO
CO

CO
CO
CO

FFE:428.15

FFE:427.13

FFE:424.66FFE:423.30

FFE:421.27

FFE:422.41

E
X
 F

O

E
X
 F

O

CO

e
p

e
p

<>

-10.5

-13

-15.5

-15

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CS104

SE SITE PLAN
SCALE: 1"= 30'

0

SCALE: =

30 30 60

1" 30'

N

CS104
SE SITE PLAN

AutoCAD SHX Text
www.reliancearchitecture.com



1
413.318

TBM1

e
p

SD

e p

LP

CO
CO

CO

CO

CO

CO

CO

CO

10514

WW

SD

CO

WW
WW CO

WW
COCO

WW

WW

11152

WW

11179

CO

WW

WW

SD

CO

CO

11634

CO

CO
CO

2108

SD

CO

SD

SD

WW

CO

CO

CO

COCO

CO

COCOe p

e
pe

p

LP

COCO

COCOCO

LP

COCO

CO

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

<>

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

FFE:438.72

FFE:430.12

FFE:428.15

FFE:427.13

FFE:424.66FFE:423.30

FFE:421.27

FFE:422.41

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 FO

E
X
 FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

EX FO

E
X
 F

O

EX FO

1138

SD

CO
e
p

e
p

<>

<>

<>

<>

FFE:431.81

FREEZER

COOLER

BASS

DRUM

XYLOPHONE

TYMPANI

BASS
DRUM

0

1

4

0

0

2

2

0

1

0
2

5

0

2

0

4

1

0

3
0

4

4

3

0

0

0

3

1

0

0

5

0

0

0
3

0

<>
NE

W 6
'<>

<>
NE

W
 6
'<
>

<>
N
EW

 6
'<
>

<>
N
E
W
 6

'<
>

<
>
N
E
W
 6

'<
>

<
>
N
E
W

 4
'<

>

<>N
E
W
 4

'<>

<>N
EW

 4'<>

<>NEW
 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<> <>NEW 4'<>
<>NEW 4'<>

<>N
EW 4'<

>

<>
NE

W
 4
'<
>

<>
N
EW

 4
'<
>

<>
N
E
W
 4

'<
>

<
>
N
E
W
 4

'<
>

<>
NE

W
 4

'<
>

<>
NE

W 4
'<
>

<>N
EW

 4'
<>

<>NEW 4'<> <>
NE

W 6'
<>

<>N
EW 6'<

>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>N
EW

 4'<>

<>N
EW

 4'<>

<>
N
EW

 6
'<
>

<>NEW 4'<>

<>NEW 4'<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 4'
<>

<>
NE

W 6'
<>

<>NEW 6'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 4'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>NEW 6'<>

<>
NE

W 6'
<>

0

0

0

-3

-3

-3

-3

-3

-3

-3

-3

-5.5

-5.5

-3

-3

-10.5

-13

-15.5

<>N
EW

 6'<> <>
NE

W 6'
<>

-3
-3

-5.5

-5.5

-3

-3

-3-5.5

-15

429

431

432

433

434

435

437

439

440

44
1

43
8

43
7

435

43
4

43
3

432

430

425

420

435

433

43
0

42
5

41
8

41
7

430

TC  433.87
GU 433.37

TC  433.94
GU 433.44

TC  434.63
GU 434.13

TC  434.71
GU 434.21

TC  434.33
GU 433.83TC  434.15

GU 433.65
TC  433.40
GU 432.90

TC  426.65
GU 426.15

TC  422.78
GU 422.28

TC  419.83
GU 419.33

TC  419.31
GU 418.81

TC  417.99
GU 417.49

TC  417.15
GU 416.65

TC  416.54
GU 416.04

TC  417.12
GU 416.62

TC  420.05
GU 419.55

TC  419.05
GU 418.55

TC  419.45
GU 418.95

TC  432.57
GU 432.07

TC  429.56
GU 429.06

TC  428.46
GU 427.96

TC  432.28
GU 431.78

TC  432.10
GU 431.60

TC  430.81
GU 430.31

TC  ???
GU ???

TC  ???
GU ???

TC  430.39
GU 429.89

TC  429.62
GU 429.12TC  429.56

GU 429.06

TC  430.64
GU 430.14

TC  431.17
GU 430.67

432.31

432.31

432.31

432.32

432.31

432.31

433.48

433.48

BUILDING FINISH FLOOR ELEVATION
432.65

BUILDING FINISH FLOOR ELEVATION
430.15

BUILDING FINISH FLOOR ELEVATION
428.15

BUILDING FINISH FLOOR ELEVATION
435.15

Date:

Project Number

Revision:

C
op

yr
ig

ht
 ©

 2
02

2,
 R

el
ia

nc
e 

A
rc

hi
te

ct
ur

e,
 L

LC
. A

ll 
rig

ht
s 

re
se

rv
ed

.

Sheet Number

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

Not for regulatory
approval,

permitting and/or
construction

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

04/27/2022

2121

1
CG100

Overall Grading Plan
SCALE: 1"= 60'

0

SCALE: =

60 60 120

1" 60'

N

CG100
OVERALL GRADING PLAN

GRADING LEGEND

TC TOP OF CURB ELEVATION

GU GUTTER ELEVATION

** CONTRACTOR TO MATCH
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EXISTING CONTOUR100

GRADING HAS BEEN DESIGNED TO HANDICAPPED
ACCESSIBILITY STANDARD AS REQUIRED BY TEXAS
DEPARTMENT OF LICENSING AND REGULATION,
ARCHITECTURAL BARRIERS PROGRAM.  CONTRACTOR SHALL
BE THOROUGHLY FAMILIAR WITH THE MOST CURRENT TEXAS
ACCESSIBILITY STANDARDS AND ADMINISTRATIVE RULES AS
PROVIDED IN INTERNET SITE WWW.LICENSE.STATE.TX.US.

CONTRACTOR SHALL BE RESPONSIBLE FOR ASSURING
HANDICAPPED ACCESSIBLE PATHS FROM HANDICAPPED
PARKING SPACES TO ENTRANCES BY CHECKING THAT CROSS
SLOPES THAT ARE NOT GREATER THAN 1.75% AND THAT
ACCESS AISLE WITH 4.75% MAXIMUM (UP OR DOWN) SLOPE
HAVE BEEN PROVIDED.

CONTRACTOR SHALL ISSUE REQUEST FOR INSTRUCTIONS,
PRIOR TO CONSTRUCTION, FOR ANY CONDITION WHICH DOES
NOT  APPEAR TO MEET THE TEXAS DEPARTMENT OF LICENSING
AND REGULATION, ARCHITECTURAL BARRIERS PROGRAM
REQUIREMENTS.

CONCRETE FLATWORK PLACED AGAINST THE BUILDING SHALL
BE A MINIMUM OF 1/2" BELOW THE BRICK WEEP HOLES.
HOWEVER, AT ENTRANCES AND DOORWAYS, THE CONCRETE
FLATWORK SHALL BE FLUSH WITH THE BUILDING'S CONCRETE
FINISH SURFACE.  THE CONCRETE FLATWORK SHALL BE
SLOPED AT 1:20 MAXIMUM FROM THE BUILDING'S CONCRETE
FINISH SURFACE TO ACHIEVE THE REQUIRED "CLEARANCE"
BELOW THE BRICK WEEP HOLES.

CONCRETE FLATWORK AT ENTRANCES AND DOORWAYS SHALL
BE ANCHORED WITH 20" LONG #4 SMOOTH DOWELS AT 12"
O.C. AND DRILLED A MINIMUM OF 8" INTO BUILDING'S
CONCRETE FOUNDATION.

IT IS THE INTENT OF THE GRADING SHOWN TO SLOPE THE
GROUNDTHAT IS IMMEDIATELY ADJACENT TO THE BUILDING'S
FOUNDATION BE SLOPED AWAY FROM THE BUILDING AT A
SLOPE NOT LESS THAN 5% (1 UNIT VERTICAL TO 20 UNITS
HORIZONTAL) FOR A MINIMUM DISTANCE OF 10 FEET
(MEASURED PERPENDICULAR TO THE BUILDING AT ALL
POINTS).  ALL SIDEWALKS AND OTHER IMPERVIOUS COVERED
AREAS, WHERE SPOT ELEVATIONS ARE NOT GIVEN, SHALL BE
SLOPED A MINIMUM OF 2% (1 UNIT VERTICAL TO 50
HORIZONTAL) FOR THE SAME 10 FEET.

ACCESSIBILITY GRADING NOTES

NOTE: EXISTING GAS LINES ARE LOCATED IN THIS AREA. CONTRACTOR SHALL BE
RESPONSIBLE TO CALL TEXAS  811 FOR UTILITY  LOCATOR SERVICES TO LOCATE
GAS LINE.  CONSTRUCTION IN THIS AREA IS SUBJECT TO CHAPTER 18
UNDERGROUND PIPELINE DAMAGE PREVENTION RULES, PROMULGATED BY THE
RAILROAD COMMISSION OF TEXAS. ANY DAMAGE TO THE GAS LINES MUST BE
IMMEDIATELY REPORTED TO 811 AND GAS COMPANY AND A TEXAS DAMAGE
REPORTING FORM SUBMITTED BY THE CONTRACTOR TO THE RRC (GAS COMPANY
DOING REPAIRS IS NOT SUFFICIENT) WITHIN  10  DAYS OF INCIDENT.

TEXAS 811 DAMAGE PREVENTION NOTE

ACCESS MUST BE PROVIDED TO GAS VALVES AT ALL TIMES.  THE CONTRACTOR
MUST PROTECT AND WORK AROUND ANY GAS VALVES THAT ARE IN THE PROJECT
AREA.

FEDERAL REGULATION TITLE 49 PART 192.181

1. ALL MATERIALS AND CONSTRUCTION PROCEDURES
WITHIN THIS SCOPE OF WORK WHERE NOT SPECIFICALLY
COVERED IN THE SPECIFICATION'S OR GEOTECHNICAL REPORT
SHALL CONFORM TO ALL APPLICABLE CITY, COUNTY AND
TXDOT STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION (LATEST EDITION).

2. SITE PREPARATION, GRADING, EXCAVATION AND FILL
SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT
GEOTECHNICAL REPORT AND SPECIFICATIONS.

3. ALL SELECT FILL MATERIAL PROVIDED SHALL BE
APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO
PLACING AND COMPACTING.

4. ALL ELEVATIONS AND PROPOSED CONTOURS SHOWN ON
THIS GRADING PLAN REFLECT FINISHED GRADES. THE
THICKNESS OF' PAVING, BASE, GRASS, TOPSOIL AND MULCH
MUST BE SUBTRACTED TO OBTAIN SUBGRADE ELEVATIONS.

5. THE CONTRACTOR SHALL VERIFY THE SUITABILITY OF'
ALL EXISTING AND PROPOSED SITE CONDITIONS INCLUDING
GRADES AND DIMENSIONS BEFORE COMMENCEMENT OF
CONSTRUCTION.  ENGINEER SHALL BE NOTIFIED IMMEDIATELY
OF ANY DISCREPANCIES.

6. THE CONTRACTOR SHALL REMOVE TOP SOIL, GRASS,
ROOTS, DEBR1S, ETC. AND DISPOSE OFF SITE THOSE
MATERIALS NOT SUITABLE FOR EMBANKMENT AND TOPSOIL
CLEAN STRIPPING AND TOPSOIL MAY BE STOCKPILE ON SITE
FOR REUSE IN A LOCATION SPECIFIED BY THE OWNER.

7. THE SITE CONTRACTOR SHALL BE RESPONSIBLE FOR
SITE STABILIZATION. ALL. DISTURBED AREAS SHALL BE
REVEGETATED IN ACCORDANCE WITH PROJECT
SPECIFICATIONS AND TPDES/SWPPP REQUIREMENTS.
REFERENCE THE LANDSCAPE ARCHITECT'S PLAN, IF
APPLICABLE.

8. THE CONTRACTOR SHALL TAKE ALL NECESSARY
PRECAUTIONS (USE OF SILT FENCES. ETC.) TO KEEP DRAINAGE
AND SILT FROM WASHING ONTO ADJACENT PROPERTY,
STREETS, OR DRAINAGE WAYS. CONTRACTOR SHALL
IMMEDIATELY REMOVE SILT/DEBRIS WHICH WASHES OFFSITE
OR INTO EXISTING STORM DRAIN SYSTEMS. (SEE SWPPP PLANS
& TPDES BOOK).

9.  THE CONTRACTOR SHALL OBTAIN GRADES SHOWN HERE
ON WITHIN +/- ONE-TENTH (0.10) FOOT. CONCRETE OR PAVED
AREAS SHALL BE WITHIN +/- FIVE HUNDREDTHS (0.05) FOOT.

10. IN PROPOSED PAVING AREAS, IT IS INTENDED THAT THE
MINIMUM GRADE IS 1%. ALL EARTHEN SLOPES SHALL BE A
MAXIMUM OF 3:1 AND A MINIMUM OF 1.0% UNLESS OTHERWISE
SHOWN.

11. THE CONTRACTOR SHALL PROVIDE A SMOOTH
TRANSITION BETWEEN EXISTING SITE AND PROPOSED
IMPROVEMENTS.

12. THE CONTRACTOR SHALL EXERCISE EXTREME CAUTION
IN WORKING NEAR UTILITIES, GAS LINES, SEWER, OR EXISTING
APPURTENANCES. PRIOR TO PERFORMING ANY EXCAVATION,
CONTRACTOR SHALL CONTACT ALL UTILITY COMPANIES AND
ASSURE HIMSELF THAT ALL UTILITIES HAVE BEEN ADEQUATELY
LOCATED AND IDENTIFIED. THE ENGINEER SHALL BE NOTIFIED
IF ANY UTILITY CONFLICTS ARE DISCOVERED.

13. UTILITIES SHOWN ON THE PLANS ARE FROM
INFORMATION SOURCES AVAILABLE AT THE TIME OF DESIGN
BUT MAY NOT REPRESENT ALL EXISTING UTILITIES ON SITE.
THE CONTRACTOR WILL BE RESPONSIBLE FOR DETERMINING
EXACT LOCATION OF ALL UTILITIES WHETHER SHOWN ON THE
PLANS OR NOT. THE CONTRACTOR SHALL UNCOVER EXISTING
UTILITIES PRIOR TO   CONSTRUCTION AND VERIFY SIZE, GRADE
AND LOCATION. 1HE CONTRACTOR SHALL NOTIFY THE
ENGINEER IMMEDIATELY OF ANY DEVIATIONS FROM PLANS
PRIOR TO BEGINNING CONSTRUCTION.   ANY DAMAGE TO
EXISTING UTILITIES.  WHETHER SHOWN ON THE PLANS OR NOT,
SHALL BE THE CONTRACTORS RESPONSIBILITY TO REPAIR, AT
HIS OWN EXPENSE.

14. POSITIVE DRAINAGE SHALL BE MAINTAINED
THROUGHOUT THE SCOPE OF THE PROJECT. DRAINAGE SHALL
BE DIRECTED AWAY FROM ALL BUILDING FOUNDATIONS.
CONTRACTOR SHOULD TAKE PRECAUTIONS NOT TO ALLOW
ANY PONDING OF WATER.

15. FOR FILL PLACEMENT ON HILL SIDES OR STEEP SLOPE
AREAS, THE CONTRACTOR SHALL REFERENCE THE PROJECT
SPECIFICATIONS AND GEOTECHNICAL REPORT FOR SPECIAL
INSTRUCTIONS REGARDING BENCHING.

GRADING NOTES

AutoCAD SHX Text
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GRADING LEGEND
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GU GUTTER ELEVATION

** CONTRACTOR TO MATCH
EXISTING ELEVATION

HP HIGH POINT

LP LOW POINT

100 PROPOSED CONTOUR

100 UNDERSLAB CONTOUR

EXISTING CONTOUR100

GRADING HAS BEEN DESIGNED TO HANDICAPPED
ACCESSIBILITY STANDARD AS REQUIRED BY TEXAS
DEPARTMENT OF LICENSING AND REGULATION,
ARCHITECTURAL BARRIERS PROGRAM.  CONTRACTOR SHALL
BE THOROUGHLY FAMILIAR WITH THE MOST CURRENT TEXAS
ACCESSIBILITY STANDARDS AND ADMINISTRATIVE RULES AS
PROVIDED IN INTERNET SITE WWW.LICENSE.STATE.TX.US.

CONTRACTOR SHALL BE RESPONSIBLE FOR ASSURING
HANDICAPPED ACCESSIBLE PATHS FROM HANDICAPPED
PARKING SPACES TO ENTRANCES BY CHECKING THAT CROSS
SLOPES THAT ARE NOT GREATER THAN 1.75% AND THAT
ACCESS AISLE WITH 4.75% MAXIMUM (UP OR DOWN) SLOPE
HAVE BEEN PROVIDED.

CONTRACTOR SHALL ISSUE REQUEST FOR INSTRUCTIONS,
PRIOR TO CONSTRUCTION, FOR ANY CONDITION WHICH DOES
NOT  APPEAR TO MEET THE TEXAS DEPARTMENT OF LICENSING
AND REGULATION, ARCHITECTURAL BARRIERS PROGRAM
REQUIREMENTS.

CONCRETE FLATWORK PLACED AGAINST THE BUILDING SHALL
BE A MINIMUM OF 1/2" BELOW THE BRICK WEEP HOLES.
HOWEVER, AT ENTRANCES AND DOORWAYS, THE CONCRETE
FLATWORK SHALL BE FLUSH WITH THE BUILDING'S CONCRETE
FINISH SURFACE.  THE CONCRETE FLATWORK SHALL BE
SLOPED AT 1:20 MAXIMUM FROM THE BUILDING'S CONCRETE
FINISH SURFACE TO ACHIEVE THE REQUIRED "CLEARANCE"
BELOW THE BRICK WEEP HOLES.

CONCRETE FLATWORK AT ENTRANCES AND DOORWAYS SHALL
BE ANCHORED WITH 20" LONG #4 SMOOTH DOWELS AT 12"
O.C. AND DRILLED A MINIMUM OF 8" INTO BUILDING'S
CONCRETE FOUNDATION.

IT IS THE INTENT OF THE GRADING SHOWN TO SLOPE THE
GROUNDTHAT IS IMMEDIATELY ADJACENT TO THE BUILDING'S
FOUNDATION BE SLOPED AWAY FROM THE BUILDING AT A
SLOPE NOT LESS THAN 5% (1 UNIT VERTICAL TO 20 UNITS
HORIZONTAL) FOR A MINIMUM DISTANCE OF 10 FEET
(MEASURED PERPENDICULAR TO THE BUILDING AT ALL
POINTS).  ALL SIDEWALKS AND OTHER IMPERVIOUS COVERED
AREAS, WHERE SPOT ELEVATIONS ARE NOT GIVEN, SHALL BE
SLOPED A MINIMUM OF 2% (1 UNIT VERTICAL TO 50
HORIZONTAL) FOR THE SAME 10 FEET.

ACCESSIBILITY GRADING NOTES
NOTE: EXISTING GAS LINES ARE LOCATED IN THIS AREA. CONTRACTOR SHALL BE
RESPONSIBLE TO CALL TEXAS  811 FOR UTILITY  LOCATOR SERVICES TO LOCATE
GAS LINE.  CONSTRUCTION IN THIS AREA IS SUBJECT TO CHAPTER 18
UNDERGROUND PIPELINE DAMAGE PREVENTION RULES, PROMULGATED BY THE
RAILROAD COMMISSION OF TEXAS. ANY DAMAGE TO THE GAS LINES MUST BE
IMMEDIATELY REPORTED TO 811 AND GAS COMPANY AND A TEXAS DAMAGE
REPORTING FORM SUBMITTED BY THE CONTRACTOR TO THE RRC (GAS COMPANY
DOING REPAIRS IS NOT SUFFICIENT) WITHIN  10  DAYS OF INCIDENT.

TEXAS 811 DAMAGE PREVENTION NOTE

ACCESS MUST BE PROVIDED TO GAS VALVES AT ALL TIMES.  THE CONTRACTOR
MUST PROTECT AND WORK AROUND ANY GAS VALVES THAT ARE IN THE PROJECT
AREA.

FEDERAL REGULATION TITLE 49 PART 192.181

1. ALL MATERIALS AND CONSTRUCTION PROCEDURES
WITHIN THIS SCOPE OF WORK WHERE NOT SPECIFICALLY
COVERED IN THE SPECIFICATION'S OR GEOTECHNICAL REPORT
SHALL CONFORM TO ALL APPLICABLE CITY, COUNTY AND
TXDOT STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION (LATEST EDITION).

2. SITE PREPARATION, GRADING, EXCAVATION AND FILL
SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT
GEOTECHNICAL REPORT AND SPECIFICATIONS.

3. ALL SELECT FILL MATERIAL PROVIDED SHALL BE
APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO
PLACING AND COMPACTING.

4. ALL ELEVATIONS AND PROPOSED CONTOURS SHOWN ON
THIS GRADING PLAN REFLECT FINISHED GRADES. THE
THICKNESS OF' PAVING, BASE, GRASS, TOPSOIL AND MULCH
MUST BE SUBTRACTED TO OBTAIN SUBGRADE ELEVATIONS.

5. THE CONTRACTOR SHALL VERIFY THE SUITABILITY OF'
ALL EXISTING AND PROPOSED SITE CONDITIONS INCLUDING
GRADES AND DIMENSIONS BEFORE COMMENCEMENT OF
CONSTRUCTION.  ENGINEER SHALL BE NOTIFIED IMMEDIATELY
OF ANY DISCREPANCIES.

6. THE CONTRACTOR SHALL REMOVE TOP SOIL, GRASS,
ROOTS, DEBR1S, ETC. AND DISPOSE OFF SITE THOSE
MATERIALS NOT SUITABLE FOR EMBANKMENT AND TOPSOIL
CLEAN STRIPPING AND TOPSOIL MAY BE STOCKPILE ON SITE
FOR REUSE IN A LOCATION SPECIFIED BY THE OWNER.

7. THE SITE CONTRACTOR SHALL BE RESPONSIBLE FOR
SITE STABILIZATION. ALL. DISTURBED AREAS SHALL BE
REVEGETATED IN ACCORDANCE WITH PROJECT
SPECIFICATIONS AND TPDES/SWPPP REQUIREMENTS.
REFERENCE THE LANDSCAPE ARCHITECT'S PLAN, IF
APPLICABLE.

8. THE CONTRACTOR SHALL TAKE ALL NECESSARY
PRECAUTIONS (USE OF SILT FENCES. ETC.) TO KEEP DRAINAGE
AND SILT FROM WASHING ONTO ADJACENT PROPERTY,
STREETS, OR DRAINAGE WAYS. CONTRACTOR SHALL
IMMEDIATELY REMOVE SILT/DEBRIS WHICH WASHES OFFSITE
OR INTO EXISTING STORM DRAIN SYSTEMS. (SEE SWPPP PLANS
& TPDES BOOK).

9.  THE CONTRACTOR SHALL OBTAIN GRADES SHOWN HERE
ON WITHIN +/- ONE-TENTH (0.10) FOOT. CONCRETE OR PAVED
AREAS SHALL BE WITHIN +/- FIVE HUNDREDTHS (0.05) FOOT.

10. IN PROPOSED PAVING AREAS, IT IS INTENDED THAT THE
MINIMUM GRADE IS 1%. ALL EARTHEN SLOPES SHALL BE A
MAXIMUM OF 3:1 AND A MINIMUM OF 1.0% UNLESS OTHERWISE
SHOWN.

11. THE CONTRACTOR SHALL PROVIDE A SMOOTH
TRANSITION BETWEEN EXISTING SITE AND PROPOSED
IMPROVEMENTS.

12. THE CONTRACTOR SHALL EXERCISE EXTREME CAUTION
IN WORKING NEAR UTILITIES, GAS LINES, SEWER, OR EXISTING
APPURTENANCES. PRIOR TO PERFORMING ANY EXCAVATION,
CONTRACTOR SHALL CONTACT ALL UTILITY COMPANIES AND
ASSURE HIMSELF THAT ALL UTILITIES HAVE BEEN ADEQUATELY
LOCATED AND IDENTIFIED. THE ENGINEER SHALL BE NOTIFIED
IF ANY UTILITY CONFLICTS ARE DISCOVERED.

13. UTILITIES SHOWN ON THE PLANS ARE FROM
INFORMATION SOURCES AVAILABLE AT THE TIME OF DESIGN
BUT MAY NOT REPRESENT ALL EXISTING UTILITIES ON SITE.
THE CONTRACTOR WILL BE RESPONSIBLE FOR DETERMINING
EXACT LOCATION OF ALL UTILITIES WHETHER SHOWN ON THE
PLANS OR NOT. THE CONTRACTOR SHALL UNCOVER EXISTING
UTILITIES PRIOR TO   CONSTRUCTION AND VERIFY SIZE, GRADE
AND LOCATION. 1HE CONTRACTOR SHALL NOTIFY THE
ENGINEER IMMEDIATELY OF ANY DEVIATIONS FROM PLANS
PRIOR TO BEGINNING CONSTRUCTION.   ANY DAMAGE TO
EXISTING UTILITIES.  WHETHER SHOWN ON THE PLANS OR NOT,
SHALL BE THE CONTRACTORS RESPONSIBILITY TO REPAIR, AT
HIS OWN EXPENSE.

14. POSITIVE DRAINAGE SHALL BE MAINTAINED
THROUGHOUT THE SCOPE OF THE PROJECT. DRAINAGE SHALL
BE DIRECTED AWAY FROM ALL BUILDING FOUNDATIONS.
CONTRACTOR SHOULD TAKE PRECAUTIONS NOT TO ALLOW
ANY PONDING OF WATER.

15. FOR FILL PLACEMENT ON HILL SIDES OR STEEP SLOPE
AREAS, THE CONTRACTOR SHALL REFERENCE THE PROJECT
SPECIFICATIONS AND GEOTECHNICAL REPORT FOR SPECIAL
INSTRUCTIONS REGARDING BENCHING.

GRADING NOTES

AutoCAD SHX Text
www.reliancearchitecture.com
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684
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Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
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MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
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NE GRADING PLAN

GRADING LEGEND

TC TOP OF CURB ELEVATION

GU GUTTER ELEVATION

** CONTRACTOR TO MATCH
EXISTING ELEVATION

HP HIGH POINT

LP LOW POINT

100 PROPOSED CONTOUR

100 UNDERSLAB CONTOUR

EXISTING CONTOUR100

GRADING HAS BEEN DESIGNED TO HANDICAPPED
ACCESSIBILITY STANDARD AS REQUIRED BY TEXAS
DEPARTMENT OF LICENSING AND REGULATION,
ARCHITECTURAL BARRIERS PROGRAM.  CONTRACTOR SHALL
BE THOROUGHLY FAMILIAR WITH THE MOST CURRENT TEXAS
ACCESSIBILITY STANDARDS AND ADMINISTRATIVE RULES AS
PROVIDED IN INTERNET SITE WWW.LICENSE.STATE.TX.US.

CONTRACTOR SHALL BE RESPONSIBLE FOR ASSURING
HANDICAPPED ACCESSIBLE PATHS FROM HANDICAPPED
PARKING SPACES TO ENTRANCES BY CHECKING THAT CROSS
SLOPES THAT ARE NOT GREATER THAN 1.75% AND THAT
ACCESS AISLE WITH 4.75% MAXIMUM (UP OR DOWN) SLOPE
HAVE BEEN PROVIDED.

CONTRACTOR SHALL ISSUE REQUEST FOR INSTRUCTIONS,
PRIOR TO CONSTRUCTION, FOR ANY CONDITION WHICH DOES
NOT  APPEAR TO MEET THE TEXAS DEPARTMENT OF LICENSING
AND REGULATION, ARCHITECTURAL BARRIERS PROGRAM
REQUIREMENTS.

CONCRETE FLATWORK PLACED AGAINST THE BUILDING SHALL
BE A MINIMUM OF 1/2" BELOW THE BRICK WEEP HOLES.
HOWEVER, AT ENTRANCES AND DOORWAYS, THE CONCRETE
FLATWORK SHALL BE FLUSH WITH THE BUILDING'S CONCRETE
FINISH SURFACE.  THE CONCRETE FLATWORK SHALL BE
SLOPED AT 1:20 MAXIMUM FROM THE BUILDING'S CONCRETE
FINISH SURFACE TO ACHIEVE THE REQUIRED "CLEARANCE"
BELOW THE BRICK WEEP HOLES.

CONCRETE FLATWORK AT ENTRANCES AND DOORWAYS SHALL
BE ANCHORED WITH 20" LONG #4 SMOOTH DOWELS AT 12"
O.C. AND DRILLED A MINIMUM OF 8" INTO BUILDING'S
CONCRETE FOUNDATION.

IT IS THE INTENT OF THE GRADING SHOWN TO SLOPE THE
GROUNDTHAT IS IMMEDIATELY ADJACENT TO THE BUILDING'S
FOUNDATION BE SLOPED AWAY FROM THE BUILDING AT A
SLOPE NOT LESS THAN 5% (1 UNIT VERTICAL TO 20 UNITS
HORIZONTAL) FOR A MINIMUM DISTANCE OF 10 FEET
(MEASURED PERPENDICULAR TO THE BUILDING AT ALL
POINTS).  ALL SIDEWALKS AND OTHER IMPERVIOUS COVERED
AREAS, WHERE SPOT ELEVATIONS ARE NOT GIVEN, SHALL BE
SLOPED A MINIMUM OF 2% (1 UNIT VERTICAL TO 50
HORIZONTAL) FOR THE SAME 10 FEET.

ACCESSIBILITY GRADING NOTES

NOTE: EXISTING GAS LINES ARE LOCATED IN THIS AREA. CONTRACTOR SHALL BE
RESPONSIBLE TO CALL TEXAS  811 FOR UTILITY  LOCATOR SERVICES TO LOCATE
GAS LINE.  CONSTRUCTION IN THIS AREA IS SUBJECT TO CHAPTER 18
UNDERGROUND PIPELINE DAMAGE PREVENTION RULES, PROMULGATED BY THE
RAILROAD COMMISSION OF TEXAS. ANY DAMAGE TO THE GAS LINES MUST BE
IMMEDIATELY REPORTED TO 811 AND GAS COMPANY AND A TEXAS DAMAGE
REPORTING FORM SUBMITTED BY THE CONTRACTOR TO THE RRC (GAS COMPANY
DOING REPAIRS IS NOT SUFFICIENT) WITHIN  10  DAYS OF INCIDENT.

TEXAS 811 DAMAGE PREVENTION NOTE

ACCESS MUST BE PROVIDED TO GAS VALVES AT ALL TIMES.  THE CONTRACTOR
MUST PROTECT AND WORK AROUND ANY GAS VALVES THAT ARE IN THE PROJECT
AREA.

FEDERAL REGULATION TITLE 49 PART 192.181

1. ALL MATERIALS AND CONSTRUCTION PROCEDURES
WITHIN THIS SCOPE OF WORK WHERE NOT SPECIFICALLY
COVERED IN THE SPECIFICATION'S OR GEOTECHNICAL REPORT
SHALL CONFORM TO ALL APPLICABLE CITY, COUNTY AND
TXDOT STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION (LATEST EDITION).

2. SITE PREPARATION, GRADING, EXCAVATION AND FILL
SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT
GEOTECHNICAL REPORT AND SPECIFICATIONS.

3. ALL SELECT FILL MATERIAL PROVIDED SHALL BE
APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO
PLACING AND COMPACTING.

4. ALL ELEVATIONS AND PROPOSED CONTOURS SHOWN ON
THIS GRADING PLAN REFLECT FINISHED GRADES. THE
THICKNESS OF' PAVING, BASE, GRASS, TOPSOIL AND MULCH
MUST BE SUBTRACTED TO OBTAIN SUBGRADE ELEVATIONS.

5. THE CONTRACTOR SHALL VERIFY THE SUITABILITY OF'
ALL EXISTING AND PROPOSED SITE CONDITIONS INCLUDING
GRADES AND DIMENSIONS BEFORE COMMENCEMENT OF
CONSTRUCTION.  ENGINEER SHALL BE NOTIFIED IMMEDIATELY
OF ANY DISCREPANCIES.

6. THE CONTRACTOR SHALL REMOVE TOP SOIL, GRASS,
ROOTS, DEBR1S, ETC. AND DISPOSE OFF SITE THOSE
MATERIALS NOT SUITABLE FOR EMBANKMENT AND TOPSOIL
CLEAN STRIPPING AND TOPSOIL MAY BE STOCKPILE ON SITE
FOR REUSE IN A LOCATION SPECIFIED BY THE OWNER.

7. THE SITE CONTRACTOR SHALL BE RESPONSIBLE FOR
SITE STABILIZATION. ALL. DISTURBED AREAS SHALL BE
REVEGETATED IN ACCORDANCE WITH PROJECT
SPECIFICATIONS AND TPDES/SWPPP REQUIREMENTS.
REFERENCE THE LANDSCAPE ARCHITECT'S PLAN, IF
APPLICABLE.

8. THE CONTRACTOR SHALL TAKE ALL NECESSARY
PRECAUTIONS (USE OF SILT FENCES. ETC.) TO KEEP DRAINAGE
AND SILT FROM WASHING ONTO ADJACENT PROPERTY,
STREETS, OR DRAINAGE WAYS. CONTRACTOR SHALL
IMMEDIATELY REMOVE SILT/DEBRIS WHICH WASHES OFFSITE
OR INTO EXISTING STORM DRAIN SYSTEMS. (SEE SWPPP PLANS
& TPDES BOOK).

9.  THE CONTRACTOR SHALL OBTAIN GRADES SHOWN HERE
ON WITHIN +/- ONE-TENTH (0.10) FOOT. CONCRETE OR PAVED
AREAS SHALL BE WITHIN +/- FIVE HUNDREDTHS (0.05) FOOT.

10. IN PROPOSED PAVING AREAS, IT IS INTENDED THAT THE
MINIMUM GRADE IS 1%. ALL EARTHEN SLOPES SHALL BE A
MAXIMUM OF 3:1 AND A MINIMUM OF 1.0% UNLESS OTHERWISE
SHOWN.

11. THE CONTRACTOR SHALL PROVIDE A SMOOTH
TRANSITION BETWEEN EXISTING SITE AND PROPOSED
IMPROVEMENTS.

12. THE CONTRACTOR SHALL EXERCISE EXTREME CAUTION
IN WORKING NEAR UTILITIES, GAS LINES, SEWER, OR EXISTING
APPURTENANCES. PRIOR TO PERFORMING ANY EXCAVATION,
CONTRACTOR SHALL CONTACT ALL UTILITY COMPANIES AND
ASSURE HIMSELF THAT ALL UTILITIES HAVE BEEN ADEQUATELY
LOCATED AND IDENTIFIED. THE ENGINEER SHALL BE NOTIFIED
IF ANY UTILITY CONFLICTS ARE DISCOVERED.

13. UTILITIES SHOWN ON THE PLANS ARE FROM
INFORMATION SOURCES AVAILABLE AT THE TIME OF DESIGN
BUT MAY NOT REPRESENT ALL EXISTING UTILITIES ON SITE.
THE CONTRACTOR WILL BE RESPONSIBLE FOR DETERMINING
EXACT LOCATION OF ALL UTILITIES WHETHER SHOWN ON THE
PLANS OR NOT. THE CONTRACTOR SHALL UNCOVER EXISTING
UTILITIES PRIOR TO   CONSTRUCTION AND VERIFY SIZE, GRADE
AND LOCATION. 1HE CONTRACTOR SHALL NOTIFY THE
ENGINEER IMMEDIATELY OF ANY DEVIATIONS FROM PLANS
PRIOR TO BEGINNING CONSTRUCTION.   ANY DAMAGE TO
EXISTING UTILITIES.  WHETHER SHOWN ON THE PLANS OR NOT,
SHALL BE THE CONTRACTORS RESPONSIBILITY TO REPAIR, AT
HIS OWN EXPENSE.

14. POSITIVE DRAINAGE SHALL BE MAINTAINED
THROUGHOUT THE SCOPE OF THE PROJECT. DRAINAGE SHALL
BE DIRECTED AWAY FROM ALL BUILDING FOUNDATIONS.
CONTRACTOR SHOULD TAKE PRECAUTIONS NOT TO ALLOW
ANY PONDING OF WATER.

15. FOR FILL PLACEMENT ON HILL SIDES OR STEEP SLOPE
AREAS, THE CONTRACTOR SHALL REFERENCE THE PROJECT
SPECIFICATIONS AND GEOTECHNICAL REPORT FOR SPECIAL
INSTRUCTIONS REGARDING BENCHING.

GRADING NOTES
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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SW GRADING PLAN

GRADING LEGEND

TC TOP OF CURB ELEVATION

GU GUTTER ELEVATION

** CONTRACTOR TO MATCH
EXISTING ELEVATION

HP HIGH POINT

LP LOW POINT

100 PROPOSED CONTOUR

100 UNDERSLAB CONTOUR

EXISTING CONTOUR100

GRADING HAS BEEN DESIGNED TO HANDICAPPED
ACCESSIBILITY STANDARD AS REQUIRED BY TEXAS
DEPARTMENT OF LICENSING AND REGULATION,
ARCHITECTURAL BARRIERS PROGRAM.  CONTRACTOR SHALL
BE THOROUGHLY FAMILIAR WITH THE MOST CURRENT TEXAS
ACCESSIBILITY STANDARDS AND ADMINISTRATIVE RULES AS
PROVIDED IN INTERNET SITE WWW.LICENSE.STATE.TX.US.

CONTRACTOR SHALL BE RESPONSIBLE FOR ASSURING
HANDICAPPED ACCESSIBLE PATHS FROM HANDICAPPED
PARKING SPACES TO ENTRANCES BY CHECKING THAT CROSS
SLOPES THAT ARE NOT GREATER THAN 1.75% AND THAT
ACCESS AISLE WITH 4.75% MAXIMUM (UP OR DOWN) SLOPE
HAVE BEEN PROVIDED.

CONTRACTOR SHALL ISSUE REQUEST FOR INSTRUCTIONS,
PRIOR TO CONSTRUCTION, FOR ANY CONDITION WHICH DOES
NOT  APPEAR TO MEET THE TEXAS DEPARTMENT OF LICENSING
AND REGULATION, ARCHITECTURAL BARRIERS PROGRAM
REQUIREMENTS.

CONCRETE FLATWORK PLACED AGAINST THE BUILDING SHALL
BE A MINIMUM OF 1/2" BELOW THE BRICK WEEP HOLES.
HOWEVER, AT ENTRANCES AND DOORWAYS, THE CONCRETE
FLATWORK SHALL BE FLUSH WITH THE BUILDING'S CONCRETE
FINISH SURFACE.  THE CONCRETE FLATWORK SHALL BE
SLOPED AT 1:20 MAXIMUM FROM THE BUILDING'S CONCRETE
FINISH SURFACE TO ACHIEVE THE REQUIRED "CLEARANCE"
BELOW THE BRICK WEEP HOLES.

CONCRETE FLATWORK AT ENTRANCES AND DOORWAYS SHALL
BE ANCHORED WITH 20" LONG #4 SMOOTH DOWELS AT 12"
O.C. AND DRILLED A MINIMUM OF 8" INTO BUILDING'S
CONCRETE FOUNDATION.

IT IS THE INTENT OF THE GRADING SHOWN TO SLOPE THE
GROUNDTHAT IS IMMEDIATELY ADJACENT TO THE BUILDING'S
FOUNDATION BE SLOPED AWAY FROM THE BUILDING AT A
SLOPE NOT LESS THAN 5% (1 UNIT VERTICAL TO 20 UNITS
HORIZONTAL) FOR A MINIMUM DISTANCE OF 10 FEET
(MEASURED PERPENDICULAR TO THE BUILDING AT ALL
POINTS).  ALL SIDEWALKS AND OTHER IMPERVIOUS COVERED
AREAS, WHERE SPOT ELEVATIONS ARE NOT GIVEN, SHALL BE
SLOPED A MINIMUM OF 2% (1 UNIT VERTICAL TO 50
HORIZONTAL) FOR THE SAME 10 FEET.

ACCESSIBILITY GRADING NOTES

NOTE: EXISTING GAS LINES ARE LOCATED IN THIS AREA. CONTRACTOR SHALL BE
RESPONSIBLE TO CALL TEXAS  811 FOR UTILITY  LOCATOR SERVICES TO LOCATE
GAS LINE.  CONSTRUCTION IN THIS AREA IS SUBJECT TO CHAPTER 18
UNDERGROUND PIPELINE DAMAGE PREVENTION RULES, PROMULGATED BY THE
RAILROAD COMMISSION OF TEXAS. ANY DAMAGE TO THE GAS LINES MUST BE
IMMEDIATELY REPORTED TO 811 AND GAS COMPANY AND A TEXAS DAMAGE
REPORTING FORM SUBMITTED BY THE CONTRACTOR TO THE RRC (GAS COMPANY
DOING REPAIRS IS NOT SUFFICIENT) WITHIN  10  DAYS OF INCIDENT.

TEXAS 811 DAMAGE PREVENTION NOTE

ACCESS MUST BE PROVIDED TO GAS VALVES AT ALL TIMES.  THE CONTRACTOR
MUST PROTECT AND WORK AROUND ANY GAS VALVES THAT ARE IN THE PROJECT
AREA.

FEDERAL REGULATION TITLE 49 PART 192.181

1. ALL MATERIALS AND CONSTRUCTION PROCEDURES
WITHIN THIS SCOPE OF WORK WHERE NOT SPECIFICALLY
COVERED IN THE SPECIFICATION'S OR GEOTECHNICAL REPORT
SHALL CONFORM TO ALL APPLICABLE CITY, COUNTY AND
TXDOT STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION (LATEST EDITION).

2. SITE PREPARATION, GRADING, EXCAVATION AND FILL
SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT
GEOTECHNICAL REPORT AND SPECIFICATIONS.

3. ALL SELECT FILL MATERIAL PROVIDED SHALL BE
APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO
PLACING AND COMPACTING.

4. ALL ELEVATIONS AND PROPOSED CONTOURS SHOWN ON
THIS GRADING PLAN REFLECT FINISHED GRADES. THE
THICKNESS OF' PAVING, BASE, GRASS, TOPSOIL AND MULCH
MUST BE SUBTRACTED TO OBTAIN SUBGRADE ELEVATIONS.

5. THE CONTRACTOR SHALL VERIFY THE SUITABILITY OF'
ALL EXISTING AND PROPOSED SITE CONDITIONS INCLUDING
GRADES AND DIMENSIONS BEFORE COMMENCEMENT OF
CONSTRUCTION.  ENGINEER SHALL BE NOTIFIED IMMEDIATELY
OF ANY DISCREPANCIES.

6. THE CONTRACTOR SHALL REMOVE TOP SOIL, GRASS,
ROOTS, DEBR1S, ETC. AND DISPOSE OFF SITE THOSE
MATERIALS NOT SUITABLE FOR EMBANKMENT AND TOPSOIL
CLEAN STRIPPING AND TOPSOIL MAY BE STOCKPILE ON SITE
FOR REUSE IN A LOCATION SPECIFIED BY THE OWNER.

7. THE SITE CONTRACTOR SHALL BE RESPONSIBLE FOR
SITE STABILIZATION. ALL. DISTURBED AREAS SHALL BE
REVEGETATED IN ACCORDANCE WITH PROJECT
SPECIFICATIONS AND TPDES/SWPPP REQUIREMENTS.
REFERENCE THE LANDSCAPE ARCHITECT'S PLAN, IF
APPLICABLE.

8. THE CONTRACTOR SHALL TAKE ALL NECESSARY
PRECAUTIONS (USE OF SILT FENCES. ETC.) TO KEEP DRAINAGE
AND SILT FROM WASHING ONTO ADJACENT PROPERTY,
STREETS, OR DRAINAGE WAYS. CONTRACTOR SHALL
IMMEDIATELY REMOVE SILT/DEBRIS WHICH WASHES OFFSITE
OR INTO EXISTING STORM DRAIN SYSTEMS. (SEE SWPPP PLANS
& TPDES BOOK).

9.  THE CONTRACTOR SHALL OBTAIN GRADES SHOWN HERE
ON WITHIN +/- ONE-TENTH (0.10) FOOT. CONCRETE OR PAVED
AREAS SHALL BE WITHIN +/- FIVE HUNDREDTHS (0.05) FOOT.

10. IN PROPOSED PAVING AREAS, IT IS INTENDED THAT THE
MINIMUM GRADE IS 1%. ALL EARTHEN SLOPES SHALL BE A
MAXIMUM OF 3:1 AND A MINIMUM OF 1.0% UNLESS OTHERWISE
SHOWN.

11. THE CONTRACTOR SHALL PROVIDE A SMOOTH
TRANSITION BETWEEN EXISTING SITE AND PROPOSED
IMPROVEMENTS.

12. THE CONTRACTOR SHALL EXERCISE EXTREME CAUTION
IN WORKING NEAR UTILITIES, GAS LINES, SEWER, OR EXISTING
APPURTENANCES. PRIOR TO PERFORMING ANY EXCAVATION,
CONTRACTOR SHALL CONTACT ALL UTILITY COMPANIES AND
ASSURE HIMSELF THAT ALL UTILITIES HAVE BEEN ADEQUATELY
LOCATED AND IDENTIFIED. THE ENGINEER SHALL BE NOTIFIED
IF ANY UTILITY CONFLICTS ARE DISCOVERED.

13. UTILITIES SHOWN ON THE PLANS ARE FROM
INFORMATION SOURCES AVAILABLE AT THE TIME OF DESIGN
BUT MAY NOT REPRESENT ALL EXISTING UTILITIES ON SITE.
THE CONTRACTOR WILL BE RESPONSIBLE FOR DETERMINING
EXACT LOCATION OF ALL UTILITIES WHETHER SHOWN ON THE
PLANS OR NOT. THE CONTRACTOR SHALL UNCOVER EXISTING
UTILITIES PRIOR TO   CONSTRUCTION AND VERIFY SIZE, GRADE
AND LOCATION. 1HE CONTRACTOR SHALL NOTIFY THE
ENGINEER IMMEDIATELY OF ANY DEVIATIONS FROM PLANS
PRIOR TO BEGINNING CONSTRUCTION.   ANY DAMAGE TO
EXISTING UTILITIES.  WHETHER SHOWN ON THE PLANS OR NOT,
SHALL BE THE CONTRACTORS RESPONSIBILITY TO REPAIR, AT
HIS OWN EXPENSE.

14. POSITIVE DRAINAGE SHALL BE MAINTAINED
THROUGHOUT THE SCOPE OF THE PROJECT. DRAINAGE SHALL
BE DIRECTED AWAY FROM ALL BUILDING FOUNDATIONS.
CONTRACTOR SHOULD TAKE PRECAUTIONS NOT TO ALLOW
ANY PONDING OF WATER.

15. FOR FILL PLACEMENT ON HILL SIDES OR STEEP SLOPE
AREAS, THE CONTRACTOR SHALL REFERENCE THE PROJECT
SPECIFICATIONS AND GEOTECHNICAL REPORT FOR SPECIAL
INSTRUCTIONS REGARDING BENCHING.

GRADING NOTES
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Structural Engineer
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MEP Engineer
Hendrix Consulting Engineers
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EXISTING CONTOUR100

GRADING HAS BEEN DESIGNED TO HANDICAPPED
ACCESSIBILITY STANDARD AS REQUIRED BY TEXAS
DEPARTMENT OF LICENSING AND REGULATION,
ARCHITECTURAL BARRIERS PROGRAM.  CONTRACTOR SHALL
BE THOROUGHLY FAMILIAR WITH THE MOST CURRENT TEXAS
ACCESSIBILITY STANDARDS AND ADMINISTRATIVE RULES AS
PROVIDED IN INTERNET SITE WWW.LICENSE.STATE.TX.US.

CONTRACTOR SHALL BE RESPONSIBLE FOR ASSURING
HANDICAPPED ACCESSIBLE PATHS FROM HANDICAPPED
PARKING SPACES TO ENTRANCES BY CHECKING THAT CROSS
SLOPES THAT ARE NOT GREATER THAN 1.75% AND THAT
ACCESS AISLE WITH 4.75% MAXIMUM (UP OR DOWN) SLOPE
HAVE BEEN PROVIDED.

CONTRACTOR SHALL ISSUE REQUEST FOR INSTRUCTIONS,
PRIOR TO CONSTRUCTION, FOR ANY CONDITION WHICH DOES
NOT  APPEAR TO MEET THE TEXAS DEPARTMENT OF LICENSING
AND REGULATION, ARCHITECTURAL BARRIERS PROGRAM
REQUIREMENTS.

CONCRETE FLATWORK PLACED AGAINST THE BUILDING SHALL
BE A MINIMUM OF 1/2" BELOW THE BRICK WEEP HOLES.
HOWEVER, AT ENTRANCES AND DOORWAYS, THE CONCRETE
FLATWORK SHALL BE FLUSH WITH THE BUILDING'S CONCRETE
FINISH SURFACE.  THE CONCRETE FLATWORK SHALL BE
SLOPED AT 1:20 MAXIMUM FROM THE BUILDING'S CONCRETE
FINISH SURFACE TO ACHIEVE THE REQUIRED "CLEARANCE"
BELOW THE BRICK WEEP HOLES.

CONCRETE FLATWORK AT ENTRANCES AND DOORWAYS SHALL
BE ANCHORED WITH 20" LONG #4 SMOOTH DOWELS AT 12"
O.C. AND DRILLED A MINIMUM OF 8" INTO BUILDING'S
CONCRETE FOUNDATION.

IT IS THE INTENT OF THE GRADING SHOWN TO SLOPE THE
GROUNDTHAT IS IMMEDIATELY ADJACENT TO THE BUILDING'S
FOUNDATION BE SLOPED AWAY FROM THE BUILDING AT A
SLOPE NOT LESS THAN 5% (1 UNIT VERTICAL TO 20 UNITS
HORIZONTAL) FOR A MINIMUM DISTANCE OF 10 FEET
(MEASURED PERPENDICULAR TO THE BUILDING AT ALL
POINTS).  ALL SIDEWALKS AND OTHER IMPERVIOUS COVERED
AREAS, WHERE SPOT ELEVATIONS ARE NOT GIVEN, SHALL BE
SLOPED A MINIMUM OF 2% (1 UNIT VERTICAL TO 50
HORIZONTAL) FOR THE SAME 10 FEET.

ACCESSIBILITY GRADING NOTES

NOTE: EXISTING GAS LINES ARE LOCATED IN THIS AREA. CONTRACTOR SHALL BE
RESPONSIBLE TO CALL TEXAS  811 FOR UTILITY  LOCATOR SERVICES TO LOCATE
GAS LINE.  CONSTRUCTION IN THIS AREA IS SUBJECT TO CHAPTER 18
UNDERGROUND PIPELINE DAMAGE PREVENTION RULES, PROMULGATED BY THE
RAILROAD COMMISSION OF TEXAS. ANY DAMAGE TO THE GAS LINES MUST BE
IMMEDIATELY REPORTED TO 811 AND GAS COMPANY AND A TEXAS DAMAGE
REPORTING FORM SUBMITTED BY THE CONTRACTOR TO THE RRC (GAS COMPANY
DOING REPAIRS IS NOT SUFFICIENT) WITHIN  10  DAYS OF INCIDENT.

TEXAS 811 DAMAGE PREVENTION NOTE

ACCESS MUST BE PROVIDED TO GAS VALVES AT ALL TIMES.  THE CONTRACTOR
MUST PROTECT AND WORK AROUND ANY GAS VALVES THAT ARE IN THE PROJECT
AREA.

FEDERAL REGULATION TITLE 49 PART 192.181

1. ALL MATERIALS AND CONSTRUCTION PROCEDURES
WITHIN THIS SCOPE OF WORK WHERE NOT SPECIFICALLY
COVERED IN THE SPECIFICATION'S OR GEOTECHNICAL REPORT
SHALL CONFORM TO ALL APPLICABLE CITY, COUNTY AND
TXDOT STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION (LATEST EDITION).

2. SITE PREPARATION, GRADING, EXCAVATION AND FILL
SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT
GEOTECHNICAL REPORT AND SPECIFICATIONS.

3. ALL SELECT FILL MATERIAL PROVIDED SHALL BE
APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO
PLACING AND COMPACTING.

4. ALL ELEVATIONS AND PROPOSED CONTOURS SHOWN ON
THIS GRADING PLAN REFLECT FINISHED GRADES. THE
THICKNESS OF' PAVING, BASE, GRASS, TOPSOIL AND MULCH
MUST BE SUBTRACTED TO OBTAIN SUBGRADE ELEVATIONS.

5. THE CONTRACTOR SHALL VERIFY THE SUITABILITY OF'
ALL EXISTING AND PROPOSED SITE CONDITIONS INCLUDING
GRADES AND DIMENSIONS BEFORE COMMENCEMENT OF
CONSTRUCTION.  ENGINEER SHALL BE NOTIFIED IMMEDIATELY
OF ANY DISCREPANCIES.

6. THE CONTRACTOR SHALL REMOVE TOP SOIL, GRASS,
ROOTS, DEBR1S, ETC. AND DISPOSE OFF SITE THOSE
MATERIALS NOT SUITABLE FOR EMBANKMENT AND TOPSOIL
CLEAN STRIPPING AND TOPSOIL MAY BE STOCKPILE ON SITE
FOR REUSE IN A LOCATION SPECIFIED BY THE OWNER.

7. THE SITE CONTRACTOR SHALL BE RESPONSIBLE FOR
SITE STABILIZATION. ALL. DISTURBED AREAS SHALL BE
REVEGETATED IN ACCORDANCE WITH PROJECT
SPECIFICATIONS AND TPDES/SWPPP REQUIREMENTS.
REFERENCE THE LANDSCAPE ARCHITECT'S PLAN, IF
APPLICABLE.

8. THE CONTRACTOR SHALL TAKE ALL NECESSARY
PRECAUTIONS (USE OF SILT FENCES. ETC.) TO KEEP DRAINAGE
AND SILT FROM WASHING ONTO ADJACENT PROPERTY,
STREETS, OR DRAINAGE WAYS. CONTRACTOR SHALL
IMMEDIATELY REMOVE SILT/DEBRIS WHICH WASHES OFFSITE
OR INTO EXISTING STORM DRAIN SYSTEMS. (SEE SWPPP PLANS
& TPDES BOOK).

9.  THE CONTRACTOR SHALL OBTAIN GRADES SHOWN HERE
ON WITHIN +/- ONE-TENTH (0.10) FOOT. CONCRETE OR PAVED
AREAS SHALL BE WITHIN +/- FIVE HUNDREDTHS (0.05) FOOT.

10. IN PROPOSED PAVING AREAS, IT IS INTENDED THAT THE
MINIMUM GRADE IS 1%. ALL EARTHEN SLOPES SHALL BE A
MAXIMUM OF 3:1 AND A MINIMUM OF 1.0% UNLESS OTHERWISE
SHOWN.

11. THE CONTRACTOR SHALL PROVIDE A SMOOTH
TRANSITION BETWEEN EXISTING SITE AND PROPOSED
IMPROVEMENTS.

12. THE CONTRACTOR SHALL EXERCISE EXTREME CAUTION
IN WORKING NEAR UTILITIES, GAS LINES, SEWER, OR EXISTING
APPURTENANCES. PRIOR TO PERFORMING ANY EXCAVATION,
CONTRACTOR SHALL CONTACT ALL UTILITY COMPANIES AND
ASSURE HIMSELF THAT ALL UTILITIES HAVE BEEN ADEQUATELY
LOCATED AND IDENTIFIED. THE ENGINEER SHALL BE NOTIFIED
IF ANY UTILITY CONFLICTS ARE DISCOVERED.

13. UTILITIES SHOWN ON THE PLANS ARE FROM
INFORMATION SOURCES AVAILABLE AT THE TIME OF DESIGN
BUT MAY NOT REPRESENT ALL EXISTING UTILITIES ON SITE.
THE CONTRACTOR WILL BE RESPONSIBLE FOR DETERMINING
EXACT LOCATION OF ALL UTILITIES WHETHER SHOWN ON THE
PLANS OR NOT. THE CONTRACTOR SHALL UNCOVER EXISTING
UTILITIES PRIOR TO   CONSTRUCTION AND VERIFY SIZE, GRADE
AND LOCATION. 1HE CONTRACTOR SHALL NOTIFY THE
ENGINEER IMMEDIATELY OF ANY DEVIATIONS FROM PLANS
PRIOR TO BEGINNING CONSTRUCTION.   ANY DAMAGE TO
EXISTING UTILITIES.  WHETHER SHOWN ON THE PLANS OR NOT,
SHALL BE THE CONTRACTORS RESPONSIBILITY TO REPAIR, AT
HIS OWN EXPENSE.

14. POSITIVE DRAINAGE SHALL BE MAINTAINED
THROUGHOUT THE SCOPE OF THE PROJECT. DRAINAGE SHALL
BE DIRECTED AWAY FROM ALL BUILDING FOUNDATIONS.
CONTRACTOR SHOULD TAKE PRECAUTIONS NOT TO ALLOW
ANY PONDING OF WATER.

15. FOR FILL PLACEMENT ON HILL SIDES OR STEEP SLOPE
AREAS, THE CONTRACTOR SHALL REFERENCE THE PROJECT
SPECIFICATIONS AND GEOTECHNICAL REPORT FOR SPECIAL
INSTRUCTIONS REGARDING BENCHING.

GRADING NOTES
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Structural Engineer
LOC Consultants
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MEP Engineer
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Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
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 P
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NG

FUTURE PARKING

174 SPACES

15
1 S

PA
CE

S

150 SPACES

21 SPACES

BA
SS

DR
UM

XYLOPHONE
TYMPANI

BASS
DRUM

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf

SCI
A:  1,445 sf

TECH
A:  880 sfSCI

A:  1,445 sf
TECH

A:  880 sf
PREP

A:  486 sf

GYM
A:  12,577 sf

HS
CLASSROOM

A:  702 sf

WORKRM
A:  750 sf

GIRLS
RESTROOM

A:  286 sf

CONC
A:  262 sf

WOMENS
A:  717 sf

MENS
A:  478 sf

BOYS
COACHES

OFFICE
A:  417 sf

TRAINING
A:  179 sf

LAUNDRY
A:  334 sf

MDF
A:  83 sf

WEIGHT ROOM
A:  2,130 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

CONC STOR
A:  253 sf

CONC
A:  262 sf

TECH STUDIO
A:  245 sf

BAND HALL
A:  1,697 sf

HS
CLASSROOM

A:  702 sf

PLC
A:  209 sf

CHEER /
CLASSROOM

A:  702 sf

CAFETERIA
STORAGE

A:  419 sf

STAFF
RESTROOM

A:  56 sf

BOYS
RESTROOM

A:  287 sf

CUSTODIAL
A:  68 sf

ART
A:  1,107 sf

SCIENCE
A:  1,380 sf

SCIENCE
PREP

A:  307 sf

JHS
CLASSROOM

A:  720 sf

GIRLS
RESTROOM

A:  271 sf BOYS
RESTROOM

A:  272 sf

CUSTODIAL
A:  71 sf

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf
JHS

CLASSROOM
A:  720 sf

GIRLS
COACHES

OFFICE
A:  264 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

STORAGE
A:  202 sf

GIRLS
COACH'S RR

A:  67 sf

JHS
CLASSROOM

A:  720 sf



04/27/2022

2121

Bu
rto

n I
nd

ep
en

de
nt

 Sc
ho

ol 
Dis

tri
ct

Bu
rto

n I
SD

 20
21

 Bo
nd

 Pr
og

ra
m

Bu
rto

n, 
Te

xa
s

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.00

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
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Sheet Number

GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

F

IC
E

9'-41/4"

2
A4.00

1
A4.00

JHS
RECEPTION

A:  362 sf

UTIL
A:  149 sf

CORRIDOR
A:  6,153 sf

OFFICE
A:  131 sf

JHS
CONFERENCE

A:  191 sf
STAFF RR

A:  45 sf

OFFICE
A:  131 sf

CORRIDOR
A:  141 sf

NURSE
A:  354 sf

TLT/SHWR
A:  99 sf

OFFICE
A:  102 sf

ISOLATION
A:  55 sf

IDF
A:  80 sf

F

FEC

10

10

9

9

8

8

7

7

6

6

5

5

4

4

3

3

2

2

AAAA

ACAC

ADAD

AHAH

AFAF

AKAK

ALAL

AIAI

6.7

6.7

5.2

5.2

7.7

7.7

AMAM

5.6

5.6

1

1

1.7

1.7

AJ

AG

AG

AE

AE

AB

AB

7

8

8

BA

BB

1.5

1.5

199'-23/8"

3"23'-0"23'-0"23'-0"23'-0"23'-0"23'-0"23'-0"23'-0"14'-113/8"

3"
32

'-9
"

71/2
"

9'-
71/2

"
3"

43
'-6

"

53
'-1

13/8
"

31/8
"

14
'-4

"
27

'-7
"
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'-6

"
31/4
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23'-103/4"

3"23'-107/8"31/2"
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'-7

1/4
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"
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'-6
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21
'-3

"

23'-5"

41
'-9

5/8
"

21
'-6

5/8
"

20
'-0

"
3"

39'-5"

8'-25/8" 23'-0" 8'-23/8"

19'-81/2"

22'-21/8"
27/8"

18'-81/4"
93/8"

20'-91/2"

31/2" 11'-6" 9'-0"

90'-103/8"

22'-9"23'-0"23'-0"22'-13/8"

62
'-3

"

21
'-3

"
20

'-0
"

21
'-0

"

63
'-5

5/8
"

14
'-1/8

"
24

'-3
"

24
'-4

"
10

1/2
"

23'-2" 3"

11'-5 3/4"
11'-2 3/4"

3"

24'-0"
1'-3/4"

3
A5.00

1
A5.00

5
A5.00

5
A5.00

2
A5.00

2
A5.00

4
A5.00

4
A5.00

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf

ART
A:  1,107 sf

SCIENCE
PREP

A:  307 sf

JHS
CLASSROOM

A:  720 sf

GIRLS
RESTROOM

A:  271 sf

BOYS
RESTROOM

A:  272 sf

CUSTODIAL
A:  71 sf

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf

JHS
CLASSROOM

A:  720 sf

N

SCALE: 1/8"   =    1'-0"1 PRES RENOV PLAN JHS

A2.00A2.04

BC
D1

E

A

D2
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
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Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers
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Ph (512) 218-0060
Fax (512) 218-0077

A2.01

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
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Sheet Number

GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"2 NURSE

SCALE: 1/4"   =    1'-0"4 JH ADMIN

SCALE: 1/4"   =    1'-0"1 NURSE

SCALE: 1:32.563 JH ADMIN
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.02

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 TYPICAL CLASSROOM
SCALE: 1/4"   =    1'-0"2 TYPICAL CLASSROOM

SCALE: 1/4"   =    1'-0"4 JH SCIENCE
SCALE: 1/4"   =    1'-0"3 JH SCIENCE
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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Reliance Architecture, LLC
12 Chisholm Trail
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 JH ADDITION OVERALL
SCALE: 1/4"   =    1'-0"2 JH ADDITION OVERALL
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.04

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

F

9'-41/4"

3
A4.00

4
A4.00

FREEZER
COOLER

JHS
RECEPTION

A:  362 sf

OFFICE
A:  131 sf

JHS
CONFERENCE

A:  191 sf

OFFICE
A:  131 sf

VESTIBULE
A:  68 sf

PRACTICE
ROOM
A:  61 sf

PRACTICE
ROOM
A:  62 sf

PRACTICE
ROOM
A:  107 sf

BAND OFFICE
A:  139 sf

BAND
STORAGE

A:  224 sf

KILN
A:  81 sf

CAFETERIA
A:  5,484 sf

KITCHEN
SERVING
A:  739 sf

CULINARY
ARTS

A:  1,160 sf

DRY STORAGE
A:  63 sf

KITCHEN
PREPARATION

A:  1,207 sf

OFFICE
A:  107 sf

JANITOR
A:  69 sf

VEST
A:  33 sf

TOILET
A:  50 sf

DRY STORAGE
A:  120 sf

VESTIBULE
A:  1,157 sf

STAFF
RESTROOM

A:  44 sf
F ICE SODA

FEC

14

14

CB

CA

13

13

12

12

11

11

10

10

9

9

CC

AA

AC

AD

1

AJ

AG

AE

AB

1

1

3

3

4

4

5

5

7

7

8

8

2

2

6

6

BA

BB

BEBE

BDBD

BCBC

BFBF

BHBH

BGBG

2.6

2.6

3.9

3.9

3.7

3.7

14'-113/8"

22'-21/8"

45'-0"

11
'-5

3/4
"

11
'-2

3/4
"

3"

45
'-0

"

31'-0"

4"
16

'-2
"

11
'-1

0"

9'-
0"

8'-
8"

4"

28
'-4

"

1'-0" 26'-0" 1'-0"

37
'-4

"

4"
16

'-2
"

20
'-6

"
4"

16'-2"

51
'-4

"

10
'-1

1/4
"

9'-
11

1/4
"

20'-0" 22'-6" 25'-2" 21'-11" 25'-5" 19'-0" 3"

20'-0" 22'-6" 25'-2" 21'-11" 25'-5" 19'-0" 3"

125'-2"

101/4" 24'-3" 25'-0" 25'-0" 25'-0" 24'-0" 1'-3/4"

1
A5.00

5
A5.00

7
A5.00

7
A5.00

8
A5.00

8
A5.00

1
A5.01

1
A5.01

4
A5.00

6
A5.00

6
A5.00

BA
SS

DR
UM

XYLOPHONE
TYMPANI

BASS
DRUM

HS
CLASSROOM

A:  702 sf

WORKRM
A:  750 sf

GIRLS
RESTROOM

A:  286 sf

MDF
A:  83 sf

BAND HALL
A:  1,697 sf

PLC
A:  209 sf

CHEER /
CLASSROOM

A:  702 sf

CAFETERIA
STORAGE

A:  419 sf

STAFF
RESTROOM

A:  56 sf

BOYS
RESTROOM

A:  287 sf

CUSTODIAL
A:  68 sf

ART
A:  1,107 sf

SCIENCE
A:  1,380 sf

SCIENCE
PREP

A:  307 sf

N

SCALE: 1/8"   =    1'-0"1 PRES RENOV PLAN

REFER TO SHEET A7.04 FOR PARTITION SCHEDULE

A2.04A2.06 A2.04 A2.00
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E

A

D2
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.05

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com

JHS/CAFETERIA RENOVATIONS AND HS ADDITION 3D VIEWS
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Sheet Number

GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 CAFETERIA
SCALE: 1/4"   =    1'-0"2 CAFETERIA

SCALE: 1/4"   =    1'-0"3 ART
SCALE: 1/4"   =    1'-0"4 ART
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.06

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

1
A4.01

2
A4.01

CORRIODR
A:  7,627 sf

HS
CONFERENCE

A:  188 sf

HS OFFICE
A:  132 sf

HS OFFICE
A:  135 sf

RECORDS
A:  94 sf

HS
RECEPTION

A:  407 sf

VESTIBULE
A:  157 sf

SECURED VESTIBULE
A:  162 sf

UTIL
A:  102 sf

STORAGE
A:  84 sf

STORAGE
A:  37 sf

STORAGE
A:  37 sf

FECFEC

CB

CA

10

10

9

9

8

8

7

7

6

6

5

5

4

4

3

3

2

2

1

1

CC

DN

DO

DK

8

DG

DF

DC

11

12

12

DL

DJ

9

DM27'-1" 26'-6" 26'-6" 26'-6" 26'-6" 26'-6" 26'-6" 20'-0" 22'-6"

318'-1/4"

327'-91/2"

6'-21/4" 1'-101/4" 26'-6" 26'-6" 26'-6" 26'-6" 26'-6" 26'-6" 26'-6" 20'-0" 22'-6"

39'-1 3/8"

10 1/2"

24'-10 7/8"

13'- 1/2"

65
'-8

1/4
"

28
'-9

"

7'-
13

/4"

4'-
11

1/2
"

19
'-0

"

24
'-0

"

15
'-8

1/8
"

4'-
11

1/2
"

2
A5.01

2
A5.01

3
A5.01

3
A5.01

5
A5.01

6
A5.01

SCI
A:  1,445 sf

TECH
A:  880 sfSCI

A:  1,445 sf
TECH

A:  880 sf
PREP

A:  486 sf

HS
CLASSROOM

A:  702 sf

GIRLS
RESTROOM

A:  286 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

TECH STUDIO
A:  245 sf

HS
CLASSROOM

A:  702 sf

STAFF
RESTROOM

A:  56 sf

BOYS
RESTROOM

A:  287 sf

CUSTODIAL
A:  68 sf

N

SCALE: 1/8"   =    1'-0"1 HIGH SCHOOL ADDITION FLOOR PLANS

REFER TO SHEET A7.04 FOR PARTITION SCHEDULE
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.07

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 WORKROOM, PLC, MDF
SCALE: 1/4"   =    1'-0"2 WORKROOM, PLC, MDF

SCALE: 1/4"   =    1'-0"3 HS RESTROOM
SCALE: 1/4"   =    1'-0"4 HS RESTROOM
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.08

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 TECH STUDIOS
SCALE: 1/4"   =    1'-0"2 TECH STUDIOS

SCALE: 1/4"   =    1'-0"3 HS CLASSROOM
SCALE: 1/4"   =    1'-0"4 HS CLASSROOM
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 BAND HALL
SCALE: 1/4"   =    1'-0"2 BAND HALL

SCALE: 1/4"   =    1'-0"3 SCIENCE
SCALE: 1/4"   =    1'-0"4 SCIENCE
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"3 HS ADDITION
SCALE: 1/4"   =    1'-0"4 HS ADDITION

SCALE: 1/4"   =    1'-0"1 HS ADMIN
SCALE: 1/4"   =    1'-0"2 HS ADMIN
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.11

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

104'-71/2"

101/2" 36'-0" 21'-4" 24'-11" 21'-3" 3"

4
A4.01

CORRIDOR
A:  152 sf

STAFF
RESTROOM

A:  44 sf

HS
CONFERENCE

A:  188 sf

HS OFFICE
A:  132 sf

HS OFFICE
A:  135 sf

RECORDS
A:  94 sf

HS
RECEPTION

A:  407 sf

VESTIBULE
A:  157 sf

SECURED VESTIBULE
A:  162 sf

UTIL
A:  102 sf

CORRIDOR
A:  434 sf

CORRIDOR
A:  434 sf

BOYS
COACH'S RR

A:  90 sf

STORAGE
A:  60 sf

STORAGE
A:  67 sf

BOYS RR
A:  133 sf

BOYS LOCKERS
A:  783 sf

BOYS
SHOWER

A:  74 sf

BOYS RR
A:  133 sf

BOYS LOCKERS
A:  777 sf

BOYS
SHOWER

A:  74 sf

STAFF
RESTROOM

A:  44 sf

STORAGE
A:  84 sf

FEC

65
LB

 W
AS

H
75

LB
 D

R
Y

75
LB

 D
R

Y

F

F
F CB

CA

2

1

1

CC

2 7

DNDN

DIDI

DODO

DKDK

1

1

2

2

DHDH

8

8

3

3

DGDG

DEDE

DFDF

5

5

DCDC

6

6

10

10

11

11

DBDB

DADA

12

12

DLDL

DJDJ

9

9

DMDM 27'-1"

26'-6"

6'-21/4"
1'-101/4"

26'-6"

39'-13/8"

101/2"24'-107/8"13'-1/2"

65
'-8

1/4
"

28
'-9

"
7'-

13/4
"

11
6'-

3"

28
'-9

"
28

'-9
"

28
'-9

"
21/2

"
43/4

"

5'-1/8"

42
'-1

"

10
1/2

"
20

'-5
"

19
'-1

1"
10

1/2
"

51'-1"

101/2" 30'-7" 19'-71/2"

41
'-7

"

10
1/2

"
18

'-6
"

19
'-0

"
3'-

21/2
"

4'-
11

1/2
"

18
'-6

"
19

'-0
"

24
'-0

"
15

'-8
1/8

"
4'-

11
1/2

"

5
A5.01

5
A5.01

4
A5.01

6
A5.01

6
A5.01

SCI
A:  1,445 sf

GYM
A:  12,577 sf

CONC
A:  262 sf

WOMENS
A:  717 sf

MENS
A:  478 sf

BOYS
COACHES

OFFICE
A:  417 sf

TRAINING
A:  179 sf

LAUNDRY
A:  334 sf

WEIGHT ROOM
A:  2,130 sf

HS
CLASSROOM

A:  702 sf

CONC STOR
A:  253 sf

CONC
A:  262 sf

HS
CLASSROOM

A:  702 sf

GIRLS
COACHES

OFFICE
A:  264 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

STORAGE
A:  202 sf

GIRLS
COACH'S RR

A:  67 sf
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.12

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

3
A4.01

4
A4.01

CORRIDOR
A:  152 sf

CORRIODR
A:  7,627 sf

STAFF
RESTROOM

A:  44 sf

HS
CONFERENCE

A:  188 sf

HS OFFICE
A:  132 sf

HS OFFICE
A:  135 sf

RECORDS
A:  94 sf

HS
RECEPTION

A:  407 sf

VESTIBULE
A:  157 sf

SECURED VESTIBULE
A:  162 sf

UTIL
A:  102 sfBOYS

COACH'S RR
A:  90 sf

STORAGE
A:  67 sf

STAFF
RESTROOM

A:  44 sf

STORAGE
A:  84 sf

FEC

5

4

3

3

2

1

CC

2

2

7

7

DPDP

DNDN

DIDI

DODO

DKDK

1 2

DHDH

8

8

3

DGDG

5 6 10

11

12

DLDL

DJDJ

9

9

DMDM 27'-1"

26'-6"

26'-6"

26'-6"

26'-6"

26'-6"

39'-13/8"

101/2"24'-107/8"13'-1/2"

65
'-8

1/4
"

1'-
1/2

"
28

'-9
"

28
'-9

"
7'-

13/4
"

112'-6"

1'-1/2" 110'-5" 1'-1/2"
11

6'-
3"

1'-
1/2

"
28

'-9
"

28
'-9

"
28

'-9
"

28
'-9

"
21/2

"
43/4

"

5'-1/8"

10
1/2

"
20

'-5
"

4'-
11

1/2
"

15
'-8

1/8
"

4'-
11

1/2
"

3
A5.01

4
A5.01

6
A5.01

6
A5.01

SCI
A:  1,445 sf

PREP
A:  486 sf

GYM
A:  12,577 sf

CONC
A:  262 sf

WOMENS
A:  717 sf

MENS
A:  478 sf

BOYS
COACHES

OFFICE
A:  417 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

HS
CLASSROOM

A:  702 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

GIRLS
LOCKERS

A:  417 sf

GIRLS
RESTROOM

A:  132 sf

GIRLS
SHOWERS

A:  98 sf

N
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.13

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com
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Sheet Number

GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 GYM
SCALE: 1/4"   =    1'-0"2 GYM

SCALE: 1/4"   =    1'-0"3 CONCESSION AND RESTROOMS
SCALE: 1/4"   =    1'-0"4 CONCESSION WITH RESTROOMS
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.14

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660

www.reliancearchitecture.com

MULTIPURPOSE, FIELDHOUSE, CONC, AND RESTROOMS 3D VIEWS
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"3 GYM, CONCESSION, AND WEIGHTROOM
SCALE: 1/4"   =    1'-0"4 GYM, CONCESSION, AND WEIGHT ROOM

SCALE: 1/4"   =    1'-0"1 FIELD HOUSE
SCALE: 1/4"   =    1'-0"2 FIELD HOUSE
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.15

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

104'-7 1/2"

10 1/2"
36'-0"

21'-4"
24'-11"

21'-3"
3"

5A4.01

1A4.02
2A4.02

3A4.02

TICKET BOOTH

A:  77 sf

TICKET BOOTH

A:  77 sf

VISITOR COACHES

A:  77 sf

MEETING ROOM

A:  73 sf

SCORE KEEPER

A:  91 sf

MEDIA
A:  73 sf

HOME COACHES

A:  77 sf

BOYS LOCKERS

A:  783 sf

BOYS

SHOW
ER

A:  74 sf

BOYS LOCKERS

A:  777 sf

BOYS

SHOW
ER

A:  74 sf

3
5

6
10

11

DA
DA

101/2" 18'-6"

18'-6"

4A5.01

1A5.02
1A5.02

01 40

02 2

0

1

0 25

0

2 0

4

1

0

30

4

4

3

0

0

0

3 10050 0

0 3

0

5 SPACES
6 SPACES

27 SPACES 14 SPACES
36 SPACES

N
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Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

A2.16

Reliance Architecture, LLC
12 Chisholm Trail

Round Rock, Texas 78681
Ph (512) 758-7660
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GENERAL NOTES
REFER TO SHEET A0.06 FOR ELIMINATION OF ARCHITECTURAL BARRIERS, MOUNTING HEIGHTS & LINTEL SCHEDULE

SCALE: 1/4"   =    1'-0"1 STADIUM
SCALE: 1/4"   =    1'-0"2 TICKET BOOTH
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Food Service Design L.L.C.

1
FS EQUIPMENT

Not for regulatory
approval,

permitting and/or
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Food Service Design L.L.C.

FREEZER

6'-0" WIDE RECEIVING DOOR TO HAVE:
   1.  DOORBELL AUDIBLE THROUGHOUT KITCHEN 
   2.  PEEPHOLE
   3.  ADEQUATE LIGHTING FOR EARLY DELIVERIES

COOLER

DRY 
STORAGE

VESTIBULE TOILET

JANITOR
OFFICE

MOP BUCKETS
BY OWNER

NOTE:
(FOR GRAPHICAL REPRESENTATION ONLY)
SECTION 11 40 00 TO VERIFY LOCATION OF 
REFRIGERATION SYSTEM WITH APPROVED 
ARCHITECT DRAWINGS.

LOCKERS
BY G.C.

CAN 
OPENER

HOT 
FOOD 
WELLS

HOT 
FOOD 
WELLS

HEATED 
SHELVES

FROST 
TOP

FROST 
TOP

HOT  
WELLS

FS-106 1

FS-106

FS-10610

FS-1074

FS-107

5

FS-107

2

FS-107 196

8

7

FS-1066 5
FS-106

-

34

28

9

11

3

FS-107

7

--CAN 
OPENER

SFD EQUIPMENT SCHEDULE

SFD
ITEM

SFD
QTY SFD DESCRIPTION SFD REMARKS

C213 1 STEAMER - SINGLE PROPANE - EXISTING

C229 1 TEN BURNER RANGE PROPANE - EXISTING

C231 1 COMBI OVEN PROPANE

C254 1 36" GRIDDLE PROPANE

C259 1 36" CHARBROILER PROPANE

C263 1 FRYER PROPANE

C273 1 72" REFRIGERATED EQUIPMENT STAND

C301 2 REACH-IN REFRIGERATOR - 2 DR

C314 1 REACH-IN FREEZER - 3 DR

C403 1 SERVING COUNTER

C424 1 DIGITAL MENU BOARD

C444 1 HOT WATER DISPENSER

C447 1 DRY DISPLAY CASE

C448 1 REFRIGERATED DISPLAY CASE

C509 1 THREE COMP SINK

C514 1 MOBILE UTENSIL RACK

C602 1 CULINARY COUNTER

SFD EQUIPMENT SCHEDULE

SFD
ITEM

SFD
QTY SFD DESCRIPTION SFD REMARKS

C15 1 AIR SCREEN

C16 1 DRY STORAGE SHELVING

C22 1 JANITOR SINK BY PLUMBER

C23 1 MOP - BROOM HOLDER BY 11 40 00

C24 3 HAND SINK BY PLUMBER

C100 1 ICE MACHINE W/ BIN

C105 1 TWO COMP PREP SINK

C113 8 MOBILE WORKTABLE

C114 1 20 QT. MIXER W/ STAND

C116 1 UTILITY CART

C117 2 UTILITY CART

C121 1 BAKER'S TABLE W/ BINS

C124 1 MOBILE HEATED CABINET

C200 2 FIRE PROTECTION SYSTEM

C203 1 EXHAUST HOOD

C204 1 EXHAUST HOOD

C207 1 CONVECTION OVEN - DOUBLE PROPANE

SFD EQUIPMENT SCHEDULE

SFD
ITEM

SFD
QTY SFD DESCRIPTION SFD REMARKS

201 1 EXHAUST HOOD

202 1 EXHAUST HOOD

208 1 CONVECTION OVEN - DOUBLE ELECTRIC - EXISTING

211 1 STEAMER - DOUBLE PROPANE

217 1 TILT BRAISING PAN - 30 GAL. PROPANE

226 1 FOUR BURNER RANGE - GAS PROPANE

231 1 COMBI OVEN PROPANE

241 1 PIZZA CONVEYOR OVEN - SINGLE ELECTRIC

242 1 PIZZA PREP REFRIGERATOR

252 1 TRENCH LINER

303 3 PASS THRU REFRIGERATOR - 1 DR

328 2 PASS THRU HEATED CABINET - 2 DR

401 1 SERVING COUNTER

402 1 SERVING COUNTER

417 2 AIR SCREEN MERCHANDISER

419 1 MOBILE BACK COUNTER

421 1 CASH REGISTER BY OWNER

423 1 GUIDE RAILS BELT SYSTEM

424 2 DIGITAL MENU BOARD

429 2 TRAY AND SILVERWARE DISPENSER EXISTING

435 1 CASHIER STAND

436 1 ICE CREAM DISPENSER EXISTING

440 1 FROZEN BEVERAGE DISPENSER EXISTING

444 1 HOT WATER DISPENSER

445 1 CHIP RACK EXISTING

446 1 MANUAL VEGETABLE SLICER

502 1 DISHMACHINE - HIGH TEMP

508 1 CLEAN DISHTABLE

510 1 THREE COMP SINK W/ DISPOSER

514 1 MOBILE UTENSIL RACK

SFD EQUIPMENT SCHEDULE

SFD
ITEM

SFD
QTY SFD DESCRIPTION SFD REMARKS

3 1 REFRIGERATION RACK - COOLER

10 1 WALK-IN ASSEMBLY - COOLER

11 1 WALK-IN ASSEMBLY - FREEZER EXISTING

12 1 WALK-IN SHELVING

13 2 DUNNAGE RACK

15 2 AIR SCREEN

16 1 DRY STORAGE SHELVING

17 1 CAN RACK EXISTING

18 1 CLOTHES WASHER BY OWNER

19 1 CLOTHES DRYER BY OWNER

21 1 CHEMICAL SHELVING

22 1 JANITOR SINK BY PLUMBER

23 1 MOP - BROOM HOLDER BY 11 40 00

24 5 HAND SINK BY PLUMBER

26 1 CORNER GUARDS ON ALL OUTSIDE CORNERS

28 2 S/S WALL CAP

100 1 ICE MACHINE W/ BIN

106 1 TWO COMP PREP SINK W/ DISPOSER

107 2 DISPOSER

108 1 WORKTABLE

110 1 WORKTABLE W/ OVERSHELF

113 3 MOBILE WORKTABLE

114 1 20 QT. MIXER W/ STAND

115 1 SLICER W/ STAND

116 1 UTILITY CART

117 2 UTILITY CART

121 1 BAKER'S TABLE W/ BINS

124 1 MOBILE HEATED CABINET

126 2 PAN RACK

200 2 FIRE PROTECTION SYSTEM

Not for regulatory
approval,

permitting and/or
construction
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General Notes
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FS1 EQUIPMENT PLAN



Food Service Design L.L.C.

ANCHORING CEMENT
(K-MENT, MFG BY EUCO)

HOLES CORED
BY G.C.

14 GA. S/S DIE STAMPED
FLANGE SET IN SILICONE

1 5/8" S/S TUBING RAIL

1 5/8"DIA 16 GA S/S
TUBING CONSTRUCTION

RECESSED IN FLOOR TO RECEIVED

TIGHT FIT 6" DEEP S/S SLEEVES

CLOSE SLEEVE BOTTOMS.
S/S TRAFFIC RAILS.

30"

SECURED WITH

6"

18" S/S FASTENERS

12"

S/S SLIP FLANGES

OF FLOOR BY G.C.

FINISHED FLOOR

NOTE: CORE DRILLING

FINISHED.

AND GROUND SMOOTH

RAILS FULLY WELDED

1 5/8"OD S/S TUBING

48" MAX. CENTERS

2'-6"

1'-0"

6"

4 1/2"

3"

OVER TO GENERAL CONTRACTOR, FOR INSTALLATION IN CONCRETE

COMPONENT
HARDWARE No.
D34-YO11 DRAIN
ASSEMBLY W/ SAFETY
CHAIN

OF S/S TAIL PIECE TO FIT

INSIDE OF HUB DRAIN.

HUB DRAIN BY DIV. 15

VERIFY DIAMETER

S/S CLIPS FOR ANCHORING

DIVISION 9

GROUT FILL BY

FINISH FLOOR BY

DIVISION 9

TO CONC. SLAB

S/S "Z" CLIPS

8"

SEE PLAN

BY GENERAL CONTRACTOR.

10"

1 1/2"

3 1/2"

3 1/2"

4" 7"

FLOOR THICKNESS

VERIFY FINISH

14 GA. S/S LINER WITH 3/4" RADIUS CORNERS SLOPED TO

FRAME. LINER AND GRATING BY KEC-LINER TO BE TURNED

GRATING, WITH 1 1/2" X 3/16" BEARING BARS AND PERIMETER
DRAINS WITH IRVING SUBWAY  TYPE D-8 REMOVABLE ALUMINUM

4"

FINISHED TOP AND EXPOSED SIDE
SURFACES - BY DIVISION 9

SEE PLAN

NOTE: VERIFY TOTAL DEPTH OF RECESS.

PARTITION WALL

SECTION THRU

LOW DENSITY URETHANE

SHEETS. JOINTS SEALED
6 MIL POLYETHYLENE

WATERTIGHT SEAL FORMED

THRU DOOR

SECTION

INSULATED SILL

(BY WALK-IN MANUFACTURER)

ADJUSTABLE SWEEP GASKET

HEAVY GA. THRESHOLD

ANTI-SWEAT HEATER

WALK-IN DOOR

.
.
.

.

. .
..

.
.. .... .

.
... .. .

.
.
.

.
..

.
.
.

. . ...
. .

..
.

..
.

....
.

.
..

8 1/2"
4"

4" ..
.

... .
. ... .

...
.
. ..

. .
..

.

OUTSIDE WALL

SECTION THRU

4" WALK-IN FLOOR

HIGH DENSITY URETHANE

SETTING BED
(BY OTHERS).

....
. .

....

TILE &

.
.. . . .. .

.
..
..

...
.. .

...
.
..

.......
.
.. .

..

..
...

PARTITION WALL

SCREED

.
.. .
. .

..
.. .

. .
.

..

... . .
.
..

. .
.. .

17" TALL

OUTSIDE

WALL

1/2" LEVELING
MATERIAL

STAINLESS STEEL
BASE BY 11 40 00

NOTE:
(FOR GRAPHICAL REPRESENTATION ONLY)
SECTION 11 40 00 TO VERIFY LOCATION OF 
REFRIGERATION SYSTEM WITH APPROVED 
ARCHITECT DRAWINGS.

GUIDE RAILS TO 
ADHERE TO ADA 
REGULATIONS

8 1/2" DEEP DEAD 
LEVEL WALK-IN PIT 

DEPRESSION BY G.C.

TRENCH 
LINER

S/S TRIM 

GUIDE RAILS TO 
ADHERE TO ADA 
REGULATIONS

S/S TRIM 

13' - 3 1/4"

1
1

' -
 5

"

1
' -

 6
"

3' - 0"

10" X 18" EXHAUST DUCT
1925 CFM @ 0.362" S.P.

(3) 12" X 30" 
SUPPLY DUCTS
513 CFM EACH 
0.09" S.P.

(3) 12" X 30" 
SUPPLY DUCTS
591 CFM EACH 
0.12" S.P.

10" X 21" EXHAUST DUCT
2217 CFM @ 0.38" S.P.

10" X 16" 
EXHAUST DUCT
1680 CFM @ 
0.504" S.P.

10" X 22" 
EXHAUST DUCT
2321 CFM @ 
0.384" S.P.

(4) 16" X 30" 
SUPPLY DUCTS
779 CFM EACH 
0.18" S.P.

(3) 16" X 30" 
SUPPLY DUCTS
619 CFM EACH 
0.12" S.P.

10" X 21" 
EXHAUST DUCT
2213 CFM @ 
0.675" S.P.

1/4" = 1'-0"
2

30 INCH GUIDE RAIL

1/4" = 1'-0"
3

TRENCH LINER

1/4" = 1'-0"
4

CONCRETE PAD

1/4" = 1'-0"
1

FS2 SPECIAL CONDITIONS PLAN

1/4" = 1'-0"
5

WALK-IN PIT DETAIL SS BASE

Not for regulatory
approval,

permitting and/or
construction
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE
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Date:

FS-102FS SPECIAL CONDITIONS PLAN



Food Service Design L.L.C.

CONNECT VALVE TO HOUSE PIPING. (AN ADDITIONAL STEEL ELBOW BE NECESSARY DEPENDING ON

THE LOCATION OF THE HOUSE PIPING.)

CONNECT THE MALE END OF THE FITTING TO THE GAS BALL VALVE.

CONNECT GAS APPLIANCE CONNECTOR (MALE ADAPTER) TO THE FEMALE END OF THE SWIVEL

FITTING. (NOTE - DO NOT USE PIPE DOPE, TEFLON TAPE OR ANY OTHER SEALING COMPOUND IN

FLARE SEAT OF GAS CONNECTOR.)

JOIN FURNISHED STEEL ELBOW TO APPLIANCE NIPPLE. ELBOW SHOULD BE FACING DOWNWARD.

CONNECT BOTH PORTIONS OF QUICK DISCONNECT DEVICE (NIPPLE & COUPLER) TO GAS

CONNECTOR. TIGHTEN ALL CONNECTIONS. PERFORM LEAK TEST WITH LEAK

LEAK TEST SOLUTIONS, IMPORTANT: MAY CAUSE CORROSION - WATER RINSE AFTER TEST, THEN

THOROUGHLY DRY.

RESTRAINING CABLE & MOUNTING HARDWARE:

A:

B:

C:

D: ATTACH SPRING HOOKS OF RESTRAINING CABLE TO EYELET FASTENERS ON WALL AND

EQUIPMENT.

ATTACH THE STAPLE BRACKET TO A STUD IN THE WALL.

RESTRAINING CABLE LENGTH MUST BE SHORTER THAN GAS CONNECTOR.

1

2

3

4

5

6

7

ATTACH QUICK DISCONNECT (NIPPLE PORTION) TO STEEL ELBOW.

ATTACH EYE-BOLT TO THE EQUIPMENT.

1

2
3

4

5

6

7

SS

CR

G

180F

DRAIN

CHILLED WATER

180F HOT WATER

STEAM SUPPLY

CONDENSATE RETURN

FUNNEL FLOOR DRAIN

FLOOR DRAIN

GAS SUPPLY

COLD WATER

HOT WATER

PLUMBING SYMBOLS

DR

FFD

FD

CWS

SS

CR

G

CW

HTW

HW

DROP FROM ABOVE

ABOVE FINISH FLOOR

DIRECT-CONNECTED FLUE RISER

STUB UP/OUT

PIPE SLEEVE

SUPPLY VENT CONNECTION

CEILING GRILLE BY DIV. 15

EXHAUST VENT CONNECTION

FLOOR SINK

BRANCH TO CONNECTION

ST

BTC

DFA

CG

PS

AFF

FR

EVC

SVC

FS

3/4" FLOW

SHOCK

3/4"C.W.

SUPPLY

* STOP

ACCESSORIES FURNISHED LOOSE W/
FOODSERVICE EQUIP. FOR FIELD
INSTALLATION UNDER DIV.15 & 16

VALVE

3/4"GATE

VALVE

SOLENOID* VALVE
GATE

1/2"LINE

RELAY

TIME DELAY

DISCONNECT

CONTROL

PANEL

WITH

*
*

3/4"VACUUM
BREAKER*

CONTROL*

SPECIFIED

FINISHED

FLOOR

DRAIN

DISPOSER

SINK OR

CONE AS

TOP

SPLASH

TABLE

*

REDUCING VALVE

TEMP. GAUGE

BOOSTER

ELECTRICAL

ROUGH-IN

DISCONNECT

SWITCH BY

DIV. 16

ACCESSORIES FURNISHED LOOSE W/FOODSERVICE
EQUIP. FOR FIELD INSTALLATION UNDER DIV. 15 & 16

FINISHED

FLOOR

INSULATED H.W.

LINE (180^) TO

DISHWASHER

FILAN RINSE

CONNECTION

HEATER

FLOOR DRAIN

PRESSURE

RELIEF

VALVE

TEMPERATURE/

PRESSURE

SHOCK

STOP

*
GAUGE

PRESSURE

WITH BY PASS

ROUGH-IN

GATE VALVE

H.W.

*

*

*

*

*

FLOOR SINK WITH

FULL GRATE NOTCH

AS REQUIRED

EXTEND WASTE LINE TO FLOOR

SINK TO OPEN GRATE AREA

AND CUT BOTTOM AT 45 DEG.

ANGLE - HOLD BOTTOM OF

ANGLE 1" ABOVE GRATE TOP

1" INDIRECT WASTE LINE

FROM EQUIPMENT EXTENDED

TO FLOOR SINK BY PLUMBER

1"

45^

A.  PUMBING PLAN ROUGH-IN LOCATIONS AND DIMENSIONS ARE APPROXIMATE FOR BIDDING AND     
       INFORMATION PURPOSES ONLY.  KITCHEN EQUIPMENT CONTRACTOR TO PREPARE DIMENSIONED 
       PLAN BASED OFF FINAL APPROVED EQUIPMENT LIST AND FIELD 
       CONDITIONS.  

B.  KITCHEN EQUIPMENT CONTRACTOR TO COORDINATE WITH DIVISION 22 AS REQUIRED AND PROVIDE 
      ANY/ALL ACCESSORIES AND OR PLUMBING COMPONENTS RELATED TO THE FOODSERVICE 
      EQUIPMENT THAT ARE SHIPPED LOOSE FOR FIELD INSTALLATION BY DIVISION 22.

C.  DIVISION 22 IS RESPONSIBLE FOR THE FOLLOWING BUT NOT LIMITED TO :
        1.  FURNISH AND INSTALL ALL HAND AND JANITOR SINKS.
        2.  MAKE ALL FINAL AND INTERMEDIATE PLUMBING CONNECTIONS TO THE FOODSERVICE 
             EQUIPMENT INCLUDING WATER FILTERS, DISPOSERS & THEIR COMPONENTS, PRE-RINSE 
             SPRAYS AND ALL FAUCETS FURNISHED BY KITCHEN EQUIPMENT CONTRACTOR.
        3.  INSTALL ALL GAS VALVES/QUICK DISCONNECTS PROVIDED BY KEC TO THE APPROPRIATE 
             EQUIPMENT STUB OUT FOR CONNECTION TO SPECIFIED GAS HOSE KIT.
        4.  DIVISION 22 TO CONNECT ALL SUPPLY WATER, GAS AND WASTE LINES AS NECESSARY TO 
             COMPLETELY CONNECT ALL EQUIPMENT PROVIDED BY KITCHEN EQUIPMENT CONTRACTOR.  
        5.  MAKE ALL SUPPLY OR DRAIN CONNECTIONS OF EXHAUST HOODS AS REQUIRED. 
        6.  MAKE ALL PLUMBING CONNECTIONS TO DISHMACHINE AND BOOSTER HEATER INCLUDING ALL  
             INTERMEDIATE PLUMBING BETWEEN THE TWO.   PROVIDE INSULATED HOT WATER LINE TO 
             DISHMACHINE CONNECTION.
        7.  FLUSH ALL SUPPLY LINES PRIOR TO FINAL CONNECTION TO EQUIPMENT.
        8.  FURNISH AND INSTALL BACKFLOW PREVENTION DEVICES OR ENSURE LACK OF 
             REQUIREMENT FOR ALL EQUIPMENT FOLLOWING ALL CODES.
        9.  SERVING COUNTER SUPPLY LINE TO BE RUN TO A SINGLE POINT CONNECTION BY KITCHEN 
             EQUIPMENT CONTRACTOR FOR FINAL CONNECTION BY DIVISION 22.
      10.  WORK TO MEET ALL LOCAL AND NATIONAL CODES AND OR AUTHORITY HAVING JURISDICTION.

NOTE:
(FOR GRAPHICAL REPRESENTATION ONLY)
SECTION 11 40 00 TO VERIFY LOCATION OF 
REFRIGERATION SYSTEM WITH APPROVED 
ARCHITECT DRAWINGS.

G

WATER 
FILTER

WATER 
FILTER

COIL DRAIN LINES  
TO BE PROVIDED 
BY AND INSTALLED 
BY SECTION 11 40 00

G

DRYER 
VENT 

G

G

SFD PLUMBING SCHEDULE

SFD
PNUMBER

SFD
PSIZE SFD PCONN SFD PSERVICE TO

SFD
PLOC

SFD
PAFF SFD PREMARKS

P226A 3/4" COLD WATER FILL FAUCET WALL 36" BTC

P229 3/4" NATURAL GAS 10 BURNER RANGE WALL 18" BTC; 274 MBTU/HR

P231 3/4" NATURAL GAS COMBI OVEN WALL 18"/36" BTC; 41 MBTU/HR

P231A 1/2" COLD WATER COMBI OVEN WALL 48" BTC; THRU WATER FILTER

P252 4" HUB DRAIN TRENCH LINER FLOOR 0" BTC

P254 3/4" NATURAL GAS GRIDDLE WALL 18" BTC; 90 MBTU/HR

P259 3/4" NATURAL GAS CHARBROILER WALL 18" BTC; 120 MBTU/HR

P263 3/4" NATURAL GAS FRYER WALL 18" BTC; 100 MBTU/HR

P444 1/4" COLD WATER HOT WATER DISPENSER WALL 48" BTC

P502 3/4" HOT WATER DISH MACHINE WALL 18" BTC; THRU FILTER TO DISHMACHINE -  140
DEGREE MIN.

P509 3/4" HOT & COLD WATER FAUCET WALL 13" BTC

P510 3/4" HOT & COLD WATER FILL FAUCET WALL 13" BTC

SFD PLUMBING SCHEDULE

SFD
PNUMBER

SFD
PSIZE SFD PCONN SFD PSERVICE TO

SFD
PLOC

SFD
PAFF SFD PREMARKS

P01 VERIFY FLOOR DRAIN AREA DRAIN FLOOR VERIFY LOCATE PER ENGINEER'S DRAWING

P02 12" FLOOR SINK EQUIPMENT FLOOR 0" 3/4 GRATE

P03 3/4" HOT & COLD WATER FILL FAUCET FLOOR 6" BTC; S/S FLEX HOSE TO MIXING VALVE

P10 4" FLOOR DRAIN FUNNEL FLOOR DRAIN FLOOR 0" -

P18A 3/4" HOT & COLD WATER CLOTHES WASHER WALL 48" BTC; VALVE BOX

P18B 2" DIRECT DRAIN CLOTHES WASHER DRAIN WALL 48" VALVE BOX

P22A 3/4" HOT & COLD WATER JANITOR SINK FAUCET WALL 36" JANITOR SINK BY DIV. 22

P22B 4" HUB DRAIN JANITOR SINK DRAIN FLOOR 0" JANITOR SINK BY DIV. 22

P24A 1/2" HOT & COLD WATER HAND SINK FAUCET WALL 18" HAND SINK BY DIV. 22

P24B 1 1/2" DIRECT DRAIN HAND SINK DRAIN WALL 15" HAND SINK BY DIV. 22

P100 1/2" COLD WATER ICE MACHINE WALL 60" BTC; THRU WATER FILTER

P105 3/4" HOT & COLD WATER SINK FAUCET WALL 13" BTC

P106 3/4" HOT & COLD WATER SINK FAUCET WALL 13" BTC

P107 3/4" HOT & COLD WATER PRERINSE FAUCET WALL 13" BTC

P107A 2" DIRECT DRAIN DISPOSER WALL 10" BTC

P201 VERIFY NATURAL GAS GAS DROP CEILING DFA 295 MBTU/HR

P202 VERIFY NATURAL GAS GAS DROP CEILING DFA 161 MBTU/HR

P203 VERIFY NATURAL GAS GAS DROP CEILING DFA 201 MBTU/HR

P204 VERIFY NATURAL GAS GAS DROP CEILING DFA 534 MBTU/HR

P207 (2) 3/4" NATURAL GAS CONVECTION OVEN WALL 18"/36" BTC; 50 MBTU/HR EACH

P211 (2) 3/4" NATURAL GAS CONVECTION STEAMER WALL 18"/36" BTC; 60 MBTU/HR EACH

P211A (2) 1/2" COLD WATER STEAMER WALL 48"/60" BTC; THRU WATER FILTER

P213 3/4" NATURAL GAS CONVECTION STEAMER WALL 36" BTC; 60 MBTU/HR

P213A 1/2" COLD WATER STEAMER WALL 60" BTC; THRU WATER FILTER

P216 3/4" NATURAL GAS TILT BRAISING PAN WALL 18" BTC; 90 MBTU/HR

P226 3/4" NATURAL GAS 4 BURNER RANGE WALL 18" BTC; 205 MBTU/HR

1/4" = 1'-0"
2

GAS QUICK DISCONNECT

1/4" = 1'-0"
3

PLUMBING SYMBOLS

1/4" = 1'-0"
4

DISPOSER DETAIL

1/4" = 1'-0"
5

BOOSTER HEATER

1/4" = 1'-0"
6

INDIRECT WASTE LINE

1/4" = 1'-0"
7

PLUMBING NOTES
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE

Project Number

Date:

FS-103FS PLUMBING PLAN

1/4" = 1'-0"
1

FS3 PLUMBING PLAN
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WITH REMOTE MOUNTED AUTOMAN

TYPICAL ANSUL R102 SYSTEM LAYOUT

AGENT LINE

DETECTION LINE

AUTOMAN WITH AGENT
SYSTEM CONTROL

NOZZLE
APPLIANCE PROTECTION

PULL STATION
MANUAL
REMOTE

DETECTORS

NOZZLE
DUCT PROTECTION

NOZZLE
PLENUM PROTECTION

WITH AGENT TANK ENCLOSED

ANSUL PULLY ELBOW

BY FOODSERVICE

1/2" DIA. EMPTY

CONDUIT

EXTENDED 6"

ABOVE

CEILINGBY

DIVISION 16
REMOTE FIRE PULL

BY ELECTRICIAN

STRAIGHT CONDUIT ON

ANSUL PULL BOX NO

BENDS IN CONDUIT

LINE OF FINISHED

CEILING

APPROX. 12" SQUARE

OPENING ON ONE SIDE

OF WALL FOR ACCESS

4"x4" OCTAGON BOX

BY DIV. 16 FLUSH MOUNTED

IN WALL WITH SCREW HOLES

AT 8 AND 2 O'CLOCK

DATAD

J JUNCTION BOX IN WALLJBW

J
FURNISHED WITH EQUIPMENT

CONDUIT STUB UP/OUT FOR

20 AMP DUPLEX RECEPTACLE

CONDUIT STUB BTC ON RECEPTACLE

PEDESTAL MOUNT RECEPTACLE

SINGLE PURPOSE RECEPTACLE 1PH.

SINGLE PURPOSE RECEPTACLE 3PH.

JUNCTION BOX ON PEDESTAL

ELECTRICAL SYMBOLS

JUNCTION BOX IN CEILINGJBC

JBP

DIRECT CONNECTION

DROP CORD RECEPTACLE

MOUNT HORIZONTAL

FLUSH FLOOR RECEPTACLE

SR

FR

PMR

DCR

CS

SR

DR

CSR

20 AMP WEATHERPROOF RECEPTACLE

BRANCH TO CONNECTION ON

(SPRING COVER)

EQUIPMENT

BEVERAGE SYSTEM CONDUIT

FIRE PROTECTION BUZZER

ABOVE FINISHED FLOOR

DROP FROM ABOVE

SWITCH

BRANCH TO FIXTURE

DFA

SW

BTF

AFF

FPB

BSC

BTC

WPR

AND INSTALLED BY DIV. 16

DISCONNECT SWITCH FURNISHED
DS

PEDESTAL MOUNT SINGLE PURPOSE RECEP. 1PH.PMSR

J

J

D

S

A.  ELECTRICAL PLAN ROUGH-IN LOCATIONS AND DIMENSIONS ARE APPROXIMATE FOR BIDDING AND     
       INFORMATION PURPOSES ONLY.  KITCHEN EQUIPMENT CONTRACTOR TO PREPARE DIMENSIONED 
       PLAN BASED OFF FINAL APPROVED EQUIPMENT LIST AND FIELD 
       CONDITIONS.  

B.  KITCHEN EQUIPMENT CONTRACTOR TO COORDINATE WITH DIVISION 26 AS REQUIRED AND PROVIDE 
      ANY/ALL ACCESSORIES AND OR ELECTRICAL COMPONENTS THAT ARE SHIPPED LOOSE FOR FIELD  
      INSTALLATION BY DIVISION 26.

C.  DIVISION 26 IS RESPONSIBLE FOR THE FOLLOWING BUT NOT LIMITED TO :
        1.  FURNISH AND INSTALL ALL CONDUIT, J-BOXES AND DISCONNECT SWITCHES AS REQUIRED 
             INCLUDING ONE EMPTY CONDUIT WITH PULL ROPE FROM MANAGERS OFFICE TO POS.
        2.  MAKE ALL FINAL AND INTERMEDIATE CONNECTIONS TO FOODSERVICE EQUIPMENT INCLUDING 
             WIRING FROM JBOX TO THE CONNECTION POINT ON RELATED FOODSERVICE EQUIPMENT.
        3.  INSTALL CORD AND PLUG ASSEMBLIES PROVIDED BY KEC TO THE APPROPRIATE EQUIPMENT. 
        4.  FURNISH AND INSTALL INTERCONNECTS AND SWITCHES TO EXHAUST HOOD FANS AND LIGHTS.  
        5.  FURNISH AND INSTALL ALL ELECTRIC RECEPTACLES REQUIRED AS SPECIFIED ON FOODSERVICE 
             ELECTRICAL SCHEDULE.
        6.  FURNISH AND INSTALL SHUNT TRIP BREAKERS, WIRING, INTERCONNECTS FOR ALL EQUIPMENT 
             BELOW HOODS AND FIRE PROTECTION SYSTEM AND IT’S COMPONENTS. 
        7.  FURNISH AND INSTALL CONDUIT AND WIRING TO ALL COMPONENTS/SWITCHES/RELAYS/VALVES 
             ECT. OF THE DISPOSER SUPPLIED BY THE KITCHEN EQUIPMENT CONTRACTOR.
        8.  FINAL CONNECTION TO J-BOX LOCATED ON TOP OF WALK-IN ASSEMBLY THAT WILL BE 
             PREWIRED BY KITCHEN EQUIPMENT CONTRACTOR WITH THE ASSEMBLY DOOR & DRAIN 
             HEATERS, LIGHTS, EVAP COILS AND PRESSURE RELIEF PORTS.
        9.  FURNISH, INSTALL, WIRE AND CONNECT ALL CLOCKS, EMERGENCY BACKUP/POWER AND 
            COMMUNICATION/DATA SYSTEMS.
      10.  WORK TO MEET ALL LOCAL AND NATIONAL CODES AND OR AUTHORITY HAVING JURISDICTION.

NOTE:
(FOR GRAPHICAL REPRESENTATION ONLY)
SECTION 11 40 00 TO VERIFY LOCATION OF 
REFRIGERATION SYSTEM WITH APPROVED 
ARCHITECT DRAWINGS.

LOCATE ON 
KITCHEN SIDE

VERIFY 
LOCATION

WALK-IN LIGHTS 
BY 11 40 00

LOCATE ON 
KITCHEN SIDE LOCATE ON 

KITCHEN SIDE

SFD ELECTRICAL SCHEDULE

SFD
ENO

SFD
ECONN

SFD
ELOAD

SFD
EVOLT

SFD
EPH SFD ESERVICE TO

SFD
ELOC

SFD
EAFF SFD EREMARKS

E216 DR 5.0A 120 1 TILT BRAISING PAN WALL 36" SHUNT TRIP

E229 DR 0.1A 120 1 RANGE OVEN WALL 18" SHUNT TRIP - NEMA 5-15

E231 DR 15.0A 120 1 COMBI OVEN WALL 48" SHUNT TRIP

E240 SR 23.0A 208/240 3 PIZZA OVEN WALL 48" NEMA 15-30

E242 DR 3.9A 120 1 PIZZA PREP REFRIGERATOR WALL 24" NEMA 5-15

E263 DR 9.0A 120 1 FRYER FILTER WALL 18" SHUNT TRIP - NEMA 5-15

E273 DR 9.9A 120 1 REFRIGERATED EQUIPMENT STAND WALL 18" SHUNT TRIP - NEMA 5-15

E301 JB 5.9A 120 1 REACH-IN REFRIGERATOR WALL DFA NEMA 5-15

E303 JB 3.8A 120 1 PASS THRU REFRIGERATOR CEILING DFA

E314 JB 13.8A 120 1 REACH-IN FREEZER WALL DFA NEMA 5-20

E328 JB 15.5A 208/240 1 PASS THRU HEATED CABINET CEILING DFA BTC;

E401 JB 60.0A 120/208 3 LOAD CENTER FLOOR 6" BTC

E417 DR 15.32A 120 1 AIR SCREEN MERCHANDISER FLOOR 6" NEMA 5-20

E421 JB - - - POS FLOOR 6" BTC; EMPTY CONDUIT

E421A JB - - - POS VERIFY VERIFY BTC; EMPTY CONDUIT - EXTEND TO CASH REGISTERS W/ PULL WIRE

E421B DR 15.0 120 1 POS VERIFY VERIFY -

E424 DR 15.0A 120 1 VIDEO MONITOR CEILING DFA COORDINATE LOCATION

E444 SR 24.0A 208 1 HOT WATER DISPENSER WALL 44" NEMA 6-30

E447 DR 0.4A 120 1 DRY DISPLAY CASE FLOOR 6" NEMA 5-15

E448 DR 15.64A 120 1 REFRIGERATED DISPLAY CASE FLOOR 6" NEMA 5-20

E502 JB/JB-DS 51.8A 208 3 DISH MACHINE WALL 66" BTC; EXTEND FROM JD/DS AT NEAREST WALL

SFD ELECTRICAL SCHEDULE

SFD
ENO

SFD
ECONN

SFD
ELOAD

SFD
EVOLT

SFD
EPH SFD ESERVICE TO

SFD
ELOC

SFD
EAFF SFD EREMARKS

E01 DR 16.0A 120 1 CONVENIENCE WALL 24" -

E2 JB/JB-DS 36.8A 208-230 3 REFRIGERATION RACK VERIFY VERIFY BTC;

E02 DR 16.0A 120 1 CONVENIENCE WALL 47" MOUNT HORIZONTAL

E03 WPR 16.0A 120 1 CONVENIENCE WALL 47" MOUNT HORIZONTAL

E04 DR 16.0A 120 1 CONVENIENCE WALL 47" MOUNT HORIZONTAL - SHUNT TRIP

E5 JB 5.0A 120 1 COOLER EVAPORATOR CEILING DFA BTC

E07 JB 3.0HP 208 3 DISPOSER WALL 24" BTC; CONNECT THRU CONTROL PANEL

E10 JB 16.0A 120 1 DOOR HEATER AND LIGHTS CEILING DFA BTC;

E10A JB 5.0A 120 1 TEMPERATURE ALARM CEILING DFA BTC;

E15 JB 10.2A 120 1 AIR SCREEN WALL VERIFY BTC; MICRO-SWITCH IN DOOR FRAME

E15.1 JB 5.1A 120 1 AIR SCREEN WALL VERIFY BTC; MICRO-SWITCH IN DOOR FRAME

E18 DR 16.0A 120 1 CLOTHES WASHER WALL 48" -

E19 SR 30.0A 208 1 CLOTHES DRYER WALL 48" -

E100 JB 12.8A 120 1 ICE MACHINE WALL 60" BTC

E107 JB 3.0HP 208 3 DISPOSER WALL 24" BTC; CONNECT THRU CONTROL PANEL

E114 DR 6.0A 120 1 20 QT. MIXER WALL 42" NEMA 5-15

E115 DR 3.0A 120 1 SLICER WALL 42" NEMA 5-15

E124 DR 11.7A 120 1 MOBILE HEATED CABINET WALL 60" NEMA 5-15

E200 JB 1.0A 120 1 FIRE PROTECTION SYSTEM CEILING DFA BTC

E200A JB - - - REMOTE FIRE PULL WALL 48" BTC

E201 JB 10.0A 120 1 EXHAUST HOOD LIGHTS CEILING DFA BTC

E201A JB 1.0A 120 1 TEMPERATURE SENSOR CEILING DFA BTC

E207 (2)DR 7.7A EA. 120 1 CONVECTION OVEN WALL 24"/48" SHUNT TRIP

E208 (2)SR 70.0A EA. 208 3 CONVECTION OVEN WALL 24"/48" SHUNT TRIP

E211 (2)DR 1.0A EA. 120 1 STEAMER WALL 24"/48" SHUNT TRIP - NEMA 5-15

E213 DR 1.0A EA. 120 1 STEAMER WALL 48" SHUNT TRIP - NEMA 5-15

1/4" = 1'-0"
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE

Project Number

Date:

FS-104FS ELECTRICAL PLAN

1/4" = 1'-0"
1

FS4 ELECTRICAL PLAN

1/4" = 1'-0"
2

ANSUL FIRE SYSTEM DETAIL

1/4" = 1'-0"
3

REMOTE FIRE PULL STATION

1/4" = 1'-0"
4

ELECTRICAL SYMBOLS
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE
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FS-106FS ELEVATIONS

1/2" = 1'-0"
1

Elevation at Ice Machine
1/2" = 1'-0"

2
Elevation at Prep Table

1/2" = 1'-0"
3

Elevation at Worktable

1/2" = 1'-0"
4

Elevation atProduction 2
1/2" = 1'-0"

5
Elevation at Production

1/2" = 1'-0"
6

Elevation at Mobile Heated Cabinet
1/2" = 1'-0"

7
Elevation at Bakery

1/2" = 1'-0"
8

Elevation at Warewash 4
1/2" = 1'-0"

9
Elevation at Warewash 3

1/2" = 1'-0"
10

Elevation at Warewash - Disposer
1/2" = 1'-0"

11
Elevation at Warewash 1
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE

Project Number

Date:

FS-107FS ELEVATIONS

1/2" = 1'-0"
1

Elevation at Culinary Holding / Preperation
1/2" = 1'-0"

2
Elevation at Culinary Three Comp Sink

1/2" = 1'-0"
3

Elevation at Culinary Janitor Sink
1/2" = 1'-0"

4
Elevation at Culinary Production

1/2" = 1'-0"
5

Elevation at Culinary Bakery
1/2" = 1'-0"

6
Elevation at Culinary Instructor

1/2" = 1'-0"
7

Elevation at Culinary Front Counter

1/2" = 1'-0"
8

Elevation at Culinary Worktables
1/2" = 1'-0"

9
Elevation at Culinary Worktables 2



90° ELBOW
CHG #J14-0119

3/4" RADIUS

& SIDES & COVE UP 2" AT REAR

10"

2'-10"

1/2"
1 1/2"

1'-3"

1'-6"

1 1/2"

1/2"

2'-2"

14 GA. S/S WALL
BRACKET

1"

16 GA. S/S OVERSHELF W/ 1"
SQUARE TURN DOWN AT FRONT

2'-6"

WELDED TO UPRIGHTS W/
(16) CHG # J77-4401 S/S
POT HOOKS AT 8" O.C.

2"X 1/4" S/S FLAT BAR

2"

S/S BULLET FEET
CHG #A10-0852

2 1/2"

10"

1'-0"

1/2"

ZEE CLIP SPLASH
TO WALL & SEAL

W/ SILICONE

4'-2"

CHG. # A10-0854
FLANGED FEET AT
FRONT ONLY

18 GA. S/S
FLASHING

2 1/2"

14 GA. S/S TOP W/ 1/2" HIGH
MARINE EDGE AT FRONT &
ENDS

1 5/8" O.D. S/S TUBING
LEGS & CROSS RAILS

1" X 4" X 12 GA. S/S

CHANNEL W/ CLOSED END

FISHER #6107 ROTARY-TWIST

HANDLE DRAIN W/ O'FLOW

1 5/8" O.D. S/S TUBING

1'-0"

& SIDES & COVE UP 2" AT REAR

CHG #A20-0206
S/S GUSSET

1 1/2"

10"

2'-10"

1 1/2"
1/2"

1'-6"

1" X 4" 14 GA.
S/S CHANNEL

& ENDS W/ 2" COVE UP AT REAR
1 1/2" TURN DOWN AT FRONT
16 GA. S/S UNDER SHELF W/

2"

CHG #A10-0852
S/S BULLET FEET

BRACKET
14 GA. S/S WALL

1/2"

1"

2"

2 1/2"

1'-0"

CHG #J14-0119

16 GA. S/S OVERSHELF W/ 1"
SQUARE TURN DOWN AT FRONT

2'-6"

(16) CHG # J77-4401 S/S
WELDED TO UPRIGHTS W/

POT HOOKS AT 8" O.C.

2"X 1/4" S/S FLAT BAR

2"

90° ELBOW

1 5/8" O.D. S/S TUBING

1'-0"

4'-2"

CHG. # A10-0854
FLANGED FEET AT
FRONT ONLY

ZEE CLIP SPLASH
TO WALL & SEAL

W/ SILICONE
10"

18 GA. S/S
FLASHING

1 5/8" O.D. S/S TUBING
LEGS & CROSS RAILS

1" X 4" X 12 GA.

S/S CHANNELS

14 GA. S/S TOP W/ 1/2" HIGH
MARINE EDGE AT FRONT & ENDS

1/2" TIGHT
HEM

CLOSE END

S/S BULLET FEET
CHG #A10-0852

10"

14 GA. S/S TOP W/ 1 1/2"
ROLLED RIM AT CROWN

CHG #A20-0206
S/S GUSSET

3"

10"

1"

BRACKET
14 GA. S/S WALL

2 1/2"

2"

1'-0"

POT HOOKS AT 8" O.C.
(15) CHG # J77-4401 S/S

2"X 1/4" S/S FLAT BAR
WELDED TO UPRIGHTS W/

2"

CHG #J14-0119
90° ELBOW

18 GA. S/S
FLASHING

ZEE CLIP SPLASH
TO WALL & SEAL

W/ SILICONE

2'-6"

1 5/8" O.D. S/S TUBING

1" X 4" X 12 GA.

S/S CHANNELS

1'-6"

16 GA. S/S OVERSHELF W/

1" SQ. TURN DOWN AT FRONT

& COVED UP 2" AT REAR

2'-8"

1 5/8" O.D. S/S TUBING
LEGS & CROSS RAILS

2'-10"

CHG. # A10-0854
FLANGED FEET AT
FRONT ONLY

1'-0"

1 1/2" X 1 1/2" X 1/8"
GALV. IRON FRAME

W/ 14 GA. S/S 1" X 4" CHANNEL
16 GA. S/S FIXED UNDERSHELF

14 GA. S/S TOP

2'-0"

10"

2'-10"

2"

1 5/8" DIA. S/S TUBING
LEGS AND RAILS.

No. A20-0206
S/S GUSSET MOD.

Food Service Design L.L.C.

CHG #A10-0852
S/S BULLET FEET

CHG #A20-0206
S/S GUSSET

2'-10"

10"

2"
MIN

ROLLED RIM AT CROWN
14 GA. S/S TOP W/ 1 1/2"

1'-3"

3"

1 1/2"

3/4" RADIUS

ROTARY DRAINS

FISHER #6107

14 GA. S/S WALL
BRACKET

2 1/2"

2"

2"X 1/4" S/S FLAT BAR

(15) CHG # J77-4401 S/S
WELDED TO UPRIGHTS W/

POT HOOKS AT 8" O.C.

1 5/8" S/S TUBING

1'-0"

CHG #J14-0119
90° ELBOW

18 GA. S/S
FLASHING

2"

10"

1"

1/4"

2'-6"

1'-6"

1 5/8" O.D. S/S TUBING
LEGS & CROSS RAILS

CHG. # A10-0854
FLANGED FEET AT
FRONT ONLY

2'-8"

16 GA. S/S OVERSHELF W/

1" SQ. TURN DOWN AT FRONT

& COVED UP 2" AT REAR

ZEE CLIP SPLASH
TO WALL & SEAL

W/ SILICONE

1'-0"

SECTION  AT WORKTABLE 
SCALE: 1-1/2" = 1'-0"

SECTION  AT PREP TABLE SINK 
SCALE: 1-1/2" = 1'-0"

SECTION  AT PREP TABLE 
SCALE: 1-1/2" = 1'-0"

SECTION  AT THREE COMP SINK 
SCALE: 1-1/2" = 1'-0"

SECTION  AT THREE COMP DRAINBOARD 
SCALE: 1-1/2" = 1'-0"

SECTION  AT BACK COUNTER 
SCALE: 1-1/2" = 1'-0"

Not for regulatory
approval,

permitting and/or
construction
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE

Project Number

Date:

FS-108FS SECTIONS



Food Service Design L.L.C.

S/S HASP

18 GA S/S DRAWER
ENCLOSURE

FLANGE OUT

CAP NUTS & STUDS
TO BE 7" OC AS SPECIFIED

FLANGE IN

OPEN BOTTOM

DRAWER FACE

LOCK HASP HOLE

#S80-1520 THERMOPLASTIC
COMPONENT HARDWARE MODEL

OF FIXTURE. SECURE TO ELIMINATE
LATERAL MOVEMENT IN EXTENDED

SELF CLOSING SLIDES, FULL DEPTH

POSITION. COMPONENT HARDWARE
No.S52-0022

DRAWER PAN

16 GA S/S DRAWER FRAME
WELDED TO FACE.

2" SQUARE EDGE DETAIL

WORKING SURFACE

TIGHT
HEM

2"

1 1/2" ROLLED RIM DETAIL

1 1/2"

WORKING SURFACE
3"

3/4"

1/2" MARINE EDGE DETAIL

45°

1/2"1"

WORKING SURFACE 1/2"

1 1/2"

2" SQUARE EDGE DETAIL

1/2" DIA. HOLE

1/2" RAD.

2" MIN.

2 1/2"

LEVER DRAIN
HANDLE

3/4"

1 1/4"

14. GA. S/S BRKT.

1/2"

4"

1"

1/2"

3/16" O.D. HOLES

1/2"

4"

COUNTER TOP

TWO 15/16" DIA. HOLES

FOR 1/2" VACUUM BREAKER.8" 2 9/16"
2 7/8"

2 9/16"

SPLASH

BRACKET FOR

CHICAGO #305-VBR

(2) 1" � HOLES FOR

SHOWN IN ELEVATION

HOSE BIBB

HOSE HANGER AS

2"

8"

2" 1"

HOSE BIBB

TOP-WELD TO
1/2" � HOLES IN

DISHTABLE TOP
14 GA. S/S

9"

3"

6"
1'-0"

DIA. HOLE FOR

TURN EDGE DOWN 1 1/4" INTO
DISHMACHINE TUB

MOUNTING

1'-10"

3"

3"

3/8" 1 1/4"

CAP END OF
ROLLED RIM

PROVIDE (2) 3/16"

CAP END OF BACK
SPLASH

(TYP. AT 4-PLACES)
3/8" SLOT

CONTROL PANEL

14 GA. S/S

14 3/8"

6 5/8"

10 3/16"

1/2"

LC

1'-6"
1'-3"

14 3/8"
CONTROL PANEL

1'-2 3/4"

W/ 3/8" DIA. HOLES
14 GA. S/S BRACKET

IN TOP FLANGE

10 3/16"

3/8" DIA. HOLES
(TYP. 4 - PLACES)

CL

2 1/2"

1 1/4"

4 1/2"

45°

2 1/2"

10"

12. 16 GAUGE
STAINLESS STEEL 'Z'
CLIP TO WALL AND
SEAL.

AS SPECIFIED

1"

WORKING SURFACE

16 GAUGE STAINLESS
STEEL 'Z' CLIP TO
WALL AND SEAL.

VERIFYVERIFY

VERIFY

14 GAUGE S/S

RIVETS

14 GAUGE S/S

14 GAUGE S/S

RIVETS

S/S COLUMN WRAP
PLAN VIEW

S/S COLUMN WRAP
ISOMETRIC

VERIFY

1/4" = 1'-0"
5

DRAWER DETAIL
1/4" = 1'-0"

7
EDGE DETAILS

1/4" = 1'-0"
1

LEVER BRACKET
1/4" = 1'-0"

2
VACUUM BREAKER

1/4" = 1'-0"
3

HOSE BIBB BRACKET
1/4" = 1'-0"

4
DISH MACHINE TURNDOWN

1/4" = 1'-0"
6

DISPOSER BRACKET

1/4" = 1'-0"
8

DISH TABLE BACK SPLASH
1/4" = 1'-0"

9
1 INCH SQUARE SPLASH

1/4" = 1'-0"
10

S/S COLUMN WRAP

Not for regulatory
approval,

permitting and/or
construction
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General Notes

REFER TO SHEET #LayID(ref) FOR #Layout Name ref., MOUNTING HEIGHTS & LINTEL SCHEDULE

Project Number

Date:
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SYMBOL DESCRIPTION

AUDIO/VISUAL MULTIMEDIA LEGEND

M
#

S
#

S
#

V##

V##

A## WALL AV ROUGH-IN DETAIL

CEILING AV ROUGH-IN DETAIL

FLOOR AV ROUGH-IN DETAIL

INTERACTIVE WHITE BOARD - WALL - CEILING

MULTIMEDIA PROJECTOR

MULTIMEDIA FLAT PANEL DISPLAY

LOUD SPEAKER, CEILING MOUNTED - # INDICATES TYPE

CONTROL PANEL

TOUCH PANEL

MICROPHONE, CEILING MOUNTED - # INDICATES TYPE

VOLUME CONTROL

WALL BOX ENCLOSURE

VC

D1 = DIGITAL SINGLE SIDED CLOCK / A1 = ANALOG SINGLE SIDED CLOCK

CEILING ENCLOSURE

PRESENTATION CAMERA - CEILING - WALL MOUNTED

TEACHERS WORK STATION

V##

A##

A##

FP#

IWB

D1 A1

D2

TWS

D2 = DIGITAL DOUBLE SIDED CLOCK / A2 = ANALOG DOUBLE SIDED CLOCK

C

ENC

A2

IWB

FP#

WB

TP#

CP#

PJPJ

C

SYMBOL DESCRIPTION

STRUCTURED CABLING LEGEND

TELECOMMUNICATIONS OUTLET, # =NUMBER OF DATA CABLE(S)/JACK(S)

TELECOMMUNICATIONS OUTLET, #/# = NUMBER OF VOICE CABLE(S)/JACK(S) AND NUMBER OF
DATA CABLE(S)/JACK(S)

TELECOMMUNICATIONS OUTLET, # =NUMBER OF VOICE/DATA CABLE(S)/JACK(S), SURFACE
MOUNT

TELECOMMUNICATIONS OUTLET, #/# = NUMBER OF VOICE CABLE(S)/JACK(S) AND NUMBER OF
DATA CABLE(S)/JACK(S), SURFACE MOUNT

WALL MOUNT PHONE (1 CABLE/JACK)

WALL MOUNT PHONE, SURFACE MOUNT (1 CABLE/JACK)

FLOOR MOUNTED OUTLET, # =NUMBER OF VOICE/DATA CABLE(S)/JACK(S) (FLOOR BOX BY E.C.)

FLOOR MOUNTED OUTLET, #/# = NUMBER OF VOICE CABLE(S)/JACK(S) AND NUMBER OF DATA
CABLE(S)/JACK(S) (FLOOR BOX BY E.C.)

CEILING MOUNTED DATA OUTLET, # =NUMBER OF VOICE/DATA CABLE(S)/JACK(S)

CEILING MOUNTED OUTLET FOR WIRELESS ACCESS POINT #=NUMBER OF CABLE(S)/JACK(S)

WALL MOUNTED OUTLET FOR WIRELESS ACCESS POINT #=NUMBER OF CABLE(S)/JACK(S)

CABLING SLEEVE(S)

TYPICAL LADDER RACK

TYPICAL CABLE TRAY, BASKET STYLE

W

W

#/#

#

#/#

#

#

#/#

#

AP#

AP#

SYMBOL DESCRIPTION

GENERAL ANNOTATION LEGEND

MAIN TELECOMMUNICATIONS ROOM

TELECOMMUNICATION ROOM

MAIN DISTRIBUTION FRAME

INTERMEDIATE DISTRIBUTION FRAME

EXISTING TO REMAIN

PROVIDED BY OTHERS

ABOVE FINISHED FLOOR

ABOVE FINISHED GRADE

ABOVE COUNTER

ELECTRICAL CONTRACTOR

PREMISE SECURITY CONTRACTOR

STRUCTURAL CABLING CONTRACTOR

AV/MULTIMEDIA CONTRACTOR

UNLESS NOTED OTHERWISE

ACCESS CONTROL SYSTEM

INTRUSION DETECTION SYSTEM

MER

TR

MDF

IDF

ETR

PBO

AFF

AFG

AC

EC

PSC

SCC

AVC

UNO

ACS

IDS

VIDEO SURVEILLANCE SYSTEMVSS

SYMBOL DESCRIPTION

PREMISE SECURITY LEGEND

BM

GB

MD

LD

PB

IC
MS

IC

KP

CR
M

CR CARD READER

CARD READER MULLION

INTRUSION DETECTION KEYPAD ( REFERENCE SYMBOL LEGEND FOR DIFFERENT TYPES )

INTERCOM ( 1 DATA CABLE, PLUS TRIGGER CABLE TO ACS PANEL )

INTERCOM MASTER STATION (1 DATA CABLE)

PANIC / DURESS BUTTON

LOCK DOWN BUTTON

MOTION DETECTOR ( REFERENCE SYMBOL LEGEND FOR DIFFERENT TYPES )

ACCOUSTICAL GLASS BREAK SENSOR

BIOMETRIC READER

REQUEST TO EXIT - SURFACE PIR

KS KEY SWITCH

LOCAL ALARM SOUNDER

RED/GREEN INDICATOR LIGHT

DOORBELL

MAGNETIC DOOR HOLD

VISUAL STROBE

DOOR RELEASE BUTTON, CONTROLLED DOOR LEAF

REQUEST TO EXIT - INTEGRAL TO DOOR HARDWARE, SURFACE MOUNT MOTION,
INTEGRAL TO DOOR HARDWARE

DOOR CONTACT / MONITOR / POSITION SWITCH

RG

LA

DB

DH

RX

DR

VS

RX

DC

ELECTRIFIED HARDWARE (REFER TO DIV 08 SCHEDULES)ES

ADA DOOR AUTO OPERATOR BUTTONAO

WIRELESS LOCK HUB, # = TYPEWH
#

2 - SENSOR IP SURVEILLANCE CAMERA, (1) DATA CABLEC

360° FISHEYE LENS CAMERA, (1) DATA CABLEC

IR ILLUMINATOR, (1) DATA CABLE AND TRIGGER TO CAMERAIR

ACCESS CONTROL PANEL LOCATIONACP

EL EH

RX

DR

INTRUSION DETECTION PANEL LOCATIONIDP

STANDARD IP SURVEILLANCE CAMERA, (1) DATA CABLEC

180° MULTI-PAGER IP SURVEILLANCE CAMERA, (1) DATA CABLEC C

360° MULTI-PAGER IP SURVEILLANCE CAMERA, (1) DATA CABLEC

C

C

TECHNOLOGY SYMBOLS LEGEND

A
#

#

2

AV WALL ROUGH-IN WITH DATA

# KEYNOTE

####

#
DETAIL REFERENCE

TOP = DETAIL NUMBER

BOTTOM = SHEET NUMBER

NORTH ARROW

ELEVATION MARKER

SECTION MARKER

CR

(#) = DIFFERENT TYPES OF CARD READERS:
KP = CARD READER WITH INTEGRATED KEYPAD
M = MULLION
POE = POWER OVER ETHERNET
W = WIRELESS (Proprietary)
Wi = Wi-Fi (802.11)

#

SYMBOL TAG

C SURVEILLANCE CAMERA

Proposed Camera Direction

*#-##

Camera (N)ew, (E)xisting Rough-in, (D)emo

Camera Schedule Number (Floor #-Camera #)

C PTZ CAMERA
*#-##
PTZ

C
*#-##

FIXED SURVEILLANCE CAMERA

C 360°/MULTI-SENSOR FIXED SURVEILLANCE 
CAMERA OR FISHEYE LENS CAMERA

##°
#mm

Approximate view of lens

Lens View Angle

Lens size

Proposed Camera Direction

Proposed Camera Direction

C M
# MICROPHONE WITH AUDIO LINKED TO CAMERA

#####

DETAIL NUMBER

SHEET NUMBER

#####

DIRECTION OF ELEVATION

DIRECTION OF ELEVATION

DIRECTION OF ELEVATION

DETAIL NUMBER

SHEET NUMBER

####

#

DETAIL NUMBER

SHEET NUMBER

NOT ALL SYMBOLS ARE USED

KP

(#) = DIFFERENT TYPES OF KEYPADS:
PU = PUSH BUTTON
TS = TOUCHSCREEN

#

SYMBOL TAG

WH

(#) = HUB TYPE
RF = RADIO FREQUENCY (PROPRIETARY)
W = WIRELESS

#

SYMBOL TAG

MD

(*) = MOUNT
W = WALL MOUNT
C = CEILING MOUNT

(#) = TYPE
L = LONG RANGE
W = WIDE ANGLE
360 = 360° (REFERENCE BOSCH DS9370)

*#

SYMBOL TAG

TECHNOLOGY - GENERAL NOTES

1. EACH KEYNOTE MAY NOT BE UTILIZED ON EVERY SHEET.

2. ALL CONDUIT MEASUREMENTS REFER TO STANDARD CONDUIT TRADE SIZES.

3. ALL CABLES SHALL BE CONCEALED.

4. EACH CONTRACTOR SHALL PROVIDE AND INSTALL ALL NECESSARY SLEEVES, WHETHER OR NOT SPECIFICALLY NOTED ON PROJECT
DRAWINGS. ALL SLEEVES SHALL BE 2" UNLESS NOTED OTHERWISE ON THE DRAWINGS. CABLE FILL PERCENTAGE SHALL COMPLY WITH
NEC.

5. DEVICE LOCATIONS ARE APPROXIMATE. CONTRACTOR SHALL REVIEW CONDITIONS AND COORDINATE WITH OTHER TRADES AS
NECESSARY FOR EXACT PLACEMENT.

6. STRUCTURED CABLING CONTRACTOR SHALL REFERENCE PREMISE SECURITY AND AV/MULTIMEDIA LEGEND FOR STRUCTURED CABLING
REQUIREMENTS.

7. WHERE A DISCREPANCY MAY EXIST WITHIN SPECIFICATIONS AND/OR DRAWINGS, CONTRACTOR SHALL ACCOUNT FOR THE GREATER
QUANTITY/COST. DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT/CONSULTANT PRIOR TO BID SUBMISSION.

8. ELECTRICAL CONTRACTOR SHALL PROVIDE CONDUITS AND BACKBOXES FOR ALL TECHNOLOGY DEVICES SHOWN. IN SPACES WITH
ACCESSIBLE LAY-IN CEILINGS, MOST OF THE CONDUITS SHALL STUB UP ABOVE THE CEILING. IN SPACES WITH HARD CEILINGS OR NO
CEILING (EXPOSED TO DECK), THESE CONDUITS SHALL TYPICALLY BE ROUTED TO A NEARBY ACCESSIBLE CEILING. ELECTRICAL
CONTRACTOR SHALL COORDINATE ACTUAL ROUTING WITH THE APPROPRIATE LOW VOLTAGE CONTRACTOR. REFER TO TECHNOLOGY
DETAIL SHEETS FOR ROUGH-IN REQUIREMENTS.

TECHNOLOGY SHEET INDEX

SHEET NUMBER SHEET NAME

Sheet Issue
Date

Current
Revision

Date

T000 TECHNOLOGY - INDEX SHEET 04/27/2022

T010 TECHNOLOGY - SITE PLAN 04/27/2022

T200 TECHNOLOGY - LEVEL ONE - AREA A 04/27/2022

T204 TECHNOLOGY - LEVEL ONE - AREA B 04/27/2022

T206 TECHNOLOGY - LEVEL ONE - AREA C 04/27/2022

T211 TECHNOLOGY - LEVEL ONE - AREA D1 04/27/2022

T212 TECHNOLOGY - LEVEL ONE - AREA D2 04/27/2022

T215 TECHNOLOGY - STADIUM FLOOR PLAN 04/27/2022

T400 TECHNOLOGY - ENLARGEMENTS 04/27/2022

T500 TECHNOLOGY - DETAILS 04/27/2022

T501 TECHNOLOGY - DETAILS 04/27/2022

T502 TECHNOLOGY - DETAILS 04/27/2022

T503 TECHNOLOGY - DETAILS 04/27/2022

T700 TECHNOLOGY - AV DETAILS 04/27/2022

T701 TECHNOLOGY - AV DETAILS 04/27/2022
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SCALE: 1" = 60'-0"1
TECHNOLOGY - SITE PLAN RENO

TECHNOLOGY - SITE PLAN - GENERAL NOTES

1. CONDUIT AND UNDERGROUND ENCLOSURE PLACEMENT ARE
ESTIMATED. CONTRACTOR SHALL CREATE AND SUBMIT ALL PERMIT
DRAWINGS AND COORDINATE WITH EXISTING UTILITIES FOR EXACT
CONDUIT ROUTING AND MANHOLE/HANDHOLE PLACEMENT.
EXACT CONDUIT ROUTING SHALL BE FIELD-COORDINATED.

2. REFER TO ELECTRICAL PLANS AND SPECS FOR ADDITIONAL
REQUIREMENTS.
COMMUNICATIONS CONDUIT SHOULD BE RUN IN THE SAME TRENCH
AS ELECTRICAL WHERE FEASIBLE.

3. MAINTAIN A MINIMUM SEPARATION OF 12” OF WELL-TAMPED EARTH
BETWEEN TECHNOLOGY CONDUITS AND ELECTRICAL CONDUITS.

4. COMMUNICATIONS DUCTS SHALL BE PLACED WITH A MINIMUM OF 48"
COVER IN SOIL.
ALL HDPE DUCTS SHALL BE BURIED AT A MINIMUM OF 42” BELOW
GRADE.

5. CONTRACTOR SHALL AVOID DAMAGE TO TREES OR TREE ROOTS
CAUSING TREE DAMAGE.

6. MANHOLE COVER SHALL READ “COMMUNICATIONS” AND SHALL
HAVE A COVER THAT WEIGHS 200-250LBS.

7. CONTRACTOR SHALL PROVIDE INTERMEDIATE PULL BOXES AT ALL
MAJOR CONDUIT TURNS AND EVERY 1200’ DISTANCE REGARDLESS
OF IF THEY ARE EXPLICITY SHOWN ON THE PLANS.

8. CONDUIT SHALL NOT EXCEED TWO (2) 90 DEGREE BENDS IN A
SINGLE RUN. A PULLBOX IS REQUIRED FOR ANY RUNS THAT WILL
EXCEED TWO (2) 90 DEGREE BENDS. TWO (2) 45 DEGREE BENDS
SHALL EQUAL 90 DEGREES.

9. ALL HDPE DUCTS SHALL BE SMOOTH-WALLED SDR-11, DURA-LINE
OR EQUAL.

10. ALL DUCTS/CONDUITS SHALL HAVE PULL STRINGS AND SHALL HAVE
NYLON BUSHINGS ON THE ENDS. EC SHALL ADD 3-CELL
DETECTABLE MAXCELL INNERDUCT TO EACH NEW OR EXISTING
CONDUIT SHOWN ON TECHNOLOGY DIAGRAMS AND PLANS.
MAXCELL SHALL BE SIZED TO MATCH THE CONDUIT DIAMETER (EX.
3" CONDUIT SHALL RECEIVE 3" MAXCELL).

11. THE HANDHOLES SHALL BE SIZED AS SHOWN AND PLACED WITH
THE LONG DIMENSIONS IN LINE WITH THE CONDUIT RUN.

12. HANDHOLES SHALL BE FIBERGLASS-REINFORCED AND FLUSH
MOUNTED TO GRADE. THEY SHALL BE CONSTRUCTED WITH A LOAD
RATING PER ANSI/SCTE77-TIER 15 LOAD RATED. THEY SHALL
INCLUDED KEYED LOCKING SYSTEM MECHANISM, BE EQUIPPED
WITH CABLE RACKS, CONDUIT ENTRANCES, AND STRUT INSERTS.
HUBBELL, OLDCASTLE, OR SIMILAR EQUIPPED SYSTEM.

13. INSTALLATION OF THE HANDHOLE SHALL BE SUCH THAT WATER
DRAINAGE WILL CONTINUE AFTER INSTALLATION.

14. THE HANDHOLES SHALL BE PLACED ON 6-INCH DEEP ROCK/GRAVEL
IN PLACE TO SOLIIDFY THE BASE OF THE HANDHOLE.

15. ALL CONDUITS ENTERING OR EXITING THE HANDHOLES SHALL BE
SEALED TO PREVENT THE MOVEMENT OF WATER THROUGH THE
DUCT.

16. CONTRACTOR SHALL TRANSITION ALL ABOVE CEILING HDPE DUCTS
TO PLENUM APPROVED TYPE CONDUIT WITHIN 50'-0" OF BUILDING
ENTRANCE.

17. ANY CONDUIT ENTERING THE BUILDING FROM UNDERGROUND
SHALL BE SEALED WITH AN INFLATABLE DUCT PLUG SYSTEM TO
PREVENT GASES AND WATER PENETRATING INTO THE BUILDING.
THE PLUG SYSTEM SHALL CREATE A BARRIER AGAINST THE
INFILTRATION OF SILT, DIRT/MUD, DEBRIS AND RODENTS INTO OR
OUT OF BURIED CONDUIT.
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SCALE: 1/8" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA A

JHS ADDITION FLOOR PLAN

TECHNOLOGY - FLOOR PLAN - GENERAL NOTES

1. OUTLETS FOR TECHNOLOGY SHALL BE LOCATED ADJACENT TO
ELECTRICAL OUTLET. IF A DATA OR AV OUTLET IS SHOWN
WHERE THERE IS NO ELECTRICAL WITHIN 12", CONTRACTOR
SHALL NOTIFY ARCHITECT/ENGINEER/CONSULTANT.

2. DATA FOR POINT OF SALE, REFER TO FOOD SERVICE PLANS
AND CONFIRM LOCATION WITH FOOD SERVICE / KITCHEN
CONSULTANT.

3. ALL CONDUITS FROM CEILING ACCESS PANELS IN HARDLID
CEILINGS SHALL ROUTE TO ACCESSIBLE CEILING IN THE
DIRECTION OF THE IDF.

4. ALL ROUGH-IN BELOW COUNTER SHOULD PUSH THROUGH
CASEWORK. CONTRACTOR SHALL ADD BOX EXTENDERS AS
REQUIRED TO ALLOW FACEPLATES TO MOUNT FLUSH WITH
CASEWORK.

5. ALL CABLING IN EXPOSED CEILING AREAS SHALL BE INSTALLED
IN CONDUIT. REFER TO ARCHITECTURAL RCP DRAWINGS. EACH
TECHNOLOGY SUBCONTRACTOR SHALL COORDINATE THEIR
CONDUIT REQUIREMENTS AT THESE LOCATIONS WITH THE
ELECTRICAL CONTRACTOR DURING PRE-CONSTRUCTION SHOP
DRAWING SUBMITTALS.

6. ALL DEVICE PLACEMENTS SHOWN ARE APPROXIMATE. FIELD
COORDINATE EXACT LOCATIONS TO AVOID CONFLICT WITH
OTHER EQUIPMENT. ADJUST CEILING DEVICES SUCH AS
SPEAKERS TO ALIGN WITH LIGHTING, PARTICULARLY IN
CORRIDORS.
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SCALE: 1/8" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA B

JHS/CAFETERIA RENOATIONS AND HS ADDITION FLOOR PLAN



ABC
D

E

FECFEC

CORRIODR
A:  7,627 sf

HS CONFERENCE

A:  188 sf

HS OFFICE
A:  135 sf

RECORDS
A:  94 sf

HS RECEPTION

A:  407 sf

UTIL
A:  102 sf

STORAGE
A:  84 sf

SCI
A:  1,445 sf

SCI
A:  1,445 sf

TECH
A:  922 sfTECH

A:  922 sf
PREP

A:  486 sf

HS CLASSROOM

A:  702 sf

GIRLS RESTROOM

A:  286 sf

HS CLASSROOM

A:  702 sf

HS CLASSROOM

A:  702 sf

HS CLASSROOM

A:  702 sf

HS CLASSROOM

A:  702 sf

HS CLASSROOM

A:  702 sf

HS CLASSROOM

A:  702 sf

TECH STUDIO
A:  245 sf

HS CLASSROOM

A:  702 sf

CUSTODIAL
A:  68 sf

S
1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP1

2

FP#

2

FP#

AP1

S
1

S
1

AP1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1

S
1AP1

S
1AP1

S
1AP1

S
1AP1

S
1AP1

S
1AP1

S
1AP1

S
1AP1

S
1

S
1

S
1

S
1

S
1

AP1

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

T
W

S

2 2

2
2

TWS TWS

2

2

TWS

2

4 4 4 4 4 4 4 4

2

TWS

4444

4 4

2

2

S
1

S
1

S
1

A
P

1

2

2 2

2

2

2

FP#

S
3

S
3

Not for regulatory
approval,

permitting and/or
construction

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077

C
op

yr
ig

ht
©

20
22

, R
el

ia
nc

e 
A

rc
hi

te
ct

ur
e,

 L
LC

. A
ll 

rig
ht

s 
re

se
rv

ed
.

Revisions:

Project Number

Sheet Number

Date:

4
/2

7
/2

0
2
2
 2

:5
5
:5

0
 P

M

T206

2121

B
u

rt
o

n
 I

S
D

 2
0

2
1

 B
o

n
d

 P
ro

g
ra

m
B

u
rt

o
n

, 
T

e
x
a
s

B
u

rt
o

n
 I
n

d
e
p

e
n

d
e
n

t 
S

c
h

o
o

l 
D

is
tr

ic
t

04/27/2022

SCALE: 1/8" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA C

HIGH SCHOOL ADDITION
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A:  98 sf

STORAGE

A:  202 sf

GIRLS COACH'S RR

A:  67 sf
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MULTIPURPOSE FACILITY
SCALE: 1/8" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA D1



ABC
D
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F

FEC

CORRIDOR

A:  152 sf

STAFF RESTROOM

A:  44 sf

HS CONFERENCE

A:  188 sf

HS OFFICE

A:  132 sf

HS OFFICE

A:  135 sf
RECORDS

A:  94 sf

HS RECEPTION

A:  407 sf

VESTIBULE

A:  157 sf

SECURED VESTIBULE

A:  162 sf

UTIL

A:  102 sf

BOYS COACH'S RR

A:  90 sf

STORAGE

A:  67 sf

STAFF RESTROOM

A:  44 sf

STORAGE

A:  84 sf
SCI

A:  1,445 sf

GYM

A:  12,577 sf

BOYS COACHES OFFICE

A:  417 sf

CONC

A:  262 sf

WOMENS

A:  717 sf

MENS

A:  478 sf

HS CLASSROOM

A:  702 sf

CONC STOR

A:  253 sf

HS CLASSROOM

A:  702 sf

GIRLS LOCKERS

A:  417 sf
GIRLS RESTROOM

A:  132 sf

GIRLS SHOWERS

A:  98 sf

GIRLS LOCKERS

A:  417 sf
GIRLS RESTROOM

A:  132 sf

GIRLS SHOWERS

A:  98 sf
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MULTIPURPOSE FACILITY
SCALE: 1/8" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA D2
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SCALE: 1" = 20'-0"1
TECHNOLOGY - STADIUM FLOOR PLAN

STADIUM FLOOR PLAN



MDF
A:  83 sf

IDF
A:  108 sf
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SCALE: 1/2" = 1'-0"1
TECHNOLOGY - FLOOR PLAN - AREA B - MDF

SCALE: 1/2" = 1'-0"2
TECHNOLOGY - FLOOR PLAN - AREA A - IDF

TECHNOLOGY - ENLARGMENTS - GENERAL NOTES

1. CONTRACTOR SHALL FIELD COORDINATE WITH OWNER AND OWNER'S REPRESENTATIVE FOR EXACT
PLACEMENT AND LAYOUT OF EACH MDF/IDF PRIOR TO SECURING RACKS AND CABLE TRAYS TO FLOORS,
WALLS, AND CEILINGS.

2. CONTRACTOR SHALL PROVIDE VERTICAL CABLE MANAGEMENT AND/OR LADDER RACK FOR ALL
ELEVATION CHANGES GREATER THAN 12”
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3
BACKBONE DIAGRAM
SCALE: NTS

4
CONDUIT DETAIL
SCALE: NTS

5
RESPONSIBILITY MATRIX
SCALE: NTS

8
PROJECTION SCHEDULE
SCALE: NTS

EC SHALL ADD 3-CELL DETECTABLE MAXCELL INNERDUCT TO EACH NEW OR EXISTING CONDUIT SHOWN ON TECHNOLOGY DIAGRAMS
AND PLANS. MAXCELL SHALL BE SIZED TO MATCH THE CONDUIT DIAMETER (EX. 3" CONDUIT SHALL RECEIVE 3" MAXCELL).

6
PARKING AREA CONDUIT LAYOUT
SCALE: NTS

FIBER
SPECIAL
SYSTEMS

FIBER

FIBER
SPECIAL SYSTEMS

CAT 6A

FIBER

18" CABLE RUNWAY

SPECIAL
SYSTEMS

SPACE
FOR UPS

SPACE
FOR UPS

DEDICATED 20A
NEMA

L5-20R 8" A.F.F.
MOUNTED ON

REAR OF CABLE
RUNWAY. FACING
REAR OF RACKS

SPECIAL SYSTEMS
CAT 6A

1
TYPICAL CAMPUS MDF RACK ELEVATION
SCALE: NTS 2

TYPICAL IDF RACK ELEVATION
SCALE: NTS

NOTE:          1. SPECIAL SYSTEM SECURITY, BMS, CAMERAS, HVAC, FIRE ALARM, AND ELEVATOR PHONE

                    2. SPECIAL SYSTEMS CAT 6A WAPS, UPLINK

NOTE:          1. SPECIAL SYSTEM SECURITY, BMS, AV, CAMERAS, HVAC, FIRE ALARM, DIGITAL SIGNAGE

                    2. SPECIAL SYSTEMS CAT 6A WAPS, UPLINK

18" CABLE RUNWAY

SS1

SS2

C

D

E

A

B

ROOM PROJECTION SCREEN (BY DIVISION 27 41 00 AV CONTRACTOR) PROJECTOR (BY DIVISION 27 41 00 AV CONTRACTOR U.N.O.)

SYMBOL NAME NUMBER MODEL SIZE SCREEN SURFACE COMMENTS MODEL LUMENS LENS* MOUNT DISTANCE (SCREEN TO LENS)*

P0 SCREENED IN PORCH 102 N/A PORTABLE PROJECTOR (OFE) N/A N/A N/A N/A

P1

VETERANS

MULTIPURPOSE 116

DA-LITE ADVANTAGE DELUXE

ELECTROL 60" X 96" (113" DIAG.)
PARALLAX

STRATOS 1.0 12" DROP EPSON L520U 5200 STANDARD CEILING 13'-5"

CF/CI OF/CI OF/OI Scope Item Notes

X Structured Data Cabling

X Audiovisual Systems
System and cabling provided by Div 274000

Contractor

X Access Control System
System and cabling provided by Div 276400

Contractor

X Surveillance Cameras
By Physical Security Contractor (PSC). Cabling by

SCC.

X
Emergency Communications

Tower/Station

By Physical Security Contractor (PSC). Cabling by

SCC.

X Computers

X Document Cameras

X Network Electronics

X PDUs

X UPS Systems

X Wireless Access Points

X Voice Communications

SYMBOL PURPOSE SIZE MOUNT BACKBOX BOX HEIGHT

D1 DIGITAL SIGNAGE 55" - 75" CHIEF LCM1U FCA5XX
FIELD COORDINATE FINAL HEIGHT. CONTRACTOR IS

RESPONSIBLE FOR MAINTAINING ADA CLEARANCES.

CONTRACTOR SHALL COORDINATE SIZE OF PC

STORAGE BOX WITH OWNER.

D2 MULTIPURPOSE 65" - 75" CHIEF LSTU CHIEF PAC526FCW

~66" AFF. COORDINATE FINAL HEIGHT WITH

ARCHITECT

D3 BREAKROOM/LOUNGE 55" - 65" CHIEF LSTU CHIEF PAC526FCW

~72" AFF. COORDINATE FINAL HEIGHT WITH

ARCHITECT

D4

FREESTANDING KIOSK (VIEWSONIC

EP5520) 55" N/A N/A N/A

D5 SMALL CONFERENCE ROOM 55" - 65" CHIEF LSTU CHIEF PAC526FCW

~66" AFF. COORDINATE FINAL HEIGHT WITH

ARCHITECT

7
DISPLAY SCHEDULE
SCALE: NTS

ALL DISPLAYS SHALL MEET THE FOLLOWING CRITERIA:

1. ALL DISPLAYS SHALL BE OF THE SAME MANUFACTURER (SAMSUNG QMR SERIES) AND MODEL SERIES/CLASS ACROSS THE PROJECT.

2. ALL DISPLAYS SHALL BE COMMERCIAL GRADE.

3. ALL DISPLAYS SHALL BE COMPATIBLE WITH SPECIFIED MOUNTS.

4. ALL DISPLAYS SHALL BE COMPATIBLE WITH SPECIFIED CONNECTIVITY.

RACK ELEVATIONS PROVIDED AS MEANS FOR CONTRACTOR.
CYA RACK ELEVATIONS - REFERENCE SPECIFICATIONS
REFER TO ACTUAL SITE CONDITIONS.
CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL REQUIRED.
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MEP Engineer
Hendrix Consulting Engineers
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TYPICAL GROUNDING FLOW DIAGRAM TELECOM ROOM BONDING DIAGRAM

1
GROUNDING AND BONDING DETAIL
SCALE: NTS

RACK MOUNTED GROUNDING BAR DETAIL

2 SCALE: NS 3 SCALE: NS 4 SCALE: NS

TYPICAL MOUNTING BRACKET
SECURED TO PLYWOOD ON

WALL PER DIVISION 27
SPECIFICATIONS.

TYPICAL BONDING
CONDUCTOR CONNECTORS

SHALL BE UL LISTED
COMPRESSION TWO-HOLE
LUGS. A MINIMUM OF TWO

CRIMPS ON A LONG BARREL
COMPRESSION LUG.

MOUNTING HEIGHT 8'-6" AFF.
COORDINATE IN FIELD.

COPPER UL LISTED TMGB MINIMUM 1/4" H X
4" W X 20" LENGTH (PER DIVISION 27

SPECIFICATIONS) WITH TWO MOUNTING
BRACKETS AND INSULATORS. ACCEPTABLE

MANUFACTURERS: CHATSWORTH,
ERITECH, HARGER, HOMACO & PANDUIT.

UTILIZE BUSBAR MANUFACTURER FOR
COMPRESSION TWO-HOLE LUGS.

TYPICAL LABEL FOR
TELECOMMUNICATIONS MAIN
GROUNDING BUSBARS PER DIVISION
27 SPECIFICATIONS. "EF" IDENTIFIES
THE ENTRANCE FACILITY SPACE,
COORDINATE IDENTIFICATION OF
SPACE WITH OWNER.

1. ELECTRICAL CONTRACTOR RESPONSIBILITY -
TELECOMMUNICATION MAIN GROUNDING BUSBAR
(TMGB), TELECOMMUNICATION GROUNDING BUSBAR(S)
(TGBS), AND THE BONDING CONDUCTORS TO THE
BUILDING GROUNDING ELECTRODE, BUILDING STRUCTURAL
STEEL, AND BONDING OF ALL TGBS TO THE TMGB SHALL BE
FURNISHED AND INSTALLED BY THE ELECTRICAL
CONTRACTOR. ALL GROUNDING OF OF EQUIPMENT, RACKS,
CABINETS, AND DEVICES SHALL BE THE RESPONSIBILITY OF
THE DIVISION 27 TECHNOLOGY CONTRACTOR.

2. REFER TO GROUNDING AND BONDING DIVISION 27
SPECIFICATIONS FOR ADDITIONAL INFORMATION.

3. BONDING CONDUCTORS SHALL BE #3/0 AWG COLOR GREEN
INSULATED COPPER CONDUCTOR OR SIZED PER "BONDING
CONDUCTOR SIZING CHART" (ANSI J-STD-607-B) IN PATHWAY.

4. FASTENING BONDING CONNECTOR TWO -HOLE LUGS TO
ALL BUSBARS SHALL BE CLEANED AND APPLY A COPPER
ANTI-OXIDANT TO THE CONTACT AREA OF BOTH THE
CONNECTOR LUG AND THE BUSBAR.

5. BONDING CONDUCTORS AND BUSBARS SHALL BE LABELED.
WITH IDENTIFICATION IN ACCORDANCE WITH THE
REQUIREMENTS OF ANSI/TIA/EIA-606-B.

6. BONDING CONDUCTORS SHALL BE LABELED WITH

IDENTIFICATION LABEL NOTED BELOW AND SECURED WITH
CABLE TIE TO EACH CONDUCTOR. (ANSI J-STD-607-B)
" IF THIS CONNECTOR OR CABLE IS LOOSE OR MUST BE
REMOVED, PLEASE CALL THE BUILDING
TELECOMMUNICATIONS MANAGER."

7. DIVISION 27 CONTRACTOR SHALL PERFORM CONTINUITY
TESTING MEASUREMENTS OF THE GROUNDING RESISTANCE
TO NOT EXCEED 0.1 OHM BETWEEN:

A. THE TMGB AND THE NEAREST GROUNDING ELECTRODE.
B. THE TGB AND THE NEAREST GROUNDING ELECTRODE.
C. EACH TGB AND THE PATHWAY(S), RACK(S), CABINETS(S)

AND APPLICABLE EQUIPMENT.

TYPICAL MOUNTING
BRACKET SECURED TO

PLYWOOD ON WALL PER
DIVISION 27

SPECIFICATIONS.

TYPICAL BONDING
CONDUCTOR

CONNECTORS SHALL BE UL
LISTED COMPRESSION TWO-

HOLE LUGS. A MINIMUM OF
TWO CRIMPS ON A LONG

BARREL COMPRESSION LUG.

COPPER UL LISTED TGB MINIMUM 1/4" H X
2" W X 12" LENGTH (PER DIVISION 27

SPECIFICATIONS) WITH TWO MOUNTING
BRACKETS AND INSULATORS.

ACCEPTABLE MANUFACTURERS:
CHATSWORTH, ERITECH, HARGER,

HOMACO & PANDUIT. UTILIZE BUSBAR
MANUFACTURER FOR COMPRESSION

TWO-HOLE LUGS.

TYPICAL LABEL FOR
TELECOMMUNICATIONS GROUNDING
BUSBARS PER DIVISION 27
SPECIFICATIONS. "#X" IDENTIFIES
THE  SPACE, COORDINATE
IDENTIFICATION OF SPACE WITH
PLANS AND OWNER.

1. BONDING CONDUCTOR FOR TELECOMMUNICATIONS (BCT) TO BUILDING MAIN
ELECTRICAL GROUND SYSTEM.

2. BCT TO TELECOMMUNICATIONS CABLE RUNWAYS(S), RACK(S), CABINET(S) AND
APPLICABLE EQUIPMENT. DAISY CHAINING OF BCT AT RELAY RACKS IS NOT
ACCEPTABLE. EACH RACK IS TO HAVE A BCT TO A COMPRESSION LUGTAP TO
DEDICATED HOME RUN ACT BACK TO THE TGB. SEE DETAILS.

3. TYPICAL TBB(S) THAT INTERCONNECTS ALL IDF TGB(S) WITH THE TMGB.

4. BONDING CONDUCTOR TO EACH ARMORED FIBER JACKET. IDF SIDE ONLY.

5. TYPICAL OF ALL BONDING CONDUCTORS WITH IDENTIFICATION LABEL NOTED
BELOW AND SECURED WITH CABLE TIE TO EACH CONDUCTOR. (ANSI J-STD-607-B)
"IF THIS CONNECTOR OR CABLE IS LOOSE OR MUST BE REMOVED, PLEASE CALL
THE BUILDING TELECOMMUNICATIONS MANAGER".

6. TYPICAL OF ALL BONDING CONDUCTORS CABLE IDENTIFIER/ LABEL.

TEBC, PATH ALONG
CABLE TRAY

CRIMP CONNECTOR

PATCH PANEL (TYP)

PATCH PANEL (TYP)

UNIT BONDING
CONDUCTOR (TYP)

INDIVIDUAL EQUIPMENT
GROUNDING TERMINAL (TYP)

BUILDING STEEL

EQUIPMENT RACK OR
CABINETS

CABLE TRAY AND
LADDER RACK

LIGHTNING PROTECTOR

ARMORED FIBER
(IDF ONLY)

CONNECTIONS TO
BUS BAR BY

STRUCTURED
CABLING

CONTRACTOR

TMGB/TGB

ELECTRICAL PANEL
SERVING ROOM

TAPTBB

ELECTRICAL
ENTRANCE

MERBCT

BUILDING
ELECTRICAL
ROOM

TR (TYP)

TGB

TMGB

BONDING CONDUCTOR SIZING CHART

LENGTH (FEET)

LESS THAN (<) 13'

14' - 20'

21' - 26'

27' - 33'

34' - 41'

42' - 42'

GREATER THAN (>) 66'

42' - 52'

SIZE (AWG)

# 6

# 4

# 3

# 2

# 1

# 1/0

# 2/0

# 3/0

VERTICAL RACK MOUNTED
GROUNDING BUSBAR

1 2

33

2 2 3 3

GROUNDING & BONDING GENERAL NOTES

EF-TMGB

#X-TGB

GROUNDING & BONDING NOTES

4

5

6

5

6
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115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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AP

SINGLE GANG
MUDRING

4"x4" BACK BOX

CONDUIT
ROUTED TO

NEAREST
ACCESSIBLE

CEILING

(1) 1"c. RADIUS SWEEP
ABOVE CEILING IN
DIRECTION OF CABLE PATH.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
BENDS.

SINGLE GANG
MUDRING

4"x4" BACK BOX

(1) 1"c. RADIUS SWEEP
ABOVE CEILING IN
DIRECTION OF CABLE PATH.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
BENDS.

SINGLE GANG
MUDRING

4"x4" BACK BOX

(1) 1"c. RADIUS SWEEP
ABOVE CEILING IN
DIRECTION OF CABLE PATH.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
BENDS.

SINGLE GANG
MUDRING

4"x4" BACK BOX

(1) 1"c. RADIUS SWEEP
ABOVE CEILING IN
DIRECTION OF CABLE PATH.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
BENDS.

TILE BRIDGE TILE BRIDGE

CONDUIT
ROUTED TO

NEAREST
ACCESSIBLE

CEILING

CONDUIT
ROUTED TO

NEAREST
ACCESSIBLE

CEILING

CONDUIT
ROUTED TO

NEAREST
ACCESSIBLE

CEILING

TILE BRIDGE
SUPPORT

NOTE:

CONDUIT AND BACKBOX

PROVIDED

BY ELECTRICAL

CONTRACTOR

HEIGHT BY
ARCHITECT

FACE PLATE
FLUSH W/
CEILING

NYLON
BUSHING
ON END OF
CONDUIT.
DATA

1-1/4" DIA. CONDUIT
RADIUS SWEEP ABOVE
CEILING ROUTED TO
ACCESSIBLE CEILING.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
SWEEPS.

SINGLE
GANG
MUDRING

4"x4" BACK
BOX

NYLON
BUSHING
ON END OF
CONDUIT.
DATA

1-1/4" DIA. CONDUIT
RADIUS SWEEP ABOVE
CEILING ROUTED TO
ACCESSIBLE CEILING.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
SWEEPS.

NYLON
BUSHING
ON END OF
CONDUIT.
DATA

1-1/4" DIA. CONDUIT
RADIUS SWEEP ABOVE
CEILING ROUTED TO
ACCESSIBLE CEILING.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
SWEEPS.

DUAL GANG
backbox WITH
SINGLE GANG BOX
MUDRING

SINGLE
GANG
MUDING

SINGLE GANG
BACK BOX,
2.5"x4"x2.5"

SINGLE
GANG
MUDING

SINGLE GANG
BACK BOX,
2.5"x4"x2.5"

TILE BRIDGE
SUPPORT

DUAL GANG
backbox WITH
SINGLE GANG BOX
MUDRING

FINISHED CEILING FINISHED CEILING FINISHED
CEILING

FINISHED CEILING

DATA,
TYP.

BLANK, TYP.

FINISHED
CEILING

NOTE:

CONDUIT AND BACKBOX

PROVIDED

BY ELECTRICAL

CONTRACTOR

DATA DATA

DATA DATA

4-11/16 x
4-11/16 x 3-1/4"
DEEP BACK
BOX

DOUBLE
GANG
MUDRING

DATA

DATA

DATA

BLANK

DATA

DATA

DATA

BLANK ANY
UNUSED PORTS

BLANK

BLANK

NYLON
BUSHING
ON END OF
CONDUIT.
DATA

1-1/4" DIA. CONDUIT
RADIUS SWEEP ABOVE
CEILING ROUTED TO
ACCESSIBLE CEILING.
NO CONDUIT SHALL HAVE
MORE THAN TWO 90°
SWEEPS.

FINISHED CEILING

REFER TO
SECURITY
DETAILS

CORRIDOR SIDEROOM SIDE

NOTES:

RF DISTRIBUTION SHOULD ROUTE

ALONG PERIMETER WALLS. DO

NOT

INSTALL IN CABLE TRAY.

BASKET TRAY PROVIDED AND

INSTALLED BY ELECTRICAL

CONTRACTOR IN ALL AREAS

EXCEPT IDFS AND MDF SPACES

DATA
CABLING

FIBER
OPTIC
CABLING

1. FACE PLATE DETAIL FOR OUTLET CONFIGURATION PURPOSES ONLY.

CONTRACTOR TO SELECT TYPE OF FACE PLATE TO  MATCH CONNECTIVITY

HARDWARE, FLOOR BOX AND/OR MODULAR FURNITURE
OPENING.

GENERAL NOTE:

CEILING MOUNTED
WIRELESS ACCESS POINT DETAIL

WALL MOUNTED WIRELESS
ACCESS POINT DETAIL

CEILING MOUNTED SECURITY
CAMERA DETAIL

WALL MOUNTED SECURITY
CAMERA DETAIL

DATA PLATE
ROUGH IN DETAIL

DATA PLATE
ROUGH IN DETAIL

BOTTOM OF
CEILING TRUSS

HARD CEILING
CAMERA

 ROUGH IN DETAIL

HARD CEILING
 WAP

 ROUGH IN DETAIL

HARD CEILING
CAMERA

 ROUGH IN DETAIL

HARD CEILING
 WAP

 ROUGH IN DETAIL

BOTTOM OF
CEILING TRUSS

ACCESSIBLE
CEILING

ACCESSIBLE
CEILING

1 42 3 5 6

 WALL WIRELESS ACCESS
POINT PLATE

CEILING WIRELESS ACCESS
POINT PLATE

DATA
WALL PLATE

DATA
WALL PLATE

SLEEVE WITH NYLON
BUSHING PROVIDED BY E.C.

CEILING

2"∅ CONDUIT SLEEVE
OVER DOOR AND
ABOVE CEILING

CORRIDOR WALL

SEALANT AROUND
PENETRATION BY E.C.
(TYP)

SEALANT INSIDE ALL SLEEVES BY
CABLIING CONTRACTOR
REGARDLESS OF IF CABLING IS
INSTALLED AT LOCATION

COORDINATE HEIGHT OF
SLEEVE TO ALIGN WITH
CABLE TRAY ELEVATION

 AP C C

2
CABLE TRAY LAYOUT
SCALE:  NTS 3

TYPICAL CABLING SLEEVE
SCALE:  NTS 4

HARD CEILING DETAILS FOR CAMERAS AND WAPS
SCALE: NTS

1
DATA ROUGH-IN DETAILS
SCALE: NS

18" AFF UNO

HEIGHT BY
ARCHITECT

1 2

43

18" AFF UNO
Not for regulatory

approval,
permitting and/or

construction

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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FIBER BACKBONE LABELING SCHEME

COPPER BACKBONE LABELING SCHEMEHORIZONTAL DATA CABLE LABELING SCHEME

A

B

B6 B7

B5B4

IDF C126

MDFA150-IDFC126-PR 1-25

MDFA150-IDFC126-PR 26-50

MDF A150-IDFC126-PR 1-50 MDF A150-IDFC126-PR 1-50

NOTE: 1) CABLE SHALL HAVE IDENTICAL LABEL AT BOTH ENDS

2) EACH PATCH PANEL SHALL BE UNIQUELY LABELED ALPHABETICALLY IN EACH MDF OR IDF NOTE: 1) CABLE AND 110 BLOCK SHALL HAVE IDENTICAL LABEL AT BOTH ENDS

MDF A150-IDFC126-50MM 1-24/SM 1-12 MDF A150-IDFC126-50MM 1-24/SM 1-12

ID
F

C
1

26
-S

M
 1

-1
2

ID
F

C
12

6-
5

0M
M

 1
-1

2

ID
F

C
12

6-
5

0M
M

 1
3

-2
4

MDFA150-50MM 13-24

MDFA150-50MM 1-12 MDFA150-50MM 1-12

NOTE: 1) CABLE AND INNERDUCT SHALL HAVE IDENTICAL LABEL AT BOTH ENDS

B4 B5 B6 B7

IDF C126

PORT NUMBER

PORT NUMBER

PANEL NUMBER HORIZONTAL PATCH PANEL

CABLE ORIGIN

PATCH PANEL & PORT NUMBER

WALL MOUNT 110 BLOCK

LABEL STRIP

LABEL HOLDER

CABLE ORIGIN

CABLE DESTINATION PAIR COUNT BETWEEN
ORIGIN AND DESTINATION

CABLE ORIGIN

CABLE

PAIR COUNT BETWEEN
ORIGIN AND DESTINATION

COPPER BACKBONE CABLE COPPER BACKBONE CABLE

INNER DUCT INNER DUCT

CABLE ORIGIN
CABLE DESTINATION

FIBER TYPE
STRAND COUNT

FIBER TYPE
STRAND COUNT

BACKBONE FIBER OPTIC
CABLE

BACKBONE FIBER OPTIC
CABLE

CABLE ORIGIN
CABLE

FIBER TYPE
STRAND COUNT

FIBER TYPE
STRAND COUNT

FIBER TERMINATION HOUSING MDF

COUPLER PANEL

FRONT COVER
LABEL CARD

FIBER TERMINATION HOUSING MDF

COUPLER PANEL

FRONT COVER

LABEL CARD

PATCH PANEL AND PORT NUMBER

CABLE ORIGIN
MODULAR JACK

DESTINATION

DESTINATION

12"12"

5' 5' 5' 5'

I-JOIST

DROPPED CEILINGDROPPED CEILING
DROPPED CEILING

CONCRETE FLOOR

DATA OUTLET

ANCHORED TO
BUILDING STRUCTURE

DATA OUTLET

BAR JOISTCONDUIT TO NEAREST
CABLE TRAY

DATA OUTLET

CLIP

CONDUIT TO NEAREST
CABLE TRAY

CONDUIT TO NEAREST
CABLE TRAYCLIP

CONDUIT SLEEVE
THROUGH WALL, REFER
TO FLOOR PLAN FOR SIZE
(TYPICAL)

J-HOOKS OR CABLE
TRAY, REFER TO

FLOOR PLAN FOR SIZE

UNISTRUCT

SUPPORT ROD

DATA OUTLET

1" CONDUIT

J-HOOKS

SUSPENDED CEILING

CAT 6 OR 6A CABLES

FINISHED FLOOR

CONCRETE FLOOR

BUILDING STEEL

OFFICE/CLASSROOM CORRIDOR OFFICE/CLASSROOM

SLEEVE WITH NYLON
BUSHING PROVIDED
BY E.C.

CONCRETE FLOOR SLEEVE WITH NYLON
BUSHING PROVIDED
BY E.C.

CONCRETE FLOOR SLEEVE WITH NYLON
BUSHING PROVIDED
BY E.C.

5
LABELING & CABLING SCHEMES
SCALE: NTS

2
DROPPED CEILING MOUNTING DETAIL
SCALE: NS 3

I-JOIST MOUNTING DETAIL
SCALE: NS 4

BAR JOIST MOUNTING DETAIL
SCALE: NS1

TYPICAL CLASSROOM HORIZONTAL CONNECTIVITY SECTION
SCALE:  NTS Not for regulatory

approval,
permitting and/or

construction

Civil Engineer
Gil Engineering Associates

900 E. Main Street
Round Rock, TX  78684

Ph (512)-835-4203
Fax (512) 835-4407

Structural Engineer
LOC Consultants

1000 E Cesar Chavez St, Ste  100
Austin, TX 78702

Ph (512) 499-0908
Fax (512) 499-0907

MEP Engineer
Hendrix Consulting Engineers

115 E Main St
Round Rock, TX 78664

Ph (512) 218-0060
Fax (512) 218-0077
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