AHERA Surveillance Summary
Falls City Schooi District

Date: {':/’cfw(o 7_{ 202/ Inspector’s Name: \:7;)—/47 ' Glilber7

Signature: % & QZ%Z

School Building: High Schoal

. . \ Previous Current Removal . Hazard
Location Material Quantity Condition Condition Date Friability Rank Comments
B Eloor Ti d Good %< Goed
Room 1 rown Hoor 1 an B840 SF |2 Damaged |[[J Damaged Non-Friable 7 Under non-asbestos sheet flooring
Biack Mastic Mos .
Sig.Dam. |3 Sig. Dam.
. ¥ Geod M Good
Room 4 Brown Flogr Tite and 800 SF [ Damages |[J Damaged Non-Friable 7 Under non-asbestos sheet flooring
Biack Mastic ) S
[0 sig.cam. [ Sig. Dam,
. M Good I{ Good
Room 5 Brown Fioqr Tile and 320 SF | [0 Damaged |[] Damaged Non-Friable 7 Under carpet
Black Mastic N o
1 sig.Dam. | Sig. Dam.
. ¥ Good £& Good
Room 6 Brown Floo_r Tile and 8OO SF [0 Damaged |[1 Damaged MNon-Friable 7 Under non-ashestos sheet flooring
Black Mastic . .
[0 sSig.Dam. |1 Sig. Dam,
. ¥ Good S Good
Main Entrance Brown Floqr Tile and 720 8F [} Damaged [{] Damaged Non-Friable 7 Linder new floor tile and glue
Black Mastic . )
0 Sig.Dam. {1 Sig. Dam.
Brown or Green Floor ¥ Goud Good
Room 20 . . 72058F {1 Damaged |[3J Damaged Non-Friable 7 Under new floor tile and glue
Tile and Mastic Y e )
(1 Sig.Dam, [I[J Sig. Dam.
. ¥ Good ,&( Good
Room 21 B.rown or Gregn Floor 800 SF | [0 Damage¢ [[J Damaged Non-Friabie 7 Under new floor tite and glue
Tile and Mastic ) )
[ sig.Dam, |{J Sig. Dam.
- M Good M Good
Room 22 B.fown or Gregn Floor 7205F |0 Damaged |1 Damaged Non-Friabie 7 Under new floor tite and glue
Tile and Mastic ) i
[0 sig.Dam. [ Sig. Dam.
] Good LS Good
Room 23 ?rown or Gregn Floor 480 SF |[] Damaged | Damaged Non-Friable 7 Under new floor tile and glue
ile and Mastic . .
[ sig.Dam. |1 Sig. Dam.
M Good B Good
B -
Room 24 Trown or Gregn Floor 440 SF |} pamaged ({1 Damaged Non-Friable 7 Under new ficor tile and glue
ife and Mastic ) )
7 sig.Dam. 103 Sig. Dam.
¥ Good ){ Good
Room 25 ?rown or Greg—*n Fleor 80 SF [ Damaged |[J Damaged Nan-Friable 7 Under carpet
ile and Mastic ) .
(3 sig.Bam. |3 Sig. Dam.
i1 Good .b-_( Good
Brown or Green Floor - . .
Room 26 Tile and Nlastic; 6880 SF |0 Damaged |[] Damaged Non-Friable 7 Under new floor tile and glue
il Sig.Dam. |LJ Sig. Dam.
188166
TRC Environmental Corp. Project #:




AHERA Surveillance Summary
Falls City School District

Date: \7&4@ ‘/,, 2021

inspector's Name: T/Eéﬂ Lt T bed7

School Buitding: Gym

. . . Previous Current Removal R Hazard
l.ocation Material Quantity Condition Condition Date Friability Rank Comments
¥ Good 3 Good
Women's Restroom ;ﬁgjiﬁj;?;:;bble 160 SF [f) Damaged | Damaged Friable 7
[} sig.Dam. |[J Sig. Dam.
¥ Good I Good
Men's Restroom g:zestcl};:g;zi:ebble 120 SF |[0) Damaged |l Damaged Friable 7
9 {1 Sig Dam. [ Sig. Dam
¥ Good 3 Good
Concessions ;il;estc::tfls;?isgebb!e 100 SF [ Damaged |{{J Damaged Friable 7
(] Sig. pam. |7} Sig. Dam,
Il Good B Good
Closet gig;%ﬁ;ﬁ:;bble 80 SF |1 Damaged |0 Damaged Friabie 7
[} Sig. Dam. [L1 Sig. Dam,
Assumed Black Cove ¥ Good I Good
Wormen's Restroom  |Base and Brown 30LF {1 bamaged |} Damaged Non-Friable 7
Mastic [ Sig Dan |11 Sig. Darn.
Assumed Black Cove ¥ Good A Good
Men's Restroom Base and Brown 28 LF [l Damaged |[{3 Damaged Non-Friable 7
Mastic L3 sig. Dam. | Sig Dam.
Assumed Black Cove ¥l Good Ad” Good
Concessions Base and Brown 28 LF | Damaged ([ Damaged Non-Friable 7
Mastic {7 sig.pam. |0 Sig. Dam.
Assumed Black Cove 1 Good X3 Good
Closet Base and Brown 20LF |[J Damaged 0} Damaged Non-Friable 7
Mastic (1 sig. Dam. [ Sig. Dam.
¥l Good J\x/ Good
Throughout ’:ﬂsai;fged Camet |y 600 SF |17 Damaged | [ Damaged Non-Friable 7 Flooring and Walt Covering
(1 Sig.Dam. |[[J Sig. Dam,
[0 Good ] Good
{71 Damaged |{J Damaged
(2] Sig. Dam {3 Sig, Dam.
L1 Gooc {1 Good
I2J Damaged [{1 Damaged
(1 sig.am. [0 Sig. Dam.
L Good L1 Good
[} Damaged | Damaged
L1 Sig. Dam. |11 Sig. Bam.
188166
TRC Environmental Corp. Project #:




School Building: Elementary School

Falls City School District #57

Date: ’\7;,-11&_ L/, 202/

Inspector's Name: \7;&(/1 . 6:’/&6/7-_

Signature:_ G 2 BT

. . . Previous Current Removal I Hazard
Location Material Quantity Condition Condition Date Friahiiity Rank Comments
9" x 2" Brown Floor o Good A Good
Room 101 Tile & Black Masti 640 SF ] Damaged |{] Damaged Non-Friable 7 Damaged repaired, threshold
e ack Maslic (1 Sig.Dam. {{J Sig. Dam. installed August 15, 2012.
9" x 8" Brown Floor Good AL Good
Room 102 Tile & Black Masti 600 SF |0 Damaged {0 Damaged Non-Friable 7 Darnaged repaired, threshold
e & Black Maslic [ Sig.0am. |CI Sig. Dam. instalied August 15, 2012.
" " Iz] Good M GOOd
Room 103 9" x 9" Brown Floor | w6 op 1 pamaged [0 Damaged Non-Friable 7 |under carpet
Tile & Black Mastic O si .
Sig. Dam. |0 Sig. Dam.
" " IZ Good g Good
Principal _Qt__lszE;rO\E:frrlnFlotgr 805F | Damaged {[J] Damaged Non-Friable 7 Under carpet
e ack Wastic [] sig.osm. {1 Sig. Dam.
" " m GOOd ’g’ GOOd
Main Office 9" x 9" Brown Floor | 456 or | pamaged {01 Damaged Non-Friable 7 |Under carpet
Tile & Bilack Mastic ) )
O Sig.Dam. {1 Sig. Dam.
" ¥l Gocd K Good
Health Room ' x 9" Brown Floor | 446 gr |1 pamaged |0 Damaged Non-Friable 7 |Under carpet
Tile & Black Mastic ) .
O sSig.Dam. {0 Sig. Dam.
[ Good %] Goad
Room 108 Siss‘:med Carpet B00 SF |0 Damaged |({I] Damaged Non-Friable 7
astic [0 sig.Dam. |3 Sig. Dam.
M Good 5 Good
Room 109 ':nss‘:.med Carpet 800 SF |O Damaged |0 Damaged Non-Friable 7
astic O sig.Dam. | Sig. Dam,
v Good » Good
Room 110 assi'fned Carpet 640 SF |[1 Damaged |0 Damaged Non-Friable 7
astic ] Sig.pam. |0 Sig. Dam.
¥l Good M Good
Throughout Assumed Carpet 5 500 oF |0 Damaged | Damaged Non-Friable 7 |Wall Wainscoting and Flooring
Mastic O si )
Sig. Dam. | [ Sig. Dam.

TRC Environmental Corp.

188166

Project #:



