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Public Act 099-0922 

Public Act 099-0922, was passed into law in January 2017. The Act requires the Local Education 
Agency (LEA) to test for lead in all water sources used for cooking and drinking in schools built on or 
before January 1, 2000, where more than 10 pre-kindergarten through 5th grade children are present. 
The timeframe for compliance is December 31, 2017, for buildings constructed prior to January 1, 
1987; and December 31, 2018, for those built between January 2, 1987 and January 1, 2000.  Water 
samples are required to be analyzed by a method approved by the Illinois Environmental Protection 
Agency (IEPA) that provides a minimum reporting limit of 2 parts per billion (ppb). Notifications are 
required. Mitigation may be required based on test results. A Water Quality Management Plan 
(WQMP) is required. 

 

Scope of Service  

On October 3, 2017, Ideal Environmental Engineering (IDEAL) performed water sampling at 
Somonauk Sr. High School in Somonauk, IL at the request of the LEA. The water source locations 
were provided to IDEAL by the LEA. 

 

Purpose of Sampling 

Based on our understanding, Somonauk Sr. High School is not a pre-K through 5th grade facility, and 
pre-K through 5th grade students do not regularly use the facility. The water was tested to identify 
possible lead contamination using Public Act 099-0922 as guidelines. 

 

Sampling Methodology  

Prior to sampling, in order to verify that the required 8-18 hour water stagnation period had been met, 
school personnel provided IDEAL’s water collector with the date and time the plumbing system had 
last been used. The date and time provided are recorded on the chain of custody (COC).  

For each water source identified by the LEA, a first-draw 250 milliliter (mL) sample of cold water was 
collected in a bottle provided by an IEPA-approved laboratory. A first-draw sample is the first amount 
of water collected from a source. After the first draw was collected, the source was flushed for 30 
seconds, followed by the collection of a second-draw 250 mL sample of water. This second sample is 
called a flush sample. If multiple faucets use the same drain, only one second-draw (flush) sample 
may have been collected.  

Each bottle was placed in a position that allowed for the collection of all of the water. Care was taken 
to prevent overflow. Each bottle was labeled with a unique identifier (sample ID). The sample ID was 
recorded on the COC, which lists the location of the sample, source of the sample, and the date and 
time the sample was collected.  

The water bottles were delivered—with the COC to show the relinquishment and receipt of the 

samples—to an IEPA-accredited laboratory for analysis. The laboratory’s accreditation was reviewed 

by IDEAL to ensure that it was current for an IEPA-approved method of analysis for lead in drinking 

water.   
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Summary of Sampling 

6 water samples were collected from 3 sources. All results are shown in Table 1.1. 

Table 1.1 

Sample ID  Sample Location Description Fixture Type Sample Type Concentration  

HS-1 Gym Hallway DF - Drinking Fountain First Draw ND 

HF-1 Gym Hallway DF - Drinking Fountain Flush 8.91 ppb 

HS-2 Gym - North Wall DF - Drinking Fountain First Draw 2.55 ppb 

HF-2 Gym - North Wall DF - Drinking Fountain Flush 2.70 ppb 

HS-3 Boys' Locker Room DF - Drinking Fountain First Draw ND 

HF-3 Boys' Locker Room DF - Drinking Fountain Flush 3.43 ppb 

ND = None Detected 
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Notification Requirements: 
The Illinois Department of Public Health (IDPH) must be informed of the results. The LEA 
is also required to provide notification of all water testing results to parents and legal 
guardians of all enrolled students. Notification can be done, at a minimum, on the 
school’s website. In addition, when any test result exceeds 5 ppb, individual written or 
electronic notification is required to be sent to parents and legal guardians of all enrolled 
students and must include the location and source exceeding 5 ppb, and the USEPA 
website for information about lead in drinking water: www.epa.gov/ground-water-and-
drinking-water/basic-information-about-lead-drinking-water 

 

Notifications 

This building was sampled using the Act as guidelines. IDEAL recommends following parental 
notification requirements as outlined below, even though notification is optional: 
 
 

 

 

 

 

 

Based on sample results, the following are notification options for this building: 

• Submit to IDPH at dph.leadh2O@illinois.gov all sample results as shown in Table 1.1. (Since 

the building is not subject to the Act, IDEAL did not submit results to IDPH.)  

 

• Provide to parents and legal guardians all sample results as shown in Table 1.1. This can be 

done, at a minimum, on the school’s website. 

 

• The sample results as identified below in Table 1.2 exceed 5 ppb. Provide individual written 
or electronic notification to parents and legal guardians of all enrolled students the sample 
results in Table 1.2. Include in the notification the location and source exceeding 5 ppb, and 
the USEPA website for information about lead in drinking water: www.epa.gov/ground-water-
and-drinking-water/basic-information-about-lead-drinking-water.  
 

Refer to Appendix B for a sample notification letter for results exceeding 5 ppb. 
 

Table 1.2 – Results over 5 ppb  

Sample ID  Sample Location Description Fixture Type Sample Type Concentration  

HF-1 Gym Hallway DF - Drinking Fountain Flush 8.91 ppb 
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Mitigation Requirements: 

IDPH requires mitigation when lead is found in a sample above the detection limit. They 

recommend the sampling source be removed from service immediately upon learning 

that it has tested positive for lead. Re-testing is required after mitigation unless the 

sampling source is taken out of service. Mitigation is to continue until subsequent testing 

indicates no lead is present. 

Mitigation  

This building was sampled using the Act as guidelines. IDEAL recommends following the mitigation 
requirements, even though mitigation is optional. 

 

 

 

  

 

Based on sample results, the following are mitigation options for this building: 

• Samples shown in Table 1.3 were found to contain lead at or above the 2 ppb detection limit. 
Mitigate all sources identified in Table 1.3, and retest after mitigation is complete. 

Refer to IDPH’s website for mitigation strategies: 
www.dph.illinois.gov/sites/default/files/publications/school-lead-mitigation-strategies-050917.pdf  

 
Table 1.3 – Results over 2 ppb 

Sample ID  Sample Location Description Fixture Type Sample Type Concentration  

HF-1 Gym Hallway DF - Drinking Fountain Flush 8.91 ppb 

HS-2 Gym - North Wall DF - Drinking Fountain First Draw 2.55 ppb 

HF-2 Gym - North Wall DF - Drinking Fountain Flush 2.70 ppb 

HF-3 Boys' Locker Room DF - Drinking Fountain Flush 3.43 ppb 
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Water Quality Management Plan 

For all schools subject to the Act, regardless of lead results, a Water Quality Management Plan 
(WQMP) must be developed and maintained. 

Refer to IDPH’s website for steps to an effective WQMP: 
www.dph.illinois.gov/sites/default/files/publications/school-lead-mitigation-strategies-050917.pdf 

 

General Comments 

Refer to Appendix C for the complete analysis report, including chain of custody and laboratory 

accreditation. 

This report is based strictly on Illinois Public Act 099-0922. You may also wish to refer to the EPA’s 3 

T’s for Reducing Lead in Drinking Water for additional guidance. 

The scope of work presented in this report was based on an understanding between IDEAL and the 

client, whether the understanding was from verbal conversation or written document(s). The scope of 

work and report shall be deemed accepted by the client unless the client advises to the contrary in 

writing within 10 days of the receipt of this report.   

Please call our office at (800)535-0964 or (309)828-4259 if you have any questions, or if we can be of 

further assistance with your mitigation, water retesting, the WQMP, or with other environmental 

services such as asbestos, indoor air quality or bleacher inspections. 

Thank you for giving us the opportunity to provide this service to you. We sincerely appreciate the 

trust and confidence you have in our services. 
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APPENDIX B 

 

 

<DATE> 

Re: Somonauk Sr. High School – Lead in Drinking Water Notification 

Illinois Public Act 99-922 requires all pre-K through 5th grade schools built before January 1, 2000, to 

test the level of lead in the water from every outlet that could be used for drinking or food preparation. 

All sampling results must be submitted to the Illinois Department of Public Health and provided to 

parents and legal guardians of enrolled students. In addition, if lead is found at levels above 5 parts 

per billion (ppb), the school district must individually notify parents in writing or electronically.  

On October 3, 2017, Ideal Environmental Engineering (IDEAL) performed water sampling at 
Somonauk Sr. High School in Somonauk, IL. 
  
This building is not a pre-K through 5th grade facility, and pre-K through 5th grade students do not 
regularly use the building. The water was tested to identify possible lead contamination using Public 
Act 099-0922 as guidelines. 
 
Please go to our website <insert link> to view all the sample results. 
 
The following is notification for sample results found to contain lead levels exceeding 5 ppb. 
 

Sample Location Description Fixture Type Concentration  

Gym Hallway DF - Drinking Fountain 8.91 ppb 

 

For information about lead in drinking water, visit the USEPA website at: www.epa.gov/ground-water-

and-drinking-water/basic-information-about-lead-drinking-water. 

IDPH requires mitigation for any sample results found above the laboratory detection limit for all 

schools subject to the Act. IDPH set a minimum detection limit of 2 ppb. Please note this mitigation 

requirement set by the state is significantly more stringent than the 20 ppb action level recommended 

by the US EPA for school outlets. 

Please be assured that we will continue to take all action necessary to protect student health. 

Mitigation and water management are in progress. Water outlets are being shut off, and we have 

already begun to take appropriate remedial action for any levels above the laboratory reporting limit.  

The risk to an individual child from exposure to lead in drinking water depends on many factors, 

including the amount of lead in the water, the frequency, duration, and dose of the exposure(s), and 

individual susceptibility factors (e.g., age, weight, previous exposure history, nutrition, and health). In 

addition, the degree of harm depends on one’s total exposure to lead from all sources in the 

environment - air, soil, dust, food and water. Parents/guardians who are concerned that their child is 

displaying symptoms consistent with elevated levels of lead should contact their healthcare provider. 

If you have any questions, please contact <school personnel name & phone number>. 

Sincerely, 

 

<School Personnel> 

Sample Notification Letter 

http://www.epa.gov/ground-water-and-drinking-water/basic-information-about-lead-drinking-water
http://www.epa.gov/ground-water-and-drinking-water/basic-information-about-lead-drinking-water
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