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Dear Westwood Regional School District Community, 
 
Our school system is committed to protecting student, teacher, and staff health. Proactively, in the Spring of 2016 the                   
Westwood Regional School District tested our schools’ drinking water for elevated levels of lead prior to the release of the                    
State regulations. Multiple samples were taken and measures were put in place to remediate where necessary including,                 
but not limited to, installing filtered water fountains in all schools and replacing/removing old fixtures to ensure that                  
alternate drinking water has been made available to all students and staff members. Recently, the district retested our                  
schools’ drinking water to ensure compliance with the new NJ Department of Education regulations. 
 
In accordance with the regulations, Westwood Regional School District will implement immediate remedial measures for               
any drinking water outlet with a result greater than the action level of 15 µg/l (parts per billion [ppb]). This includes turning                      
off the outlet unless it is determined the location must remain on for non-drinking purposes. In these cases, a “DO NOT                     
DRINK – SAFE FOR HANDWASHING ONLY” or similarly reading sign will be posted. 
 
Results of our First Round Testing  
Following instructions given in technical guidance developed by the New Jersey Department of Environmental Protection,               
we completed a plumbing profile for each of the buildings within Westwood Regional School District. Through this effort,                  
we identified and tested all drinking water and food preparation outlets. Of the 126 samples taken, all but 15 tested                    
below the lead action level established by the US Environmental Protection Agency for lead in drinking water (15 µg/l                   
[ppb]).  
 
The table below identifies the drinking water outlets that tested above the 15 µg/l for lead, the actual lead level, and what                      
temporary remedial action Westwood Regional School District has taken to reduce the levels of lead at these locations. 

Site/School Sample ID# & Location First Draw Result in 
µg/l (ppb) 

Remedial Action 

Berkeley Elementary  *11 WBEES-1FL-DW-Hall o/s RM23 19.5 

Water 
outlets/sources 

taken out of service 
or NON-POTABLE 
notices posted until 

remediation or 
removal 

 

Berkeley Elementary  *14 WBEES-1FL-DW-Hall o/s Rm10 20.4 
Brookside Elementary *4 WBSES-1FL-FP-Kitchen 1 3490 
Brookside Elementary *10 WBSES-1FL-NS-Nurse 16.5 
Brookside Elementary *11 WBSES-1FL-S-Lib Office 50 

Jessie F. George 
Elementary 

*6 WJEGES-1Fl-FP-Kitchen-1 20.8 

Jessie F. George 
Elementary 

*6 WJEGES-1Fl-FP-Kitchen-2 34.3 

Washington Elementary *8 WWES-1FL-FP-Kitchen 1 20.2 
Washington Elementary *10 WWES-1FL-FP-Kitchen 3 35.5 

Middle School *5 WMS-1FL-FP-Café 1 33.4 
Jr./Sr. High School *4 WJ/SHS-1FL-S-Guidance Sink 26.2 
Jr./Sr. High School *6 WJ/SHS-1FL-NS-Nurse Sink Left 22.6 
Jr./Sr. High School *10 WJ/SHS-1FL-S-Between 100 & 102 25.4 
Jr./Sr. High School *11 WJ/SHS-1FL-S-Between 103 & 105 38.7 
Jr./Sr. High School *12 WJ/SHS-1FL-S-Between 104 & 106 23.5 
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Results of our Second Round Flush Testing  
Following instructions given in technical guidance developed by the New Jersey Department of Environmental Protection,               
we identified and re-tested all drinking water and food preparation outlets that were above the action level as noted in the                     
table above. Of the 15 samples taken, all but 3 tested below the lead action level established by the US Environmental                     
Protection Agency for lead in drinking water (15 µg/l [ppb]).  
 
The table below identifies the drinking water outlets that when re-tested were still above the 15 µg/l for lead, the actual                     
lead level, and what temporary remedial action Westwood Regional School District has taken to reduce the levels of lead                   
at these locations. 
 

Site/School Sample ID# & Location 

First 
Draw 

Result in 
µg/l (ppb) 

Flush 
Draw 

Result in 
µg/l (ppb) 

Remedial Action 

Brookside Elementary  *1 WBSES-1FL-FP-Kitchen 1 3490 458 Water outlets/sources 
taken out of service or 

NON-POTABLE 
notices posted until 

remediation or 
removal 

Jessie F. George Elementary  *2 WJEGES-1Fl-FP-Kitchen-2 34.3 16 

Jr./Sr. High School *1 WJ/SHS-1FL-S-Guidance Sink  26.2 23.8 

 
Health Effects of Lead 
High levels of lead in drinking water can cause health problems. Lead is most dangerous for pregnant women, infants,                   
and children under 6 years of age. It can cause damage to the brain and kidneys, and can interfere with the production of                       
red blood cells that carry oxygen to all parts of your body. Exposure to high levels of lead during pregnancy contributes to                      
low birth weight and developmental delays in infants. In young children, lead exposure can lower IQ levels, affect hearing,                   
reduce attention span, and hurt school performance. At very high levels, lead can even cause brain damage. Adults with                   
kidney problems and high blood pressure can be affected by low levels of lead more than healthy adults. If you are                     
concerned about lead exposure at this facility or in your home, you may wish to consult your healthcare provider. 
 
For More Information 
A copy of the complete testing results is available in our central office for inspection by the public, including students,                    
teachers, other school personnel, and parents, and can be viewed between the hours of 8:30 a.m. and 4:00 p.m. and are                     
also available on our website at www.wwrsd.org under the Find it Fast menu. For more information about water quality in                    
our schools, contact John Baumann (john.baumann@wwrsd.org) in the Buildings & Grounds Office.  
 
For more information on reducing lead exposure around your home and the health effects of lead, visit EPA’s Web site at                     
www.epa.gov/lead, call the National Lead Information Center at 800-424-LEAD, or contact your health care provider. 
 
Sincerely,  

 
Raymond A. Gonzalez, Ed.D 
Superintendent of Schools 
Westwood Regional School District 
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