Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Client Sample ID:  GFB Outside Room 17 hose bib Date Sampled:  09/27/2016 0634
Lab Sample ID: 420-111137-59 Date Received:  09/30/2016 1048
Client Matrix: Drinking Water

Analyte Result/Qualifier Unit RL RL Dilution
Method:  200.8 Rev.5.4 Date Analyzed: 10/28/2016 1620

Prep Method: 200 Date Prepared: 10/28/2016 1200

Pb 1190 g ug/L 1.00 1.00 1.0
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Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Shop Behind (017) Right Sink
Lab Sample ID: 420-11113715

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0537
Date Received: 09/30/2016 1048
Client Matrix: Drinking Water

Analyte Result/Qualifier Unit RL RL Dilution
Method:  200.8 Rev.5.4 Date Analyzed: 10/28/2016 1532
Prep Method: 200 Date Prepared: 10/28/2016 1030
Pb 512 ug/L 32.0 320 32
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Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Handwash Sink in Dishwashing Room

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0529

Lab Sample ID: 420-111137-8 Date Received:  09/30/2016 1048

Client Matrix: Drinking Water
Analyte Result/Qualifier Unit RL RL Dilution
Method:  200.8 Rev.5.4 Date Analyzed: 10/28/2016 1527

Prep Method: 200
Pb 27.0 g
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Date Prepared: 10/28/2016 1030
ug/L 1.00 1.00 1.0

11/07/2016



Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Science 213 sink by teacher's desk
Lab Sample ID: 420-111137-30

Analyte Resul/Qualifier

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0554
Date Received:  09/30/2016 1048
Client Matrix: Drinking Water

Unit RL RL Dilution

Method:  200.8 Rev.5.4
Prep Method: 200

Pb 22.1 g
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Date Analyzed: 10/28/2016 1550
Date Prepared: 10/28/2016 1100
ug/L 1.00 1.00 1.0

11/07/2016



Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Science 213 Back storage Room Sink

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0556

Lab Sample ID: 420-111137-31 Date Received:  09/30/2016 1048

Client Matrix: Drinking Water
Analyte ResulvQualifier Unit RL RL Dilution
Method:  200.8 Rev.5.4 Date Analyzed: 11/01/2016 1320

Prep Method: 200
Pb 1390 g
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Date Prepared: 10/31/2016 1000
ug/L 1.00 1.00 1.0

11/07/2016



Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Science 214 Sink by teacher's Desk
Lab Sample ID: 420-111137-37

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0602
Date Received:  08/30/2016 1048

Client Matrix: Drinking Water
Analyte Result/Qualifier Unit RL RL Dilution
Method:  200.8 Rev.5.4 Date Analyzed: 10/28/2016 1556

Prep Method: 200

Pb 48.6 g
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Date Prepared: 10/28/2016 1100
ug/L 1.00 1.00 1.0

11/07/2016



Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Science chemical Storage Sink 215
Lab Sample ID: 420-111137-38

Analyte Result/Qualifier

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0604
Date Received: 09/30/2016 1048
Client Matrix: Drinking Water

Unit RL RL Dilufion

Method:  200.8 Rev.5.4
Prep Method: 200
Pb 16.9
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Date Analyzed: 10/28/2016 1557
Date Prepared: 10/28/2016 1100
ug/L 1.00 1.00 1.0

11/07/2016



Jack DeGraw
Orange-Ulster BOCES
53 Gibson Road
Goshen, NY 10924

Client Sample ID: GFB Classroom 123 Bathroom Sink
Lab Sample ID: 420-111137-21

Analyte Result/Qualifier

Job Number: 420-111137-1
Sdg Number: Tuxedo UFSD - George F Baker

Date Sampled:  09/27/2016 0545
Date Received: 09/30/2016 1048
Client Matrix: Drinking Water

Unit RL RL Dilution

Method:  200.8 Rev.5.4
Prep Method: 200
Pb 15.2
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Date Analyzed: 10/28/2016 1539
Date Prepared: 10/28/2016 1030
ug/L 1.00 1.00 1.0

11/07/2016



