STATE OF CALIFORNIA

FACILITY INSPECTION TOOL(FIT)
SCHOOL FACILITY CONDITIONS EVALUATION
(REV 05/09)

STATE ALLOCATION BOARD

Page 6 of 6
ECHOOL DISTRI TG OUNTY DFFIGEOF EDUCATION CORINTY
GUSTINE UNIFIED SCHOOL DISTRICT MERCED
GUSTINE ELEMENTARY SCHOOL TYPE (GRADELEVELS) WUNBER OF CLASSROOMS ON SITE
K-6 7
INSPECTOR'S NAME MNEPECTOR'STITLE NAME OF DISTRICT REPRESEN TATIVE ACCOMPANYING THEINSPECTOR(S) (IF APPLICABLE)
RAY BIRCH UTILITY SUPERVISOR RUSSELL HAZAN
TIE (OF INGPEC TION WEATHER CONDITION AT TIME OF NSPECTION
8:30
PART lll: CATEGORY TOTALS AND RANKING (round all calculations to two decimal places)
TOTAL NUMBER A, SYSTEMS B.NTERIOR C,CLEANLINESS D,ELECTRICAL E.RESTROOMSFOUNTANS F.BAFETY G.STRUCTURAL H.EXTERNAL
OF AREAS SATECORY TERIOR OVERALL PESTMER SNKS azaroous | STRUCTURAL O e Cowars
TOTALS GASLEAKS MECHHVAC SEWER o ME BLECTRICAL RESTROOMS rressery | Y ROOFS SCHOOL GNEROoRS
EVALUATED EURFACES CLEANLINESS | INFESTATION FOUNTANS MATERIALS DAMAGE - GATESFENCES
Number of *v*s: 21 21 21 19 21 21 21 21 21 21 21 21 21 6 21
‘ Number of "D's: 0 0 0 2 0 0 0 0 0 0 0 0 0 1 0
21 Number of "X"s: 0 0 0 0 0 0 0 0 0 0 Q 0 0 0 0
Number of N/As: 0 0 0 0 0 0 0 0 0 0 0 0 0 14 0
Percent of System in Good Repair
Number of *v*s divided by 100.00% 100.00% 100.00% 90.48% 100.00% 100.00% 100.00% 100.00% 100.00% 100.00% 100.00% 100.00% 100.00% 85.71% 100.00%
(Tatal Areas - NAs|*
Total Percent Cate
gy eegey 100.00% 90.48% 100.00% 100.00% 100.00% 100.00% 100.00% 92.86%
(average of above)*
RanR(Clrcla one)
GOOD = 90%-100%
GOOD GOOD GOOD GOOD GOOD GOOD
FAIR = 75%-89.99% Goop cooD
POOR = 0%-74,99%
*Note: An extreme deficiency in any area automatically results in a "poor” ranking for that category and a zero for "Total Percent per Category",
OVERALL RATING: DETERMINE AVERAGE PERCENTAGE OF 8 CATEGORIES ABOVE —h{ 97.92% SCHOOL RATING** —DI GOOD
**For School Rating, apply the Percentage Range below lo lhe average percentage determined above, taking into account the rating Description below.
PERCENTAGE DESCRIPTION RATING
99%-100% The school meets most or all standards of good repair. Deficiencies noted, if any, are not significant and/orimpact a very small area of lhe school. EXEMPLARY
90%-98.99% | The school is maintained in good repair wilh a number of non-crilical deficiencies noted. These deliciencies are isolated, and/or resulling from minor wear and tear, and/or in the process of being mitigated. GOOD
75.%-89.99% |The schoal is nolin good repair. Some deficiencies noled are crilical and/or widespread. Repairs and/or additional maintenance are necessary in several areas of the schoal site. FAIR
0%-74.98% The school facilities are in poor condilion. Deficiencies of various degrees have been nated throughout the site. Major repairs and mainlenance are necessary throughout the campus, POOR

COMMENTS AND RATING EXPLANATION:




FACILITY INSPECTION TOOL
SCHOOL FACILITY CONDITIONS EVALUATION

STATE ALLOCATION BOARD
OFFICE OF PUBLIC SCHOOL CONSTRUCTION

(REV 05/09) Page50f 6
PART ll: EVALUATION DETAIL Date of Inspection: UY/U6/18 School Name: GUSTINE ELEMENTARY
CATEGORY 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15m!'—
AREA GAS LEAKS MECH/HVAC SEWER SIUNTIFETC.;Z CLSXSL'TAN:SS :;;is;gi_?:\g: ELECTRICAL RESTROOM FO?JI:TK::NS FIRE SAFETY H,:::sgokf: ST;AU:;::;AL ROOFS zl-ggfzazmlmls: DOORS/
GATESIEENCER |
v v v v v v v v v v v v v NA v
MEDIA/Library
COMMENTS:
v v v v v v v v v v v v v NA v
CAFE/kitchen
COMMENTS;
COMPUTER v v v v v v v v v v v v v NA v
LAB COMMENTS:
v v v v v v v v v v v v v NA v
LOUNGE
COMMENTS:
v v v v v v v v v v v v v v v
EXTERIOR
COMMENTS:
v v v v v v v v v v v v v D v
PLAYGROUND
COMMENTS: | The fall material at both playground sets have many cracks and rips, that are in need of repair. The large holes have been temporarily repaired,
v v v v v v v v v v v v v NA v
ROOM B-1
COMMENTS:
v v v D v |V v v v v v v v NA v
ROOM C-2
COMMENTS: | There is chipped formica on the counter.
v v v v v v v v v v v v v NA v
ROOM D-3
COMMENTS:
v v v v v v v v v v v v v NA v
ROOM E-1
COMMENTS:
v v v v v v v v v v v v v NA v
ROOM E-3
COMMENTS:
v v v v v v v v v v v v v NA v
ROOM F-4
COMMENTS:
v v v D v v v v v v v v v NA v
ROOM F-6
COMMENTS: | The vent needs repair, and there is peeling paint.
v v v v v v v v v v v v v NA v
ROOM G-2

COMMENTS:




FACILITY INSPECTION TOOL
SCHOOL FACILITY CONDITIONS EVALUATION

STATE ALLOCATION BOARD
OFFICE OF PUBLIC SCHOOL CONSTRUCTION

(REV 0508) Page 5 of 8
PART il: EVALUATION DETAIL Date of Inspection: UY/Ub/18 School Name! GUSTINE ELEMENTARY
CATEGORY 1 2 3 4 5 [ 7 8 9 10 11 12 13 14 15
: WoWer—|
AREA GAS LEARE . MEGHHVAG BEWER ;‘_";:m a::;?;;& xf;‘:m: RLRCTRICAL || SFRATROON ; nﬁ‘:’m_ FIRE BAFETY m mm |RDOFS l:an oL Growas | DOORS)
v v v v v v v v v v v v v NA v
ROOM G-4 _
v v v v v v v v v v v v v NA v
A GIRLS
COMMENTS:
v v v v v v v v v v v v v v v
A BOYS
COMMENTS;
v v v v v v v v v v v v v v v
D-GIRLS
COMMENTS:
v v v v v v v v v v v v v v v
D-BOYS | ——
COMMENTS!
v v v v v v v v v v v v v v v
E-BOYS
[COMMENTS;
v v v v v v v v v v v v v v v
E-GIRLS :
COMMENTS:

Marks: V- Good Repair (When filing up the electronic version, please use ctrl+G ); D = Deflciency; X = Extreme Deflciency; NA = Not Applicable

Use additlonal sheets as necessary.




Gustine Unified School District
2018-2019 Williams Monitoring

Instructional Materials Credentials Facilities SARC Additional

Deficiencies Identified By Deficiencies Date Discrepancies Settlement

Gustine Grade Date Resolved Identified Resolved Emergencies Identified Score Identified Monitoring
BLSting None None None 97.92% |None NA

ESD




