Water Testing Results - Pilot Rock School District, Elementary Bldg.

Action Level is 15 parts per billion (ppb)

Fixture Location/Description Fixture ID # Test Date| Test Result
Kindergarten Classroom 22020100-001CF21A 11/3/2021 ND
1st Grade Classroom 22020100-002CF21A 11/3/2021 ND
Head Start Water Fountain 22020100-003DW21A 11/3/2021 5.9
Head Start Classroom 22020100-004CF21A 11/3/2021 ND
Cafeteria Fountain 22020100-005DW21A 11/3/2021 ND
Kitchen 22020100-006KF21A 11/3/2021 ND
Staff Room 22020100-007SF21A 11/3/2021 1.0
Fountain Outside staff room 22020100-008DW21A 11/3/2021 2.1
2nd Grade Classroom 22020100-009CF21A 11/3/2021 1.3
Outside 2nd Grade Fountain 22020100-010DW21A 11/3/2021 1.6
3rd Grade Classroom 22020100-011CF21A 11/3/2021 1.3
SPED Room 22020100-012CF21A 11/3/2021 2.6
Outside 5th grade Fountain 22020100-013DW21A 11/3/2021 ND
4th Grade Classroom 22020100-014CF21A 11/3/2021 1.5
5th Grade Classroom 22020100-015CF21A 11/3/2021 1.9
Band Room #1 22020100-016CF21A 11/3/2021 5.8
Band Room # 2 22020100-017CF21A 11/3/2021 4.2
Empty Room N Wall 22020100-018CF21A 11/3/2021 6.0
File Room 22020100-019CF21A 11/3/2021 4.8
Middle Room Storage 22020100-020CF21A 1/11/2022 10.7
South End Storage Room 22020100-021CF21A 1/11/2022 4.5
Girl Bathroom Sink 22020100-022BF21A 11/3/2021 1.9
Boys Bathroom Sink 22020100-023BF21A 11/3/2021 1.1
Girl locker Fountain 22020100-024DW21A 11/3/2021 ND
Girls locker room sink 22020100-025BF21A 11/3/2021 1.1
Boys Locker Fountain 22020100-026DW21A 11/3/2021 ND
Boys Locker room Sink 22020100-027BF21A 11/3/2021 6.6

ND = Non Detect - Lead level is below the set detection limits of 1 ppb




Water Testing Results - Pilot Rock School District, JH and HS Bldgs.

Action Level is 15 parts per billion (ppb)

Fixture Location/Description Fixture ID # Test Date | Test Result
Junior High Girls Bathroom 22020201-001BF21A 11/3/2021 ND
Junior High Fountain by GB 22020201-002DW21A 11/3/2021 ND
Junior High Fountain B GB 22020201-003DW21A 11/3/2021 ND
Junior High Boys Bathroom 22020201-004BF21A 11/3/2021 ND
Junior High Kitchen Sink 22020201-005KF21A 11/3/2021 ND
Junior High Upstairs Drinking Fountain 22020201-006DW21A 11/3/2021 ND
Junior High Art Room 22020201-007CF21A 11/3/2021 ND
Junior High Home 22020201-008DW21A 11/3/2021 1.7
High School fountain outside G Locker room 22020200-001DW21A 11/3/2021 ND
High School Girls Locker Room 22020200-002CF21A 11/3/2021 2.7
High School fountain outside Boys locker room (22020200-003DW21A 11/3/2021 ND
High School Boys Locker Room 22020200-004CF21A 11/3/2021 ND
High School Boys Bathroom 22020200-005CF21A 11/3/2021 ND
High School Girls Bathroom 22020200-006CF21A 11/3/2021 ND
High School fountain outside girls bathroom 22020200-007DW21A 11/3/2021 ND
High School Staff Room 22020200-008CF21A 11/3/2021 ND
High school fountain by Library 22020200-009DW21A 11/3/2021 ND
High School Library Sink 22020200-010CF21A 11/3/2021 ND

ND = Non Detect - Lead level is below the set detection limits of 1 ppb




